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DISCLAIMER 

Staff members of the California Energy Commission prepared this report. As such, it does not 
necessarily represent the views of the Energy Commission, its employees, or the State of California. 
The Energy Commission, the State of California, its employees, contractors and subcontractors make 
no warrant, express or implied, and assume no legal liability for the information in this report; nor does 
any party represent that the uses of this information will not infringe upon privately owned rights. This 
report has not been approved or disapproved by the Energy Commission nor has the Commission 
passed upon the accuracy or adequacy of the information in this report. 
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ABSTRACT 
 

This draft evaluation report presents a request for approval of a compliance option for the 
Altherma Air‐to‐Water Source Heat Pump system.  Daikin AC Inc. manufactures this system.  
The proposed compliance option would establish the equipment efficiency ratings necessary to 
calculate performance of the Altherma system’s contribution for showing compliance with the 
residential building energy performance path under the Building Energy Efficiency Standards. 
 
The Altherma Air‐to‐Water Source Heat Pump can provide space heating and cooling and 
domestic water heating.  Equipment used to show compliance with the Building Energy 
Efficiency Standards must meet federally mandated efficiency levels prescribed by the U.S. 
Department of Energy.  However, the Department of Energy has determined that current 
federal efficiency test procedures do not apply to the Altherma Air‐to‐Water Source Heat Pump.  
Hence, this system does not have efficiency descriptors to use for showing compliance with the 
Building Energy Efficiency Standards.   
 
In 2009, the Department of Energy granted Daikin an interim exemption of the Altherma 
appliance from using the federal efficiency test procedures.  Exemptions are given to appliances 
that have a design or function that cannot be measured using existing test procedures.  In  
early 2010, the Energy Commission posted on its website equipment efficiency listings for the 
Altherma systems to be used for compliance with the Building Energy Efficiency Standards.  
These efficiency listings are the minimum federal equipment levels for heat pumps.  Daikin is 
seeking approval of a compliance option for the Altherma Air‐to‐Water Source Heat Pump to 
change the current allowed efficiencies to be based on their European test procedures. 
     
Staff believes the request for a compliance option is warranted and recommends that a staff 
webinar be held to discuss the proposal explained in this draft evaluation report. 
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Introduction 
 
Daikin AC (Americas) submitted an application on June 23, 2010, with supporting information 
to the California Energy Commission for a compliance option for use in demonstrating 
residential building energy compliance.  This application is to establish the equipment 
efficiency ratings that the Daikin Altherma Air‐to‐Water Source Heat Pump system would use 
when calculating energy compliance under the Building Energy Efficiency Standards 
(Standards).  Proposed efficiency ratings would be used for the performance compliance 
approach for the Altherma system in newly constructed homes and additions and alterations to 
existing homes.  
 
The Altherma Air‐to‐Water Source Heat Pump can provide space heating and cooling and 
domestic water heating.  An exterior heat pump extracts heat from outside air, transferring the 
heat through refrigerant piping to a refrigerant‐to‐water heat exchanger, then uses the heated 
water for space heating (fan coil or radiant) and space cooling (fan coil or radiant), and water 
heating (domestic hot water via an indirect tank).  Daikin seeks approval of a compliance option 
for the Altherma Air‐to‐Water Source Heat Pump to change the current allowed efficiencies for 
the Altherma system to be based on  European test procedures.      
   
Background 
 
On June 23, 2010, the Energy Commission received an application and supporting information 
from Daikin AC requesting approval of a compliance option for the Altherma Air‐to‐Water 
Source Heat Pump.  The application is consistent with the compliance options procedures in 
Section 10‐109 of the Standards. 
 
Staff communicated receipt of the compliance option application and proposed two alternative 
approaches for Daikin to move forward.  Also staff communicated the need for additional 
supporting information.   
 
In a letter dated January 6, 2011, Daikin representatives told Energy Commission staff that its 
preferred approach was staff’s suggested “compliance modeling approach, Option A.”  This 
approach required determination of the efficiency descriptors to be used for the Altherma 
system when in space heating, space cooling, and water heating modes based on the U.S. 
Department of Energy’s (DOE) authorization to use efficiency ratings for the system resulting 
from European test procedures.  Daikin provided staff with necessary supporting information. 
 
Energy Commission staff and representatives of Daikin met on March 15, 2011, to further clarify 
the dynamics of the operation of the Altherma system and its interface with calculated 
efficiency ratings from DOE’s authorized use of European equipment testing.  
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Compliance Option  
 
Section 10‐109 allows for the introduction of new compliance approaches, which cannot be 
properly accounted for in the current approved compliance approaches.     
 
Space conditioning and water heating equipment used to show compliance with the Standards 
must meet federally mandated efficiency levels.  However, DOE has determined that current 
federal efficiency test procedures do not apply to the Altherma Air‐to‐Water Source Heat Pump.  
Hence, this system does not have efficiency descriptors to use for showing compliance with the 
Standards.   
 
In 2009, the DOE granted Daikin an exception of the Altherma system from using the federal 
efficiency test procedures.  Exceptions are given to appliances that have a design or function 
that cannot be measured using existing testing procedures. 
 
In early 2010, the Energy Commission posted on its website equipment efficiency listings for the 
Altherma systems to be used for showing compliance with the Standards.  These efficiency 
listings are the minimum federal equipment levels for heat pumps:   

• Space heating—HSPF 7.7 
• Space Cooling—SEER 13 
• Water heating—Energy Factor (EF) 0.904 
 

Daikin is seeking approval of a compliance option for the Altherma Air‐to‐Water Source Heat 
Pump to change the current allowed efficiencies to be based on European test procedures.     
 

• Daikin’s request does not require modifications to performance computer modeling nor 
does it propose modifications to the prescriptive component packages.   

• Daikin’s request does not require special calculations or enforcement checks that are 
different than those specified in compliance reference information. 

• Daikin’s request does not change or modify compliance reference information used by 
the Standards, Reference Appendices, Residential Compliance Manual, or Compliance 
Forms.   

 
Staff Evaluation 
 
Staff reviewed the information provided by Daikin for the Altherma system based on European 
testing results.  The data was for a limited number of test cases for a range of varying 
configurations of the Altherma system. 
 
The Altherma system can be set up to operate in one or more multiple modes—space heating, 
space cooling, and water heating—and can be configured by the installer to meet varying needs 
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using combinations of equipment having different operational parameters and with different 
control schemes.  The system’s design and installation are field‐adjusted and engineered 
depending on the actual building, climate zone, and conditioning functions necessary for the 
occupant’s needs.  In addition to being dependent on this field engineering, the energy use of 
the Altherma system depends on variations in the “balance of system” equipment that is not 
included in the limited test cases from the European testing or separately modeled within 
Energy Commission‐approved performance modeling procedures.  Compliance modeling must 
be completed in advance of this field engineering and prior to when the specification of all the 
performance characteristics of “balance of system” equipment and controls are known. 
 
In establishing compliance options, the Energy Commission takes care to achieve reliable 
energy savings results based on inspections that can be made by local building department staff 
or Home Energy Rating System (HERS) raters completing field verification.  The Energy 
Commission endeavors to not overstate expected energy savings, particularly when variations 
in design, installation, and configuration that cannot be reliably demonstrated by building 
departments and HERS raters can result in those savings not being achieved.  In the case of the 
Altherma system, staff believes that the European test results provide a reasonable basis for a 
conservative estimate of the efficiency of the installed system, recognizing that field engineering 
may result in system enhancements that are not able to be addressed in energy performance 
software or to be inspected or verified. 
 
Staff bases its conclusions on the European test results that are recognized by DOE and that 
most closely represent the ambient and delivery temperatures used in performance modeling 
for equipment delivering the same end‐use services.  Staff discussions with Daikin and 
documentation supporting the compliance option application reveal that the Altherma system 
can provide space heating either by functioning as a split‐system heat pump or as a combined 
hydronic system.  Staff’s recommendations recognize that the system can be specified for 
compliance operating in either mode and establish efficiency levels for each of the modes. 
 
Space conditioning equipment efficiency ratings are necessary for calculating energy 
performance used to show compliance with the Standards.  In addition, the Standards require 
specific procedures for installers and third‐party HERS raters to verify correct refrigerant charge 
and proper air‐conditioner system operation.  These required installation procedures apply to 
split system air conditioners and heat pumps.  In addition to proposed efficiency ratings for the 
Altherma Air‐to‐Water Source Heat Pump system, staff has included installation criteria 
required for this type of equipment.  Installation requirements include:  
 

• Installation and verification of controls to limit supplementary electric resistance 
heating.  

• Verification of refrigerant charge, metering, or presence of a charge indicator display.  
• Verification of proper air system fan flow and air handler fan watt draw.       
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Proposed Compliance Option 

Staff believes the request and application for a compliance option is warranted, and the 
submitted information supporting the Altherma system and its various installed configurations 
is appropriate for the purpose of the request.   
 
The Daikin Altherma system can operate in multiple modes.  Staff recommends that the 
Altherma system be described for compliance purposes as either: 

• Split System Heat Pump 
• Combined Hydronic system 

  
Based on Daikin European appliance test results for the Altherma system, staff proposes the 
equipment efficiency ratings specified below to be used for all Altherma systems:   

Space Heating  HSPF—11 (split system heat pump)  
EF—2.4 (combined hydronic) 

Space Cooling  SEER—13 
Water Heating  EF—2.4* 

*When a separate stand alone water heater is not used to provide water heating. 
 
Attachment 1 to this document contains staff’s proposed notification to building departments 
and the building industry of new efficiency ratings approved for the Altherma Air‐to‐Water 
Source Heat Pump system should the Energy Commission approve this compliance option.  
This document also specifies necessary modeling inputs to be used when demonstrating 
compliance using the performance approach for residential buildings.   

  

Conclusion 
 
The Daikin application for a compliance option is complete and all compliance information 
necessary to implement the proposed efficiency ratings for the Altherma system are included in 
Attachment 1.  Energy Commission staff recommends a public webinar be held to discuss the 
proposal explained in this draft evaluation report. 
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Staff Proposed Efficiency Inputs for the  
Daiken AC (Americas), Inc. 

Altherma Air-to-Water Source Heat Pump System 
 

The Building Energy Efficiency Standards (Standards) require space conditioning and water 
heating equipment to use specific performance ratings for the equipment.  These performance 
ratings (that is, efficiency descriptors or indices) are used in performance compliance software 
to calculate the equipment’s overall contribution for showing compliance with the Standards.  
Depending on system configuration, the Daiken Altherma Air-to-Water Source Heat Pump can 
provide space heating, space cooling and domestic water heating.   

The following efficiency descriptors shall be used for any configuration of the Altherma system 
in all climate zones where the system is installed.   

Description  Model No. 
Capacity 
(tons) 

Space Heating
  Space 

Cooling 
SEER 

Water Heating 
Efficiency         
(E.F.)* 

Heating 
Combined 
Hydronic 

HSPF  E.F. 

Split Altherma LT  ERLQ036BAVJU  3  11  2.4  13  2.4

Split Altherma LT  ERLQ048BAVJU  4  11 2.4 13  2.4

Split Altherma LT  ERLQ054BAVJU  4.5  11 2.4 13  2.4

MonoBloc Altherma LT  EBLQ036BA6VJU  4  11 2.4 13  2.4

MonoBloc Altherma LT  EBLQ048BA6VJU  5  11 2.4 13  2.4

MonoBloc Altherma LT  EBLQ054BA6VJU  4.5  11 2.4 13  2.4

MonoBloc Altherma LT  EDLQ036BA6VJU  3  11 2.4 13  2.4

MonoBloc Altherma LT  EDLQ048BA6VJU  4  11 2.4 13  2.4

MonoBloc Altherma LT  EDLQ054BA6VJU  4.5  11 2.4 13  2.4

*Except when a separate stand alone water heater is used. 

Required Installation Criteria— 
1. HERS rater field verification of: 

a. Supplementary electric resistance heating controls that have two capabilities 
to limit the electric resistance heating and a “smart thermostat” that minimizes 
the use of supplementary heating during startup and recovery from setbacks 
(Section 112 (b) and (c) of the Standards) 

b. Refrigerant charge and metering (Reference Appendices, RA3.2), or 
presence of charge indicator display (Reference Appendices, RA3.4)    

c. Air system fan flow and air handler fan watt draw (Reference Appendices, 
RA3.3) 

Note:  EER credit cannot be claimed for this equipment  
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Required Compliance Software Inputs— 
The Altherma Air-to-Water Source Heat Pump system is an electric heat pump used for 
both space conditioning and water heating.  Distribution is provided through hot water 
pipes (radiant) and/or baseboards and fan coils.  The following performance modeling 
inputs are to be used with all other appropriate performance compliance software 
parameters as specified in the Residential Alternative Calculation Manual (ACM) and 
those of the computer vendor: 

HVAC Space Heating  
• Acceptable equipment types — 

o SplitHeatPump:  HSPF 11.0 
o CombHydro:  Energy Factor (EF):  2.4 

HVAC Space Cooling 
• SplitHeatPump:  SEER 13  
• Refrigerant charge (or charge indicator light), watts/cfm and air flow must be 

HERS rater field verified  
HVAC Distribution Type & Location 
• Hydronic—radiant floor, radiator(s), or ducted system (same as air distribution) 
Water Heating 
• Water heater type—separate storage water heater (StoGas, StoElec) or heat 

pump (StoHP) 
• Indirect fired storage tank 
• Storage tank wrapped with R-12 insulation or internally insulated to at least R-16 

 


