
78684 72
97 Floor Area (sqft) 2622.8

∆T (MAX) 25
UA 3147.36

BIN DATA HOURS
Outside 
Temp.

Inside 
Temp.

COOLING 
LOAD

TOTAL 
COOLING 
CAPACITY

PART LOAD 
FACTOR

EQUIVALENT 
FULL LOAD 

COOLING HOURS

110-114 0 112 72 125894.4 84000 1.00 0.00
105-109 4 109 72 116452.3 84000 1.00 4.00
100-104 35 102 72 94420.8 84000 1.00 35.00
95-99 91 97 72 78684 84000 0.94 85.24
90-94 168 92 72 62947.2 84000 0.75 125.89
85-89 228 87 72 47210.4 84000 0.56 128.14
80-84 325 82 72 31473.6 84000 0.37 121.77
75-79 417 77 72 15736.8 84000 0.19 78.12
70-74 542 77 72 15736.8 84000 0.19 101.54

679.71

COOLING LOAD HOURS CALCULATION TEST CITY

 Annual Equivalent Full Load Cooling Hours

Max Load [btu/h]
Max Outside Temp

Indoor Design Temp


