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Computer (Hard disk drive)

Model - Apple Power Macintosh 8500 M3409

Ratings - 120V, 9A

Normal Voltage Condition

Voltage Current
Frequency  60.04 RMS 120.13 0.90
Power Peak 167.27 281
KW 0.06 DC Offset 0.02 -0.02
KVA 0.11 Crest 1.39 3.13
KVAR 0.01 THD Rms 1.61 79.69
Peak KW 0.47 THD Fund 1.61 131.91
Phase 9° lead HRMS 1.94 0.71
Total PF 0.59 KFactor 18.89
DPF 0.99
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Computer (Hard disk drive)
Model - Apple Power Macintosh 8500 M3409
Ratings - 120V, 9A

Low Voltage Condition

Frequency

Power
KW
KVA
KVAR

Peak KW

Phase

Total PF

DPF
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Voltage Current

5008 RMS 108.43 0.99

Peak 150.94 3.03
0.07 DC Offset 0.10 -0.02
0.11 Crest 1.39 3.04
0.01 THD Rms 1.57 78.66
0.46 THD Fund 1.57 127.39
8° lead HRMS 1.70 0.78
0.61 KFactor 16.94
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Computer (Hard Disk Drive)
Model - Gateway G6-333

Ratings

- 100-120V, 5A (Yr-1998)

Normal Voltage Condition

Voltage Current
Frequency 5998 RMS 120.23 1:55
Power Peak 167.63 415
KW 0.12 DC Offset 022 -0.02
KWVA 0.18 Crest 1.39 2.69
KVAR 0.01 THD Rms 2.18 74.49
Peak KW 0.69 THD Fund 2.18 111.66
Phase 7° lead HRMS 2.62 1.15
Total PF 0.66 KFactor 12.82
DPF 099
Current
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Computer (Hard Disk Drive)
Medel - Gateway G6-335
Ratings - 100-120V, 5A (Yr-1998)

Low Voltage Condition

Voltage Current
Frequency 60.04 RMS 108.24 1.64
Power Peak 150.48 4.29
KW 0.12 DC Offset 0.09 -0.02
KVA 0.18 Crest 1.39 2.62
KVAR 0.01 THD Rms 2.44 73.23
Peak KW 0.65 THD Fund  2.44 107.55
Phase 6° lead HRMS 2.64 1.20
Total PF 0.67 KFactor 1115
DPF 0.99
Current
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Computer ( Hard Disk Drive )
Model - I2M Aptiva S76, 200 MHz
Ratings - 120V

Normal Voltage Condition

Voltage Current
Frequency 59.96 RMS 120.14 0.76
Power Peak 166.25 2.02
Watts 58.00 DC Offset 0.06 -0.03
VA 91.00 Crest 1.38 2.65
Vars 14.00 THD Rms 3.29 74.64
Peak W 335.00 THD Fund 3.30 112.17
Phase 14° lead HRMS 3.96 0.57
Total PF 0.64 KFactor 13.26
DPF 097
Current
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Computer ( Hard Disk Drive )
Model - IBM Aptiva S76, 200 MHz
Ratings - 120V

Low Voltage Condition

Voltage Current
Frequency 59.96 RMS 108.21 0.81
Power Peak 150.05 201
Watts 57.00 DC Offset 0.04 -0.03
VA 87.00 Crest 1.39 2.50
Vars 14.00 THD Rms 3132 7237
Peak W 301.00 THD Fund 332 104 BT
Phase 14° lead HRMS 3.59 0.58
Total PF 0.66 KFactor 12.01
DPF 097
Current
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Computer ( Hard Disk Drive )
Model - Dell Optiplex, 300MHz

Ratings - 120V

Normal Voltage Condition

Voltage Current
Frequency 5998 BMS 120.24 081
Power Peak 162.54 1.84
Watts 68.00 DC Offset 0.09 -0.02
VA 97.00 Crest 1.35 227
Vars 9.00 THD Rms 390 69.05
Peak W 301.00 THD Fund  3.90 95.47
Phase 8% lead HRMS 4 .69 0.56
Total PF 0.70 KFactor 1232
DPF 0.99
Current
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Computer ( Hard Disk Drive )
Model - Dell Optiplex, 300MHz
Ratings - 120V

Low Voltage Condition

Voltage Current
Frequency 5998 RMS 107.77 0.88
Power Peak 145,50 1.96
Watts 67.00 DC Offset 0.05 -0.02
VA 94.00 Crest 1.35 2.24
Vars .00 THD Rms 420 67.36
Peak W 288.00 THD Fund 4.20 91.14
Phase 8° lead HRMS 4.52 0.59
Total PF 0.72 KFactor 11.08
DPF .99
Current
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Computer ( Hard Disk Drive )
Model - Sun UltraSPARC
Ratings - 120V

Normal Voltage Condition

Frequency
Power
Watts

VA

Vars

Peak W
Phase
Total PF
DPF
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Voltage Current
5008 RMS 121.21 0.73
Peak 163 B8 1.03
85.18 DC Offset 0.07 -0.02
B8.20 Crest 1.35 1.41
19.01 THD Rms 3.97 8.55
164.41 THD Fund 3.97 8.58
13° lead HRMS 481 0.06
0.97 KFactor 1.78
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Computer ( Hard Disk Drive )
Model - Sun UltraSPARC
Ratings - 120V

Low Voltage Condition

Voltage Current
Frequency  60.00 RMS 108.14 0.81
Power Peak 146.11 1.11
Watts 85.18 DC Offset 0.06 -0.02
VA 87.26 Crest 1.35 1.38
Vars 16.01 THD Rms 3.96 7.05
Peak W 163 .41 THD Fund  3.96 7.07
Phase 11° lead HRMS 4.28 0.06
Total PF 0.98 KFactor 1.49
DPF 0.98
Current
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Computer ( Hard Disk Drive )
Model - HP Apollo 700
Ratings - 120V

Normal Voltage Condition

Frequency
Power
KW

KVA
KVAR
Peak KW
Phase
Total PF
DPF

Amps
1d

Amps

rms 10

Voltage Current

50.96 RMS 119.68 1.00

Peak 165.27 3.13
0.07 DC Offset 0.05 -0.03
0.12 Crest 1.38 3.14
0.00 THD Rms 3.05 80.38
0.52 THD Fund  3.05 135.09
2° lag HRMS 3.65 0.80
0.60 KFactor 21.20
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Computer ( Hard Disk Drive )
Model - HP Apollo 700
Ratings - 120V

Low Voltage Condition
Voltage Current
Frequency  59.96 RMS 107.61 1.02
Power Peak 148.16 3.06
KW 0.07 DC Offset 0.02 -0.03
KVA 0.11 Crest 1.38 2.99
KVAR 0.00 THD Rms 3.19 78.42
Peak KW 0.46 THD Fund 3.19 126.40
Phase 2° lag HRMS 3.43 0.80
Total PF 0.63 KFactor 18.07
DPF 1.00
Current
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Computer Monitor
Model - Apple M2943
Ratings - 120V, 90W

Normal Voltage Condition

Voltage Current
Frequency  60.04 RMS 119.87 0.97
Power Peak 167.89 291
Watts 71.07 DC Offset 0.02 -0.01
VA 116.10 Crest 1.4 2.99
Vars 33.01 THD Rms 1.52 73.59
Peak W 460.41 THD Fund 1.52 108.68
Phase 25° lead HRMS 1.82 07
Total PF 0.61 KFactor 17.79
DPF 0.90
Current
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Computer Monitor
Model - Apple M2943
Ratings - 120V, 90W

Low Voltage Condition

Frequency
Power
Watts
VA
Vars
Peak W
Phase
Total PF
DPF
5.0
2.5
ANES 0.0
-2.5 :
=5.0

59.98 RMS

Peak
71.07 DC Offset
119.10 Crest
36.01 THD Rms
468 .41 THD Fund
27° lead HRMS
0.60 KFactor
0.89

Current
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Voltage
108.25
151.69
0.12
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1.51
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Computer Monitor
Model - IBM Aptiva S76
Ratings - 120V

Normal Voltage Condition

Voltage Cuirent
Frequency  59.96 RMS 119.79 0.65
Power Peak 165.65 1.65
Watts 51.00 DC Offset -0.09 -0.02
VA 77.00 Crest 1.38 2.56
Vars 10.00 THD Rms 3.29 73.27
Peak W 276.00 THD Fund 3.30 107.67
Phase 11° lead HRMS 395 0.47
Total PF 0.66 KFactor 13.72
DPF 0.98
Current
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Computer Monitor
Model - IBM Aptiva 576
Ratings - 120V

Low Voltage Condition

Voltage Current
Frequency  59.96 RMS 107.91 0.69
Power Peak 149.31 1.65
Watts 51.00 DC Offset  -0.08 -0.02
VA 74.00 Crest 1.38 2.39
Vars 10.00 THDRms  3.32 70.26
Peak W 248.00 THD Fund  3.32 98.75
Phase 11° lead HRMS 3.58 0.48
Total PF 0.69 KFactor 11.77
DPF 0.98
Current
5.0
2.5
Gl o St T ; . : —
19 - 2.08  4.17 6.25 6.34 10.45. 12.50 14.59
-2.5
-5.0
mSec

Current




Computer Monitor
Model - Dell Gptiplex
Ratings - 120V

Normal Voltage Condition

Voltage
Frequency  60.00 RMS 119.43
Power Peak 161.43
Watts 77.00 DC Offset 0.10
VA 80.00 Crest 1.35
Vars 23.00 THD Rms 3.99
Peak W 149.00 THD Fund  3.99
Phase 17° lead HRMS 4.76
Total PF 0.96 KFactor
DPF 0.96
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Computer Monitor
Model - Dell Optiplex
Ratings - 120V

Low Voltage Condition

Voltage Current
Frequency  60.00 RMS 108.03 0.73
Power Peak 145.99 1.02
Watts 75.00 DC Offset 0.05 -0.02
VA 78.00 Crest 1.35 1.41
Vars 19.00 THD Rms 4.00 6.08
Peak W 145.00 THD Fund  4.00 6.09
Phase 15° lead HRMS 4.32 0.04
Total PF 0.97 KFactor 1.59
DPF 0.97
Current
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Computer Monitor
Model - Sun UltraSPARC
Ratings - 120V

Normal Voltage Condition

Voltage Current
Frequency 60,03 RMS 106.30 0.92
Power Peak 143.80 1.42
Watts 092.28 DC Offset 0.03 -0.02
VA 97.33 Crest L35 1.55
Vars 30.03 THD Rms 4.05 14.95
Peak W 187.57 THD Fund 4.06 15.12
Phase 18° lead HRMS 431 0.14
Total PF 0.94 KFactor 2.37
DPF 0.95
Current
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Computer Monitor
Model - Sun UltraSPARC
Ratings - 120V

Low Voltage Condition

Voltage Current
Frequency  60.03 RMS 106.30 0.92
Power Peak 143 80 1.42
Watts 92.28 DC Offset 0.03 -0.02
VA 07.33 Crest 1.35 1.55
Vars 30.03 THD Rms 4 05 14.95
Peak W 187.57 THD Fund 4.06 15.12
Phase 18° lead HRMS 431 0.14
Total PF 0.94 KFactor 237
DPF 0.95
Current
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Computer Monitor
Model - HP A1497A

Ratings - 120V

Normal Voltage Condition

Frequency
Power
KW

KVA
KVAR
Peak KW
Phase
Total PF
DPF

Amps
1@
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rms 16

59.96

0.08
0.12
0.00
0.48
4° lead
0.62
1.00

S.0
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0.0

Voltage

RMS 119.98
Peak 165.61
DC Offset -0.06
Crest 1.38
THD Rms 3.24
THD Fund 3.24
HRMS 3.89
KFactor

Current
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Computer Monitor
Model - HP A1497A
Ratings - 120V

Low Voltage Condition

Voltage Current
Frequency  59.96 RMS 107.66 1.10
Power Peak 148.81 2.97
KW 0.08 DC Offset 0.07 -0.02
KVA 0.12 Crest 1.38 2.70
KVAR 0.00 THD Rms 3.34 75.53
Peak KW 0.46 THD Fund 334 115.26
Phase 4° lead HRMS 3.60 0.83
Total PF 0.65 KFactor 12.93
DPF 1.00
Current
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Scanner
Model - Apple Color One 600/27
Ratings - 120V, 35W

Normal Voltage Condition

Voltage Current
Frequency  59.98 RMS 120.04 0.24
Power Peak 167.84 0.61
Watts 17.06 DC Offset 033 0.06
VA 29.10 Crest 14 2.53
Vars 1.01 THD Rms 1.45 77.51
Peak W 107.41 THD Fund 1.45 122.69
Phase 7° lead HRMS 1.74 0.18
Total PF 0.61 KFactor 16.66
DPF 0.99
Current
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Scanner
Model - Apple Color One 600/27
Ratings - 120V, 35W

Low Voltage Condition

Voltage Current
Frequency 5998 RMS 108.22 0.26
Power Peak 151.36 0.64
Watts 17.06 DC Offset 0.30 0.06
VA 27.10 Crest 1.4 246
Vars 1.01 THD Rms 1.45 76.27
Peak W 09 41 THD Fund 1.45 117.93
Phase 7° lead HRMS 1.57 0.19
Total PF 0.62 KFactor 15.25
DPF 0.99
Current
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Printer
Model - Apple Color Style Writer 2500
Ratings - 120V, 20W

Normal Voltage Condition

Voltage Current
Frequency  59.98 RMS 120.06 0.19
Power Peak 168.42 0.32
Watts 16.06 DC Offset 0.15 0.01
VA 22.10 Crest 1.4 1.74
Vars 9.01 THD Rms 1.44 47.88
Peak W 5941 THD Fund 1.44 54.54
Phase 31° lag HRMS 1.73 0.09
Total PF 0.74 KFactor 0.32
DPF 0.86
Current
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Printer
Model - Apple Color Style Writer 2500
Ratings - 120V, 20W

Low Voltage Condition

Voltage Current
Frequency  59.98 RMS 107.64 0.20
Power Peak 15091 0.38
Watts 17.06 DC Offset 023 0.03
VA 21.10 Crest 1.4 1.87
Vars 3.01 THD Rms 1.45 5437
Peak W 60.41 THD Fund 1.45 64.79
Phase 10° lag HRMS 1.56 0.11
Total PF 0.81 KFactor 8.05
DPF 0.99
Current
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Printer
Model - HP DeskJet722C
Ratings - 120V

Normal Voltage Condition

Voltage Current
Frequency 59.96 RMS 120.24 0.26
Power Peak 166.71 0.70
Watts 16.00 DC Offset 022 0.06
VA 30.00 Crest 1.39 273
Vars 1.00 THD Rms 3.28 7932
Peak W 119.00 THD Fund 3.28 130.27
Phase 6° lead HRMS 394 0.18
Total PF 0.54 KFactor 17.58
DPF 0,99
Current
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Printer
Model - HP DeskJet722C
Ratings - 120V

Low Voltage Condition

Voltage Current
Frequency 59.96 RMS 107.94 0.24
Power Peak 149.78 0.59
Watts 13.00 DC Offset 0.23 0.06
VA 25.00 Crest 1.39 2.49
Vars 1.00 THD Rms 3.22 77.66
Peak W 91.00 THD Fund  3.22 123.25
Phase 6° lead HRMS 3.48 0.15
Total PF 0.52 KFactor 18.08
DPF 0.99
Current
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Printer
Mede: - HF C3155A
Ratings - 120V, 2.5A

Normal Voltage Condition

Voltage Current
Frequency 59.96 RMS 119.45 2.43
Power Peak 163.70 2.97
KW 022 DC Offset -0.44 -0.24
KVA 0.29 Crest 1.37 1.22
KVAR 0.01 THD Rms 3.81 20.43
Peak KW 0.50 THD Fund 3.81 20.87
Phase 2° lead HRMS 4.55 0.40
Total PF 077 KFactor 1.50
DPF 1.00
Current
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Printer
Model - HP C3155A
Ratings - 120V, 2.5A

Low Voltage Condition
Voltage Current

Frequency  59.96 RMS 108.28 2.48
Power Peak 148 .49 3.15
KW 0.21 DC Offset -0.20 0.61
KVA 0.27 Crest 1.37 1.27
KVAR 0.00 THD Rms 3.82 12.64
Peak KW 0.58 THD Fund  3.82 12.74
Phase 1° lead HRMS 413 0.26
Total PF 0.80 KFactor 1.38
DPF 1.00
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Printer
Model - LaserJet 4MP
Ratings - 120V

Normal Voltage Condition

Voltage Current
Frequency 60.00 RMS 11775 2.64
Power Peak 159.39 3.42
KW 0.26 DC Offset 0.05 -0.04
KVA 0.31 Crest 1.35 1.29
KVAR 0.01 THD Rms 3.98 10.42
Peak KW 0.55 THD Fund 3.98 10 48
Phase 3° lead HRMS 4.69 0.23
Total PF 0.83 KFactor 1.34
DPF 1.00
Current
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Printer
Model - HP LaserJet 4MP
Ratings - 120V

Low Voltage Condition

Voltage Current
Frequency 60.00 RMS 109.41 1.92
Power Peak 148.05 2.47
Watts 158.18 DC Offset 0.08 0.00
VA 210.26 Crest 1.35 1.28
Vars 7.01 THD Rms 3.99 17.06
Peak W 364.41 THD Fund 3.99 17.31
Phase 3% lead HRMS 4.36 0.25
Total PF 0.76 KFactor 1.80
DPF 1.00
Current
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Photo Copier
Model - Canon Copier PC-3I1
Ratings 115V, 930W

Phase One
Normal Voltage Condition
Voltage Current
Frequency  59.98 RMS 116.38 7.92
Power Peak 163.05 12.64
KW 0.92 DC Offset 0.19 -0.02
KVA 0.92 Crest 1.4 1.60
KVAR 0.03 THD Rms 1.44 6.81
Peak KW 2.02 THD Fund 1.44 6.83
Phase 2° lead HRMS 1.67 0.54
Total PF 1.00 KFactor 1.20
DPF 1.00
Current
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Photo Copier
Model - Canon Copier PC-3II
Ratings 115V, 930W

Phase One
Low Voltage Condition
Voltage Current
Frequency  60.05 RMS 104.61 T.25
Power Peak 146.82 12.03
KW 0.75 DC Offset 0.06 -0.02
KVA 0.76 Crest 1.4 1.66
KVAR 0.04 THD Ems 1.48 8.74
Peak KW 1.71 THD Fund 1.48 8.77
Phase 3% lead HRMS 1.55 0.63
Total PF 0.99 KFactor 1.33
DPF 1.00
Current
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Photo Copier
Model - Canon Copier PC-311
Ratings 115V, 930W

Phase Two
Normal Voltage Condition

Voltage Current
Frequency  59.98 RMS 120.33 0.93
Power Peak 168.53 2.78
KW 0.09 DC Offset 0.16 -0.01
KVA 0.11 Crest 1.4 2.98
KVAR 0.01 THD Rms 1.50 60.36
Peak KW 0.46 THD Fund 1.50 75.70
Phase 6° lead HRMS 1.80 0.56
Total PF 0.79 KFactor 17.72
DPF 0.99
Current
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Photo Copier
Model - Canon Copier PC-311
Ratings 115V, 930W

Phase Two
Low Voltage Condition

Frequency  59.98 RMS
Power Peak
Watts 16.75 DC Offset
VA 35.76 Crest
Vars 2.04 THD Rms
Peak W 185.71 THD Fund
Phase 8° lead HRMS
Total PF 0.46 KFactor
DPF 0.99

Current
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0.37
1.4

1.43
1.43
1.54

Current
0.33
1.23
0.07
3.69
87.48
180.53
0.28
t*DL**

-1

-2

msec

Current

L L L. 1 k]
i X 3 T 3} 11 13 13

z.08 4,17 6.25 8.34 m,qz\}t.n 14.59

29

iz ze 24 IZIE I8
v 1y 21 ¥ Iy AT 2 Fi

Harmenic



Copier
Model - HP OfficeJet Model 350
Ratings - 120V, 2.5A

Normal Voltage Condition

Voltage

Frequency 59.96 RMS 119.81
Power Peak 164.21
Watts 21.00 DC Offset 0.09
VA 36.00 Crest 1.37
Vars 13.00 THD Rms 3.83
Peak W 109.00 THD Fund  3.83
Phase 31° lead HRMS 4.59
Total PF 0.59 KFactor
DPF 0.86

Current

Amps L e

Current
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Copier
Model - HP OfficeJet Model 350
Ratings - 120V, 2.5A

Low Voltage Condition

Voltage Current
Frequency 59.96 RMS 107.93 0.33
Power Peak 147.90 0.68
Watts 22.00 DC Offset 0.00 -0.02
VA 35.00 Crest 1.37 2.10
Vars 11.00 THD Rms 3.90 68.93
Peak W 103.00 THD Fund  3.91 95.15
Phase 27° lead HRMS 421 0.22
Total PF 0.63 KFactor 12.36
DPF 0.89
Current
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FAX
Model - HP Office 350
Ratings - 120V

Normal Voltage Condition

Voltage

Frequency 59.96 RMS 119.85
Power Peak 164.25
Watts 22.00 DC Offset 0.11
VA 36.00 Crest 1.37
Vars 13.00 THD Rms 3.80
Peak W 109.00 THD Fund 3.81
Phase 31° lead HRMS 4.56
Total PF 0.62 KFactor
DPF 0.86

Current

Current
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FAX
Model - HP Office 350
Ratings - 120V

Low Voltage Condition

Voltage Current
Frequency 59.96 RMS 107.98 0.32
Power Peak 148.05 0.68
Watts 22.00 DC Offset 0.07 -0.02
VA 35.00 Crest 1.37 2.10
Vars 12.00 THD Rms 3.88 66.80
Peak W 105.00 THD Fund 388 89.77
Phase 28° lead HRMS 4.19 022
Total PF 0.65 KFactor 12.26
DPF 0.88
Current
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Answering Machine
Model - AT&T Answering System 1309
Ratings - 120V

Normal Voltage Condition

Voltage Current
Frequency  59.96 RMS 119.84 8.11
Power Peak 167.86 0.19
Watts 9.00 DC Offset 0.16 0.03
VA 13.00 Crest 1.4 1.65
Vars 2.00 THD Rms 2.44 63.86
Peak W 37.00 THD Fund  2.44 82.99
Phase 16° lag HRMS 292 0.07
Total PF 0.71 KFactor 17.02
DPF 0.96
Current
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Answering Machine
Model - AT&T Answering System 1309
Ratings - 120V

Low Voltage Condition

Voltage Current
Frequency  59.96 RMS 107.86 0.11
Power Peak 151.05 0.18
Watts 7.00 DC Offset 0.09 0.04
VA 11.00 Crest 1.4 1.71
Vars 0.00 THD Rms 2.49 71.02
Peak W 32.00 THD Fund 2.49 100 .87
Phase 6° lag HRMS 2.68 0.07
Total PF 0.67 KFactor 11.45
DPF 0.99
Current
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Uninterrupted Power Supply (UPS)
Model - APC Back-UPS Pro 650
Ratings - 120V, 410W, 650VA

Normal Voltage Condition

Voltage Current
Frequency  60.04 RMS 119.97 0.63
Power Peak 167.86 1.53
Watts 60.06 DC Offset 0.00 -0.01
VA 75.10 Crest 1.4 2.44
Vars 13.01 THD Rms 1.56 56.71
Peak W 25941 THD Fund 1.56 68.85
Phase 13° lag HRMS 1.88 0.35
Total PF 0.80 KFactor 7.21
DPF 0.98
Current
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Uninterrupted Power Supply (UPS)
Model - APC Back-UPS Pro 650
Ratings - 120V, 410W, 650VA

Low Voltage Condition

Voltage Current
Frequency  59.98 RMS 108.15 0.64
Power Peak 151.32 1.57
Watts 56.06 DC Offset 0.09 -0.01
VA 69.10 Crest 1.4 2.45
Vars 4.01 THD Rms 1.52 57.11
Peak W 240.41 THD Fund 1.52 69.56
Phase 4° lag HRMS 1.64 0.36
Total PF 0.81 KFactor 7.00
DPF 1.00
Current
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Laptop Battery Recharger
Model - Macintosh Power Book AC Adapter M4402
Ratings - 120V, 45W, 120VA

Normal Voltage Condition

Frequency 50.98
Power

RMS

Peak

DC Offset
Crest
THD Rms
THD Fund
HRMS
KFactor

Curren

Voltage Current
120.50 0.60
169.41 2.39
0.09 -0.01
1.41 3.96
1.31 79.44
1.31 130.81
1.58 0.48
#*UL#*

t

Watts 35.09
VA 1215
Vars 26.02
Peak W 371.59
Phase 37° lead
Total PF 0.49
DPF 0.80
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Laptop Battery Recharger
Model - Macintosh Power Book AC Adapter M4402
Ratings - 120V, 45W, 120VA

Low Voltage Condition

Voltage Current
Frequency  59.98 RMS 108.50 0.66
Power Peak 152.36 2.56
Watts 35.09 DC Offset 0.09 -0.02
VA 71.15 Crest 1.4 3.87
Vars 26.02 THD Rms 1.29 78.22
Peak W 348.59 THD Fund 1.29 125.55
Phase 37° lead HRMS 1.40 0.51
Total PF 0.50 KFactor ¥EDL**
DPF 0.80
Current
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