APPENDIX 54A

Grading Plan
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ALMOND POWER PLANT EXPANSION SITE
NOTES:

TOTAL UNADJUSTED VOLUME
24,245 CU.YDS.

. TOTAL ESTIMATED VOLUME W/ 23.73% ADJ.

50,000 CU.YDS.

. CONTRACTOR TO BRING SITE TO MATCH

EXISTING PERIMETER

. TOTAL YARDS ARE YARD PLACED ON SITE

. SITE SHALL BE FILLED IN 1FT LIFTS AND

COMPACTED TO 90% RELATIVE COMPACTION

. 11D GEOTECH ENG. SHALL INSPECT COMPACTION
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