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NOTE: 480V POWER DISTRIBUTION FOR ONE BLOCK SHOWN
TOTAL OF 4 DISTRIBUTION PANELS FOR ONE FIELD
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*ENGINEERING*
PHONE: (707) 8545969
FAX: (707) B84-8070

*PATCH SERVICES LLC*
424 EECUTVE COURT NORTH
SNTE 4240

FAIRFIELD, CALIFORNIA 94534
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480V DISTRIBUTION
CARRIZO ENERGY SOLAR FARM (CESF)
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