
Supplemental Stability Switch Decks -  El Centro #3 Repower 
=============================================================== 
*   Fault ELSTMP 92 AND TRIP CTG and STG XFMRS  
=============================================================== 
*   Fault Bus at ELSTMP 
FB  0.0  "8335"   92. 
*   Clear fault from ELSTMP 92kV bus 
CFB 8.0  "8335"   92 
*   Switch out ELSTM3 AND REPU3 13.8/92kV XFMR 
DL  8.0  "8649"   13.8   "8335"   92.  "1 " 
DL  8.0  "8100"   13.8   "8335"   92.  "2 " 
 
=============================================================== 
*   BUS FAULT AT El Centro 92kV  
=============================================================== 
*   Fault Bus at ELCENTSW 92kV 
FB  0.0  "8335"   92. 
*   Clear fault from ELCENTSW 92kV buss 
CFB 8.0  "8335"   92. 
 
=============================================================== 
*   BUS FAULT AT El Centro 161kV  
=============================================================== 
*   Fault Bus at ELCENTSW 161kV 
FB  0.0  "8331"   161. 
*   Clear fault from ELCENTSW 161kV buss 
CFB 8.0  "8331"   161. 
*   Switch out elements connected to ELCENTSW 161kV  
DL  8.0  "8331"   161.   "8250"   161.  "1 " 
DL  8.0  "8331"   161.   "8335"    92.  "1 " 
DL  8.0  "8331"   161.   "8367"   161.  "1 " 
DL  8.0  "8331"   161.   "8359"   161.  "1 " 
 
=============================================================== 
*   BUS FAULT El Centro 230kV @ 8 CYCLES 
=============================================================== 
*   Fault Bus at ELCENTSW 
FB  0.0  "8332"   230. 
*   Clear fault from ELCENTSW  
CFB 8.0  "8332"   230. 
*   Switch out elements connected to ELCENTSW 230kV 
DL  8.0  "8332"   230.   "8335"   92.  "1 " 
DL  8.0  "8332"   230.   "22356"   230.  "1 " 
 



=============================================================== 
*   EL CENTRO - PILOT KNOB 161kV line outage 
=============================================================== 
*   Fault Bus at ELCENTRO 161kV 
FB  0.0  "8331"   161. 
*   Clear fault from ELCENTRO 161kV bus 
CFB 8.0  "8331"   161. 
*   Switch out ELCENTRO - PILOT KNOB 161kV line 
DL  8.0  "8331"   161.   "8367"   161.  "1 " 
 
=============================================================== 
*   EL CENTRO - NILAND & EL CENTRO AVE 58 161kV line outage 
=============================================================== 
*   Fault Bus at ELCENTRO 161kV 
FB  0.0  "8331"   161. 
*   Clear fault from ELCENTRO 161kV bus 
CFB 8.0  "8331"   161. 
*   Switch out EL CENTRO - NILAND and EL CENTRO - AVE58 161kV lines 
DL  8.0  "8331"   161.   "8250"   161.  "1 " 
DL  8.0  "8250"   161.   "8682"   161.  "1 " 
DL  8.0  "8682"   161.   "8200"   161.  "1 " 
DL  8.0  "8200"   161.   "8400"   161.  "1 " 
DL  8.0  "8400"   161.   "8806"   161.  "1 " 
DL  8.0  "8806"   161.   "8805"   161.  "1 " 
DL  8.0  "8331"   161.   "8359"   161.  "1 " 


