
El Centro Unit 3 Repower Project
Post Transient Voltage Analysis

Pre - Project N-0 Pre-Project N-1 Post Project N-0 Post Project N-1
Contingency Monitored Bus Margin (mvar) Voltage (pu) Margin (mvar) Voltage (pu) Deviation(%) Margin (mvar) Voltage (pu) Margin (mvar) Voltage (pu) Deviation(%)

Coachella 230kV 412 1.0272 332 1.0235 -0.37% 406 1.0379 329 1.0213 -1.66%
El Centro 230kV 405 1.0023 343 1.0182 1.59% 401 1.0246 339 1.0143 -1.03%

Palo Verde - Devers 500kV line El Centro 161kV 290 1.0289 251 1.0264 -0.25% 287 1.0263 249 1.0199 -0.64%
El Centro 92kV 339 1.0296 287 1.0223 -0.73% 335 1.0223 284 1.0157 -0.66%
Niland 161kV 228 1.0177 198 1.0034 -1.43% 225 1.0153 193 1.0012 -1.41%
LaQuinta 92kV 130 1.0313 109 1.0132 -1.81% 128 1.0287 107 1.0109 -1.78%
All others <5% <5%


