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PROJECT DESCRIPTION - FIGURE 4
El Segundo Power Redevelopment Project

HRSG OUTLET DAMPER
AT EL. 125'-0" AF.G.
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OPERATING FLOOR
AT EL. 40°-0" AF.G.

. AT EL. 250-0" AF.G.
i Bl 25007 AFG SIGNIFICANT STRUCTURES AND EQUIPMENT
DESCRIPTION DMENSION (FD)__
COMBUSTION GAS TURBINE WITH STARTER PACKAGE S0_| 45 20
CT_AIR_INLET_WITH AIR_COOLING 57170 57
CT GENERATOR WITH _ENCLOSURE 20 0 25
HEAT_RECOVERY_STEAM GENERATOR [ARSGJ T30 |45 55
HRSG STACK —— TS.5DAIZ50 AFC
n [STEAM TURBINE_PEDESTAL W/ TURBINE & CONDENSER] 193 | 96 20
/— AUXILIARY TRANSFORMER 1510 70
[STEP—UP TRANSFORME T 75
[SECONDARY UNIT_SUBSIATION/TRANST ORMER 28 | 7 15
_ ;;j%lc TONTROL CENIER 36112 15
A *BASED ON ENVELOPE DIMENSIONS

LEGEND:

COMBUSTION TURBINE GENERATOR (CTG)
CTG INLET AIR PLENUM

HP/IP STEAM TURBINE (ST)

LP STEAM TURBINE

ST GENERATOR

GENERATOR STEPUP TRANSFORMER
AUXILIARY TRANSFORMER

ISOLATED PHASE BUS DUCT

HEAT RECOVERY STEAM GENERATOR (HRSG)
HRSG TRANSITION DUCT FROM CTG

HRSG EXHAUST STACK

SECONDARY UNIT SUBSTATION/TRANSFORMER
ELECTRICAL/CONTROL CENTER
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CALIFORNIA ENERGY COMMISSION, SYSTEMS ASSESSMENT & FACILITIES SITING DIVISION, AUGUST 2002

SOURCE: AFC, Figure 3.4-3b




