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2G1 Introduction 
This appendix summarizes the codes, standards, criteria and practices that will be generally 
used in the design and installation for chemical engineering systems for the Contra Costa 
Generating Station (CCGS). More specific project information will be developed prior to 
construction of the project to support detailed design, engineering, material procurement 
specification and construction specifications as required by the California Energy 
Commission (CEC).  

2G2 Design Codes and Standards  
The design and specification of all work will be in accordance with the laws and regulations 
of the federal government and the state of California. Industry codes and standards partially 
unique to chemical engineering design to be used in design and construction are 
summarized below: 

• ANSI—American National Standards Institute 
• ANSI B31.1—Power Piping Code 
• ASME—American Society of Mechanical Engineers 
• ASME—Performance Test Code 31, Ion Exchange Equipment 
• ASTM—American Society for Testing and Materials 
• ASTM D859-94—Referee Method B for Silica as SiO2 
• ASTM D888-96—Referee Method A for Dissolved Oxygen 
• ASTM D513-96—Referee Method D for CO2 

• OSHA—Occupational Safety and Health Administration 
• SSPC—Steel Structures Painting Council Standards 
• SSPC SP3—Power Tool Cleaning 
• SSPC SP7—Brush-Off Blast Cleaning 
• SSPC SP1—Solvent Cleaning 
• SSPC SP6—Commercial Blast Cleaning 
• SSPC SP5—White Metal Blast Cleaning 
• UL—Underwriters Laboratories 
• AWWA—American Waterworks Association  
• WWA 2540-95—Method C for TDS 
• National Association of Corrosion Engineers (NACE) 

Other recognized standards will be used as required to serve as design, fabrication, and 
construction guidelines when not in conflict with the above listed standards. 

The codes and industry standards used for design, fabrication, and construction will be the 
codes and industry standards, including all addenda, in effect as stated in equipment and 
construction purchase or contract documents. 
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2G3 General Criteria 
2G3.1 Design Water Quality  
2G3.1.1 Water Supply  
Water for CTG evaporative cooling, landscape irrigation, steam cycle makeup makeup, and 
cooling will be provided by the Diablo Water District. Water will be piped onsite and stored 
in a combined Service/Firewater tank. All general service, steam cycle makeup, and 
evaporative cooling water users will be fed from this tank. Site irrigation and potable water 
users will be fed directly from the Diablo Water District main.  

2G3.1.3 Water Treatment  
Water treatment will be provided onsite prior to use as steam cycle makeup water. The cycle 
makeup treatment system will consist of a prefilter, a reverse osmosis (RO) and offsite 
regenerated leased mixed bed Exchange (IX) system. The demineralized water will be stored 
in a 130,000 gallon demineralized water storage tank.  

Treated water will be the highest quality practical. Minimum quality requirements will be as 
follows.  

• Total dissolved solids – < 4 mg/l 
• Silica as SiO2 – 10 μg/l 
• Sodium as Na – 3 μg/l 
• Chloride as Cl – 3 μg/l 
• Iron as Fe – 10 μg/l 
• Specific conductance at demineralizer effluent – 0.1 μS/cm 
• pH – 6.5 to 7.5 

2G3.1.4 Construction Water 
Water for use during construction will be provided by the Diablo Water District. 

2G3.2 Chemical Conditioning  
2G3.2.1 Cycle Chemical Feed System 
To reduce corrosion and scale potential in the condensate and feedwater piping an amine or 
aqueous ammonia and an oxygen scavenger will be fed to the condensate system to raise 
the pH and eliminate residual dissolved oxygen. In addition, a phosphate based chemical 
will be injected directly into the high and intermediate pressure drums to raise the pH of the 
boiler water to prevent corrosion and inhibit scaling of the tube walls. 

2G3.2.2 Cycle Chemical Feed System 
The circulating water of the wet surface air cooler will require conditioning chemicals to 
prevent biological growth and to inhibit corrosion and scale. An oxidizing biocide 
(hypochlorite) will be injected into the basin to prevent biological growth. A blended 
inhibitor/dispersant will also be injected into the makeup water to the cooler to protect the 
tower and tube bundles from scale and corrosion potential. 
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2G3.2.3 Ammonia Chemical Feed System 
Aqueous ammonia will be injected into combustion gas stream ahead of the SCR catalyst to 
remove NOx from the exhaust gas. Aqueous ammonia will be pumped from a bulk storage 
tank, atomized, heated, and diluted with air prior to injection into the SCR. 

2G3.3 Chemical Storage  
2G3.3.1 Storage Capacity 
Where usage allows, chemicals will be delivered and stored onsite in 150-500 gallon 
exchangeable totes with no permanent storage container onsite. The minimum acceptable 
volume of the SCR aqueous ammonia storage tank will provide at least 15 days storage. 

2G3.3.2 Containment 
Chemical tote storage areas and bulk tank storage containing corrosive or hazardous fluids 
will be provided with secondary containment. Secondary containment design will allow a 
full tank capacity spill without overflowing the curbing with an allowance for rainwater or 
firewater, if applicable. For multiple tanks located within the same curbed area, the largest 
single tank will be used to size the containment.  

2G3.3.3 Closed Drains 
Waste piping for volatile liquids and wastes with offensive odors will use closed drains to 
control noxious fumes and vapors.  

2G3.3.4 Coatings 
Tanks, piping, and curbing for chemical storage applications will be provided with a 
protective coating system when required to protect the surfaces from the chemical being 
stored. The specific requirements for selection of an appropriate coating will be identified 
prior to equipment and construction contract procurements.  

2G3.4 Wastewater Collection and Disposal 
The Plant wastewater will be collected by a network of gravity drains and collection sumps. 
Drains with the potential for oil contamination will be segregated from clean waste and 
routed through an oil water separator. Oil free wastewater will be collected in sumps and 
pumped for discharge to the Ironhouse Sanitation District sewer. Wastewater will consist of 
boiler blowdown, combustion turbine evaporative cooler blowdown, RO prefilter 
backwash, RO reject, wet surface cooler blowdown, plant maintenance washdown drains, 
oil water separator effluent and sanitary waste. 

Pre-operational and operational chemical cleaning waste water will be collected, treated, 
and tested prior to disposal. Chemical cleaning waste will be hauled offsite to an acceptable 
treatment facility for disposal.  
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