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Power Flow Plot # Description 

01 2008 Heavy Summer COD Pre-Project Normal Conditions (MVA/%) 
  

02 2008 Heavy Summer COD Post-Project Normal Conditions (MVA/%) 
  

03 2008 Light Winter COD Pre-Project Normal Conditions (MVA/%) 
  

04 2008 Light Winter COD Post-Project Normal Conditions (MVA/%) 
  

05 2012 Heavy Summer FY Pre-Project Normal Conditions (MVA/%) 
  

06 2012 Heavy Summer FY Post-Project Normal Conditions (MVA/%) 
  

07 2008 Heavy Summer COD Pre-Project:  Pala - Lilac 69 kV TL6932 Outage (MVA/%) 
  

08 2008 Heavy Summer COD Post-Project:  Pala - Lilac 69 kV TL6932 Outage (MVA/%) 
  

09 2008 Light Winter COD Pre-Project:  Pala - Lilac 69 kV TL6932 Outage (MVA/%) 
  

10 2008 Light Winter COD Post-Project:  Pala - Lilac 69 kV TL6932 Outage (MVA/%) 
  

11 2012 Heavy Summer FY Pre-Project:  Pala - Lilac 69 kV TL6932 Outage (MVA/%) 
  

12 2012 Heavy Summer FY Post-Project:  Pala - Lilac 69 kV TL6932 Outage (MVA/%) 
  

13 2008 Heavy Summer COD Pre-Project:  Avocado - Monserate - Pala 69 kV TL698 Outage (MVA/%) 
  

14 2008 Heavy Summer COD Post-Project:  Avocado - Monserate - Pala 69 kV TL698 Outage (MVA/%) 
  

15 2008 Light Winter COD Pre-Project:  Avocado - Monserate - Pala 69 kV TL698 Outage (MVA/%) 
  

16 2008 Light Winter COD Post-Project:  Avocado - Monserate - Pala 69 kV TL698 Outage (MVA/%) 
  

17 2012 Heavy Summer FY Pre-Project:  Avocado - Monserate - Pala 69 kV TL698 Outage (MVA/%) 
  

18 2012 Heavy Summer FY Post-Project:  Avocado - Monserate - Pala 69 kV TL698 Outage (MVA/%) 
  



 

Power Flow Plot # Description 
19 2008 Heavy Summer COD Pre-Project:  Sycamore Canyon - Creelman 69 kV TL6917 Outage (MVA/%) 

  
20 2008 Heavy Summer COD Post-Project:  Sycamore Canyon - Creelman 69 kV TL6917 Outage (MVA/%) 

  
21 2008 Light Winter COD Pre-Project:  Sycamore Canyon - Creelman 69 kV TL6917 Outage (MVA/%) 

  
22 2008 Light Winter COD Post-Project:  Sycamore Canyon - Creelman 69 kV TL6917 Outage (MVA/%) 

  
23 2012 Heavy Summer FY Pre-Project:  Sycamore Canyon - Creelman 69 kV TL6917 Outage (MVA/%) 

  
24 2012 Heavy Summer FY Post-Project:  Sycamore Canyon - Creelman 69 kV TL6917 Outage (MVA/%) 

  
25 2008 Heavy Summer COD Pre-Project:  Felicita - Ash - Valley Center 69 kV TL681 Outage (MVA/%) 

  
26 2008 Heavy Summer COD Post-Project:  Felicita - Ash - Valley Center 69 kV TL681 Outage (MVA/%) 

  
27 2008 Light Winter COD Pre-Project:  Felicita - Ash - Valley Center 69 kV TL681 Outage (MVA/%) 

  
28 2008 Light Winter COD Post-Project:  Felicita - Ash - Valley Center 69 kV TL681 Outage (MVA/%) 

  
29 2012 Heavy Summer FY Pre-Project:  Felicita - Ash - Valley Center 69 kV TL681 Outage (MVA/%) 

  
30 2012 Heavy Summer FY Post-Project:  Felicita - Ash - Valley Center 69 kV TL681 Outage (MVA/%) 
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SDG&E 2008 Heavy Summer - Q201 ISIS COD Pre-Project Case

Plot 01:  Normal Conditions

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:06 2007   cases\cod\hs\08hs-cod-q201-pa99mw-pre.sav
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SDG&E 2008 Heavy Summer - Q201 ISIS COD Post-Project Case

Plot 02:  Normal Conditions

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:08 2007   cases\cod\hs\08hs-cod-q201-pa99mw-pst.sav
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SDG&E 2008/09 Light Winter - Q201 ISIS COD Pre-Project Case

Plot 03:  Normal Conditions

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:10 2007   cases\cod\lw\08lw-cod-q201-pa99mw-pre.sav
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SDG&E 2008/09 Light Winter - Q201 ISIS COD Post-Project Case

Plot 04:  Normal Conditions

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:11 2007   cases\cod\lw\08lw-cod-q201-pa99mw-pst.sav
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SDG&E 2012 Heavy Summer Q201 PA99MW FY Pre-Project Case r2

Plot 05:  Normal Conditions

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:12 2007   cases\fy\12hs-fy-q201-pa99mw-pre.sav
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SDG&E 2012 Heavy Summer Q201 PA99MW FY Post-Project Case r2

Plot 06:  Normal Conditions

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:12 2007   cases\fy\12hs-fy-q201-pa99mw-pst.sav
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SDG&E 2008 Heavy Summer - Q201 ISIS COD Pre-Project Case

Plot 07:  Pala - Lilac 69 kV TL6932 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:14 2007   cases\cod\hs\08hs-cod-q201-pa99mw-pre.sav
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SDG&E 2008 Heavy Summer - Q201 ISIS COD Post-Project Case

Plot 08:  Pala - Lilac 69 kV TL6932 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:16 2007   cases\cod\hs\08hs-cod-q201-pa99mw-pst.sav
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SDG&E 2008/09 Light Winter - Q201 ISIS COD Pre-Project Case

Plot 09:  Pala - Lilac 69 kV TL6932 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:17 2007   cases\cod\lw\08lw-cod-q201-pa99mw-pre.sav
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SDG&E 2008/09 Light Winter - Q201 ISIS COD Post-Project Case

Plot 10:  Pala - Lilac 69 kV TL6932 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:19 2007   cases\cod\lw\08lw-cod-q201-pa99mw-pst.sav
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SDG&E 2012 Heavy Summer Q201 PA99MW FY Pre-Project Case r2

Plot 11:  Pala - Lilac 69 kV TL6932 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:21 2007   cases\fy\12hs-fy-q201-pa99mw-pre.sav
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SDG&E 2012 Heavy Summer Q201 PA99MW FY Post-Project Case r2

Plot 12:  Pala - Lilac 69 kV TL6932 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:22 2007   cases\fy\12hs-fy-q201-pa99mw-pst.sav
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SDG&E 2008 Heavy Summer - Q201 ISIS COD Pre-Project Case

Plot 13:  Avocado - Monserate - Pala 69 kV TL698 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:24 2007   cases\cod\hs\08hs-cod-q201-pa99mw-pre.sav
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SDG&E 2008 Heavy Summer - Q201 ISIS COD Post-Project Case

Plot 14:  Avocado - Monserate - Pala 69 kV TL698 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:26 2007   cases\cod\hs\08hs-cod-q201-pa99mw-pst.sav
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SDG&E 2008/09 Light Winter - Q201 ISIS COD Pre-Project Case

Plot 15:  Avocado - Monserate - Pala 69 kV TL698 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:27 2007   cases\cod\lw\08lw-cod-q201-pa99mw-pre.sav
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SDG&E 2008/09 Light Winter - Q201 ISIS COD Post-Project Case

Plot 16:  Avocado - Monserate - Pala 69 kV TL698 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:29 2007   cases\cod\lw\08lw-cod-q201-pa99mw-pst.sav
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SDG&E 2012 Heavy Summer Q201 PA99MW FY Pre-Project Case r2

Plot 17:  Avocado - Monserate - Pala 69 kV TL698 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:31 2007   cases\fy\12hs-fy-q201-pa99mw-pre.sav
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SDG&E 2012 Heavy Summer Q201 PA99MW FY Post-Project Case r2

Plot 18:  Avocado - Monserate - Pala 69 kV TL698 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:32 2007   cases\fy\12hs-fy-q201-pa99mw-pst.sav
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SDG&E 2008 Heavy Summer - Q201 ISIS COD Pre-Project Case

Plot 19:  Sycamore Canyon - Creelman 69 kV TL6917 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:34 2007   cases\cod\hs\08hs-cod-q201-pa99mw-pre.sav
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SDG&E 2008 Heavy Summer - Q201 ISIS COD Post-Project Case

Plot 20:  Sycamore Canyon - Creelman 69 kV TL6917 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:35 2007   cases\cod\hs\08hs-cod-q201-pa99mw-pst.sav
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SDG&E 2008/09 Light Winter - Q201 ISIS COD Pre-Project Case

Plot 21:  Sycamore Canyon - Creelman 69 kV TL6917 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:37 2007   cases\cod\lw\08lw-cod-q201-pa99mw-pre.sav
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SDG&E 2008/09 Light Winter - Q201 ISIS COD Post-Project Case

Plot 22:  Sycamore Canyon - Creelman 69 kV TL6917 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:39 2007   cases\cod\lw\08lw-cod-q201-pa99mw-pst.sav
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SDG&E 2012 Heavy Summer Q201 PA99MW FY Pre-Project Case r2

Plot 23:  Sycamore Canyon - Creelman 69 kV TL6917 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:41 2007   cases\fy\12hs-fy-q201-pa99mw-pre.sav
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SDG&E 2012 Heavy Summer Q201 PA99MW FY Post-Project Case r2

Plot 24:  Sycamore Canyon - Creelman 69 kV TL6917 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:42 2007   cases\fy\12hs-fy-q201-pa99mw-pst.sav
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SDG&E 2008 Heavy Summer - Q201 ISIS COD Pre-Project Case

Plot 25:  Felicita - Ash - Valley Center 69 kV TL681 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:44 2007   cases\cod\hs\08hs-cod-q201-pa99mw-pre.sav
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SDG&E 2008 Heavy Summer - Q201 ISIS COD Post-Project Case

Plot 26:  Felicita - Ash - Valley Center 69 kV TL681 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:46 2007   cases\cod\hs\08hs-cod-q201-pa99mw-pst.sav
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SDG&E 2008/09 Light Winter - Q201 ISIS COD Pre-Project Case

Plot 27:  Felicita - Ash - Valley Center 69 kV TL681 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:47 2007   cases\cod\lw\08lw-cod-q201-pa99mw-pre.sav
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SDG&E 2008/09 Light Winter - Q201 ISIS COD Post-Project Case

Plot 28:  Felicita - Ash - Valley Center 69 kV TL681 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:49 2007   cases\cod\lw\08lw-cod-q201-pa99mw-pst.sav
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SDG&E 2012 Heavy Summer Q201 PA99MW FY Pre-Project Case r2

Plot 29:  Felicita - Ash - Valley Center 69 kV TL681 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:51 2007   cases\fy\12hs-fy-q201-pa99mw-pre.sav
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SDG&E 2012 Heavy Summer Q201 PA99MW FY Post-Project Case r2

Plot 30:  Felicita - Ash - Valley Center 69 kV TL681 Outage

MVA/%rate

Rating =  1

draw\q201.drw

General Electric International, Inc.  PSLF Program   Thu Jul 05 16:07:52 2007   cases\fy\12hs-fy-q201-pa99mw-pst.sav
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