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EXECUTIVE SUMMARY                   
 
Solar Millennium, LLC and Chevron Energy Solutions (the Applicants), propose to locate 
a  solar  power  plant  near  Desert  Center,  in  Riverside  County,  California,  on  land 
administered by the Bureau of Land Management (BLM). Within the right‐of‐way (ROW) 
leased by the BLM, the total area that will be disturbed by the project construction and 
operation is about 3,870 acres.  
 
The Project  site  lies  in  the Chuckwalla Valley northeast of  the Chuckwalla Mountains.  
The  general  stormwater  flow  pattern  is  from  the  higher  elevations  in  the mountains 
located approximately 6 miles south west of the Project site to the  lower elevations  in 
Chuckwalla  Valley  to  the  northeast.    The  stormwater  from  the  Project  site  flows 
northeast  towards  the  Palen  Mountains  and  the  East  to  Ford  Dry  Lake,  located 
approximately 7 miles to the east of the Project which is a depression in the Chuckwalla 
Valley with no identifiable outlet.   
 
The major watercourse in the Project area is Corn Springs Wash which drains 31 square 
miles of the Chuckwalla Mountains and exits the mountains to the southwest of the site.  
Flows  from Corn Springs Wash and adjacent unnamed watersheds are  intercepted by 
dikes  south of  the project along  the  I‐10  freeway and conveyed  to  three box culverts 
(south) upstream of the site. Flows exit these culverts and cross the site flowing north 
east where  they end  in  Ford Dry  Lake.    Flows  from Corn  Springs wash originate  in  a 
culvert 1 mile west of the Project site and encounter approximately 1.5 north of the I‐10 
freeway, by which time they are substantially dissipated. 
 
The site hydrology was analyzed using a 100‐year storm and the channels which convey 
this water adjacent to or through this site are sized for this 100‐year storm event. The 
site will be substantially occupied by  long rows of solar collectors, but these collectors 
are  elevated  above  the  ground  and  thus  the  ground below  the mirrors  remains  as  a 
pervious surface. The amount of impervious area being created as a result of this project 
is less than 1% difference from the existing condition.  
 
The  proposed  drainage modifications  to  this  site  seek  to  replicate  the  existing  flow 
patterns  as  nearly  as  possible.    For  this  reason  three  channels  have  been  proposed 
adjacent to or across the site: west side, center and east side channels.  These channels 
intercept the flows prior to their entry to the site and convey them in natural re‐aligned 
channels  to approximately  the  same  locations where  they exit  the  site under existing 
conditions.  On‐site  flows  are  directed  to  these  receiving water  channels  just  as  the 
existing  stormwater  from  this  site  is  directed  to  the  existing  channels.  The  design 
conditions  (100‐year) and more  frequent hydrologic conditions  for  the  three channels 
are presented  in Tables E1  through E3. See Figure 1 & 2  for  site  layout, existing  flow 
paths and proposed channels.  
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TABLE E1 
10‐YEAR STORM CHANNEL DESIGN & HYDRAULICS SUMMARY 

(See Appendix I for Channel Locations) 

Watercourse 

Existing  
Peak Flow 
Rate at 

Outlet of the 
Site 
(cfs) 

Proposed Peak 
Flow Rate at 
Outlet of the 

Site (1) 
(cfs) 

Channel 
Depth 
(ft) 

Average
Flow 
Depth 
(ft) 

Average 
Channel 
Velocity 
(ft/s) 

Average 
Top 

 Width 
(ft) 

Channel 
Length 
(ft) 

West Side  6883.8  6875.9  7  2.7  6.6  323  11841 

Center  1056.9  703.9  6  1.4  3.4  161  22682 

East Side  706.6  504.7  6  1.2  3.5  130  10837 

TABLE E2 
25‐YEAR STORM CHANNEL DESIGN & HYDRAULICS SUMMARY 

(See Appendix I for Channel Locations) 

Watercourse 

Existing  Peak 
Flow Rate at 
Outlet of the 

Site 
(cfs) 

Proposed 
Peak Flow 

Rate at Outlet 
of the Site (1)

(cfs) 

Channel 
Depth 
(ft) 

Average
Flow 
Depth 
(ft) 

Average 
Channel 
Velocity 
(ft/s) 

Average 
Top 

 Width 
(ft) 

Channel 
Length 
(ft) 

West Side  9460.1  9447.1  7  3.2  7.4  328  11841 

Center  2020.9  1305.6  6  2  4.7  168  22682 

East Side  1326.9  955.3  6  1.7  4.5  135  10837 
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1. The changes in peak flow rates in the channels are attributed to the difference in time of 
concentrations between  the existing  condition  and  the proposed  condition  and  slight 
shifting in contributing drainage areas from the existing to the proposed condition. The 
proposed flow rates leaving the site are generally lower than the existing flow rates, due 
to the fact that the time of concentrations for the proposed on‐site drainage areas are 
longer than the existing times of concentrations for the existing overland flow. 

TABLE E3 
100‐YEAR STORM CHANNEL DESIGN & HYDRAULICS SUMMARY 

(See Appendix I for Channel Locations) 

Watercourse 

Existing  
Peak Flow 
Rate at 

Outlet of the 
Site 
(cfs) 

Proposed Peak 
Flow Rate at 
Outlet of the 

Site (1) 
(cfs) 

Channel 
Depth 
(ft) 

Average
Flow 
Depth 
(ft) 

Average 
Channel 
Velocity 
(ft/s) 

Average 
Top 

 Width 
(ft) 

Channel 
Length 
(ft) 

West Side  13775.6  13752.9  7  3.9  8.5  8.5  11841 

Center  3972.8  2519.2  6  2.9  5.6  5.6  22682 

East Side  2566.6  1844.6  6  2.5  5.7  5.7  10837 



    

Palen Solar Power Project – Hydrology Report                                                                  Page 6 of 23            

1.  PROJECT DESCRIPTION                   
 

1.1  Introduction 
 
Solar Millennium, LLC, and Chevron Energy Solutions  (the Applicants) propose  to  locate a 
solar  power  project  near  Desert  Center,  in  Riverside  County,  California,  on  land 
administered by the Bureau of Land Management (BLM).  The proposed Project consists of 
two 250 MW parabolic trough solar thermal power plants, each of which has a “solar field” 
comprised  of  rows  of  parabolic mirrors  focusing  solar  energy  on  collector  tubes.    These 
collector  tubes  carry  heated  oil  to  a  boiler which  sends  live  steam  to  a Rankine  – Cycle 
reheat  steam  turbine.    The  boiler,  steam  turbine,  and  other  associated  equipment  are 
located  at  the  power  block  in  the  center  of  each  solar  field.  The  solar  field  and  power 
generation  equipment  would  be  put  into  operation  each  morning  after  sunrise  and 
insolation build‐up, and shut down  in the evening when  insolation drops. Electricity would 
be produced by each plant’s solar receiver boiler and the steam turbine generator. 
 
1.2  Site Description 
 
The  overall  right‐of‐way  (ROW)  to  be  leased  from  BLM  consists  of  approximately  5,160 
acres  and  is  located  10 miles  east  of  Desert  Center,  California  and  0.5 miles  north  of 
Interstate – 10 (I‐10). Access to the site is from the Corn Springs Road exit on I‐10. Each 250 
MW  unit  will  occupy  approximately  1,380  acres.  Ancillary  facilities  consisting  of  an 
administration building, a parking area, a maintenance building, switchyard, bioremediation 
areas, wastewater treatment facilities, onsite access and maintenance roadways, perimeter 
fencing, utilities and a central 230 kV transmission line, occupy approximately 66 acres all of 
which would  be  located  south  of  both  plants.  An  additional  100  acres will  be  used  for 
temporary  laydown areas  for  construction  staging activities.   The  total area disturbed by 
project construction and operation will be approximately 3,870 acres; Project facilities will 
occupy an area of approximately 3200 acres.  Figure 1 shows the site layout.  For a detailed 
site boundary refer to Appendix A and I. 
 
1.3  Existing Condition Flow Patterns 
 
Offsite Flow Patterns 
 
The Project site  lies  in the Chuckwalla Valley northeast of the Chuckwalla Mountains.   The 
general stormwater  flow pattern  is  from the higher elevations  in the mountains  located 6 
miles southwest of the site to the  lower elevations  in Chuckwalla Valley to the northeast.  
Drainage  from  the area of Chuckwalla Valley  flows  southeast  to Ford Dry Lake which  is a 
depression with no identifiable outlet.  The northeast side of Chuckwalla Valley is formed by 
the Palen Mountains approximately 2 miles northeast of the site.  See the existing condition 
hydrology map in Appendix A for the flow patterns. 
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Figure 1: Site Layout 

N 
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Erosion of  the Chuckwalla Mountains has  formed an alluvial  fan  south of  the project  site 
between the mountains and Chuckwalla Valley.  The major watercourse in the project area 
is Corn  Springs Wash which drains 31.24  square miles of  the Chuckwalla Mountains  and 
exits  the mountains  to  the  southwest  of  the  site.   An  alluvial  fan  radiates  out  from  the 
mouth of Corn Springs Wash and discharges to a broad flat expanse of desert terrain sloping 
in a northeast direction.  
 
In  the  1960s,  Interstate  10 was  constructed  across  the  fan  interrupting  the meandering 
nature of the flow paths.  A series of wing dikes were constructed upstream of the freeway 
which now directly flows to three box culverts upstream of the project site.  These dikes and 
bridges  re‐concentrate  the  flows  back  to  three  discrete  discharge  points.    The westerly 
bridge near Corn Springs Road  Interchange conveys  flows  from Corn Springs Wash  to  the 
northwest corner of  the site.   The  two other bridges convey  flows  to  the center and east 
side of the project site respectively.  The elevated freeway prevents flows from crossing into 
the site from any other locations.  See the existing condition hydrology map in Appendix A 
for the bridge locations. 
 
Onsite Flow Patterns 
 
Although  the bridges concentrate  the  flood  flows,  the  flat  topography of  the area causes 
the flow to spread back out north of the bridges.  Immediately downstream of each bridge 
there is an incised watercourse but the bank heights rapidly diminish to 12 to 18 inches and 
the water spreads into numerous erosion rills.  Aerial photography, vegetation patterns and 
the existing erosion rills indicate that the flows maintain a fairly straight path across the site 
towards Ford Dry  Lake.   See Figure 2  for  the  flow paths and  flow  spread across  the  site.  
Storm flows generated by the existing site itself generally sheet to the northeast as well. 

 
1.4  Proposed Condition Flow Patterns 
 
Offsite Flow Patterns 
 
The  proposed  solar  field  improvements  will  not  change  the  existing  upstream  offsite 
drainage patterns. The existing downstream drainage patterns and flow rates will be slightly 
changed due to minor adjustments in the sub basin size; which is relocated to the drainage 
pattern of the on‐site flows. 
 
Onsite Flow Patterns 
 
The proposed onsite drainage improvements seek to replicate the existing flow patterns as 
nearly as possible.  For this reason three channels have been proposed across the site: west 
side, center and east side channels.  These channels intercept the flows prior to their entry 
to  the site  then  re‐direct  them around or  through  the site and convey  them  to  the same 
locations where  they exit  the  site under existing  conditions. See Figure 2  for  the existing 
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flow paths and proposed channels. Each of the proposed offsite channels are being sized to 
contain the peak flow of the 100‐yr, 24‐hr storm event. 

 
 

 
 

Figure 2: Existing Flow Paths and Proposed Channels 
 
 
On the west side of the site the vegetation and erosion patterns indicate that the majority 
of  flows  from  Corn  Springs Wash will  be  tributary  to  the  northwest  corner  of  the  site.  
However, due to the unpredictable nature of the potential flood flow patterns, a channel is 
being proposed running along the entire west side of the site.  This channel is designed for 
the 100 year flow rate in the northwest portion of the site and for a lesser storm interval in 
the  southwest  portion  of  the  site with  additional  protection  to  the  site  provided  by  an 
elevated gravel  roadway. These  improvements are being provided even  though  there  is a 
possibility that the all or some of the flows from a major flood event may turn westerly and 
bypass the site to the northwest.   This channel will convey the flows to a spreader fan on 
the north side of the site which will allow the stormwater flow to return to a broad‐based 
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flow  regime.    See  the hydrology  and hydraulic  sections  for more detail on  the proposed 
channel concepts. 
 
The center channel intercepts all the flow from the center bridge and conveys it through the 
center of the site to a diffuser on the northeast corner of the site.   This center channel  is 
also designed for the 100 year storm and the site is protected by the elevated roadways on 
each side or by a high or free board channel. The diffuser is shown in Appendix J and K.  
 
Similarly the eastside channel  intercepts the flows from the east bridge and conveys them 
to the southeast corner of the site. This east side channel is also designed for the 100 year 
storm and the site is protected by a high or free board channel. 
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2.  EXISTING CONDITION HYDROLOGY               
 

2.1  Precipitation Data 
 
Precipitation data has been obtained from NOAA’s Precipitation Frequency Data Server 
(PFDS). PFDS server can be accessed online at: 
http://hdsc.nws.noaa.gov/hdsc/pfds/sa/sca_pfds.html.  
 
Mean  precipitation  frequency  estimate  of  100‐yr  24‐hour  event  of  3.41  inches  has  been 
used  in  the calculations. A 25‐yr and a 10‐yr event are also  included  to present  the more 
probable storm events that can be expected on this site. The entire precipitation data set is 
presented in Appendix B. 
 
The U.S. Soil Conservation Service  (now NRCS), U.S. Department of Agriculture  (USDA)  in 
June  1986  Technical  Release  55  recommends  a  SCS  Type  II  storm  pattern  for  extreme 
eastern California.  Four storm patterns Type I, IA, II and III were developed by NRCS based 
on  geographic  regions  of  the United  States  and  based  on  the  synthetic  24‐hour  rainfall 
distributions  from  available National Weather  Service  (NWS)  duration‐frequency  data  or 
local storm data. Type IA is the least intense and Type II is the most intense short duration 
rainfall. This document can be found at: 
http://directives.sc.egov.usda.gov 
 
 
2.2  Flood Wave Routing 
 
The Soil Conservation Service (SCS) equation (as outlined in the RCFC & WCD Hydrology 
Manual) was used for the lag time calculations. The equation is as follows: 
 

( )
38.0

5.0

*
24 ⎟

⎠
⎞

⎜
⎝
⎛=

S
LL

nhoursLag ca  

Where:   L =  length of the  longest watercourse  (taken  from the USGS quad 
sheet) 

Lca  =  length  of  the  longest watercourse  to  a  point  opposite  the 
centroid of the area (taken from the USGS quad sheet) 

S  =  overall  slope  of  the watercourse  in  feet  per mile  (elevations 
taken from the USGS quad sheet 



    

Palen Solar Power Project – Hydrology Report                                                                  Page 12 of 23            

n = average Manning’s “n”  for  the basin watercourses  (estimated 
from  field  observations).    The  general  description  of  basin 
roughness factors can be found in Appendix C 

0.38 is the regional regression coefficient for Southern California 
2.3  Loss 
 
SCS  loss methodologies were  used  for  the  basin  loss  calculations.  This method  requires 
entry of the soil Curve Number (CN) (obtained from RCFC & WCD Hydrology Manual, Plate E 
– 6.1) and the initial abstraction, Ia where: 
 

⎟
⎠
⎞

⎜
⎝
⎛ −== 1010002.0*2.0

CN
SIa  

 
Plate E can be found in Appendix D. 
 
2.4  Catchment Data 
 
Drainage areas were taken from the USGS 7.5 minute quad sheet shown in Appendix E and 
were subsequently mapped on the hydrology map shown in Appendix A.  Table 1 shows the 
drainage basin sizes and other hydrologic parameters. 
 

TABLE 1 
EXISTING HYDROLOGY CATCHMENT DATA 

 
Sub 
Basin 

Area 
(mi2) 

Length 
(mi) 

Lca 
(mi) 

Soil 
Type  Cover  CN 

Lag 
Time 
(mins) 

Initial 
Abstraction

Ia 
EA  31.24  14.15  8.94  D  Barren  93  101.117  0.150538 
EB  6.31  5.67  2.49  B  Poor  77  56.619  0.597403 
EC  3.61  3.94  1.76  B  Poor  77  42.497  0.597403 
ED  1.22  2.49  1.20  B  Poor  77  23.326  0.597403 
EE  5.10  2.94  1.87  B  Poor  77  30.110  0.597403 
EF  2.43  2.68  1.02  B  Poor  77  34.626  0.597403 

 
 

2.5  Reach Parameters 

Reach lengths were taken from the USGS quad maps.  The Muskingum Cunge method was 
selected  for  reach  routing.  The  same Manning’s  “n”  values  used  in  the  basin  transform 
calculations  have  been  used  for  reach  routing. Manning’s  “n”s were  established  by  field 
observation. Photographs of representative sections of typical reaches have been  included 
in Appendix F. 
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The  USGS  topography  used  for  this  study  was  not  sufficiently  detailed  to  show  the 
dimensions  of  the  actual  channels  in  the watershed  and  field measurements  showed  a 
significant range of variation depending on where in the reach they were taken.  For these 
reasons, idealized typical sections were estimated for the steeper and flatter portions of the 
watershed.  A typical section of 50 feet wide with 4:1 side slopes was used for both upper 
and  lower  reaches.  Table  2  presents  the  reach  parameters  used  in  the  routing  for  the 
respective alignment for existing condition. 
 

 
TABLE 2 

CONCEPTUAL EXISTING HYDROLOGY WATER COURSE DATA 
Hydrologic          Bottom  Side 
Element  Length  Slope  n  Shape  Width  Slope 

   (ft)            (ft)   (xH:1V) 

RE – 1  74,720  0.0345  0.03  Trapezoidal  50  4 
RE – 2  6,234  0.0401  0.025  Trapezoidal  50  4 
RE – 3  4,452  0.045  0.025  Trapezoidal  50  4 

 
 
These  bottom  widths  are  conservative  in  that  the  actual  channels  will  be  wider  and 
shallower which would lead to a slower velocity. 
 
2.6  HMS Program and Runs 
 
Riverside County Flood Control and Water Conservation District  (RCFC & WCD) Hydrology 
Manual  indicates  that  areas  in  excess  of  300  –  500  acres  should  be  analyzed  using  unit 
hydrograph  graph methodology.  For  this  reason,  hydrology  calculations were  performed 
using USACOE’s Hydrological Modeling  System  (HMS 3.3.0). Documentation and program 
downloads for HMS 3.3.0 can be found online at: 
http://www.hec.usace.army.mil/ software/hec‐hms/documentation.html  
 
The watershed input parameters for the program can be found in Appendix G. 
 
2.7  Existing Condition Hydrology – Results 
 
As  discussed  in  Section  2.1,  the  USACOE  HMS  3.3.0  was  loaded  with  the  watershed 
parameter and  reach data  and  run  for  the project.   Table 3  through 5  give  the  resulting 
offsite  and  onsite  flow  rates  for  10‐yr,  25‐yr  and  100‐yr  storm  depths  for  the  existing 
condition.  The  flow  rates  and  node  locations  can  be  found  on  the  existing  condition 
hydrology map in Appendix A. 
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The  generated  flow  rates  were  compared  to  Caltrans  regional  regression  equations  in 
Chapter 810 of the Caltrans Highway Design Manual (HDM) and showed good correlation.  
Figure 819.2D from the HDM can be found in Appendix H. 

 
 
 

TABLE 3 
10‐YEAR EXISTING HYDROLOGY HMS OUTPUT 

 
Hydrologic 
Element 
(Sub Area)   Node 

Sub Area 
Flow Rate 

(cfs) 
Time of 
Peak* 

Total Node 
Flow Rate 

(cfs) 

Total Node 
Volume 
(Ac‐Ft) 

               
EA  2  6861.5  13:40  6861.5  2147 

EB  5  587.6  13:00  587.6  149.4 

EC  8  413.5  12:40  413.5  86.6 

ED  3  208  12:20  6883.8  2139.6 

EE  6  730.6  12:25  1056.9  270.7 

EF  9  317.5  12:35  706.6  144.5 
              *Time of Peak is based on the initial calculation run start time which is 00:00hrs 

 
 
 
 

TABLE 4 
25‐YEAR EXISTING HYDROLOGY HMS OUTPUT 

 
Hydrologic 
Element 
(Sub Area)   Node 

Sub Area 
Flow Rate 

(cfs) 
Time of 
Peak* 

Total Node 
Flow Rate 

(cfs) 

Total  Node 
Volume 
(Ac‐Ft) 

               
EA  2  9416.8  13:40  9416.8  2955.7 
EB  5  1096.5  12:55  1096.5  253.3 
EC  8  777.6  12:40  777.6  146.8 
ED  3  388.1  12:20  9460.1  2961.5 
EE  6  1382.1  12:25  2020.9  459.1 
EF  9  598.3  12:30  1326.9  244.9 

                       *Time of Peak is based on the initial calculation run start time which is 00:00hrs 
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TABLE 5 
100‐YEAR EXISTING HYDROLOGY HMS OUTPUT 

 
Hydrologic 
Element 
(Sub Area)   Node 

Sub Area 
Flow Rate 

(cfs) 
Time of 
Peak* 

Total Node 
Flow Rate 

(cfs) 

Total  Node 
Volume 
(Ac‐Ft) 

               
EA  2  13705.1  13:40  9416.8  4334.4 
EB  5  2107.8  12:55  1096.5  455.6 
EC  8  1491.3  12:40  777.6  264 
ED  3  743.3  12:20  9460.1  4369 
EE  6  2653.2  12:25  2020.9  825.7 
EF  9  1149.9  12:30  1326.9  440.3 

                          *Time of Peak is based on the initial calculation run start time which is 00:00hrs 
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3.  PROPOSED CONDITION HYDROLOGY             
 
3.1  Precipitation Data 
 
For detailed discussion of precipitation data refer to Section 2.1. 
 
3.2  Catchment Data 
 
For detailed discussion of offsite  catchment data  refer  to Section 2.4. Table 6  shows  the 
revised  drainage  basin  sizes  and  other  hydrologic  parameters  as  they would  exist  in  the 
proposed  condition.    The  flow  rates  and  node  locations  can  be  found  on  the  proposed 
condition hydrology map in Appendix I.  
 

TABLE 6 
PROPOSED HYDROLOGY CATCHMENT DATA 

 
Sub 
Basin 

Area 
(mi2) 

Length 
(mi) 

Lca 
(mi) 

Soil 
Type  Cover  CN 

Lag 
Time 
(mins) 

Initial 
Abstraction

Ia 
OA  31.24  14.15  8.94  D  Barren  93  101.117  0.150538 
OB  6.31  5.67  2.49  B  Poor  77  56.619  0.597403 
OC  3.61  3.94  1.76  B  Poor  77  42.497  0.597403 
OD  0.95  1.40  0.95  B  Poor  77  15.474  0.597403 
OE  0.63  0.69  0.61  B  Poor  77  14.073  0.597403 
OF  0.88  1.68  1.11  B  Poor  77  29.967  0.597403 
OG  2.14  1.4  0.7  B  Poor  77  24.324  0.597403 
OH  2.16  2.88  0.74  B  Poor  77  34.425  0.597403 
MA*  0.49  0.95  0.32  B  Poor  77  15.065  0.597403 
MB*  0.58  1.35  0.43  B  Poor  77  21.420  0.597403 
MC*  0.63  1.5  0.57  B  Poor  77  23.273  0.597403 

*Note: The proposed power plant does not utilize the entire existing hydrology sub basin areas (refer to appendix 
A). Hence the areas which do not flow  into the proposed onsite channels have been categorized as miscellaneous 
and are named as MA, MB and MC. For a detailed hydrology map refer to Appendix I. 

 
3.3  Reach Parameters 
 
For detailed discussion of reach parameters refer to section 2.5. Table 7 presents the reach 
parameters used in the routing for the respective alignment for proposed condition. Please 
refer to Appendix I for location of different reaches. 
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TABLE 7 
PROPOSED HYDROLOGY WATER COURSE DATA 

Hydrologic          Bottom  Side 
Element  Length  Slope  n  Shape  Width  Slope 

    (ft)           (ft)   (xH:1V) 

RO – 1  74,720  0.0345  0.03  Trapezoidal  50  4 
RO – 2   6,234  0.0401  0.025  Trapezoidal  50  4 
RO – 3   4,452  0.045  0.025  Trapezoidal  50  4 
RO – 4   13,429  0.03  0.025  Trapezoidal  50  4 
RO – 5   17,135  0.031  0.025  Trapezoidal  50  4 
RO – 6   14,447  0.03  0.025  Trapezoidal  50  4 

 
3.4  HMS Program and Runs 
 
For  detailed  discussion  refer  to  section  2.6.  The  watershed  input  parameters  for  the 
program  can  be  found  in  Appendix G.  Table  8  through  10  give  the  resulting  offsite  and 
onsite flow rates for 10‐yr, 25‐yr and 100‐yr storm depths for the proposed condition. The 
flow  rates and node  locations can be  found on  the proposed condition hydrology map  in 
Appendix I. 
 
 

TABLE 8 
10‐YEAR EXISTING HYDROLOGY HMS OUTPUT 

 
Hydrologic 
Element 
(Sub Area)   Node 

Sub Area 
Flow Rate 

(cfs) 
Time of 
Peak* 

Total Node 
Flow Rate 

(cfs) 

Total Node 
Volume 
(Ac‐Ft) 

               
OA  12  6861.5  13:40  6861.5  2147 
OB  15  587.6  13:00  587.6  149.4 
OC  18  410.1  12:40  410.1  85.9 
OD  13  210.3  12:10  6875.9  2133.2 
OE  16  162.7  12:10  162.7  16.7 
OF  19  126.6  12:25  504.7  106.8 
OG  20  340.7  12:20  703.9  214.8 
OH  21  283.1  12:35  283.1  51.5 
MA  22  110.2  12:10  110.2  11.7 
MB  23  103.6  12:15  103.6  13.9 
MC  24  107.6  12:15  107.6  15.1 

                      *Time of Peak is based on the initial calculation run start time which is 00:00hrs 
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TABLE 9 
25‐YEAR EXISTING HYDROLOGY HMS OUTPUT 

 
Hydrologic 
Element 
(Sub Area)   Node 

Sub Area 
Flow Rate 

(cfs) 
Time of 
Peak* 

Total Node 
Flow Rate 

(cfs) 

Total Node 
Volume 
(Ac‐Ft) 

OA  12  9416.8  13:40  9416.8  2955.7 
OB  15  1096.5  12:55  1096.5  253.3 
OC  18  771.2  12:40  771.2  145.6 
OD  13  392.5  12:10  9447.1  2950.6 
OE  16  299.9  12:10  299.9  28.3 
OF  19  239.4  12:25  955.3  181 
OG  20  644.5  12:20  1305.6  365.4 
OH  21  534.2  12:40  534.2  87.3 
MA  22  205  12:10  205  19.8 
MB  23  196.1  12:15  196.1  23.5 
MC  24  200.6  12:15  200.6  25.5 

                        *Time of Peak is based on the initial calculation run start time which is 00:00hrs 

 
 
 

TABLE 10 
100‐YEAR EXISTING HYDROLOGY HMS OUTPUT 

 
Hydrologic 
Element 
(Sub Area)   Node 

Sub Area 
Flow Rate 

(cfs) 
Time of 
Peak* 

Total Node 
Flow Rate 

(cfs) 

Total Node 
Volume 
(Ac‐Ft) 

OA  12  13705.1  13:35  13705.1  4334.4 
OB  15  2107.8  12:55  2107.8  455.6 
OC  18  1479  12:40  1479  261.8 
OD  13  743.3  12:10  13752.9  4349.8 
OE  16  562.8  12:10  562.8  50.9 
OF  19  459.2  12:25  1844.6  325.5 
OG  20  1235.8  12:20  2519.2  658.3 
OH  21  1025.9  12:40  1025.9  156.9 
MA  22  387.1  12:10  387.1  35.6 
MB  23  375.8  12:15  375.8  42.2 
MC  24  384.5  12:15  384.5  45.8 

                       *Time of Peak is based on the initial calculation run start time which is 00:00hrs 
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3.5  Proposed Condition Hydrology – Results 
 
As  stated  in  Section  1.4,  the offsite upstream  flow  rates do not  change  in  the proposed 
condition. However  the resultant downstream offsite  flow  rates do change slightly. These 
upstream offsite  flows are  intercepted by  the  three proposed  channels: westside,  center 
and eastside. The onsite  flows are directed  to  these channels and  the  resultant  flows are 
discharged at  the downstream end of  the  site. The west  solar  field will be graded  to  the 
center  channel  and  the  east  solar  field will  drain  to  the  northeast  corner  and  outlet  to 
proposed diffuser.   The  results of  the 100‐yr HMS calculations will be used as  the design 
flow rates for these major channels.   Table 11 gives the design flow rates for the channels 
inclusive of the flows from the two solar fields. The channels have been designed to contain 
the 100‐yr storm. 
 
As  discussed  in  the  executive  summary,  the  reduction  in  peak  flow  rates  in  the  three 
channels  is due to the difference  in time of concentrations between the existing condition 
and  the proposed  condition.    In  the  existing  condition  the  flows  are  sheeting  across  the 
desert  more  slowly  resulting  in  a  longer  time  of  concentration  which  is  more 
contemporaneous with the peak time  in the offsite watershed.    In the proposed condition 
the onsite flows are routed to the channel in secondary channels which are shorter than the 
existing  channels  and  result  in  a  shorter  time  of  concentrations.    This  shorter  time  of 
concentration  results  in  the onsite peak  flow  entering  the  channel  earlier  and  further  in 
time from the peak  in the offsite watershed resulting  in a smaller additive total. For more 
detailed breakdown of node total flows and volume refer to Appendix M. 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 

TABLE 11 
CHANNEL DESIGN FLOW RATES 

 
 

Total  
Channel  Flowrate 

  (cfs)  

West Side  13,754 
Center  3,200 
East Side  1,951 
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4.  CHANNEL HYDRAULICS                 
 
4.1 Methodology 
 
Hydraulic  calculations  were  performed  using  the  USACOE’s  Hydrologic  Engineering  Centers 
River Analysis System (HEC‐RAS 4.0).  Documentation and program downloads for HEC‐RAS 4.0 
can be found online at: 
http://www.hec.usace.army.mil/software/hec‐ras/index.html 
 
The design flow rates for each of the three channels can be found in Table 11 above. 
 
4.2 Channel Design Approach 
 
The  following  considerations  were  used  to  develop  the  proposed  cross  sections  for  the 
channels. 
 
• Bottom Width  (b)  –  The  channel  bottom widths were  set  to  promote  relatively  shallow 

flows.  This was done to minimize erosive forces and to shorten the required daylight length 
required at the downstream end of the channel. 

• Side slope (Z) – The side slopes of the channel banks were set at 4:1 to insure slope stability, 
reduce toe erosion, and to allow for ready maintenance access to all points on the channel. 

• Manning’s Roughness Coefficient – Due  to  the  sandy nature of  the existing  soils and  the 
sparse vegetation a Manning’s “n” of 0.025 was selected. 

• Slope –  The  slope was  set by  the horizontal  alignment  through  the  site  and  the existing 
ground lines at the upstream and downstream ends of the channel. 

 
Table 12 provides the channel design summary. 
 
 

TABLE 12 
CHANNEL DESIGN SUMMARY 

  Bottom  Side  Manning’s 

Channel  Width  Slope 
Roughness
Coefficient

  (ft)   (H:V)  (n) 

West Side  300  4:1  0.025 
Center  150  4:1  0.025 
East Side  100  4:1  0.025 
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4.3 Diffuser Design Approach 
 
The purpose of the diffusers is to return the flood flows to approximate location and depth that 
occur in the existing condition.  For this reason, the diffusers have been designed to spread the 
flows out from an approximate depth of 12‐18 inches and non erosive velocities.  Two types of 
diffusers have been proposed. 
• End  Diffuser  –  The  end  diffuser  is  designed with  an  expanding  channel  cross  section  is 

spread out resulting  in shallow  low velocity  flow.   To  insure the  flows spread out and are 
precluded  from establishing a single channel  incised channel,  the downstream end of  the 
diffuser is hardened to require the flow spread.  A schematic layout of the end diffuser with 
several alternate end treatments can be found in Appendix J. 

• Lateral Diffuser – The  lateral diffuser  is designed to have the bank opposite the solar field 
slowly reduced to minimum height or it can be provided with variable outlets or openings in 
the sidewall to release proportionate volumes of water.   As the channel begins to daylight 
the  low bank or perforations allow the storm  flows to exit away  from the solar  fields  in a 
gradual  fashion.    A  schematic  layout  of  the  lateral  diffuser with  several  alternate  bank 
treatments  can  be  found  in  Appendix  K.    The  lateral  diffuser  can  be  used  in  areas  of 
restricted right of way. 

 
4.4 Channel Hydraulics – Results 
 
The HEC‐RAS  channel  hydraulic  calculations  for  each  of  the  three  channels  can  be  found  in 
Appendix L.  Table 13 through 15 give a summary of the hydraulic data for 10‐yr, 25‐yr and 100‐
yr storm events.  
 
 
 
 

TABLE 13 
10‐Yr CHANNEL HYDRAULICS SUMMARY 

 
Channel 

Channel 
Depth 

Average 
Flow 
Depth 

Average
Channel 
Velocity 

Average 
Top 
Width 

   (ft)   (ft)  (ft/s)  (ft) 

West Side  7  2.7  6.6  323 
Center  6  1.4  3.4  161 
East Side  6  1.2  3.5  130 
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TABLE 14 

25‐Yr CHANNEL HYDRAULICS SUMMARY 

 
Channel 

Channel 
Depth 

Average 
Flow 
Depth 

Average
Channel 
Velocity 

Average 
Top 
Width 

   (ft)   (ft)  (ft/s)  (ft) 

West Side  7  3.2  7.4  328 
Center  6  2  4.7  168 
East Side  6  1.7  4.5  135 

 
 
 
 

TABLE 15 
100‐Yr CHANNEL HYDRAULICS SUMMARY 

 
Channel 

Channel 
Depth 

Average 
Flow 
Depth 

Average
Channel 
Velocity 

Average 
Top 
Width 

   (ft)   (ft)  (ft/s)  (ft) 

West Side  7  3.9  8.5  336 
Center  6  2.9  5.6  174 
East Side  6  2.5  5.7  143 

 
 
 
The calculations for the west and east channels show that they may have an erosive effect at 
some locations in a 100 year event.  The channels will be designed with 4:1 side slopes to help 
mitigate  the  erosion  of  the  banks  rather  than  designing  them  with  a  2:1  side  slope.    The 
channels will also be constructed with native material, and scour protection will be added  in 
stress areas. A stress area is defined as a location where the erosion potential is greater than a 
straight, uniform channel  reach, and  includes  junctions,  transitions and curves. The extent of 
the channel bank protections will be at least a distance equal to ten (10) times the design water 
depth and will be extended into the channel bottom to provide for potential bottom scour.  No 
scour protection  is proposed  for  the channel bottom  in  the straight sections of  the channels.  
This is to allow the low flows to meander across the bottom replicating as nearly as possible the 
flow regimes under current conditions.  
 
Further guidance for riprap protection of transitions in size or shape will be provided by the EM 
1110‐2‐1601 and the Hydraulic Design Criteria (HDC) 712‐1. HDC 712‐1 provided guidance  for 
the selection of rock sizes using the Isbash Theory. The Isbash theory and Caltrans Chapter 870 
will be used for energy dissipation and in areas of transition.  
 
The outfall (downstream) ends of the channels will be established such that flow is returned to 
the down stream offsite condition as close as possible to that which existed prior to the project.    
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In  locations where  the  flow  regime  is  broad‐based  and  no  primary  channel  is  evident,  the 
proposed channel flows will be spread out with diffusers (end diffusers of side diffusers) these 
diffusers will return the flow at these downstream locations to a depth of 1”‐4” in a 10 year 
storm and to a depth of 3”‐9” in a 100 year storm.
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APPENDIX B:  PRECIPITATION DATA



NOAA Atlas 14 Precipitation frequency estimates (inches)
Point Estimates
Data series  Partial duration maxima
State  California
Station
Lon (dd) -114.693
Lat (dd) 33.677
Elev (feet) 406
Date/time: Tue Feb 24 13:37:50 EST 2009

MEAN PRECIPITATION FREQUENCY ESTIMATES
Freq (yr) 5-min 10-min 15-min 30-min 60-min 120-min 3-hr 6-hr 12-hr 24-hr 2-day 4-day 7-day 10-day 20-day 30-day 45-day 60-day LEGEND:

1 0.1 0.15 0.18 0.25 0.31 0.39 0.45 0.56 0.67 0.87 0.9 0.98 1.04 1.08 1.22 1.35 1.5 1.62
2 0.14 0.21 0.26 0.35 0.44 0.55 0.62 0.77 0.93 1.15 1.17 1.29 1.36 1.42 1.6 1.78 1.99 2.16
5 0.23 0.35 0.43 0.58 0.72 0.89 0.99 1.19 1.43 1.63 1.65 1.76 1.87 1.96 2.23 2.48 2.79 3.03

10 0.31 0.47 0.58 0.78 0.96 1.17 1.29 1.53 1.81 2 2.02 2.13 2.24 2.37 2.69 2.98 3.37 3.66
25 0.43 0.66 0.81 1.09 1.35 1.62 1.76 2.02 2.37 2.53 2.56 2.64 2.76 2.94 3.33 3.65 4.13 4.5
50 0.54 0.83 1.02 1.38 1.71 2.03 2.17 2.45 2.83 2.96 2.99 3.04 3.16 3.39 3.82 4.16 4.71 5.13

100 0.68 1.03 1.28 1.72 2.13 2.5 2.65 2.93 3.33 3.41 3.45 3.45 3.57 3.85 4.32 4.67 5.29 5.76
200 0.84 1.28 1.58 2.13 2.64 3.04 3.19 3.46 3.88 3.9 3.94 3.98 4 4.34 4.84 5.18 5.86 6.4
500 1.1 1.67 2.07 2.79 3.45 3.9 4.06 4.29 4.71 4.76 4.8 4.85 4.9 5 5.54 5.87 6.62 7.24

1000 1.34 2.04 2.52 3.4 4.21 4.69 4.83 5.04 5.45 5.5 5.56 5.62 5.67 5.73 6.08 6.39 7.19 7.87
UPPER LIMIT PRECIPITATION FREQUENCY ESTIMATES

Freq (yr) 5-min 10-min 15-min 30-min 60-min 120-min 3-hr 6-hr 12-hr 24-hr 2-day 4-day 7-day 10-day 20-day 30-day 45-day 60-day
0.12 0.18 0.23 0.31 0.38 0.48 0.54 0.66 0.8 0.99 1.01 1.11 1.18 1.23 1.38 1.52 1.69 1.84
0.17 0.26 0.33 0.44 0.54 0.67 0.76 0.91 1.1 1.32 1.32 1.46 1.54 1.61 1.82 2.01 2.24 2.44
0.28 0.43 0.54 0.72 0.89 1.09 1.19 1.4 1.67 1.86 1.88 2 2.11 2.23 2.52 2.79 3.14 3.42
0.38 0.58 0.72 0.97 1.2 1.43 1.54 1.8 2.11 2.28 2.3 2.41 2.53 2.7 3.05 3.36 3.8 4.13
0.54 0.82 1.01 1.36 1.69 1.98 2.09 2.38 2.76 2.88 2.91 2.98 3.11 3.34 3.78 4.11 4.66 5.08
0.68 1.03 1.28 1.72 2.13 2.48 2.58 2.9 3.31 3.36 3.4 3.43 3.58 3.85 4.34 4.69 5.33 5.81
0.85 1.29 1.6 2.15 2.67 3.07 3.16 3.48 3.92 3.96 4 4.04 4.05 4.39 4.92 5.29 5.99 6.56
1.05 1.61 1.99 2.68 3.32 3.76 3.82 4.13 4.59 4.64 4.68 4.73 4.78 4.97 5.53 5.89 6.67 7.32
1.39 2.12 2.63 3.54 4.38 4.87 4.91 5.17 5.63 5.69 5.74 5.8 5.86 5.92 6.4 6.73 7.59 8.31
1.71 2.61 3.23 4.35 5.38 5.89 5.92 6.15 6.57 6.63 6.7 6.76 6.83 6.9 7.06 7.38 8.29 9.09

LOWER LIMIT PRECIPITATION FREQUENCY ESTIMATES
Freq (yr) 5-min 10-min 15-min 30-min 60-min 120-min 3-hr 6-hr 12-hr 24-hr 2-day 4-day 7-day 10-day 20-day 30-day 45-day 60-day

0.08 0.12 0.15 0.21 0.26 0.32 0.37 0.47 0.58 0.76 0.79 0.87 0.92 0.95 1.07 1.19 1.31 1.42
0.12 0.17 0.22 0.29 0.36 0.45 0.52 0.65 0.8 1.01 1.04 1.13 1.21 1.25 1.41 1.57 1.75 1.9
0.19 0.29 0.36 0.48 0.6 0.73 0.82 1.01 1.22 1.43 1.44 1.55 1.65 1.72 1.95 2.17 2.45 2.65
0.25 0.38 0.48 0.64 0.79 0.95 1.07 1.29 1.54 1.75 1.77 1.87 1.97 2.08 2.35 2.61 2.95 3.2
0.35 0.53 0.66 0.88 1.09 1.29 1.44 1.68 1.99 2.2 2.22 2.3 2.41 2.56 2.89 3.18 3.6 3.92
0.43 0.65 0.81 1.09 1.35 1.58 1.74 2 2.36 2.55 2.58 2.63 2.75 2.93 3.3 3.61 4.09 4.46
0.52 0.8 0.99 1.33 1.65 1.91 2.09 2.37 2.73 2.91 2.94 2.96 3.08 3.31 3.71 4.03 4.57 4.98
0.63 0.96 1.2 1.61 1.99 2.28 2.46 2.75 3.13 3.3 3.33 3.36 3.42 3.69 4.12 4.44 5.02 5.49
0.8 1.22 1.51 2.03 2.52 2.83 3.03 3.32 3.7 3.81 3.85 3.89 3.93 4.19 4.66 4.99 5.62 6.15

0.95 1.44 1.79 2.41 2.98 3.31 3.51 3.82 4.2 4.21 4.25 4.3 4.34 4.58 5.07 5.39 6.06 6.64

10 Year 24-hr Storm Depth (inches)

25 Year 24-hr Storm Depth (inches)

100 Year 24-hr Storm Depth (inches)

Palen Solar Plant



APPENDIX C:  BASIN ROUGHNESS DESCRIPTION





APPENDIX D:  RUNOFF INDEX NUMBERS





APPENDIX E:  USGS QUAD SHEET





APPENDIX F:  PROPOSED SITE REPRESENTATIVE WATER COURSE
PHOTOGRAPHS



Looking South (Upstream) at Center I-10 Freeway Bridge

Looking South at Center Watercourse at South Boundary of the Site



Looking South at Center Watercourse at Approximate Center of the Site

Looking North at Center Watercourse at Approximate Center of the Site



APPENDIX G: HMS INPUT DATA



Sub-Basin

Area

(mi2)
Length

(mi)
LCA

(mi)
Elev. High

(ft)
Elev. Low

(ft)

Elev.
Difference

(D)
Slope

(ft/mi) n Soil Type CN S = (1000/CN) - 10

 Tlag (hours) =

24n(LLCA/S0.5)0.38

 Tlag (Mins) =

24n(LLCA/S0.5)0.38 IA

EA 31.24 14.15 8.94 3300 720 2580.00 182.31 0.03 D 93 0.753 1.685 101.117 0.150538
EB 6.31 5.67 2.49 1440 200 1240.00 218.79 0.04 B 77 2.987 0.944 56.619 0.597403
EC 3.61 3.94 1.76 1120 180 940.00 238.62 0.04 B 77 2.987 0.708 42.497 0.597403
ED 1.22 2.49 1.20 720 150 570.00 228.68 0.03 B 77 2.987 0.389 23.326 0.597403
EE 5.10 2.94 1.87 720 129 591.00 201.32 0.03 B 77 2.987 0.502 30.110 0.597403
EF 2.43 2.68 1.02 192 127 65.00 24.22 0.03 B 77 2.987 0.577 34.626 0.597403

Sub-Basin

Area

(mi2)
Length

(mi)
LCA

(mi)
Elev. High

(ft)
Elev. Low

(ft)

Elev.
Difference

(D)
Slope

(ft/mi) n Soil Type CN S = (1000/CN) - 10

 Tlag (hours) =

24n(LLCA/S0.5)0.38

 Tlag (Mins) =

24n(LLCA/S0.5)0.38 IA

OA 31.24 14.15 8.94 3300 720 2580.00 182.31 0.03 D 93 0.753 1.685 101.117 0.150538
OB 6.31 5.67 2.49 1440 200 1240.00 218.79 0.04 B 77 2.987 0.944 56.619 0.597403
OC 3.61 3.94 1.76 1120 180 940.00 238.62 0.04 B 77 2.987 0.708 42.497 0.597403
OD 0.95 1.40 0.95 720 170 550.00 393.29 0.03 B 77 2.987 0.258 15.474 0.597403
OE 0.70 0.69 0.61 220 175 45.00 65.44 0.03 B 77 2.987 0.235 14.073 0.597403
OF 0.90 1.68 1.11 188 148 40.00 23.76 0.03 B 77 2.987 0.499 29.967 0.597403
OG 2.14 1.40 0.70 187 159 28.00 19.95 0.03 B 77 2.987 0.405 24.324 0.597403
OH 2.16 2.88 0.74 172 129 43.00 14.94 0.03 B 77 2.987 0.574 34.425 0.597403
MA 0.49 0.95 0.32 170 148 22.00 23.17 0.03 B 77 2.987 0.251 15.065 0.597403
MB 0.58 1.35 0.43 153 135 18.00 13.31 0.03 B 77 2.987 0.357 21.420 0.597403
MC 0.63 1.50 0.57 159 130 29.00 19.29 0.03 B 77 2.987 0.388 23.273 0.597403

Palen Solar Plant

Existing Condition HMS Input Parameters

Proposed Condition HMS Input Parameters



APPENDIX H: CALTRANS REGIONAL FLOOD FREQUENCY EQUATIONS



        HIGHWAY DESIGN MANUAL 810-21
September 1, 2006

Figure 819.2D

Regional Flood Frequency Equations for California Regions within USGS
Southwestern United States Study*

*USGS Open File Report 93-419 (1994)
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APPENDIX J:   END DIFFUSER PLAN AND PROFILE
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APPENDIX K:  LATERAL DIFFUSER PLAN AND PROFILE
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APPENDIX L:   CHANNEL HYDRAULICS



14400
14200.*
14000.*
13800.*
13600.*
13400
13200.*
13000.*
12800.*
12600.*
12400
12200.*
12000.*
11800.*
11600.*
11400
11200.*
11000.*
10800.*
10600.*
10400
10200.*
10000.*
9800.*
9600.*
9400
9200.*
9000.*
8800.*
8600.*
8400
8200.*
8000.*
7800.*
7600.*
7400
7200.*
7000.*
6800.*

6600
6200.*  5600.*  5000.*  4400

3900.*
3700.*
3500
3300.*
3100.*
2900.*
2700.*
2500

Westside ChannelDi       Plan: Plan 02    5/4/2009

Legend

WS PF 1

Ground

Bank Sta

Ground



Reach River Sta Profile Q Total Min Ch El W.S. Elev W. Depth Crit W.S. E.G. Elev E.G. Slope Vel Chnl Flow Area Top Width Froude # Chl
(cfs) (ft) (ft) (ft) (ft) (ft) (ft/ft) (ft/s) (sq ft) (ft)

1 14400 PF 1 6875.9 192.5 195.44 2.94 196.31 0.004 7.51 915.55 323.49 0.79
1 14300.* PF 1 6875.9 192.1 195.04 2.94 195.91 0.004 7.51 915.54 323.49 0.79
1 14200.* PF 1 6875.9 191.7 194.64 2.94 195.51 0.004 7.51 915.55 323.49 0.79
1 14100.* PF 1 6875.9 191.3 194.24 2.94 195.11 0.004 7.51 915.55 323.49 0.79
1 14000.* PF 1 6875.9 190.9 193.84 2.94 194.71 0.004 7.51 915.55 323.49 0.79
1 13900.* PF 1 6875.9 190.5 193.44 2.94 194.31 0.004 7.51 915.55 323.49 0.79
1 13800.* PF 1 6875.9 190.1 193.04 2.94 193.91 0.004 7.51 915.54 323.49 0.79
1 13700.* PF 1 6875.9 189.7 192.64 2.94 193.51 0.004 7.51 915.55 323.49 0.79
1 13600.* PF 1 6875.9 189.3 192.24 2.94 193.11 0.004 7.51 915.55 323.49 0.79
1 13500.* PF 1 6875.9 188.9 191.84 2.94 192.71 0.004 7.51 915.55 323.49 0.79
1 13400 PF 1 6875.9 188.5 191.44 2.94 192.31 0.004 7.51 915.55 323.49 0.79
1 13300.* PF 1 6875.9 188.1 191.04 2.94 191.91 0.004 7.51 915.56 323.49 0.79
1 13200.* PF 1 6875.9 187.7 190.64 2.94 191.51 0.004 7.51 915.57 323.5 0.79
1 13100.* PF 1 6875.9 187.3 190.24 2.94 191.11 0.003999 7.51 915.59 323.5 0.79
1 13000.* PF 1 6875.9 186.9 189.84 2.94 190.71 0.003999 7.51 915.64 323.5 0.79
1 12900.* PF 1 6875.9 186.5 189.44 2.94 190.31 0.003998 7.51 915.71 323.5 0.79
1 12800.* PF 1 6875.9 186.1 189.04 2.94 189.91 0.003996 7.51 915.84 323.5 0.79
1 12700.* PF 1 6875.9 185.7 188.64 2.94 189.51 0.003992 7.51 916.09 323.51 0.79
1 12600.* PF 1 6875.9 185.3 188.24 2.94 189.11 0.003998 7.51 915.71 323.5 0.79
1 12500.* PF 1 6875.9 184.9 187.82 2.92 188.71 0.004065 7.55 911.03 323.38 0.79
1 12400 PF 1 6875.9 184.5 187.38 2.88 188.29 0.004295 7.68 895.63 323 0.81
1 12300.* PF 1 6875.9 184.07 186.95 2.88 187.86 0.004291 7.67 895.93 323.01 0.81
1 12200.* PF 1 6875.9 183.64 186.52 2.88 187.43 0.004281 7.67 896.53 323.02 0.81
1 12100.* PF 1 6875.9 183.21 186.09 2.88 187 0.004263 7.66 897.74 323.05 0.81
1 12000.* PF 1 6875.9 182.78 185.67 2.89 186.58 0.004226 7.64 900.12 323.11 0.81
1 11900.* PF 1 6875.9 182.36 185.24 2.88 186.15 0.004296 7.68 895.6 323 0.81
1 11800.* PF 1 6875.9 181.93 184.81 2.88 185.72 0.004291 7.67 895.89 323.01 0.81
1 11700.* PF 1 6875.9 181.5 184.38 2.88 185.29 0.004283 7.67 896.44 323.02 0.81
1 11600.* PF 1 6875.9 181.07 183.95 2.88 184.86 0.004265 7.66 897.56 323.05 0.81
1 11500.* PF 1 6875.9 180.64 183.51 2.87 184.43 0.004325 7.69 893.73 322.95 0.82
1 11400 PF 1 6875.9 180.21 183.01 2.8 183.98 0.004684 7.88 872.03 322.42 0.84
1 11300.* PF 1 6875.9 179.74 182.55 2.81 183.51 0.004663 7.87 873.23 322.45 0.84
1 11200.* PF 1 6875.9 179.27 182.08 2.81 183.04 0.004616 7.85 875.92 322.51 0.84
1 11100.* PF 1 6875.9 178.81 181.61 2.8 182.58 0.004697 7.89 871.26 322.4 0.85
1 11000.* PF 1 6875.9 178.34 181.14 2.8 182.11 0.004693 7.89 871.49 322.4 0.85
1 10900.* PF 1 6875.9 177.87 180.67 2.8 181.64 0.004684 7.89 872.02 322.42 0.84
1 10800.* PF 1 6875.9 177.4 180.21 2.81 181.17 0.004663 7.87 873.21 322.45 0.84
1 10700.* PF 1 6875.9 176.93 179.74 2.81 180.7 0.004617 7.85 875.89 322.51 0.84
1 10600.* PF 1 6875.9 176.47 179.28 2.81 180.24 0.004657 7.87 873.55 322.45 0.84
1 10500.* PF 1 6875.9 176 178.82 2.82 179.77 0.004604 7.84 876.64 322.53 0.84
1 10400 PF 1 6875.9 175.53 178.39 2.86 179.31 0.004398 7.73 889.13 322.84 0.82
1 10300.* PF 1 6875.9 175.09 177.95 2.86 178.87 0.004396 7.73 889.28 322.84 0.82
1 10200.* PF 1 6875.9 174.65 177.51 2.86 178.43 0.004391 7.73 889.58 322.85 0.82
1 10100.* PF 1 6875.9 174.21 177.07 2.86 177.99 0.004381 7.72 890.19 322.87 0.82
1 10000.* PF 1 6875.9 173.77 176.63 2.86 177.56 0.004361 7.71 891.45 322.9 0.82
1 9900.* PF 1 6875.9 173.33 176.2 2.87 177.12 0.00432 7.69 894.02 322.96 0.81
1 9800.* PF 1 6875.9 172.9 175.76 2.86 176.69 0.004364 7.71 891.25 322.89 0.82
1 9700.* PF 1 6875.9 172.46 175.33 2.87 176.25 0.004327 7.69 893.6 322.95 0.82
1 9600.* PF 1 6875.9 172.02 174.91 2.89 175.82 0.004229 7.64 899.94 323.11 0.81
1 9500.* PF 1 6875.9 171.58 174.52 2.94 175.39 0.003973 7.49 917.44 323.54 0.78
1 9400 PF 1 6875.9 171.14 174.2 3.06 175 0.003499 7.21 954.2 324.45 0.74
1 9300.* PF 1 6875.9 170.79 173.85 3.06 174.65 0.003498 7.21 954.26 324.45 0.74
1 9200.* PF 1 6875.9 170.44 173.5 3.06 174.3 0.003498 7.2 954.33 324.45 0.74
1 9100.* PF 1 6875.9 170.09 173.15 3.06 173.95 0.003496 7.2 954.46 324.46 0.74
1 9000.* PF 1 6875.9 169.74 172.8 3.06 173.6 0.003493 7.2 954.67 324.46 0.74
1 8900.* PF 1 6875.9 169.39 172.45 3.06 173.25 0.003489 7.2 955.01 324.47 0.74
1 8800.* PF 1 6875.9 169.04 172.1 3.06 172.9 0.003483 7.2 955.57 324.48 0.74
1 8700.* PF 1 6875.9 168.69 171.75 3.06 172.56 0.003472 7.19 956.46 324.5 0.74
1 8600.* PF 1 6875.9 168.34 171.41 3.07 172.21 0.003455 7.18 957.91 324.54 0.74
1 8500.* PF 1 6875.9 167.99 171.06 3.07 171.86 0.003429 7.16 960.22 324.6 0.73
1 8400 PF 1 6875.9 167.64 170.73 3.09 171.52 0.003377 7.13 964.76 324.71 0.73
1 8300.* PF 1 6875.9 167.3 170.39 3.09 171.18 0.003363 7.12 965.94 324.74 0.73
1 8200.* PF 1 6875.9 166.96 170.06 3.1 170.84 0.003342 7.1 967.81 324.78 0.73
1 8100.* PF 1 6875.9 166.63 169.72 3.09 170.51 0.003386 7.13 963.97 324.69 0.73
1 8000.* PF 1 6875.9 166.29 169.38 3.09 170.17 0.003377 7.13 964.72 324.71 0.73
1 7900.* PF 1 6875.9 165.95 169.04 3.09 169.83 0.003364 7.12 965.88 324.74 0.73
1 7800.* PF 1 6875.9 165.61 168.71 3.1 169.49 0.003344 7.11 967.71 324.78 0.73
1 7700.* PF 1 6875.9 165.27 168.38 3.11 169.16 0.003312 7.08 970.57 324.85 0.72
1 7600.* PF 1 6875.9 164.94 168.04 3.1 168.83 0.003318 7.09 969.98 324.84 0.72
1 7500.* PF 1 6875.9 164.6 167.72 3.12 168.49 0.003264 7.05 974.99 324.96 0.72
1 7400 PF 1 6875.9 164.26 167.41 3.15 168.16 0.003176 6.99 983.2 325.16 0.71
1 7300.* PF 1 6875.9 163.94 167.09 3.15 167.85 0.003164 6.99 984.36 325.19 0.71
1 7200.* PF 1 6875.9 163.62 166.77 3.15 167.53 0.003146 6.97 986.12 325.24 0.71
1 7100.* PF 1 6875.9 163.31 166.45 3.14 167.21 0.003185 7 982.32 325.14 0.71
1 7000.* PF 1 6875.9 162.99 166.13 3.14 166.89 0.003178 6.99 983.03 325.16 0.71
1 6900.* PF 1 6875.9 162.67 165.82 3.15 166.58 0.003167 6.99 984.11 325.19 0.71
1 6800.* PF 1 6875.9 162.35 165.5 3.15 166.26 0.00315 6.98 985.74 325.23 0.71

10-Yr West Side Channel Hydraulics

PALEN SOLAR PLANT HEC-RAS OUTPUT

5/4/2009 1



Reach River Sta Profile Q Total Min Ch El W.S. Elev W. Depth Crit W.S. E.G. Elev E.G. Slope Vel Chnl Flow Area Top Width Froude # Chl
(cfs) (ft) (ft) (ft) (ft) (ft) (ft/ft) (ft/s) (sq ft) (ft)

10-Yr West Side Channel Hydraulics

PALEN SOLAR PLANT HEC-RAS OUTPUT

1 6700.* PF 1 6875.9 162.04 165.18 3.14 165.94 0.003193 7.01 981.56 325.12 0.71
1 6600 PF 1 6875.9 161.72 164.86 3.14 165.62 0.00319 7 981.88 325.13 0.71
1 6500.* PF 1 6875.9 161.4 164.54 3.14 165.3 0.003185 7 982.37 325.14 0.71
1 6400 PF 1 6875.9 161.08 164.23 3.15 164.98 0.003177 6.99 983.11 325.16 0.71
1 6300.* PF 1 6875.9 160.76 163.91 3.15 164.67 0.003166 6.99 984.22 325.19 0.71
1 6200.* PF 1 6875.9 160.44 163.59 3.15 164.35 0.003148 6.97 985.9 325.23 0.71
1 6100.* PF 1 6875.9 160.13 163.27 3.14 164.03 0.00319 7 981.87 325.13 0.71
1 6000.* PF 1 6875.9 159.81 162.95 3.14 163.71 0.003185 7 982.36 325.14 0.71
1 5900.* PF 1 6875.9 159.49 162.64 3.15 163.39 0.003177 6.99 983.09 325.16 0.71
1 5800.* PF 1 6875.9 159.17 162.32 3.15 163.08 0.003166 6.99 984.2 325.19 0.71
1 5700.* PF 1 6875.9 158.85 162 3.15 162.76 0.003149 6.97 985.87 325.23 0.71
1 5600.* PF 1 6875.9 158.54 161.68 3.14 162.44 0.003191 7 981.83 325.13 0.71
1 5500.* PF 1 6875.9 158.22 161.36 3.14 162.12 0.003186 7 982.29 325.14 0.71
1 5400 PF 1 6875.9 157.9 161.04 3.14 161.8 0.003179 6.99 982.99 325.16 0.71
1 5300.* PF 1 6875.9 157.58 160.73 3.15 161.49 0.003168 6.99 984.04 325.18 0.71
1 5200.* PF 1 6875.9 157.26 160.41 3.15 161.17 0.003151 6.98 985.64 325.22 0.71
1 5100.* PF 1 6875.9 156.95 160.09 3.14 160.85 0.003196 7.01 981.34 325.12 0.71
1 5000.* PF 1 6875.9 156.63 159.77 3.14 160.53 0.003194 7.01 981.55 325.12 0.71
1 4900.* PF 1 6875.9 156.31 159.45 3.14 160.21 0.00319 7 981.87 325.13 0.71
1 4800.* PF 1 6875.9 155.99 159.13 3.14 159.89 0.003185 7 982.36 325.14 0.71
1 4700.* PF 1 6875.9 155.67 158.81 3.14 159.57 0.003184 7 982.45 325.14 0.71
1 4600.* PF 1 6875.9 155.36 158.47 3.11 159.25 0.003285 7.07 972.98 324.91 0.72
1 4500.* PF 1 6875.9 155.04 158.1 3.06 158.91 0.003466 7.19 956.97 324.52 0.74
1 4400 PF 1 6875.9 154.72 157.58 2.86 158.51 0.004361 7.71 891.47 322.9 0.82
1 4300.* PF 1 6875.9 154.4 157.19 2.79 158.06 0.004209 7.47 920.6 340.84 0.8
1 4200.* PF 1 6875.9 154.08 156.82 2.74 157.63 0.003994 7.2 954.7 358.95 0.78
1 4100.* PF 1 6875.9 153.77 156.48 2.71 157.22 0.003753 6.93 992.12 377.17 0.75
1 4000 PF 1 6875.9 153.45 155.61 2.16 155.61 156.68 0.00719 8.3 828.31 391.32 1.01
1 3900.* PF 1 6875.9 153.15 154.99 1.84 154.91 155.79 0.006579 7.17 958.75 527.93 0.94
1 3800.* PF 1 6875.9 152.85 154.54 1.69 155.13 0.005441 6.17 1113.63 665.92 0.84
1 3700.* PF 1 6875.9 152.55 154.11 1.56 154.58 0.004811 5.52 1245.94 804.09 0.78
1 3600.* PF 1 6875.9 152.25 153.71 1.46 154.1 0.004352 5.03 1368.11 942.49 0.74
1 3500.* PF 1 6875.9 151.95 153.37 1.42 153.68 0.003652 4.51 1523.55 1081.33 0.67
1 3400.* PF 1 6875.9 151.7 153.04 1.34 153.32 0.003402 4.21 1634.25 1221.95 0.64
1 3300.* PF 1 6875.9 151.46 152.73 1.27 152.97 0.003321 4 1719.33 1362.53 0.63
1 3200.* PF 1 6875.9 151.21 152.42 1.21 152.65 0.003143 3.78 1818.05 1503.31 0.61
1 3100.* PF 1 6875.9 150.97 152.12 1.15 152.33 0.003115 3.64 1889.39 1644.02 0.6
1 3000 PF 1 6875.9 150.72 151.83 1.11 152.02 0.00297 3.47 1980.59 1784.9 0.58
1 2900.* PF 1 6875.9 150.48 151.54 1.06 151.72 0.002952 3.36 2046.21 1927.31 0.57
1 2800.* PF 1 6875.9 150.23 151.27 1.04 151.43 0.002767 3.2 2146.64 2069.91 0.55
1 2700.* PF 1 6875.9 149.99 151.02 1.03 151.16 0.002529 3.04 2265.05 2212.61 0.53
1 2600.* PF 1 6875.9 149.74 150.82 1.08 150.93 0.001884 2.71 2536.81 2355.83 0.46
1 2500.* PF 1 6875.9 149.5 150.69 1.19 150.12 150.78 0.0012 2.31 2973.88 2499.54 0.37
1 2400.* PF 1 13754 151.21 153.39 2.18 153.66 0.00179 4.21 3270.02 1511.01 0.5
1 2300.* PF 1 13754 151.09 153.22 2.13 153.48 0.001761 4.11 3345.94 1581.22 0.5
1 2200.* PF 1 13754 150.97 153.05 2.08 153.3 0.001739 4.02 3417.64 1651.44 0.49
1 2100.* PF 1 13754 150.84 152.89 2.05 153.13 0.001684 3.92 3509 1721.78 0.48
1 2000 PF 1 13754 150.72 152.73 2.01 152.96 0.00166 3.84 3580.63 1792.06 0.48
1 1900.* PF 1 13754 150.6 152.57 1.97 152.79 0.001638 3.77 3651.58 1863.15 0.47
1 1800.* PF 1 13754 150.48 152.41 1.93 152.62 0.001618 3.7 3720.18 1934.25 0.47
1 1700.* PF 1 13754 150.35 152.26 1.91 152.46 0.001562 3.61 3814.29 2005.47 0.46
1 1600.* PF 1 13754 150.23 152.11 1.88 152.3 0.001534 3.54 3889.58 2076.64 0.46
1 1500.* PF 1 13754 150.11 151.96 1.85 152.15 0.001502 3.47 3966.73 2147.83 0.45
1 1400.* PF 1 13754 149.99 151.82 1.83 152 0.001467 3.4 4047.28 2219.04 0.44
1 1300.* PF 1 13754 149.87 151.68 1.81 151.85 0.001427 3.33 4133.24 2290.28 0.44
1 1200.* PF 1 13754 149.74 151.55 1.81 151.71 0.001345 3.23 4258.86 2361.67 0.42
1 1100.* PF 1 13754 149.62 151.42 1.8 151.58 0.001279 3.14 4375.36 2433.03 0.41
1 1000 PF 1 13754 149.5 151.31 1.81 150.48 151.45 0.001202 3.05 4509.95 2504.45 0.4
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Reach River Sta Profile Q Total Min Ch El W.S. Elev W. Depth Crit W.S. E.G. Elev E.G. Slope Vel Chnl Flow Area Top Width Froude # Chl
(cfs) (ft) (ft) (ft) (ft) (ft) (ft/ft) (ft/s) (sq ft) (ft)

1 14400 PF 1 9447.1 192.5 196.05 3.55 197.16 0.004 8.48 1114.66 328.38 0.81
1 14300.* PF 1 9447.1 192.1 195.65 3.55 196.76 0.004 8.48 1114.65 328.38 0.81
1 14200.* PF 1 9447.1 191.7 195.25 3.55 196.36 0.004 8.48 1114.66 328.38 0.81
1 14100.* PF 1 9447.1 191.3 194.85 3.55 195.96 0.004 8.48 1114.65 328.38 0.81
1 14000.* PF 1 9447.1 190.9 194.45 3.55 195.56 0.004 8.48 1114.66 328.38 0.81
1 13900.* PF 1 9447.1 190.5 194.05 3.55 195.16 0.004 8.48 1114.66 328.38 0.81
1 13800.* PF 1 9447.1 190.1 193.65 3.55 194.76 0.004 8.48 1114.65 328.38 0.81
1 13700.* PF 1 9447.1 189.7 193.25 3.55 194.36 0.004 8.48 1114.66 328.38 0.81
1 13600.* PF 1 9447.1 189.3 192.85 3.55 193.96 0.004 8.48 1114.66 328.38 0.81
1 13500.* PF 1 9447.1 188.9 192.45 3.55 193.56 0.004 8.48 1114.66 328.38 0.81
1 13400 PF 1 9447.1 188.5 192.05 3.55 193.16 0.004 8.48 1114.67 328.38 0.81
1 13300.* PF 1 9447.1 188.1 191.65 3.55 192.76 0.004 8.48 1114.67 328.38 0.81
1 13200.* PF 1 9447.1 187.7 191.25 3.55 192.36 0.004 8.48 1114.69 328.38 0.81
1 13100.* PF 1 9447.1 187.3 190.85 3.55 191.96 0.003999 8.47 1114.71 328.38 0.81
1 13000.* PF 1 9447.1 186.9 190.45 3.55 191.56 0.003999 8.47 1114.75 328.38 0.81
1 12900.* PF 1 9447.1 186.5 190.05 3.55 191.16 0.003998 8.47 1114.8 328.39 0.81
1 12800.* PF 1 9447.1 186.1 189.65 3.55 190.76 0.003997 8.47 1114.88 328.39 0.81
1 12700.* PF 1 9447.1 185.7 189.25 3.55 190.36 0.003996 8.47 1115 328.39 0.81
1 12600.* PF 1 9447.1 185.3 188.85 3.55 189.96 0.004006 8.48 1114.17 328.37 0.81
1 12500.* PF 1 9447.1 184.9 188.43 3.53 189.56 0.004069 8.52 1108.79 328.24 0.82
1 12400 PF 1 9447.1 184.5 187.97 3.47 189.14 0.004292 8.66 1090.53 327.79 0.84
1 12300.* PF 1 9447.1 184.07 187.55 3.48 188.71 0.004287 8.66 1090.96 327.8 0.84
1 12200.* PF 1 9447.1 183.64 187.12 3.48 188.28 0.004277 8.65 1091.72 327.82 0.84
1 12100.* PF 1 9447.1 183.21 186.69 3.48 187.85 0.004261 8.64 1092.99 327.85 0.83
1 12000.* PF 1 9447.1 182.78 186.27 3.49 187.42 0.004234 8.63 1095.15 327.91 0.83
1 11900.* PF 1 9447.1 182.36 185.83 3.47 187 0.004294 8.66 1090.38 327.79 0.84
1 11800.* PF 1 9447.1 181.93 185.4 3.47 186.57 0.00429 8.66 1090.72 327.8 0.84
1 11700.* PF 1 9447.1 181.5 184.98 3.48 186.14 0.004282 8.66 1091.3 327.81 0.84
1 11600.* PF 1 9447.1 181.07 184.55 3.48 185.71 0.00427 8.65 1092.28 327.84 0.84
1 11500.* PF 1 9447.1 180.64 184.11 3.47 185.28 0.004328 8.69 1087.74 327.73 0.84
1 11400 PF 1 9447.1 180.21 183.6 3.39 183.29 184.83 0.004678 8.9 1061.77 327.09 0.87
1 11300.* PF 1 9447.1 179.74 183.13 3.39 182.82 184.36 0.00466 8.89 1063.09 327.12 0.87
1 11200.* PF 1 9447.1 179.27 182.67 3.4 183.89 0.004625 8.87 1065.53 327.18 0.87
1 11100.* PF 1 9447.1 178.81 182.19 3.38 181.89 183.42 0.004694 8.91 1060.7 327.06 0.87
1 11000.* PF 1 9447.1 178.34 181.72 3.38 181.42 182.96 0.004688 8.9 1061.1 327.07 0.87
1 10900.* PF 1 9447.1 177.87 181.26 3.39 180.95 182.49 0.004677 8.9 1061.84 327.09 0.87
1 10800.* PF 1 9447.1 177.4 180.79 3.39 180.48 182.02 0.004658 8.89 1063.22 327.13 0.87
1 10700.* PF 1 9447.1 176.93 180.33 3.4 181.55 0.004622 8.86 1065.79 327.19 0.87
1 10600.* PF 1 9447.1 176.47 179.86 3.39 179.55 181.09 0.004648 8.88 1063.88 327.14 0.87
1 10500.* PF 1 9447.1 176 179.41 3.41 179.08 180.62 0.004585 8.84 1068.42 327.25 0.86
1 10400 PF 1 9447.1 175.53 178.98 3.45 180.16 0.004395 8.73 1082.54 327.6 0.85
1 10300.* PF 1 9447.1 175.09 178.54 3.45 179.72 0.004391 8.72 1082.83 327.61 0.85
1 10200.* PF 1 9447.1 174.65 178.1 3.45 179.28 0.004385 8.72 1083.34 327.62 0.85
1 10100.* PF 1 9447.1 174.21 177.66 3.45 178.84 0.004373 8.71 1084.21 327.64 0.84
1 10000.* PF 1 9447.1 173.77 177.23 3.46 178.41 0.004354 8.7 1085.73 327.68 0.84
1 9900.* PF 1 9447.1 173.33 176.8 3.47 177.97 0.00432 8.68 1088.36 327.74 0.84
1 9800.* PF 1 9447.1 172.9 176.36 3.46 177.54 0.004343 8.69 1086.51 327.7 0.84
1 9700.* PF 1 9447.1 172.46 175.93 3.47 177.1 0.004303 8.67 1089.7 327.77 0.84
1 9600.* PF 1 9447.1 172.02 175.52 3.5 176.67 0.004174 8.59 1100.04 328.03 0.83
1 9500.* PF 1 9447.1 171.58 175.15 3.57 176.25 0.003917 8.42 1121.9 328.56 0.8
1 9400 PF 1 9447.1 171.14 174.83 3.69 175.86 0.003497 8.13 1162.15 329.54 0.76
1 9300.* PF 1 9447.1 170.79 174.48 3.69 175.51 0.003496 8.13 1162.29 329.54 0.76
1 9200.* PF 1 9447.1 170.44 174.13 3.69 175.16 0.003494 8.13 1162.47 329.54 0.76
1 9100.* PF 1 9447.1 170.09 173.78 3.69 174.81 0.003492 8.12 1162.75 329.55 0.76
1 9000.* PF 1 9447.1 169.74 173.44 3.7 174.46 0.003488 8.12 1163.16 329.56 0.76
1 8900.* PF 1 9447.1 169.39 173.09 3.7 174.11 0.003482 8.12 1163.75 329.58 0.76
1 8800.* PF 1 9447.1 169.04 172.74 3.7 173.76 0.003474 8.11 1164.63 329.6 0.76
1 8700.* PF 1 9447.1 168.69 172.39 3.7 173.41 0.003461 8.1 1165.9 329.63 0.76
1 8600.* PF 1 9447.1 168.34 172.05 3.71 173.07 0.003444 8.09 1167.75 329.67 0.76
1 8500.* PF 1 9447.1 167.99 171.71 3.72 172.72 0.003418 8.07 1170.44 329.74 0.75
1 8400 PF 1 9447.1 167.64 171.37 3.73 172.38 0.003373 8.04 1175.36 329.86 0.75
1 8300.* PF 1 9447.1 167.3 171.04 3.74 172.04 0.003361 8.03 1176.65 329.89 0.75
1 8200.* PF 1 9447.1 166.96 170.7 3.74 171.7 0.003344 8.02 1178.51 329.93 0.75
1 8100.* PF 1 9447.1 166.63 170.36 3.73 171.36 0.003377 8.04 1174.84 329.84 0.75
1 8000.* PF 1 9447.1 166.29 170.02 3.73 171.03 0.003367 8.03 1175.91 329.87 0.75
1 7900.* PF 1 9447.1 165.95 169.69 3.74 170.69 0.003353 8.02 1177.45 329.91 0.75
1 7800.* PF 1 9447.1 165.61 169.36 3.75 170.35 0.003333 8.01 1179.65 329.96 0.75
1 7700.* PF 1 9447.1 165.27 169.02 3.75 170.02 0.003305 7.99 1182.79 330.04 0.74
1 7600.* PF 1 9447.1 164.94 168.69 3.75 169.68 0.003307 7.99 1182.55 330.03 0.74
1 7500.* PF 1 9447.1 164.6 168.37 3.77 169.35 0.003259 7.95 1187.99 330.16 0.74
1 7400 PF 1 9447.1 164.26 168.06 3.8 169.03 0.003174 7.89 1197.77 330.4 0.73
1 7300.* PF 1 9447.1 163.94 167.74 3.8 168.71 0.003164 7.88 1198.96 330.43 0.73
1 7200.* PF 1 9447.1 163.62 167.43 3.81 168.39 0.00315 7.87 1200.63 330.47 0.73
1 7100.* PF 1 9447.1 163.31 167.11 3.8 168.07 0.003183 7.89 1196.71 330.37 0.73
1 7000.* PF 1 9447.1 162.99 166.79 3.8 167.76 0.003176 7.89 1197.49 330.39 0.73
1 6900.* PF 1 9447.1 162.67 166.47 3.8 167.44 0.003167 7.88 1198.59 330.42 0.73
1 6800.* PF 1 9447.1 162.35 166.16 3.81 167.12 0.003154 7.87 1200.1 330.46 0.73

25-Yr West Side Channel Hydraulics

PALEN SOLAR PLANT HEC-RAS OUTPUT
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Reach River Sta Profile Q Total Min Ch El W.S. Elev W. Depth Crit W.S. E.G. Elev E.G. Slope Vel Chnl Flow Area Top Width Froude # Chl
(cfs) (ft) (ft) (ft) (ft) (ft) (ft/ft) (ft/s) (sq ft) (ft)

25-Yr West Side Channel Hydraulics

PALEN SOLAR PLANT HEC-RAS OUTPUT

1 6700.* PF 1 9447.1 162.04 165.83 3.79 166.8 0.003191 7.9 1195.79 330.35 0.73
1 6600 PF 1 9447.1 161.72 165.52 3.8 166.48 0.003187 7.9 1196.21 330.36 0.73
1 6500.* PF 1 9447.1 161.4 165.2 3.8 166.16 0.003182 7.89 1196.8 330.38 0.73
1 6400 PF 1 9447.1 161.08 164.88 3.8 165.85 0.003175 7.89 1197.62 330.4 0.73
1 6300.* PF 1 9447.1 160.76 164.56 3.8 165.53 0.003166 7.88 1198.75 330.42 0.73
1 6200.* PF 1 9447.1 160.44 164.25 3.81 165.21 0.003152 7.87 1200.33 330.46 0.73
1 6100.* PF 1 9447.1 160.13 163.93 3.8 164.89 0.003187 7.9 1196.18 330.36 0.73
1 6000.* PF 1 9447.1 159.81 163.61 3.8 164.57 0.003183 7.89 1196.76 330.38 0.73
1 5900.* PF 1 9447.1 159.49 163.29 3.8 164.26 0.003176 7.89 1197.56 330.4 0.73
1 5800.* PF 1 9447.1 159.17 162.97 3.8 163.94 0.003166 7.88 1198.68 330.42 0.73
1 5700.* PF 1 9447.1 158.85 162.66 3.81 163.62 0.003153 7.87 1200.23 330.46 0.73
1 5600.* PF 1 9447.1 158.54 162.33 3.79 163.3 0.003189 7.9 1196.02 330.36 0.73
1 5500.* PF 1 9447.1 158.22 162.02 3.8 162.98 0.003185 7.9 1196.53 330.37 0.73
1 5400 PF 1 9447.1 157.9 161.7 3.8 162.67 0.003178 7.89 1197.24 330.39 0.73
1 5300.* PF 1 9447.1 157.58 161.38 3.8 162.35 0.00317 7.88 1198.23 330.41 0.73
1 5200.* PF 1 9447.1 157.26 161.07 3.81 162.03 0.003158 7.88 1199.6 330.44 0.73
1 5100.* PF 1 9447.1 156.95 160.74 3.79 161.71 0.003199 7.91 1194.9 330.33 0.73
1 5000.* PF 1 9447.1 156.63 160.42 3.79 161.39 0.003198 7.91 1194.96 330.33 0.73
1 4900.* PF 1 9447.1 156.31 160.1 3.79 161.07 0.003197 7.91 1195.06 330.33 0.73
1 4800.* PF 1 9447.1 155.99 159.78 3.79 160.75 0.003196 7.9 1195.2 330.34 0.73
1 4700.* PF 1 9447.1 155.67 159.46 3.79 160.43 0.003203 7.91 1194.33 330.32 0.73
1 4600.* PF 1 9447.1 155.36 159.12 3.76 160.11 0.0033 7.98 1183.38 330.05 0.74
1 4500.* PF 1 9447.1 155.04 158.74 3.7 159.76 0.003487 8.12 1163.28 329.56 0.76
1 4400 PF 1 9447.1 154.72 158.12 3.4 157.8 159.34 0.004622 8.86 1065.78 327.19 0.87
1 4300.* PF 1 9447.1 154.4 157.72 3.32 158.86 0.004445 8.58 1101.42 345.06 0.85
1 4200.* PF 1 9447.1 154.08 157.34 3.26 158.41 0.004212 8.27 1142.36 363.11 0.82
1 4100.* PF 1 9447.1 153.77 156.99 3.22 157.98 0.003957 7.96 1186.86 381.27 0.8
1 4000 PF 1 9447.1 153.45 156.12 2.67 156.12 157.43 0.00672 9.2 1027.11 395.36 1.01
1 3900.* PF 1 9447.1 153.15 155.32 2.17 155.32 156.4 0.00716 8.34 1133.32 530.57 1.01
1 3800.* PF 1 9447.1 152.85 154.83 1.98 154.7 155.64 0.005998 7.21 1310.55 668.28 0.91
1 3700.* PF 1 9447.1 152.55 154.4 1.85 155.03 0.0052 6.41 1474.55 806.36 0.83
1 3600.* PF 1 9447.1 152.25 153.98 1.73 154.51 0.004629 5.81 1626.69 944.68 0.78
1 3500.* PF 1 9447.1 151.95 153.63 1.68 154.05 0.003881 5.22 1811.51 1083.46 0.71
1 3400.* PF 1 9447.1 151.7 153.3 1.6 153.66 0.003592 4.85 1946.82 1223.99 0.68
1 3300.* PF 1 9447.1 151.46 152.97 1.51 153.3 0.003475 4.6 2053.55 1364.49 0.66
1 3200.* PF 1 9447.1 151.21 152.66 1.45 152.95 0.003287 4.35 2171.67 1505.19 0.64
1 3100.* PF 1 9447.1 150.97 152.35 1.38 152.62 0.00323 4.18 2262.37 1645.83 0.63
1 3000 PF 1 9447.1 150.72 152.05 1.33 152.3 0.003074 3.98 2372.98 1786.66 0.61
1 2900.* PF 1 9447.1 150.48 151.76 1.28 151.99 0.003011 3.84 2462.06 1929.04 0.6
1 2800.* PF 1 9447.1 150.23 151.49 1.26 151.69 0.002769 3.64 2597.76 2071.66 0.57
1 2700.* PF 1 9447.1 149.99 151.24 1.25 151.43 0.002436 3.41 2772.53 2214.44 0.54
1 2600.* PF 1 9447.1 149.74 151.06 1.32 151.21 0.001804 3.04 3110.83 2357.78 0.47
1 2500.* PF 1 9447.1 149.5 150.94 1.44 150.26 151.05 0.001201 2.62 3598.9 2501.54 0.39
1 2400.* PF 1 13754 151.21 153.39 2.18 153.66 0.00179 4.21 3270.02 1511.01 0.5
1 2300.* PF 1 13754 151.09 153.22 2.13 153.48 0.001761 4.11 3345.94 1581.22 0.5
1 2200.* PF 1 13754 150.97 153.05 2.08 153.3 0.001739 4.02 3417.64 1651.44 0.49
1 2100.* PF 1 13754 150.84 152.89 2.05 153.13 0.001684 3.92 3509 1721.78 0.48
1 2000 PF 1 13754 150.72 152.73 2.01 152.96 0.00166 3.84 3580.63 1792.06 0.48
1 1900.* PF 1 13754 150.6 152.57 1.97 152.79 0.001638 3.77 3651.58 1863.15 0.47
1 1800.* PF 1 13754 150.48 152.41 1.93 152.62 0.001618 3.7 3720.18 1934.25 0.47
1 1700.* PF 1 13754 150.35 152.26 1.91 152.46 0.001562 3.61 3814.29 2005.47 0.46
1 1600.* PF 1 13754 150.23 152.11 1.88 152.3 0.001534 3.54 3889.58 2076.64 0.46
1 1500.* PF 1 13754 150.11 151.96 1.85 152.15 0.001502 3.47 3966.73 2147.83 0.45
1 1400.* PF 1 13754 149.99 151.82 1.83 152 0.001467 3.4 4047.28 2219.04 0.44
1 1300.* PF 1 13754 149.87 151.68 1.81 151.85 0.001427 3.33 4133.24 2290.28 0.44
1 1200.* PF 1 13754 149.74 151.55 1.81 151.71 0.001345 3.23 4258.86 2361.67 0.42
1 1100.* PF 1 13754 149.62 151.42 1.8 151.58 0.001279 3.14 4375.36 2433.03 0.41
1 1000 PF 1 13754 149.5 151.31 1.81 150.48 151.45 0.001202 3.05 4509.95 2504.45 0.4
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Reach River Sta Profile Q Total Min Ch El W.S. Elev W. Depth Crit W.S. E.G. Elev E.G. Slope Vel Chnl Flow Area Top Width Froude # Chl
(cfs) (ft) (ft) (ft) (ft) (ft) (ft/ft) (ft/s) (sq ft) (ft)

1 14400 PF 1 13752.9 192.5 196.93 4.43 198.41 0.004 9.76 1408.67 335.47 0.84
1 14300.* PF 1 13752.9 192.1 196.53 4.43 198.01 0.004 9.76 1408.67 335.47 0.84
1 14200.* PF 1 13752.9 191.7 196.13 4.43 197.61 0.004 9.76 1408.67 335.47 0.84
1 14100.* PF 1 13752.9 191.3 195.73 4.43 197.21 0.004 9.76 1408.67 335.47 0.84
1 14000.* PF 1 13752.9 190.9 195.33 4.43 196.81 0.004 9.76 1408.67 335.47 0.84
1 13900.* PF 1 13752.9 190.5 194.93 4.43 196.41 0.004 9.76 1408.67 335.47 0.84
1 13800.* PF 1 13752.9 190.1 194.53 4.43 196.01 0.004 9.76 1408.67 335.47 0.84
1 13700.* PF 1 13752.9 189.7 194.13 4.43 195.61 0.004 9.76 1408.67 335.47 0.84
1 13600.* PF 1 13752.9 189.3 193.73 4.43 195.21 0.004 9.76 1408.67 335.47 0.84
1 13500.* PF 1 13752.9 188.9 193.33 4.43 194.81 0.004 9.76 1408.68 335.47 0.84
1 13400 PF 1 13752.9 188.5 192.93 4.43 194.41 0.004 9.76 1408.68 335.47 0.84
1 13300.* PF 1 13752.9 188.1 192.53 4.43 194.01 0.004 9.76 1408.68 335.47 0.84
1 13200.* PF 1 13752.9 187.7 192.13 4.43 193.61 0.004 9.76 1408.69 335.47 0.84
1 13100.* PF 1 13752.9 187.3 191.73 4.43 193.21 0.004 9.76 1408.69 335.47 0.84
1 13000.* PF 1 13752.9 186.9 191.33 4.43 192.81 0.004 9.76 1408.7 335.47 0.84
1 12900.* PF 1 13752.9 186.5 190.93 4.43 192.41 0.004 9.76 1408.7 335.47 0.84
1 12800.* PF 1 13752.9 186.1 190.53 4.43 192.01 0.004 9.76 1408.67 335.47 0.84
1 12700.* PF 1 13752.9 185.7 190.13 4.43 191.61 0.004002 9.76 1408.4 335.46 0.84
1 12600.* PF 1 13752.9 185.3 189.73 4.43 191.21 0.004016 9.77 1406.95 335.43 0.84
1 12500.* PF 1 13752.9 184.9 189.31 4.41 190.81 0.004073 9.82 1400.76 335.28 0.85
1 12400 PF 1 13752.9 184.5 188.84 4.34 188.44 190.39 0.004288 9.98 1378.33 334.74 0.87
1 12300.* PF 1 13752.9 184.07 188.41 4.34 188.01 189.96 0.004283 9.97 1378.9 334.76 0.87
1 12200.* PF 1 13752.9 183.64 187.99 4.35 187.58 189.53 0.004274 9.97 1379.78 334.78 0.87
1 12100.* PF 1 13752.9 183.21 187.56 4.35 187.15 189.1 0.004261 9.96 1381.08 334.81 0.86
1 12000.* PF 1 13752.9 182.78 187.14 4.36 188.67 0.004242 9.94 1383.02 334.86 0.86
1 11900.* PF 1 13752.9 182.36 186.7 4.34 186.3 188.25 0.004292 9.98 1377.93 334.73 0.87
1 11800.* PF 1 13752.9 181.93 186.27 4.34 185.87 187.82 0.004289 9.98 1378.31 334.74 0.87
1 11700.* PF 1 13752.9 181.5 185.84 4.34 185.44 187.39 0.004283 9.97 1378.88 334.76 0.87
1 11600.* PF 1 13752.9 181.07 185.42 4.35 185.01 186.96 0.004275 9.97 1379.71 334.78 0.87
1 11500.* PF 1 13752.9 180.64 184.97 4.33 186.53 0.004327 10.01 1374.51 334.65 0.87
1 11400 PF 1 13752.9 180.21 184.44 4.23 184.15 186.08 0.004673 10.25 1341.79 333.87 0.9
1 11300.* PF 1 13752.9 179.74 183.98 4.24 183.68 185.61 0.004658 10.24 1343.2 333.9 0.9
1 11200.* PF 1 13752.9 179.27 183.51 4.24 185.14 0.004633 10.22 1345.44 333.96 0.9
1 11100.* PF 1 13752.9 178.81 183.04 4.23 182.75 184.67 0.004687 10.26 1340.58 333.84 0.9
1 11000.* PF 1 13752.9 178.34 182.57 4.23 182.28 184.2 0.004679 10.25 1341.28 333.86 0.9
1 10900.* PF 1 13752.9 177.87 182.11 4.24 181.81 183.74 0.004667 10.25 1342.39 333.88 0.9
1 10800.* PF 1 13752.9 177.4 181.64 4.24 181.34 183.27 0.004647 10.23 1344.15 333.93 0.9
1 10700.* PF 1 13752.9 176.93 181.18 4.25 182.8 0.004616 10.21 1346.94 333.99 0.9
1 10600.* PF 1 13752.9 176.47 180.72 4.25 180.41 182.34 0.004626 10.22 1346.07 333.97 0.9
1 10500.* PF 1 13752.9 176 180.26 4.26 179.94 181.87 0.004563 10.17 1351.85 334.11 0.89
1 10400 PF 1 13752.9 175.53 179.84 4.31 179.47 181.41 0.004389 10.05 1368.41 334.51 0.88
1 10300.* PF 1 13752.9 175.09 179.41 4.32 179.03 180.97 0.004383 10.05 1368.98 334.52 0.88
1 10200.* PF 1 13752.9 174.65 178.97 4.32 178.59 180.53 0.004374 10.04 1369.86 334.54 0.87
1 10100.* PF 1 13752.9 174.21 178.53 4.32 178.15 180.09 0.00436 10.03 1371.18 334.57 0.87
1 10000.* PF 1 13752.9 173.77 178.1 4.33 177.71 179.66 0.00434 10.02 1373.19 334.62 0.87
1 9900.* PF 1 13752.9 173.33 177.67 4.34 179.22 0.004309 9.99 1376.23 334.69 0.87
1 9800.* PF 1 13752.9 172.9 177.24 4.34 176.84 178.79 0.004314 10 1375.76 334.68 0.87
1 9700.* PF 1 13752.9 172.46 176.81 4.35 176.4 178.35 0.004253 9.95 1381.91 334.83 0.86
1 9600.* PF 1 13752.9 172.02 176.42 4.4 177.92 0.004107 9.84 1397.08 335.19 0.85
1 9500.* PF 1 13752.9 171.58 176.06 4.48 177.51 0.003858 9.65 1424.7 335.85 0.83
1 9400 PF 1 13752.9 171.14 175.76 4.62 177.11 0.003493 9.36 1469.71 336.92 0.79
1 9300.* PF 1 13752.9 170.79 175.41 4.62 176.77 0.003491 9.36 1470.02 336.93 0.79
1 9200.* PF 1 13752.9 170.44 175.06 4.62 176.42 0.003488 9.35 1470.43 336.94 0.79
1 9100.* PF 1 13752.9 170.09 174.71 4.62 176.07 0.003484 9.35 1470.98 336.95 0.79
1 9000.* PF 1 13752.9 169.74 174.36 4.62 175.72 0.003478 9.34 1471.72 336.97 0.79
1 8900.* PF 1 13752.9 169.39 174.01 4.62 175.37 0.003471 9.34 1472.71 336.99 0.79
1 8800.* PF 1 13752.9 169.04 173.67 4.63 175.02 0.003461 9.33 1474.04 337.02 0.79
1 8700.* PF 1 13752.9 168.69 173.32 4.63 174.67 0.003447 9.32 1475.81 337.07 0.78
1 8600.* PF 1 13752.9 168.34 172.98 4.64 174.32 0.00343 9.3 1478.19 337.12 0.78
1 8500.* PF 1 13752.9 167.99 172.64 4.65 173.98 0.003407 9.28 1481.33 337.2 0.78
1 8400 PF 1 13752.9 167.64 172.31 4.67 173.63 0.003367 9.25 1486.77 337.33 0.78
1 8300.* PF 1 13752.9 167.3 171.97 4.67 173.3 0.003356 9.24 1488.25 337.36 0.78
1 8200.* PF 1 13752.9 166.96 171.64 4.68 172.96 0.003342 9.23 1490.19 337.41 0.77
1 8100.* PF 1 13752.9 166.63 171.3 4.67 172.62 0.003366 9.25 1486.85 337.33 0.78
1 8000.* PF 1 13752.9 166.29 170.96 4.67 172.29 0.003356 9.24 1488.35 337.36 0.78
1 7900.* PF 1 13752.9 165.95 170.63 4.68 171.95 0.003341 9.23 1490.33 337.41 0.77
1 7800.* PF 1 13752.9 165.61 170.29 4.68 171.61 0.003323 9.21 1492.93 337.47 0.77
1 7700.* PF 1 13752.9 165.27 169.97 4.7 171.28 0.003292 9.18 1497.33 337.58 0.77
1 7600.* PF 1 13752.9 164.94 169.64 4.7 170.95 0.003289 9.18 1497.7 337.58 0.77
1 7500.* PF 1 13752.9 164.6 169.32 4.72 170.62 0.003246 9.14 1503.98 337.73 0.76
1 7400 PF 1 13752.9 164.26 169.01 4.75 170.29 0.003172 9.08 1514.84 337.99 0.76
1 7300.* PF 1 13752.9 163.94 168.69 4.75 169.97 0.003164 9.07 1516.06 338.02 0.75
1 7200.* PF 1 13752.9 163.62 168.38 4.76 169.65 0.003153 9.06 1517.64 338.06 0.75
1 7100.* PF 1 13752.9 163.31 168.06 4.75 169.34 0.00318 9.09 1513.56 337.96 0.76
1 7000.* PF 1 13752.9 162.99 167.74 4.75 169.02 0.003175 9.08 1514.41 337.98 0.76
1 6900.* PF 1 13752.9 162.67 167.42 4.75 168.7 0.003167 9.07 1515.52 338.01 0.76
1 6800.* PF 1 13752.9 162.35 167.11 4.76 168.38 0.003158 9.07 1516.93 338.04 0.75

100-Yr West Side Channel Hydraulics

PALEN SOLAR PLANT HEC-RAS OUTPUT
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Reach River Sta Profile Q Total Min Ch El W.S. Elev W. Depth Crit W.S. E.G. Elev E.G. Slope Vel Chnl Flow Area Top Width Froude # Chl
(cfs) (ft) (ft) (ft) (ft) (ft) (ft/ft) (ft/s) (sq ft) (ft)

100-Yr West Side Channel Hydraulics

PALEN SOLAR PLANT HEC-RAS OUTPUT

1 6700.* PF 1 13752.9 162.04 166.78 4.74 168.07 0.003188 9.09 1512.47 337.93 0.76
1 6600 PF 1 13752.9 161.72 166.46 4.74 167.75 0.003184 9.09 1513 337.95 0.76
1 6500.* PF 1 13752.9 161.4 166.15 4.75 167.43 0.00318 9.09 1513.69 337.96 0.76
1 6400 PF 1 13752.9 161.08 165.83 4.75 167.11 0.003174 9.08 1514.58 337.98 0.76
1 6300.* PF 1 13752.9 160.76 165.51 4.75 166.79 0.003166 9.07 1515.73 338.01 0.76
1 6200.* PF 1 13752.9 160.44 165.2 4.76 166.47 0.003156 9.06 1517.21 338.05 0.75
1 6100.* PF 1 13752.9 160.13 164.87 4.74 166.16 0.003185 9.09 1512.89 337.94 0.76
1 6000.* PF 1 13752.9 159.81 164.56 4.75 165.84 0.003181 9.09 1513.55 337.96 0.76
1 5900.* PF 1 13752.9 159.49 164.24 4.75 165.52 0.003175 9.08 1514.39 337.98 0.76
1 5800.* PF 1 13752.9 159.17 163.92 4.75 165.2 0.003168 9.07 1515.49 338.01 0.76
1 5700.* PF 1 13752.9 158.85 163.6 4.75 164.88 0.003158 9.07 1516.9 338.04 0.75
1 5600.* PF 1 13752.9 158.54 163.28 4.74 164.57 0.003188 9.09 1512.42 337.93 0.76
1 5500.* PF 1 13752.9 158.22 162.96 4.74 164.25 0.003185 9.09 1512.94 337.95 0.76
1 5400 PF 1 13752.9 157.9 162.65 4.75 163.93 0.00318 9.09 1513.62 337.96 0.76
1 5300.* PF 1 13752.9 157.58 162.33 4.75 163.61 0.003174 9.08 1514.48 337.98 0.76
1 5200.* PF 1 13752.9 157.26 162.01 4.75 163.29 0.003167 9.07 1515.61 338.01 0.76
1 5100.* PF 1 13752.9 156.95 161.69 4.74 162.97 0.003202 9.11 1510.36 337.88 0.76
1 5000.* PF 1 13752.9 156.63 161.37 4.74 162.65 0.003203 9.11 1510.17 337.88 0.76
1 4900.* PF 1 13752.9 156.31 161.04 4.73 162.33 0.003205 9.11 1509.85 337.87 0.76
1 4800.* PF 1 13752.9 155.99 160.72 4.73 162.01 0.00321 9.11 1509.24 337.86 0.76
1 4700.* PF 1 13752.9 155.67 160.4 4.73 161.69 0.003222 9.12 1507.36 337.81 0.76
1 4600.* PF 1 13752.9 155.36 160.05 4.69 161.36 0.003306 9.2 1495.27 337.53 0.77
1 4500.* PF 1 13752.9 155.04 159.66 4.62 161.02 0.003472 9.34 1472.56 336.99 0.79
1 4400 PF 1 13752.9 154.72 158.87 4.15 158.66 160.57 0.004988 10.46 1314.76 333.22 0.93
1 4300.* PF 1 13752.9 154.4 158.46 4.06 158.19 160.05 0.004781 10.12 1359.41 350.99 0.91
1 4200.* PF 1 13752.9 154.08 158.07 3.99 157.74 159.55 0.004526 9.76 1409.72 368.95 0.88
1 4100.* PF 1 13752.9 153.77 157.7 3.93 159.08 0.004287 9.42 1460.4 386.97 0.85
1 4000 PF 1 13752.9 153.45 156.87 3.42 156.87 158.54 0.006207 10.37 1325.93 401.36 1.01
1 3900.* PF 1 13752.9 153.15 155.94 2.79 155.94 157.31 0.006601 9.42 1460.3 535.48 1.01
1 3800.* PF 1 13752.9 152.85 155.24 2.39 155.23 156.41 0.006801 8.68 1584.24 671.55 1
1 3700.* PF 1 13752.9 152.55 154.79 2.24 154.64 155.7 0.005809 7.68 1789.7 809.48 0.91
1 3600.* PF 1 13752.9 152.25 154.36 2.11 155.11 0.005073 6.93 1985.12 947.71 0.84
1 3500.* PF 1 13752.9 151.95 154 2.05 154.6 0.004227 6.21 2214.51 1086.43 0.77
1 3400.* PF 1 13752.9 151.7 153.66 1.96 154.17 0.003874 5.76 2386.33 1226.86 0.73
1 3300.* PF 1 13752.9 151.46 153.32 1.86 153.78 0.003708 5.45 2524.92 1367.25 0.71
1 3200.* PF 1 13752.9 151.21 152.99 1.78 153.4 0.003488 5.14 2674.5 1507.86 0.68
1 3100.* PF 1 13752.9 150.97 152.67 1.7 153.05 0.003393 4.92 2794.46 1648.42 0.67
1 3000 PF 1 13752.9 150.72 152.37 1.65 152.71 0.003208 4.68 2936.58 1789.18 0.64
1 2900.* PF 1 13752.9 150.48 152.07 1.59 152.39 0.003072 4.48 3067.33 1931.55 0.63
1 2800.* PF 1 13752.9 150.23 151.81 1.58 152.08 0.002745 4.21 3264.41 2074.23 0.59
1 2700.* PF 1 13752.9 149.99 151.58 1.59 151.82 0.002327 3.9 3523.19 2217.15 0.55
1 2600.* PF 1 13752.9 149.74 151.42 1.68 151.61 0.001727 3.48 3950.21 2360.63 0.47
1 2500.* PF 1 13752.9 149.5 151.31 1.81 150.48 151.45 0.001202 3.05 4509.72 2504.45 0.4
1 2400.* PF 1 13754 151.21 153.39 2.18 153.66 0.00179 4.21 3270.02 1511.01 0.5
1 2300.* PF 1 13754 151.09 153.22 2.13 153.48 0.001761 4.11 3345.94 1581.22 0.5
1 2200.* PF 1 13754 150.97 153.05 2.08 153.3 0.001739 4.02 3417.64 1651.44 0.49
1 2100.* PF 1 13754 150.84 152.89 2.05 153.13 0.001684 3.92 3509 1721.78 0.48
1 2000 PF 1 13754 150.72 152.73 2.01 152.96 0.00166 3.84 3580.63 1792.06 0.48
1 1900.* PF 1 13754 150.6 152.57 1.97 152.79 0.001638 3.77 3651.58 1863.15 0.47
1 1800.* PF 1 13754 150.48 152.41 1.93 152.62 0.001618 3.7 3720.18 1934.25 0.47
1 1700.* PF 1 13754 150.35 152.26 1.91 152.46 0.001562 3.61 3814.29 2005.47 0.46
1 1600.* PF 1 13754 150.23 152.11 1.88 152.3 0.001534 3.54 3889.58 2076.64 0.46
1 1500.* PF 1 13754 150.11 151.96 1.85 152.15 0.001502 3.47 3966.73 2147.83 0.45
1 1400.* PF 1 13754 149.99 151.82 1.83 152 0.001467 3.4 4047.28 2219.04 0.44
1 1300.* PF 1 13754 149.87 151.68 1.81 151.85 0.001427 3.33 4133.24 2290.28 0.44
1 1200.* PF 1 13754 149.74 151.55 1.81 151.71 0.001345 3.23 4258.86 2361.67 0.42
1 1100.* PF 1 13754 149.62 151.42 1.8 151.58 0.001279 3.14 4375.36 2433.03 0.41
1 1000 PF 1 13754 149.5 151.31 1.81 150.48 151.45 0.001202 3.05 4509.95 2504.45 0.4
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Reach River Sta Profile Q Total Min Ch El W.S. Elev W. Depth Crit W.S. E.G. Elev E.G. Slope Vel Chnl Flow Area Top Width Froude # Chl
(cfs) (ft) (ft) (ft) (ft) (ft) (ft/ft) (ft/s) (sq ft) (ft)

1 23000 PF 1 703.9 195.92 197.05 1.13 197.3 0.004082 4.03 174.46 159.03 0.68
1 22900.* PF 1 703.9 195.51 196.63 1.12 196.89 0.004199 4.07 172.96 158.96 0.69
1 22800.* PF 1 703.9 195.09 196.22 1.13 196.47 0.004083 4.03 174.46 159.03 0.68
1 22700.* PF 1 703.9 194.68 195.8 1.12 196.06 0.004199 4.07 172.96 158.96 0.69
1 22600.* PF 1 703.9 194.26 195.39 1.13 195.64 0.00409 4.04 174.36 159.03 0.68
1 22500.* PF 1 703.9 193.85 194.97 1.12 195.23 0.004201 4.07 172.94 158.96 0.69
1 22400.* PF 1 703.9 193.43 194.55 1.12 194.81 0.004199 4.07 172.96 158.96 0.69
1 22300.* PF 1 703.9 193.01 194.14 1.13 194.39 0.004081 4.03 174.48 159.03 0.68
1 22200.* PF 1 703.9 192.6 193.72 1.12 193.98 0.004201 4.07 172.93 158.96 0.69
1 22100.* PF 1 703.9 192.18 193.31 1.13 193.56 0.004069 4.03 174.64 159.04 0.68
1 22000 PF 1 703.9 191.77 192.87 1.1 193.14 0.0044 4.13 170.5 158.83 0.7
1 21900.* PF 1 703.9 191.33 192.43 1.1 192.7 0.004401 4.13 170.49 158.83 0.7
1 21800.* PF 1 703.9 190.89 191.99 1.1 192.26 0.004399 4.13 170.51 158.83 0.7
1 21700.* PF 1 703.9 190.45 191.55 1.1 191.82 0.004403 4.13 170.45 158.83 0.7
1 21600.* PF 1 703.9 190.01 191.12 1.11 191.38 0.004285 4.1 171.88 158.9 0.69
1 21500.* PF 1 703.9 189.58 190.68 1.1 190.95 0.0044 4.13 170.5 158.83 0.7
1 21400.* PF 1 703.9 189.14 190.24 1.1 190.51 0.0044 4.13 170.5 158.83 0.7
1 21300.* PF 1 703.9 188.7 189.8 1.1 190.07 0.0044 4.13 170.5 158.83 0.7
1 21200.* PF 1 703.9 188.26 189.36 1.1 189.63 0.0044 4.13 170.5 158.83 0.7
1 21100.* PF 1 703.9 187.82 188.92 1.1 189.19 0.0044 4.13 170.5 158.83 0.7
1 21000 PF 1 703.9 187.38 188.48 1.1 188.75 0.0044 4.13 170.49 158.83 0.7
1 20900 PF 1 703.9 186.94 188.04 1.1 188.31 0.0044 4.13 170.5 158.83 0.7
1 20800.* PF 1 703.9 186.5 187.6 1.1 187.87 0.004401 4.13 170.49 158.83 0.7
1 20700.* PF 1 703.9 186.06 187.16 1.1 187.43 0.004399 4.13 170.51 158.83 0.7
1 20600.* PF 1 703.9 185.62 186.72 1.1 186.99 0.004403 4.13 170.45 158.83 0.7
1 20500.* PF 1 703.9 185.18 186.29 1.11 186.55 0.004285 4.1 171.88 158.9 0.69
1 20400.* PF 1 703.9 184.75 185.85 1.1 186.12 0.0044 4.13 170.5 158.83 0.7
1 20300.* PF 1 703.9 184.31 185.41 1.1 185.68 0.0044 4.13 170.5 158.83 0.7
1 20200.* PF 1 703.9 183.87 184.97 1.1 185.24 0.0044 4.13 170.5 158.83 0.7
1 20100.* PF 1 703.9 183.43 184.53 1.1 184.8 0.0044 4.13 170.5 158.83 0.7
1 20000 PF 1 703.9 182.99 184.09 1.1 184.36 0.0044 4.13 170.5 158.83 0.7
1 19900.* PF 1 703.9 182.55 183.65 1.1 183.92 0.004401 4.13 170.49 158.83 0.7
1 19800.* PF 1 703.9 182.11 183.21 1.1 183.48 0.004399 4.13 170.51 158.83 0.7
1 19700.* PF 1 703.9 181.67 182.77 1.1 183.04 0.004403 4.13 170.45 158.83 0.7
1 19600.* PF 1 703.9 181.23 182.34 1.11 182.6 0.004285 4.1 171.88 158.9 0.69
1 19500.* PF 1 703.9 180.8 181.9 1.1 182.17 0.0044 4.13 170.5 158.83 0.7
1 19400.* PF 1 703.9 180.36 181.46 1.1 181.73 0.0044 4.13 170.5 158.83 0.7
1 19300.* PF 1 703.9 179.92 181.02 1.1 181.29 0.0044 4.13 170.5 158.83 0.7
1 19200.* PF 1 703.9 179.48 180.58 1.1 180.85 0.0044 4.13 170.49 158.83 0.7
1 19100.* PF 1 703.9 179.04 180.14 1.1 180.41 0.0044 4.13 170.5 158.83 0.7
1 19000 PF 1 703.9 178.6 179.7 1.1 179.97 0.0044 4.13 170.49 158.83 0.7
1 18900.* PF 1 703.9 178.16 179.26 1.1 179.53 0.0044 4.13 170.5 158.83 0.7
1 18800.* PF 1 703.9 177.72 178.82 1.1 179.09 0.004401 4.13 170.49 158.83 0.7
1 18700.* PF 1 703.9 177.28 178.38 1.1 178.65 0.004399 4.13 170.51 158.83 0.7
1 18600.* PF 1 703.9 176.84 177.94 1.1 178.21 0.004403 4.13 170.45 158.83 0.7
1 18500.* PF 1 703.9 176.4 177.51 1.11 177.77 0.004285 4.1 171.88 158.9 0.69
1 18400.* PF 1 703.9 175.97 177.07 1.1 177.34 0.0044 4.13 170.5 158.83 0.7
1 18300.* PF 1 703.9 175.53 176.63 1.1 176.9 0.0044 4.13 170.5 158.83 0.7
1 18200.* PF 1 703.9 175.09 176.19 1.1 176.46 0.0044 4.13 170.5 158.83 0.7
1 18100.* PF 1 703.9 174.65 175.75 1.1 176.02 0.0044 4.13 170.5 158.83 0.7
1 18000 PF 1 703.9 174.21 175.31 1.1 175.58 0.0044 4.13 170.5 158.83 0.7
1 17900.* PF 1 703.9 173.77 174.87 1.1 175.14 0.004401 4.13 170.49 158.83 0.7
1 17800.* PF 1 703.9 173.33 174.43 1.1 174.7 0.004399 4.13 170.51 158.83 0.7
1 17700.* PF 1 703.9 172.89 173.99 1.1 174.26 0.004403 4.13 170.45 158.83 0.7
1 17600.* PF 1 703.9 172.45 173.56 1.11 173.82 0.004285 4.1 171.88 158.9 0.69
1 17500.* PF 1 703.9 172.02 173.12 1.1 173.39 0.0044 4.13 170.5 158.83 0.7
1 17400.* PF 1 703.9 171.58 172.68 1.1 172.95 0.0044 4.13 170.49 158.83 0.7
1 17300.* PF 1 703.9 171.14 172.24 1.1 172.51 0.0044 4.13 170.5 158.83 0.7
1 17200.* PF 1 703.9 170.7 171.8 1.1 172.07 0.004401 4.13 170.48 158.83 0.7
1 17100.* PF 1 703.9 170.26 171.36 1.1 171.63 0.004398 4.13 170.52 158.83 0.7
1 17000 PF 1 703.9 169.82 170.92 1.1 171.19 0.004405 4.13 170.43 158.83 0.7
1 16900.* PF 1 703.9 169.38 170.5 1.12 170.76 0.004201 4.07 172.93 158.96 0.69
1 16800 PF 1 703.9 168.94 170.19 1.25 170.39 0.002904 3.63 193.7 160 0.58
1 16700.* PF 1 703.9 168.65 169.9 1.25 170.1 0.002917 3.64 193.44 159.98 0.58
1 16600.* PF 1 703.9 168.36 169.6 1.24 169.81 0.00298 3.66 192.17 159.92 0.59
1 16500.* PF 1 703.9 168.06 169.31 1.25 169.51 0.002904 3.63 193.7 160 0.58
1 16400.* PF 1 703.9 167.77 169.02 1.25 169.22 0.002917 3.64 193.44 159.98 0.58
1 16300.* PF 1 703.9 167.48 168.72 1.24 168.93 0.00298 3.66 192.17 159.92 0.59
1 16200.* PF 1 703.9 167.18 168.43 1.25 168.63 0.002906 3.63 193.68 160 0.58
1 16100.* PF 1 703.9 166.89 168.14 1.25 168.34 0.002922 3.64 193.34 159.98 0.58
1 16000 PF 1 703.9 166.6 167.84 1.24 168.05 0.003 3.67 191.78 159.9 0.59
1 15900.* PF 1 703.9 166.3 167.54 1.24 167.75 0.003 3.67 191.78 159.9 0.59
1 15800.* PF 1 703.9 166 167.24 1.24 167.45 0.003 3.67 191.78 159.9 0.59
1 15700.* PF 1 703.9 165.7 166.94 1.24 167.15 0.003 3.67 191.78 159.9 0.59
1 15600.* PF 1 703.9 165.4 166.64 1.24 166.85 0.003 3.67 191.78 159.9 0.59
1 15500.* PF 1 703.9 165.1 166.34 1.24 166.55 0.003 3.67 191.78 159.9 0.59
1 15400.* PF 1 703.9 164.8 166.04 1.24 166.25 0.003001 3.67 191.76 159.9 0.59
1 15300.* PF 1 703.9 164.5 165.74 1.24 165.95 0.003005 3.67 191.69 159.9 0.59

10-Yr Center Channel Hydraulics
PALEN SOLAR PLANT HEC-RAS OUTPUT
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Reach River Sta Profile Q Total Min Ch El W.S. Elev W. Depth Crit W.S. E.G. Elev E.G. Slope Vel Chnl Flow Area Top Width Froude # Chl
(cfs) (ft) (ft) (ft) (ft) (ft) (ft/ft) (ft/s) (sq ft) (ft)

10-Yr Center Channel Hydraulics
PALEN SOLAR PLANT HEC-RAS OUTPUT

1 15200.* PF 1 703.9 164.2 165.44 1.24 165.65 0.003018 3.68 191.42 159.88 0.59
1 15100.* PF 1 703.9 163.9 165.13 1.23 165.34 0.003096 3.71 189.93 159.81 0.6
1 15000 PF 1 703.9 163.6 164.71 1.11 164.97 0.0043 4.1 171.7 158.89 0.69
1 14900.* PF 1 703.9 163.17 164.28 1.11 164.54 0.004301 4.1 171.69 158.89 0.7
1 14800.* PF 1 703.9 162.74 163.86 1.12 164.12 0.004188 4.07 173.1 158.96 0.69
1 14700.* PF 1 703.9 162.32 163.43 1.11 163.69 0.0043 4.1 171.7 158.89 0.69
1 14600.* PF 1 703.9 161.89 163 1.11 163.26 0.0043 4.1 171.7 158.89 0.69
1 14500.* PF 1 703.9 161.46 162.57 1.11 162.83 0.0043 4.1 171.7 158.89 0.69
1 14400.* PF 1 703.9 161.03 162.14 1.11 162.4 0.004301 4.1 171.69 158.89 0.7
1 14300.* PF 1 703.9 160.6 161.72 1.12 161.98 0.004176 4.06 173.25 158.97 0.69
1 14200.* PF 1 703.9 160.18 161.29 1.11 161.55 0.00429 4.1 171.82 158.9 0.69
1 14100.* PF 1 703.9 159.75 160.88 1.13 161.13 0.004105 4.04 174.17 159.02 0.68
1 14000 PF 1 703.9 159.32 160.36 1.04 160.66 0.005407 4.4 160.05 158.31 0.77
1 13900.* PF 1 703.9 158.77 159.79 1.02 160.1 0.005667 4.46 157.76 158.19 0.79
1 13800.* PF 1 703.9 158.21 159.24 1.03 159.55 0.005518 4.43 159.06 158.26 0.78
1 13700.* PF 1 703.9 157.66 158.7 1.04 159 0.005425 4.4 159.89 158.3 0.77
1 13600.* PF 1 703.9 157.11 158.14 1.03 158.44 0.005624 4.45 158.13 158.21 0.78
1 13500.* PF 1 703.9 156.55 157.58 1.03 157.89 0.005486 4.42 159.35 158.27 0.78
1 13400.* PF 1 703.9 156 157.03 1.03 157.34 0.005519 4.43 159.05 158.26 0.78
1 13300.* PF 1 703.9 155.45 156.48 1.03 156.79 0.005484 4.42 159.36 158.27 0.78
1 13200.* PF 1 703.9 154.9 155.93 1.03 156.24 0.005547 4.43 158.81 158.24 0.78
1 13100.* PF 1 703.9 154.34 155.36 1.02 155.67 0.005703 4.47 157.46 158.18 0.79
1 13000 PF 1 703.9 153.79 154.88 1.09 155.15 0.004606 4.19 168.11 158.71 0.72
1 12900.* PF 1 703.9 153.33 154.42 1.09 154.69 0.004588 4.18 168.32 158.72 0.72
1 12800.* PF 1 703.9 152.87 153.96 1.09 154.23 0.004628 4.19 167.87 158.7 0.72
1 12700.* PF 1 703.9 152.41 153.5 1.09 153.77 0.004554 4.17 168.7 158.74 0.71
1 12600.* PF 1 703.9 151.95 153.03 1.08 153.31 0.004744 4.22 166.61 158.64 0.73
1 12500.* PF 1 703.9 151.48 152.57 1.09 152.84 0.004602 4.19 168.16 158.72 0.72
1 12400.* PF 1 703.9 151.02 152.11 1.09 152.38 0.004596 4.18 168.23 158.72 0.72
1 12300.* PF 1 703.9 150.56 151.65 1.09 151.92 0.004609 4.19 168.08 158.71 0.72
1 12200.* PF 1 703.9 150.1 151.19 1.09 151.46 0.004583 4.18 168.38 158.73 0.72
1 12100.* PF 1 703.9 149.64 150.73 1.09 151 0.00464 4.2 167.74 158.69 0.72
1 12000 PF 1 703.9 149.18 150.28 1.1 150.55 0.0045 4.16 169.32 158.77 0.71
1 11900.* PF 1 703.9 148.73 149.83 1.1 150.1 0.0045 4.16 169.32 158.77 0.71
1 11800.* PF 1 703.9 148.28 149.38 1.1 149.65 0.0045 4.16 169.32 158.77 0.71
1 11700.* PF 1 703.9 147.83 148.93 1.1 149.2 0.0045 4.16 169.33 158.77 0.71
1 11600.* PF 1 703.9 147.38 148.48 1.1 148.75 0.004501 4.16 169.32 158.77 0.71
1 11500.* PF 1 703.9 146.93 148.03 1.1 148.3 0.004499 4.16 169.34 158.77 0.71
1 11400.* PF 1 703.9 146.48 147.58 1.1 147.85 0.004503 4.16 169.29 158.77 0.71
1 11300.* PF 1 703.9 146.03 147.13 1.1 147.4 0.004494 4.16 169.39 158.78 0.71
1 11200.* PF 1 703.9 145.58 146.68 1.1 146.94 0.004515 4.16 169.16 158.77 0.71
1 11100.* PF 1 703.9 145.13 146.26 1.13 146.51 0.004109 4.04 174.12 159.02 0.68
1 11000 PF 1 703.9 144.68 145.99 1.31 146.18 0.002475 3.46 203.48 160.49 0.54
1 10900.* PF 1 703.9 144.43 145.75 1.32 145.93 0.002433 3.44 204.54 160.54 0.54
1 10800.* PF 1 703.9 144.19 145.5 1.31 145.68 0.002491 3.47 203.08 160.47 0.54
1 10700.* PF 1 703.9 143.94 145.25 1.31 145.44 0.002475 3.46 203.47 160.49 0.54
1 10600.* PF 1 703.9 143.69 145.01 1.32 145.19 0.002434 3.44 204.53 160.54 0.54
1 10500.* PF 1 703.9 143.45 144.76 1.31 144.94 0.002492 3.47 203.06 160.46 0.54
1 10400.* PF 1 703.9 143.2 144.51 1.31 144.7 0.002478 3.46 203.42 160.48 0.54
1 10300.* PF 1 703.9 142.95 144.27 1.32 144.45 0.00244 3.44 204.38 160.53 0.54
1 10200.* PF 1 703.9 142.7 144.03 1.33 144.21 0.002361 3.41 206.46 160.63 0.53
1 10100.* PF 1 703.9 142.46 143.8 1.34 143.98 0.002306 3.38 207.97 160.71 0.52
1 10000 PF 1 703.9 142.21 143.59 1.38 143.75 0.0021 3.29 214.05 161.01 0.5
1 9900.* PF 1 703.9 142 143.38 1.38 143.54 0.0021 3.29 214.04 161.01 0.5
1 9800.* PF 1 703.9 141.79 143.17 1.38 143.33 0.002101 3.29 214.03 161.01 0.5
1 9700.* PF 1 703.9 141.58 142.96 1.38 143.12 0.002101 3.29 214 161.01 0.5
1 9600.* PF 1 703.9 141.37 142.75 1.38 142.91 0.002103 3.29 213.95 161.01 0.5
1 9500.* PF 1 703.9 141.16 142.54 1.38 142.7 0.002107 3.29 213.84 161 0.5
1 9400.* PF 1 703.9 140.95 142.32 1.37 142.49 0.002114 3.3 213.6 160.99 0.5
1 9300.* PF 1 703.9 140.74 142.11 1.37 142.28 0.002131 3.3 213.09 160.96 0.51
1 9200.* PF 1 703.9 140.53 141.89 1.36 142.06 0.002167 3.32 211.98 160.91 0.51
1 9100.* PF 1 703.9 140.32 141.67 1.35 141.84 0.002252 3.36 209.5 160.79 0.52
1 9000 PF 1 703.9 140.11 141.42 1.31 141.61 0.002476 3.46 203.45 160.48 0.54
1 8900.* PF 1 703.9 139.86 141.18 1.32 141.36 0.002436 3.44 204.49 160.54 0.54
1 8800.* PF 1 703.9 139.62 140.93 1.31 141.11 0.002497 3.47 202.92 160.46 0.54
1 8700.* PF 1 703.9 139.37 140.68 1.31 140.86 0.002492 3.47 203.04 160.46 0.54
1 8600.* PF 1 703.9 139.12 140.43 1.31 140.62 0.002479 3.46 203.38 160.48 0.54
1 8500.* PF 1 703.9 138.87 140.19 1.32 140.37 0.002443 3.45 204.29 160.53 0.54
1 8400.* PF 1 703.9 138.62 139.95 1.33 140.13 0.002369 3.41 206.25 160.62 0.53
1 8300.* PF 1 703.9 138.38 139.72 1.34 139.89 0.002324 3.39 207.46 160.68 0.53
1 8200 PF 1 703.9 138.13 139.5 1.37 139.67 0.002133 3.3 213.04 160.96 0.51
1 8100.* PF 1 703.9 137.88 139.31 1.43 139.47 0.001833 3.15 223.22 161.47 0.47
1 8000 PF 1 703.9 137.63 139.16 1.53 139.3 0.001457 2.94 239.63 162.28 0.43
1 7900.* PF 1 703.9 137.48 139.02 1.54 139.15 0.001437 2.92 240.65 162.33 0.42
1 7800.* PF 1 703.9 137.33 138.88 1.55 139.01 0.001409 2.91 242.13 162.4 0.42
1 7700.* PF 1 703.9 137.18 138.74 1.56 138.87 0.001371 2.88 244.19 162.5 0.41
1 7600.* PF 1 703.9 137.03 138.61 1.58 138.74 0.00132 2.85 247.07 162.64 0.41
1 7500.* PF 1 703.9 136.88 138.48 1.6 138.61 0.001254 2.8 251.01 162.84 0.4
1 7400.* PF 1 703.9 136.72 138.37 1.65 138.49 0.001142 2.72 258.38 163.2 0.38
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Reach River Sta Profile Q Total Min Ch El W.S. Elev W. Depth Crit W.S. E.G. Elev E.G. Slope Vel Chnl Flow Area Top Width Froude # Chl
(cfs) (ft) (ft) (ft) (ft) (ft) (ft/ft) (ft/s) (sq ft) (ft)

10-Yr Center Channel Hydraulics
PALEN SOLAR PLANT HEC-RAS OUTPUT

1 7300.* PF 1 703.9 136.57 138.27 1.7 138.37 0.001043 2.65 265.79 163.56 0.37
1 7200.* PF 1 703.9 136.42 138.17 1.75 138.27 0.000934 2.56 275.03 164.01 0.35
1 7100.* PF 1 703.9 136.27 138.09 1.82 138.18 0.000822 2.46 286.19 164.56 0.33
1 7000 PF 1 703.9 136.12 138.02 1.9 138.1 0.000712 2.35 299.25 165.19 0.31
1 6900.* PF 1 703.9 136.06 137.95 1.89 138.03 0.000729 2.37 297.02 165.08 0.31
1 6800.* PF 1 703.9 136.01 137.87 1.86 137.96 0.000767 2.41 292.43 164.86 0.32
1 6700.* PF 1 703.9 135.95 137.79 1.84 137.88 0.000796 2.44 289.05 164.7 0.32
1 6600.* PF 1 703.9 135.9 137.7 1.8 137.8 0.000852 2.49 283.01 164.4 0.33
1 6500.* PF 1 703.9 135.84 137.61 1.77 137.71 0.000905 2.53 277.77 164.15 0.34
1 6400.* PF 1 703.9 135.78 137.51 1.73 137.61 0.000976 2.59 271.32 163.83 0.36
1 6300.* PF 1 703.9 135.73 137.4 1.67 137.51 0.001106 2.7 260.97 163.33 0.38
1 6200.* PF 1 703.9 135.67 137.27 1.6 137.39 0.00128 2.82 249.44 162.76 0.4
1 6100.* PF 1 703.9 135.62 137.1 1.48 137.24 0.001661 3.06 230.13 161.81 0.45
1 6000 PF 1 703.9 135.56 136.82 1.26 137.02 0.002795 3.59 196.01 160.11 0.57
1 5900.* PF 1 703.9 135.28 136.55 1.27 136.75 0.00278 3.59 196.32 160.13 0.57
1 5800.* PF 1 703.9 135 136.27 1.27 136.47 0.002728 3.56 197.48 160.19 0.57
1 5700.* PF 1 703.9 134.73 135.99 1.26 136.19 0.0028 3.59 195.9 160.11 0.57
1 5600.* PF 1 703.9 134.45 135.71 1.26 135.91 0.002799 3.59 195.93 160.11 0.57
1 5500.* PF 1 703.9 134.17 135.43 1.26 135.63 0.002795 3.59 196.01 160.11 0.57
1 5400.* PF 1 703.9 133.89 135.16 1.27 135.36 0.00278 3.59 196.32 160.13 0.57
1 5300.* PF 1 703.9 133.61 134.88 1.27 135.08 0.002727 3.56 197.49 160.19 0.57
1 5200.* PF 1 703.9 133.34 134.6 1.26 134.8 0.002799 3.59 195.92 160.11 0.57
1 5100.* PF 1 703.9 133.06 134.32 1.26 134.52 0.002795 3.59 196 160.11 0.57
1 5000 PF 1 703.9 132.78 134.05 1.27 134.25 0.002781 3.59 196.3 160.13 0.57
1 4900.* PF 1 703.9 132.5 133.77 1.27 133.97 0.00273 3.57 197.42 160.18 0.57
1 4800.* PF 1 703.9 132.22 133.51 1.29 133.7 0.002608 3.52 200.23 160.32 0.55
1 4700.* PF 1 703.9 131.95 133.26 1.31 133.45 0.002468 3.46 203.67 160.5 0.54
1 4600.* PF 1 703.9 131.67 133.05 1.38 133.22 0.002096 3.29 214.18 161.02 0.5
1 4500.* PF 1 703.9 131.39 132.88 1.49 133.03 0.001597 3.02 232.91 161.95 0.44
1 4400.* PF 1 703.9 131.11 132.77 1.66 132.88 0.001119 2.71 260.07 163.28 0.38
1 4300.* PF 1 703.9 130.83 132.7 1.87 132.79 0.000754 2.39 293.93 164.93 0.32
1 4200.* PF 1 703.9 130.56 132.65 2.09 132.72 0.000517 2.13 330.6 166.7 0.27
1 4100.* PF 1 703.9 130.28 132.62 2.34 132.67 0.000354 1.89 372.18 168.69 0.22
1 4000 PF 1 703.9 130 132.59 2.59 132.64 0.000248 1.69 416.03 170.75 0.19
1 3900.* PF 1 703.9 129.97 132.57 2.6 132.61 0.000247 1.69 416.94 170.8 0.19
1 3800.* PF 1 703.9 129.94 132.54 2.6 132.59 0.000245 1.68 417.88 170.84 0.19
1 3700.* PF 1 703.9 129.91 132.52 2.61 132.56 0.000243 1.68 418.85 170.88 0.19
1 3600.* PF 1 703.9 129.88 132.5 2.62 132.54 0.000241 1.68 419.85 170.93 0.19
1 3500.* PF 1 703.9 129.86 132.47 2.61 132.52 0.000243 1.68 419.11 170.9 0.19
1 3400.* PF 1 703.9 129.83 132.45 2.62 132.49 0.000241 1.68 420.12 170.94 0.19
1 3300.* PF 1 703.9 129.8 132.42 2.62 132.47 0.000239 1.67 421.16 170.99 0.19
1 3200.* PF 1 703.9 129.77 132.4 2.63 132.44 0.000237 1.67 422.24 171.04 0.19
1 3100.* PF 1 703.9 129.74 132.38 2.64 132.42 0.000235 1.66 423.35 171.1 0.19
1 3000 PF 1 703.9 129.71 132.35 2.64 132.4 0.000233 1.66 424.5 171.15 0.19
1 2900.* PF 1 703.9 129.71 132.33 2.62 132.37 0.00024 1.67 420.29 170.95 0.19
1 2800.* PF 1 703.9 129.71 132.3 2.59 132.35 0.000249 1.69 415.94 170.75 0.19
1 2700.* PF 1 703.9 129.71 132.28 2.57 132.32 0.000257 1.71 411.44 170.54 0.19
1 2600.* PF 1 703.9 129.71 132.25 2.54 132.3 0.000267 1.73 406.78 170.32 0.2
1 2500.* PF 1 703.9 129.71 132.22 2.51 132.27 0.000277 1.75 401.94 170.09 0.2
1 2400.* PF 1 703.9 129.7 132.19 2.49 132.24 0.000284 1.77 398.73 169.94 0.2
1 2300.* PF 1 703.9 129.7 132.16 2.46 132.21 0.000296 1.79 393.56 169.7 0.21
1 2200.* PF 1 703.9 129.7 132.13 2.43 132.18 0.00031 1.81 388.17 169.44 0.21
1 2100.* PF 1 703.9 129.7 132.1 2.4 132.15 0.000324 1.84 382.52 169.18 0.22
1 2000 PF 1 703.9 129.7 132.06 2.36 132.12 0.000341 1.87 376.59 168.89 0.22
1 1900.* PF 1 703.9 129.7 132.02 2.32 132.08 0.00036 1.9 370.33 168.6 0.23
1 1800.* PF 1 703.9 129.7 131.99 2.29 132.04 0.000381 1.94 363.72 168.28 0.23
1 1700.* PF 1 703.9 129.7 131.94 2.24 132 0.000406 1.97 356.68 167.95 0.24
1 1600.* PF 1 703.9 129.7 131.9 2.2 131.96 0.000434 2.02 349.15 167.59 0.25
1 1500.* PF 1 703.9 129.7 131.85 2.15 131.92 0.000468 2.06 341.05 167.2 0.25
1 1400.* PF 1 703.9 129.69 131.8 2.11 131.87 0.0005 2.11 334.13 166.87 0.26
1 1300.* PF 1 703.9 129.69 131.74 2.05 131.82 0.000548 2.17 324.66 166.42 0.27
1 1200.* PF 1 703.9 129.69 131.68 1.99 131.76 0.000609 2.24 314.15 165.91 0.29
1 1100.* PF 1 703.9 129.69 131.61 1.92 131.69 0.000689 2.33 302.27 165.34 0.3
1 1000 PF 1 703.9 129.69 131.52 1.83 130.56 131.62 0.0008 2.44 288.55 164.67 0.32
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Reach River Sta Profile Q Total Min Ch El W.S. Elev W. Depth Crit W.S. E.G. Elev E.G. Slope Vel Chnl Flow Area Top Width Froude # Chl
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1 23000 PF 1 1305.6 195.92 197.55 1.63 197.96 0.004106 5.12 254.88 163.03 0.72
1 22900.* PF 1 1305.6 195.51 197.13 1.62 197.54 0.004187 5.15 253.36 162.95 0.73
1 22800.* PF 1 1305.6 195.09 196.72 1.63 197.13 0.004107 5.12 254.88 163.03 0.72
1 22700.* PF 1 1305.6 194.68 196.3 1.62 196.71 0.004186 5.15 253.37 162.95 0.73
1 22600.* PF 1 1305.6 194.26 195.89 1.63 196.3 0.004102 5.12 254.97 163.03 0.72
1 22500.* PF 1 1305.6 193.85 195.47 1.62 195.88 0.004198 5.16 253.14 162.94 0.73
1 22400.* PF 1 1305.6 193.43 195.05 1.62 195.46 0.004187 5.15 253.36 162.95 0.73
1 22300.* PF 1 1305.6 193.01 194.64 1.63 195.05 0.004107 5.12 254.88 163.03 0.72
1 22200.* PF 1 1305.6 192.6 194.22 1.62 194.63 0.004183 5.15 253.43 162.96 0.73
1 22100.* PF 1 1305.6 192.18 193.81 1.63 194.22 0.004098 5.12 255.05 163.04 0.72
1 22000 PF 1 1305.6 191.77 193.37 1.6 193.79 0.0044 5.23 249.49 162.76 0.74
1 21900.* PF 1 1305.6 191.33 192.93 1.6 193.35 0.0044 5.23 249.49 162.76 0.74
1 21800.* PF 1 1305.6 190.89 192.49 1.6 192.91 0.004399 5.23 249.51 162.76 0.74
1 21700.* PF 1 1305.6 190.45 192.05 1.6 192.47 0.004386 5.23 249.74 162.78 0.74
1 21600.* PF 1 1305.6 190.01 191.62 1.61 192.04 0.004296 5.19 251.36 162.85 0.74
1 21500.* PF 1 1305.6 189.58 191.18 1.6 191.6 0.0044 5.23 249.49 162.76 0.74
1 21400.* PF 1 1305.6 189.14 190.74 1.6 191.16 0.0044 5.23 249.49 162.76 0.74
1 21300.* PF 1 1305.6 188.7 190.3 1.6 190.72 0.0044 5.23 249.49 162.76 0.74
1 21200.* PF 1 1305.6 188.26 189.86 1.6 190.28 0.0044 5.23 249.5 162.76 0.74
1 21100.* PF 1 1305.6 187.82 189.42 1.6 189.84 0.0044 5.23 249.49 162.76 0.74
1 21000 PF 1 1305.6 187.38 188.98 1.6 189.4 0.0044 5.23 249.49 162.76 0.74
1 20900 PF 1 1305.6 186.94 188.54 1.6 188.96 0.0044 5.23 249.49 162.76 0.74
1 20800.* PF 1 1305.6 186.5 188.1 1.6 188.52 0.0044 5.23 249.49 162.76 0.74
1 20700.* PF 1 1305.6 186.06 187.66 1.6 188.08 0.004399 5.23 249.51 162.76 0.74
1 20600.* PF 1 1305.6 185.62 187.22 1.6 187.64 0.004386 5.23 249.74 162.78 0.74
1 20500.* PF 1 1305.6 185.18 186.79 1.61 187.21 0.004296 5.19 251.36 162.85 0.74
1 20400.* PF 1 1305.6 184.75 186.35 1.6 186.77 0.0044 5.23 249.49 162.76 0.74
1 20300.* PF 1 1305.6 184.31 185.91 1.6 186.33 0.0044 5.23 249.49 162.76 0.74
1 20200.* PF 1 1305.6 183.87 185.47 1.6 185.89 0.0044 5.23 249.49 162.76 0.74
1 20100.* PF 1 1305.6 183.43 185.03 1.6 185.45 0.0044 5.23 249.5 162.76 0.74
1 20000 PF 1 1305.6 182.99 184.59 1.6 185.01 0.0044 5.23 249.49 162.76 0.74
1 19900.* PF 1 1305.6 182.55 184.15 1.6 184.57 0.0044 5.23 249.49 162.76 0.74
1 19800.* PF 1 1305.6 182.11 183.71 1.6 184.13 0.004399 5.23 249.51 162.76 0.74
1 19700.* PF 1 1305.6 181.67 183.27 1.6 183.69 0.004386 5.23 249.74 162.78 0.74
1 19600.* PF 1 1305.6 181.23 182.84 1.61 183.26 0.004296 5.19 251.36 162.85 0.74
1 19500.* PF 1 1305.6 180.8 182.4 1.6 182.82 0.0044 5.23 249.49 162.76 0.74
1 19400.* PF 1 1305.6 180.36 181.96 1.6 182.38 0.0044 5.23 249.49 162.76 0.74
1 19300.* PF 1 1305.6 179.92 181.52 1.6 181.94 0.0044 5.23 249.49 162.76 0.74
1 19200.* PF 1 1305.6 179.48 181.08 1.6 181.5 0.0044 5.23 249.49 162.76 0.74
1 19100.* PF 1 1305.6 179.04 180.64 1.6 181.06 0.0044 5.23 249.5 162.76 0.74
1 19000 PF 1 1305.6 178.6 180.2 1.6 180.62 0.0044 5.23 249.49 162.76 0.74
1 18900.* PF 1 1305.6 178.16 179.76 1.6 180.18 0.0044 5.23 249.49 162.76 0.74
1 18800.* PF 1 1305.6 177.72 179.32 1.6 179.74 0.0044 5.23 249.49 162.76 0.74
1 18700.* PF 1 1305.6 177.28 178.88 1.6 179.3 0.004399 5.23 249.51 162.76 0.74
1 18600.* PF 1 1305.6 176.84 178.44 1.6 178.86 0.004386 5.23 249.74 162.78 0.74
1 18500.* PF 1 1305.6 176.4 178.01 1.61 178.43 0.004296 5.19 251.36 162.85 0.74
1 18400.* PF 1 1305.6 175.97 177.57 1.6 177.99 0.0044 5.23 249.49 162.76 0.74
1 18300.* PF 1 1305.6 175.53 177.13 1.6 177.55 0.0044 5.23 249.49 162.76 0.74
1 18200.* PF 1 1305.6 175.09 176.69 1.6 177.11 0.0044 5.23 249.49 162.76 0.74
1 18100.* PF 1 1305.6 174.65 176.25 1.6 176.67 0.0044 5.23 249.5 162.76 0.74
1 18000 PF 1 1305.6 174.21 175.81 1.6 176.23 0.0044 5.23 249.49 162.76 0.74
1 17900.* PF 1 1305.6 173.77 175.37 1.6 175.79 0.0044 5.23 249.49 162.76 0.74
1 17800.* PF 1 1305.6 173.33 174.93 1.6 175.35 0.004399 5.23 249.51 162.76 0.74
1 17700.* PF 1 1305.6 172.89 174.49 1.6 174.91 0.004386 5.23 249.74 162.78 0.74
1 17600.* PF 1 1305.6 172.45 174.06 1.61 174.48 0.004296 5.19 251.36 162.85 0.74
1 17500.* PF 1 1305.6 172.02 173.62 1.6 174.04 0.0044 5.23 249.49 162.76 0.74
1 17400.* PF 1 1305.6 171.58 173.18 1.6 173.6 0.0044 5.23 249.49 162.76 0.74
1 17300.* PF 1 1305.6 171.14 172.74 1.6 173.16 0.0044 5.23 249.49 162.76 0.74
1 17200.* PF 1 1305.6 170.7 172.3 1.6 172.72 0.004399 5.23 249.5 162.76 0.74
1 17100.* PF 1 1305.6 170.26 171.86 1.6 172.28 0.004392 5.23 249.64 162.77 0.74
1 17000 PF 1 1305.6 169.82 171.43 1.61 171.85 0.004306 5.2 251.17 162.85 0.74
1 16900.* PF 1 1305.6 169.38 171.03 1.65 171.43 0.003902 5.04 258.95 163.23 0.71
1 16800 PF 1 1305.6 168.94 170.74 1.8 171.07 0.002907 4.6 283.71 164.44 0.62
1 16700.* PF 1 1305.6 168.65 170.45 1.8 170.78 0.002923 4.61 283.22 164.41 0.62
1 16600.* PF 1 1305.6 168.36 170.16 1.8 170.49 0.002958 4.63 282.18 164.36 0.62
1 16500.* PF 1 1305.6 168.06 169.86 1.8 170.19 0.002908 4.6 283.7 164.44 0.62
1 16400.* PF 1 1305.6 167.77 169.57 1.8 169.9 0.002924 4.61 283.2 164.41 0.62
1 16300.* PF 1 1305.6 167.48 169.28 1.8 169.61 0.00296 4.63 282.14 164.36 0.62
1 16200.* PF 1 1305.6 167.18 168.98 1.8 169.31 0.002911 4.6 283.6 164.43 0.62
1 16100.* PF 1 1305.6 166.89 168.69 1.8 169.02 0.002936 4.62 282.84 164.39 0.62
1 16000 PF 1 1305.6 166.6 168.39 1.79 168.72 0.003 4.65 280.96 164.3 0.63
1 15900.* PF 1 1305.6 166.3 168.09 1.79 168.42 0.003 4.65 280.96 164.3 0.63
1 15800.* PF 1 1305.6 166 167.79 1.79 168.12 0.003 4.65 280.96 164.3 0.63
1 15700.* PF 1 1305.6 165.7 167.49 1.79 167.82 0.003 4.65 280.96 164.3 0.63
1 15600.* PF 1 1305.6 165.4 167.19 1.79 167.52 0.003 4.65 280.95 164.3 0.63
1 15500.* PF 1 1305.6 165.1 166.89 1.79 167.22 0.003001 4.65 280.94 164.3 0.63
1 15400.* PF 1 1305.6 164.8 166.59 1.79 166.92 0.003003 4.65 280.86 164.3 0.63
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Reach River Sta Profile Q Total Min Ch El W.S. Elev W. Depth Crit W.S. E.G. Elev E.G. Slope Vel Chnl Flow Area Top Width Froude # Chl
(cfs) (ft) (ft) (ft) (ft) (ft) (ft/ft) (ft/s) (sq ft) (ft)

25-Yr Center Channel Hydraulics

PALEN SOLAR PLANT HEC-RAS OUTPUT

1 15300.* PF 1 1305.6 164.5 166.29 1.79 166.62 0.003016 4.65 280.51 164.28 0.63
1 15200.* PF 1 1305.6 164.2 165.98 1.78 166.32 0.003063 4.68 279.13 164.21 0.63
1 15100.* PF 1 1305.6 163.9 165.65 1.75 166 0.003212 4.75 275.07 164.02 0.65
1 15000 PF 1 1305.6 163.6 165.21 1.61 165.63 0.004298 5.2 251.3 162.85 0.74
1 14900.* PF 1 1305.6 163.17 164.78 1.61 165.2 0.004284 5.19 251.56 162.87 0.74
1 14800.* PF 1 1305.6 162.74 164.36 1.62 164.77 0.004198 5.16 253.14 162.94 0.73
1 14700.* PF 1 1305.6 162.32 163.93 1.61 164.35 0.0043 5.2 251.27 162.85 0.74
1 14600.* PF 1 1305.6 161.89 163.5 1.61 163.92 0.0043 5.2 251.28 162.85 0.74
1 14500.* PF 1 1305.6 161.46 163.07 1.61 163.49 0.004299 5.2 251.29 162.85 0.74
1 14400.* PF 1 1305.6 161.03 162.64 1.61 163.06 0.004289 5.19 251.47 162.86 0.74
1 14300.* PF 1 1305.6 160.6 162.22 1.62 162.63 0.004207 5.16 252.98 162.93 0.73
1 14200.* PF 1 1305.6 160.18 161.79 1.61 162.21 0.004273 5.19 251.77 162.88 0.74
1 14100.* PF 1 1305.6 159.75 161.37 1.62 161.78 0.004152 5.14 254.02 162.99 0.73
1 14000 PF 1 1305.6 159.32 160.82 1.5 161.3 0.005459 5.59 233.39 161.97 0.82
1 13900.* PF 1 1305.6 158.77 160.25 1.48 160.75 0.005625 5.65 231.24 161.86 0.83
1 13800.* PF 1 1305.6 158.21 159.7 1.49 160.19 0.005503 5.61 232.82 161.94 0.82
1 13700.* PF 1 1305.6 157.66 159.16 1.5 159.64 0.005463 5.6 233.34 161.97 0.82
1 13600.* PF 1 1305.6 157.11 158.59 1.48 159.09 0.005613 5.64 231.4 161.87 0.83
1 13500.* PF 1 1305.6 156.55 158.04 1.49 158.53 0.005499 5.61 232.86 161.94 0.82
1 13400.* PF 1 1305.6 156 157.49 1.49 157.98 0.005503 5.61 232.81 161.94 0.82
1 13300.* PF 1 1305.6 155.45 156.95 1.5 157.43 0.005459 5.59 233.39 161.97 0.82
1 13200.* PF 1 1305.6 154.9 156.38 1.48 156.88 0.005619 5.64 231.32 161.87 0.83
1 13100.* PF 1 1305.6 154.34 155.83 1.49 156.32 0.005526 5.62 232.51 161.93 0.83
1 13000 PF 1 1305.6 153.79 155.36 1.57 155.8 0.0046 5.31 246.09 162.6 0.76
1 12900.* PF 1 1305.6 153.33 154.9 1.57 155.34 0.0046 5.31 246.09 162.6 0.76
1 12800.* PF 1 1305.6 152.87 154.45 1.58 154.88 0.004594 5.3 246.19 162.6 0.76
1 12700.* PF 1 1305.6 152.41 153.99 1.58 154.42 0.004594 5.3 246.18 162.6 0.76
1 12600.* PF 1 1305.6 151.95 153.52 1.57 153.96 0.004694 5.34 244.55 162.52 0.77
1 12500.* PF 1 1305.6 151.48 153.05 1.57 153.49 0.0046 5.31 246.09 162.6 0.76
1 12400.* PF 1 1305.6 151.02 152.59 1.57 153.03 0.0046 5.31 246.08 162.6 0.76
1 12300.* PF 1 1305.6 150.56 152.13 1.57 152.57 0.0046 5.31 246.09 162.6 0.76
1 12200.* PF 1 1305.6 150.1 151.67 1.57 152.11 0.0046 5.31 246.09 162.6 0.76
1 12100.* PF 1 1305.6 149.64 151.22 1.58 151.65 0.004591 5.3 246.23 162.6 0.76
1 12000 PF 1 1305.6 149.18 150.76 1.58 151.2 0.0045 5.27 247.76 162.68 0.75
1 11900.* PF 1 1305.6 148.73 150.31 1.58 150.75 0.0045 5.27 247.76 162.68 0.75
1 11800.* PF 1 1305.6 148.28 149.86 1.58 150.3 0.0045 5.27 247.76 162.68 0.75
1 11700.* PF 1 1305.6 147.83 149.41 1.58 149.85 0.0045 5.27 247.76 162.68 0.75
1 11600.* PF 1 1305.6 147.38 148.96 1.58 149.4 0.0045 5.27 247.76 162.68 0.75
1 11500.* PF 1 1305.6 146.93 148.51 1.58 148.95 0.0045 5.27 247.77 162.68 0.75
1 11400.* PF 1 1305.6 146.48 148.06 1.58 148.5 0.004499 5.27 247.78 162.68 0.75
1 11300.* PF 1 1305.6 146.03 147.62 1.59 148.05 0.00448 5.26 248.11 162.7 0.75
1 11200.* PF 1 1305.6 145.58 147.18 1.6 147.6 0.004327 5.21 250.78 162.83 0.74
1 11100.* PF 1 1305.6 145.13 146.81 1.68 147.19 0.003663 4.94 264.07 163.48 0.69
1 11000 PF 1 1305.6 144.68 146.57 1.89 146.87 0.002466 4.37 298.6 165.16 0.57
1 10900.* PF 1 1305.6 144.43 146.33 1.9 146.63 0.00244 4.36 299.6 165.21 0.57
1 10800.* PF 1 1305.6 144.19 146.08 1.89 146.38 0.002479 4.38 298.13 165.14 0.57
1 10700.* PF 1 1305.6 143.94 145.84 1.9 146.13 0.002462 4.37 298.75 165.17 0.57
1 10600.* PF 1 1305.6 143.69 145.59 1.9 145.89 0.002434 4.35 299.84 165.22 0.57
1 10500.* PF 1 1305.6 143.45 145.35 1.9 145.64 0.002465 4.37 298.66 165.16 0.57
1 10400.* PF 1 1305.6 143.2 145.1 1.9 145.4 0.002438 4.36 299.69 165.21 0.57
1 10300.* PF 1 1305.6 142.95 144.86 1.91 145.15 0.00239 4.33 301.52 165.3 0.57
1 10200.* PF 1 1305.6 142.7 144.63 1.93 144.92 0.002312 4.29 304.66 165.45 0.56
1 10100.* PF 1 1305.6 142.46 144.41 1.95 144.69 0.002254 4.25 307.11 165.57 0.55
1 10000 PF 1 1305.6 142.21 144.2 1.99 144.47 0.002101 4.16 313.88 165.9 0.53
1 9900.* PF 1 1305.6 142 143.99 1.99 144.26 0.002102 4.16 313.84 165.9 0.53
1 9800.* PF 1 1305.6 141.79 143.78 1.99 144.05 0.002103 4.16 313.77 165.89 0.53
1 9700.* PF 1 1305.6 141.58 143.57 1.99 143.83 0.002106 4.16 313.65 165.89 0.53
1 9600.* PF 1 1305.6 141.37 143.35 1.98 143.62 0.002111 4.17 313.44 165.88 0.53
1 9500.* PF 1 1305.6 141.16 143.14 1.98 143.41 0.002118 4.17 313.08 165.86 0.53
1 9400.* PF 1 1305.6 140.95 142.93 1.98 143.2 0.002132 4.18 312.45 165.83 0.54
1 9300.* PF 1 1305.6 140.74 142.71 1.97 142.98 0.002157 4.19 311.32 165.77 0.54
1 9200.* PF 1 1305.6 140.53 142.49 1.96 142.77 0.002203 4.22 309.29 165.68 0.54
1 9100.* PF 1 1305.6 140.32 142.26 1.94 142.54 0.002292 4.27 305.5 165.49 0.55
1 9000 PF 1 1305.6 140.11 142.01 1.9 142.3 0.002464 4.37 298.7 165.16 0.57
1 8900.* PF 1 1305.6 139.86 141.76 1.9 142.06 0.002436 4.36 299.76 165.22 0.57
1 8800.* PF 1 1305.6 139.62 141.51 1.89 141.81 0.002469 4.37 298.49 165.15 0.57
1 8700.* PF 1 1305.6 139.37 141.27 1.9 141.57 0.002446 4.36 299.39 165.2 0.57
1 8600.* PF 1 1305.6 139.12 141.03 1.91 141.32 0.002405 4.34 300.96 165.27 0.57
1 8500.* PF 1 1305.6 138.87 140.8 1.93 141.08 0.002335 4.3 303.72 165.41 0.56
1 8400.* PF 1 1305.6 138.62 140.57 1.95 140.85 0.002225 4.23 308.33 165.63 0.55
1 8300.* PF 1 1305.6 138.38 140.36 1.98 140.63 0.002119 4.17 313.06 165.86 0.53
1 8200 PF 1 1305.6 138.13 140.17 2.04 140.43 0.001916 4.04 323.05 166.34 0.51
1 8100.* PF 1 1305.6 137.88 140.01 2.13 140.24 0.001666 3.87 337.45 167.03 0.48
1 8000 PF 1 1305.6 137.63 139.87 2.24 140.08 0.001395 3.66 356.7 167.95 0.44
1 7900.* PF 1 1305.6 137.48 139.74 2.26 139.94 0.001367 3.64 358.99 168.06 0.44
1 7800.* PF 1 1305.6 137.33 139.6 2.27 139.81 0.001333 3.61 361.86 168.2 0.43
1 7700.* PF 1 1305.6 137.18 139.48 2.3 139.67 0.001291 3.57 365.46 168.37 0.43
1 7600.* PF 1 1305.6 137.03 139.35 2.32 139.55 0.001242 3.53 369.9 168.58 0.42
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25-Yr Center Channel Hydraulics
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1 7500.* PF 1 1305.6 136.88 139.23 2.35 139.42 0.001185 3.48 375.41 168.84 0.41
1 7400.* PF 1 1305.6 136.72 139.13 2.41 139.31 0.001101 3.4 384.15 169.25 0.4
1 7300.* PF 1 1305.6 136.57 139.03 2.46 139.2 0.001029 3.33 392.42 169.64 0.39
1 7200.* PF 1 1305.6 136.42 138.93 2.51 139.1 0.000953 3.25 402.05 170.1 0.37
1 7100.* PF 1 1305.6 136.27 138.85 2.58 139 0.000874 3.16 413.1 170.62 0.36
1 7000 PF 1 1305.6 136.12 138.77 2.65 138.92 0.000795 3.07 425.57 171.2 0.34
1 6900.* PF 1 1305.6 136.06 138.69 2.63 138.84 0.00082 3.1 421.48 171.01 0.35
1 6800.* PF 1 1305.6 136.01 138.6 2.59 138.75 0.000863 3.15 414.75 170.69 0.36
1 6700.* PF 1 1305.6 135.95 138.5 2.55 138.66 0.000901 3.19 409.15 170.43 0.36
1 6600.* PF 1 1305.6 135.9 138.4 2.5 138.57 0.000964 3.26 400.52 170.02 0.37
1 6500.* PF 1 1305.6 135.84 138.3 2.46 138.47 0.001028 3.33 392.54 169.65 0.39
1 6400.* PF 1 1305.6 135.78 138.18 2.4 138.36 0.001112 3.41 382.95 169.2 0.4
1 6300.* PF 1 1305.6 135.73 138.05 2.32 138.24 0.001254 3.54 368.84 168.53 0.42
1 6200.* PF 1 1305.6 135.67 137.89 2.22 138.1 0.001444 3.7 352.9 167.77 0.45
1 6100.* PF 1 1305.6 135.62 137.69 2.07 137.94 0.001827 3.98 327.89 166.57 0.5
1 6000 PF 1 1305.6 135.56 137.39 1.83 137.71 0.002785 4.54 287.51 164.62 0.61
1 5900.* PF 1 1305.6 135.28 137.11 1.83 137.43 0.00277 4.53 288 164.64 0.6
1 5800.* PF 1 1305.6 135 136.84 1.84 137.15 0.00274 4.52 288.99 164.69 0.6
1 5700.* PF 1 1305.6 134.73 136.56 1.83 136.88 0.002795 4.55 287.2 164.61 0.61
1 5600.* PF 1 1305.6 134.45 136.28 1.83 136.6 0.00279 4.54 287.36 164.61 0.61
1 5500.* PF 1 1305.6 134.17 136 1.83 136.32 0.00278 4.54 287.69 164.63 0.6
1 5400.* PF 1 1305.6 133.89 135.72 1.83 136.04 0.002759 4.53 288.37 164.66 0.6
1 5300.* PF 1 1305.6 133.61 135.45 1.84 135.77 0.002717 4.51 289.74 164.73 0.6
1 5200.* PF 1 1305.6 133.34 135.18 1.84 135.49 0.002735 4.52 289.16 164.7 0.6
1 5100.* PF 1 1305.6 133.06 134.91 1.85 135.22 0.002671 4.48 291.29 164.81 0.59
1 5000 PF 1 1305.6 132.78 134.66 1.88 137.12 0.000779 4.22 758.94 186.13 0.37
1 4900.* PF 1 1305.6 132.5 134.42 1.92 137.04 0.000777 4.21 759.37 186.14 0.37
1 4800.* PF 1 1305.6 132.22 134.22 2 136.97 0.000776 4.21 759.82 186.16 0.37
1 4700.* PF 1 1305.6 131.95 134.04 2.09 136.89 0.000781 4.22 758.12 186.09 0.37
1 4600.* PF 1 1305.6 131.67 133.91 2.24 136.81 0.00078 4.22 758.5 186.11 0.37
1 4500.* PF 1 1305.6 131.39 133.81 2.42 136.73 0.000779 4.22 758.89 186.12 0.37
1 4400.* PF 1 1305.6 131.11 133.73 2.62 136.65 0.000778 4.21 759.31 186.14 0.37
1 4300.* PF 1 1305.6 130.83 133.68 2.85 136.58 0.000776 4.21 759.75 186.16 0.37
1 4200.* PF 1 1305.6 130.56 133.63 3.07 136.5 0.000781 4.22 758.06 186.09 0.37
1 4100.* PF 1 1305.6 130.28 133.6 3.32 136.42 0.00078 4.22 758.42 186.1 0.37
1 4000 PF 1 1305.6 130 133.58 3.58 136.34 0.000779 4.22 758.81 186.12 0.37
1 3900.* PF 1 1305.6 129.97 133.55 3.58 136.26 0.000778 4.21 759.23 186.14 0.37
1 3800.* PF 1 1305.6 129.94 133.52 3.58 136.19 0.000783 4.22 757.49 186.06 0.37
1 3700.* PF 1 1305.6 129.91 133.5 3.59 136.11 0.000782 4.22 757.82 186.08 0.37
1 3600.* PF 1 1305.6 129.88 133.47 3.59 136.03 0.000781 4.22 758.17 186.09 0.37
1 3500.* PF 1 1305.6 129.86 133.44 3.58 135.95 0.000787 4.23 756.36 186.02 0.37
1 3400.* PF 1 1305.6 129.83 133.41 3.58 135.87 0.000786 4.23 756.62 186.03 0.37
1 3300.* PF 1 1305.6 129.8 133.38 3.58 135.79 0.000785 4.23 756.9 186.04 0.37
1 3200.* PF 1 1305.6 129.77 133.35 3.58 135.71 0.000784 4.23 757.19 186.05 0.37
1 3100.* PF 1 1305.6 129.74 133.32 3.58 135.64 0.00079 4.24 755.3 185.97 0.37
1 3000 PF 1 1305.6 129.71 133.3 3.59 135.56 0.00079 4.24 755.5 185.98 0.37
1 2900.* PF 1 1305.6 129.71 133.27 3.56 135.48 0.000789 4.23 755.7 185.99 0.37
1 2800.* PF 1 1305.6 129.71 133.23 3.52 135.4 0.000788 4.23 755.92 186 0.37
1 2700.* PF 1 1305.6 129.71 133.2 3.49 135.32 0.000795 4.24 753.94 185.91 0.37
1 2600.* PF 1 1305.6 129.71 133.17 3.46 135.24 0.000794 4.24 754.05 185.92 0.37
1 2500.* PF 1 1305.6 129.71 133.13 3.42 135.16 0.000794 4.24 754.16 185.92 0.37
1 2400.* PF 1 1305.6 129.7 133.1 3.4 135.08 0.000794 4.24 754.27 185.93 0.37
1 2300.* PF 1 1305.6 129.7 133.06 3.36 135 0.000793 4.24 754.4 185.93 0.37
1 2200.* PF 1 1305.6 129.7 133.02 3.32 134.92 0.0008 4.25 752.31 185.84 0.37
1 2100.* PF 1 1305.6 129.7 132.98 3.28 134.84 0.0008 4.25 752.31 185.84 0.37
1 2000 PF 1 1305.6 129.7 132.94 3.24 134.76 0.0008 4.25 752.3 185.84 0.37
1 1900.* PF 1 1305.6 129.7 132.9 3.2 134.68 0.0008 4.25 752.3 185.84 0.37
1 1800.* PF 1 1305.6 129.7 132.85 3.15 134.6 0.0008 4.25 752.3 185.84 0.37
1 1700.* PF 1 1305.6 129.7 132.8 3.1 134.52 0.0008 4.25 752.3 185.84 0.37
1 1600.* PF 1 1305.6 129.7 132.75 3.05 134.44 0.0008 4.25 752.29 185.84 0.37
1 1500.* PF 1 1305.6 129.7 132.69 2.99 134.36 0.0008 4.25 752.29 185.84 0.37
1 1400.* PF 1 1305.6 129.69 132.63 2.94 134.28 0.0008 4.25 752.28 185.84 0.37
1 1300.* PF 1 1305.6 129.69 132.57 2.88 134.2 0.0008 4.25 752.28 185.84 0.37
1 1200.* PF 1 1305.6 129.69 132.5 2.81 134.12 0.0008 4.25 752.28 185.84 0.37
1 1100.* PF 1 1305.6 129.69 132.42 2.73 134.04 0.0008 4.25 752.27 185.84 0.37
1 1000 PF 1 1305.6 129.69 132.33 2.64 131.56 133.96 0.0008 4.25 752.27 185.84 0.37
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Reach River Sta Profile Q Total Min Ch El W.S. Elev W. Depth Crit W.S. E.G. Elev E.G. Slope Vel Chnl Flow Area Top Width Froude # Chl
(cfs) (ft) (ft) (ft) (ft) (ft) (ft/ft) (ft/s) (sq ft) (ft)

1 23000 PF 1 2519.2 195.92 198.32 2.4 198.99 0.004119 6.57 383.61 169.23 0.77
1 22900.* PF 1 2519.2 195.51 197.91 2.4 198.58 0.004166 6.59 382.24 169.16 0.77
1 22800.* PF 1 2519.2 195.09 197.49 2.4 198.16 0.004119 6.57 383.61 169.23 0.77
1 22700.* PF 1 2519.2 194.68 197.08 2.4 197.75 0.004166 6.59 382.23 169.16 0.77
1 22600.* PF 1 2519.2 194.26 196.66 2.4 197.33 0.00412 6.57 383.59 169.23 0.77
1 22500.* PF 1 2519.2 193.85 196.24 2.39 196.92 0.004186 6.6 381.66 169.13 0.77
1 22400.* PF 1 2519.2 193.43 195.83 2.4 196.5 0.004166 6.59 382.23 169.16 0.77
1 22300.* PF 1 2519.2 193.01 195.41 2.4 196.08 0.004119 6.57 383.6 169.23 0.77
1 22200.* PF 1 2519.2 192.6 194.99 2.39 195.67 0.004174 6.59 382.01 169.15 0.77
1 22100.* PF 1 2519.2 192.18 194.58 2.4 195.25 0.004135 6.58 383.12 169.2 0.77
1 22000 PF 1 2519.2 191.77 194.13 2.36 194.82 0.004398 6.7 375.79 168.86 0.79
1 21900.* PF 1 2519.2 191.33 193.69 2.36 194.39 0.004396 6.7 375.86 168.86 0.79
1 21800.* PF 1 2519.2 190.89 193.25 2.36 193.95 0.004388 6.7 376.07 168.87 0.79
1 21700.* PF 1 2519.2 190.45 192.81 2.36 193.51 0.004368 6.69 376.62 168.9 0.79
1 21600.* PF 1 2519.2 190.01 192.38 2.37 193.07 0.004315 6.66 378.06 168.96 0.79
1 21500.* PF 1 2519.2 189.58 191.94 2.36 192.63 0.0044 6.7 375.74 168.85 0.79
1 21400.* PF 1 2519.2 189.14 191.5 2.36 192.19 0.0044 6.7 375.74 168.85 0.79
1 21300.* PF 1 2519.2 188.7 191.06 2.36 191.75 0.0044 6.7 375.74 168.85 0.79
1 21200.* PF 1 2519.2 188.26 190.62 2.36 191.31 0.0044 6.7 375.75 168.85 0.79
1 21100.* PF 1 2519.2 187.82 190.18 2.36 190.87 0.0044 6.7 375.75 168.85 0.79
1 21000 PF 1 2519.2 187.38 189.74 2.36 190.43 0.004399 6.7 375.76 168.86 0.79
1 20900 PF 1 2519.2 186.94 189.3 2.36 189.99 0.004398 6.7 375.79 168.86 0.79
1 20800.* PF 1 2519.2 186.5 188.86 2.36 189.56 0.004396 6.7 375.86 168.86 0.79
1 20700.* PF 1 2519.2 186.06 188.42 2.36 189.12 0.004388 6.7 376.07 168.87 0.79
1 20600.* PF 1 2519.2 185.62 187.98 2.36 188.68 0.004368 6.69 376.62 168.9 0.79
1 20500.* PF 1 2519.2 185.18 187.55 2.37 188.24 0.004315 6.66 378.06 168.96 0.79
1 20400.* PF 1 2519.2 184.75 187.11 2.36 187.8 0.0044 6.7 375.74 168.85 0.79
1 20300.* PF 1 2519.2 184.31 186.67 2.36 187.36 0.0044 6.7 375.74 168.85 0.79
1 20200.* PF 1 2519.2 183.87 186.23 2.36 186.92 0.0044 6.7 375.75 168.85 0.79
1 20100.* PF 1 2519.2 183.43 185.79 2.36 186.48 0.004399 6.7 375.76 168.86 0.79
1 20000 PF 1 2519.2 182.99 185.35 2.36 186.04 0.004398 6.7 375.79 168.86 0.79
1 19900.* PF 1 2519.2 182.55 184.91 2.36 185.61 0.004396 6.7 375.86 168.86 0.79
1 19800.* PF 1 2519.2 182.11 184.47 2.36 185.17 0.004388 6.7 376.07 168.87 0.79
1 19700.* PF 1 2519.2 181.67 184.03 2.36 184.73 0.004368 6.69 376.62 168.9 0.79
1 19600.* PF 1 2519.2 181.23 183.6 2.37 184.29 0.004315 6.66 378.06 168.96 0.79
1 19500.* PF 1 2519.2 180.8 183.16 2.36 183.85 0.0044 6.7 375.74 168.85 0.79
1 19400.* PF 1 2519.2 180.36 182.72 2.36 183.41 0.0044 6.7 375.74 168.85 0.79
1 19300.* PF 1 2519.2 179.92 182.28 2.36 182.97 0.0044 6.7 375.74 168.85 0.79
1 19200.* PF 1 2519.2 179.48 181.84 2.36 182.53 0.0044 6.7 375.75 168.85 0.79
1 19100.* PF 1 2519.2 179.04 181.4 2.36 182.09 0.0044 6.7 375.75 168.86 0.79
1 19000 PF 1 2519.2 178.6 180.96 2.36 181.65 0.004399 6.7 375.76 168.86 0.79
1 18900.* PF 1 2519.2 178.16 180.52 2.36 181.21 0.004398 6.7 375.79 168.86 0.79
1 18800.* PF 1 2519.2 177.72 180.08 2.36 180.78 0.004396 6.7 375.86 168.86 0.79
1 18700.* PF 1 2519.2 177.28 179.64 2.36 180.34 0.004388 6.7 376.07 168.87 0.79
1 18600.* PF 1 2519.2 176.84 179.2 2.36 179.9 0.004368 6.69 376.62 168.9 0.79
1 18500.* PF 1 2519.2 176.4 178.77 2.37 179.46 0.004315 6.66 378.06 168.96 0.79
1 18400.* PF 1 2519.2 175.97 178.33 2.36 179.02 0.0044 6.7 375.74 168.85 0.79
1 18300.* PF 1 2519.2 175.53 177.89 2.36 178.58 0.0044 6.7 375.74 168.85 0.79
1 18200.* PF 1 2519.2 175.09 177.45 2.36 178.14 0.0044 6.7 375.75 168.85 0.79
1 18100.* PF 1 2519.2 174.65 177.01 2.36 177.7 0.004399 6.7 375.76 168.86 0.79
1 18000 PF 1 2519.2 174.21 176.57 2.36 177.26 0.004398 6.7 375.79 168.86 0.79
1 17900.* PF 1 2519.2 173.77 176.13 2.36 176.83 0.004396 6.7 375.86 168.86 0.79
1 17800.* PF 1 2519.2 173.33 175.69 2.36 176.39 0.004388 6.7 376.07 168.87 0.79
1 17700.* PF 1 2519.2 172.89 175.25 2.36 175.95 0.004368 6.69 376.62 168.9 0.79
1 17600.* PF 1 2519.2 172.45 174.82 2.37 175.51 0.004315 6.66 378.06 168.96 0.79
1 17500.* PF 1 2519.2 172.02 174.38 2.36 175.07 0.004398 6.7 375.79 168.86 0.79
1 17400.* PF 1 2519.2 171.58 173.94 2.36 174.64 0.004395 6.7 375.87 168.86 0.79
1 17300.* PF 1 2519.2 171.14 173.5 2.36 174.2 0.004387 6.7 376.09 168.87 0.79
1 17200.* PF 1 2519.2 170.7 173.06 2.36 173.76 0.004366 6.69 376.67 168.9 0.79
1 17100.* PF 1 2519.2 170.26 172.63 2.37 173.32 0.00431 6.66 378.19 168.97 0.78
1 17000 PF 1 2519.2 169.82 172.22 2.4 172.89 0.004115 6.57 383.71 169.23 0.77
1 16900.* PF 1 2519.2 169.38 171.87 2.49 172.49 0.003652 6.32 398.37 169.92 0.73
1 16800 PF 1 2519.2 168.94 171.6 2.66 172.14 0.002912 5.89 427.79 171.3 0.66
1 16700.* PF 1 2519.2 168.65 171.31 2.66 171.85 0.002925 5.9 427.18 171.27 0.66
1 16600.* PF 1 2519.2 168.36 171.01 2.65 171.56 0.002946 5.91 426.24 171.23 0.66
1 16500.* PF 1 2519.2 168.06 170.72 2.66 171.26 0.002914 5.89 427.72 171.3 0.66
1 16400.* PF 1 2519.2 167.77 170.43 2.66 170.97 0.002929 5.9 427.03 171.27 0.66
1 16300.* PF 1 2519.2 167.48 170.13 2.65 170.68 0.002952 5.91 425.95 171.22 0.66
1 16200.* PF 1 2519.2 167.18 169.84 2.66 170.38 0.002924 5.9 427.26 171.28 0.66
1 16100.* PF 1 2519.2 166.89 169.54 2.65 170.09 0.002951 5.91 426.01 171.22 0.66
1 16000 PF 1 2519.2 166.6 169.24 2.64 169.79 0.003 5.94 423.8 171.12 0.67
1 15900.* PF 1 2519.2 166.3 168.94 2.64 169.49 0.003 5.94 423.79 171.12 0.67
1 15800.* PF 1 2519.2 166 168.64 2.64 169.19 0.003001 5.94 423.77 171.12 0.67
1 15700.* PF 1 2519.2 165.7 168.34 2.64 168.89 0.003001 5.95 423.74 171.11 0.67
1 15600.* PF 1 2519.2 165.4 168.04 2.64 168.59 0.003003 5.95 423.65 171.11 0.67
1 15500.* PF 1 2519.2 165.1 167.74 2.64 168.29 0.003008 5.95 423.44 171.1 0.67
1 15400.* PF 1 2519.2 164.8 167.43 2.63 167.99 0.00302 5.96 422.93 171.08 0.67

100-Yr Center Channel Hydraulics

PALEN SOLAR PLANT HEC-RAS OUTPUT
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Reach River Sta Profile Q Total Min Ch El W.S. Elev W. Depth Crit W.S. E.G. Elev E.G. Slope Vel Chnl Flow Area Top Width Froude # Chl
(cfs) (ft) (ft) (ft) (ft) (ft) (ft/ft) (ft/s) (sq ft) (ft)

100-Yr Center Channel Hydraulics

PALEN SOLAR PLANT HEC-RAS OUTPUT

1 15300.* PF 1 2519.2 164.5 167.13 2.63 167.68 0.003048 5.97 421.67 171.02 0.67
1 15200.* PF 1 2519.2 164.2 166.81 2.61 167.37 0.003123 6.02 418.47 170.87 0.68
1 15100.* PF 1 2519.2 163.9 166.46 2.56 167.05 0.003312 6.13 410.8 170.51 0.7
1 15000 PF 1 2519.2 163.6 165.98 2.38 166.66 0.004287 6.65 378.82 169 0.78
1 14900.* PF 1 2519.2 163.17 165.55 2.38 166.23 0.004267 6.64 379.37 169.03 0.78
1 14800.* PF 1 2519.2 162.74 165.13 2.39 165.81 0.004217 6.62 380.77 169.09 0.78
1 14700.* PF 1 2519.2 162.32 164.69 2.37 165.38 0.004298 6.66 378.51 168.99 0.78
1 14600.* PF 1 2519.2 161.89 164.26 2.37 164.95 0.004295 6.65 378.59 168.99 0.78
1 14500.* PF 1 2519.2 161.46 163.83 2.37 164.52 0.004288 6.65 378.8 169 0.78
1 14400.* PF 1 2519.2 161.03 163.41 2.38 164.09 0.004269 6.64 379.33 169.02 0.78
1 14300.* PF 1 2519.2 160.6 162.99 2.39 163.67 0.004221 6.62 380.66 169.09 0.78
1 14200.* PF 1 2519.2 160.18 162.56 2.38 163.24 0.004265 6.64 379.43 169.03 0.78
1 14100.* PF 1 2519.2 159.75 162.14 2.39 162.82 0.004179 6.6 381.86 169.14 0.77
1 14000 PF 1 2519.2 159.32 161.53 2.21 162.33 0.0055 7.19 350.37 167.65 0.88
1 13900.* PF 1 2519.2 158.77 160.97 2.2 160.79 161.78 0.005591 7.23 348.59 167.56 0.88
1 13800.* PF 1 2519.2 158.21 160.42 2.21 160.23 161.22 0.005484 7.18 350.7 167.66 0.88
1 13700.* PF 1 2519.2 157.66 159.87 2.21 160.67 0.005498 7.19 350.43 167.65 0.88
1 13600.* PF 1 2519.2 157.11 159.31 2.2 159.13 160.12 0.005592 7.23 348.57 167.56 0.88
1 13500.* PF 1 2519.2 156.55 158.76 2.21 158.57 159.56 0.005498 7.19 350.42 167.65 0.88
1 13400.* PF 1 2519.2 156 158.21 2.21 158.02 159.01 0.005486 7.18 350.66 167.66 0.88
1 13300.* PF 1 2519.2 155.45 157.65 2.2 158.46 0.005512 7.19 350.14 167.64 0.88
1 13200.* PF 1 2519.2 154.9 157.1 2.2 156.92 157.91 0.005579 7.22 348.81 167.57 0.88
1 13100.* PF 1 2519.2 154.34 156.56 2.22 156.36 157.35 0.005375 7.14 352.92 167.77 0.87
1 13000 PF 1 2519.2 153.79 156.12 2.33 156.83 0.004599 6.8 370.57 168.61 0.81
1 12900.* PF 1 2519.2 153.33 155.66 2.33 156.37 0.004597 6.8 370.62 168.61 0.81
1 12800.* PF 1 2519.2 152.87 155.2 2.33 155.91 0.004593 6.8 370.71 168.62 0.81
1 12700.* PF 1 2519.2 152.41 154.73 2.32 155.45 0.004614 6.81 370.18 168.59 0.81
1 12600.* PF 1 2519.2 151.95 154.27 2.32 154.99 0.004673 6.83 368.71 168.52 0.81
1 12500.* PF 1 2519.2 151.48 153.81 2.33 154.52 0.0046 6.8 370.55 168.61 0.81
1 12400.* PF 1 2519.2 151.02 153.35 2.33 154.06 0.004599 6.8 370.57 168.61 0.81
1 12300.* PF 1 2519.2 150.56 152.89 2.33 153.6 0.004597 6.8 370.62 168.61 0.81
1 12200.* PF 1 2519.2 150.1 152.43 2.33 153.14 0.00459 6.79 370.78 168.62 0.81
1 12100.* PF 1 2519.2 149.64 151.97 2.33 152.69 0.004571 6.79 371.27 168.64 0.81
1 12000 PF 1 2519.2 149.18 151.52 2.34 152.23 0.0045 6.75 373.11 168.73 0.8
1 11900.* PF 1 2519.2 148.73 151.07 2.34 151.78 0.0045 6.75 373.11 168.73 0.8
1 11800.* PF 1 2519.2 148.28 150.62 2.34 151.33 0.004499 6.75 373.13 168.73 0.8
1 11700.* PF 1 2519.2 147.83 150.17 2.34 150.88 0.004498 6.75 373.16 168.73 0.8
1 11600.* PF 1 2519.2 147.38 149.72 2.34 150.43 0.004494 6.75 373.27 168.74 0.8
1 11500.* PF 1 2519.2 146.93 149.27 2.34 149.98 0.004481 6.74 373.59 168.75 0.8
1 11400.* PF 1 2519.2 146.48 148.83 2.35 149.53 0.004448 6.73 374.47 168.79 0.8
1 11300.* PF 1 2519.2 146.03 148.4 2.37 149.09 0.004335 6.67 377.5 168.94 0.79
1 11200.* PF 1 2519.2 145.58 148.01 2.43 148.66 0.003991 6.5 387.43 169.41 0.76
1 11100.* PF 1 2519.2 145.13 147.69 2.56 148.28 0.003308 6.13 410.95 170.51 0.7
1 11000 PF 1 2519.2 144.68 147.48 2.8 147.96 0.002456 5.58 451.43 172.4 0.61
1 10900.* PF 1 2519.2 144.43 147.24 2.81 147.72 0.002437 5.57 452.52 172.45 0.61
1 10800.* PF 1 2519.2 144.19 146.99 2.8 147.47 0.002458 5.58 451.3 172.4 0.61
1 10700.* PF 1 2519.2 143.94 146.75 2.81 147.23 0.00244 5.57 452.34 172.45 0.61
1 10600.* PF 1 2519.2 143.69 146.5 2.81 146.98 0.002415 5.55 453.8 172.51 0.6
1 10500.* PF 1 2519.2 143.45 146.26 2.81 146.74 0.002422 5.56 453.41 172.5 0.6
1 10400.* PF 1 2519.2 143.2 146.02 2.82 146.5 0.002386 5.53 455.52 172.59 0.6
1 10300.* PF 1 2519.2 142.95 145.79 2.84 146.26 0.002337 5.49 458.55 172.73 0.59
1 10200.* PF 1 2519.2 142.7 145.57 2.87 146.03 0.002269 5.44 462.84 172.93 0.59
1 10100.* PF 1 2519.2 142.46 145.35 2.89 145.8 0.002217 5.4 466.24 173.09 0.58
1 10000 PF 1 2519.2 142.21 145.14 2.93 145.58 0.002106 5.32 473.88 173.44 0.57
1 9900.* PF 1 2519.2 142 144.93 2.93 145.37 0.002109 5.32 473.68 173.43 0.57
1 9800.* PF 1 2519.2 141.79 144.72 2.93 145.16 0.002113 5.32 473.39 173.42 0.57
1 9700.* PF 1 2519.2 141.58 144.51 2.93 144.95 0.002119 5.33 472.97 173.4 0.57
1 9600.* PF 1 2519.2 141.37 144.29 2.92 144.73 0.002127 5.33 472.36 173.37 0.57
1 9500.* PF 1 2519.2 141.16 144.08 2.92 144.52 0.00214 5.34 471.45 173.33 0.57
1 9400.* PF 1 2519.2 140.95 143.86 2.91 144.3 0.00216 5.36 470.12 173.27 0.57
1 9300.* PF 1 2519.2 140.74 143.64 2.9 144.09 0.002189 5.38 468.12 173.18 0.58
1 9200.* PF 1 2519.2 140.53 143.41 2.88 143.87 0.002235 5.42 465.09 173.04 0.58
1 9100.* PF 1 2519.2 140.32 143.17 2.85 143.64 0.002307 5.47 460.4 172.82 0.59
1 9000 PF 1 2519.2 140.11 142.92 2.81 143.4 0.002418 5.55 453.61 172.5 0.6
1 8900.* PF 1 2519.2 139.86 142.69 2.83 143.16 0.002382 5.53 455.81 172.61 0.6
1 8800.* PF 1 2519.2 139.62 142.45 2.83 142.92 0.002374 5.52 456.25 172.63 0.6
1 8700.* PF 1 2519.2 139.37 142.22 2.85 142.68 0.00232 5.48 459.6 172.78 0.59
1 8600.* PF 1 2519.2 139.12 142 2.88 142.45 0.002246 5.43 464.31 173 0.58
1 8500.* PF 1 2519.2 138.87 141.78 2.91 142.23 0.002144 5.35 471.22 173.32 0.57
1 8400.* PF 1 2519.2 138.62 141.59 2.97 142.02 0.002014 5.24 480.65 173.75 0.56
1 8300.* PF 1 2519.2 138.38 141.41 3.03 141.82 0.001888 5.14 490.56 174.21 0.54
1 8200 PF 1 2519.2 138.13 141.24 3.11 141.63 0.001715 4.98 505.77 174.91 0.52
1 8100.* PF 1 2519.2 137.88 141.1 3.22 141.46 0.001528 4.8 524.57 175.76 0.49
1 8000 PF 1 2519.2 137.63 140.98 3.35 141.31 0.00134 4.61 546.98 176.78 0.46
1 7900.* PF 1 2519.2 137.48 140.85 3.37 141.17 0.001314 4.58 550.46 176.94 0.46
1 7800.* PF 1 2519.2 137.33 140.72 3.39 141.04 0.001284 4.54 554.5 177.12 0.45
1 7700.* PF 1 2519.2 137.18 140.6 3.42 140.91 0.00125 4.51 559.17 177.33 0.45
1 7600.* PF 1 2519.2 137.03 140.48 3.45 140.79 0.001212 4.46 564.7 177.58 0.44
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1 7500.* PF 1 2519.2 136.88 140.36 3.48 140.67 0.001171 4.41 571.03 177.87 0.43
1 7400.* PF 1 2519.2 136.72 140.26 3.54 140.55 0.001112 4.34 580.41 178.29 0.42
1 7300.* PF 1 2519.2 136.57 140.15 3.58 140.44 0.001064 4.28 588.8 178.66 0.42
1 7200.* PF 1 2519.2 136.42 140.06 3.64 140.33 0.001012 4.21 598.19 179.08 0.41
1 7100.* PF 1 2519.2 136.27 139.96 3.69 140.23 0.000959 4.14 608.59 179.55 0.4
1 7000 PF 1 2519.2 136.12 139.88 3.76 140.13 0.000905 4.06 620.04 180.06 0.39
1 6900.* PF 1 2519.2 136.06 139.78 3.72 140.04 0.000937 4.11 613.18 179.75 0.39
1 6800.* PF 1 2519.2 136.01 139.67 3.66 139.94 0.000986 4.18 603.29 179.31 0.4
1 6700.* PF 1 2519.2 135.95 139.56 3.61 139.84 0.001032 4.24 594.44 178.92 0.41
1 6600.* PF 1 2519.2 135.9 139.45 3.55 139.74 0.001102 4.33 582.09 178.36 0.42
1 6500.* PF 1 2519.2 135.84 139.32 3.48 139.62 0.001176 4.42 570.22 177.83 0.43
1 6400.* PF 1 2519.2 135.78 139.18 3.4 139.5 0.001271 4.53 556.29 177.2 0.45
1 6300.* PF 1 2519.2 135.73 139.02 3.29 139.36 0.001419 4.69 537.11 176.33 0.47
1 6200.* PF 1 2519.2 135.67 138.84 3.17 139.21 0.001614 4.89 515.56 175.35 0.5
1 6100.* PF 1 2519.2 135.62 138.61 2.99 139.03 0.001977 5.21 483.46 173.88 0.55
1 6000 PF 1 2519.2 135.56 138.26 2.7 138.78 0.002767 5.8 434.71 171.63 0.64
1 5900.* PF 1 2519.2 135.28 137.99 2.71 138.51 0.00275 5.78 435.57 171.67 0.64
1 5800.* PF 1 2519.2 135 137.72 2.72 138.23 0.002725 5.77 436.86 171.73 0.64
1 5700.* PF 1 2519.2 134.73 137.44 2.71 137.96 0.002741 5.78 436.04 171.69 0.64
1 5600.* PF 1 2519.2 134.45 137.17 2.72 137.68 0.00271 5.76 437.58 171.76 0.64
1 5500.* PF 1 2519.2 134.17 136.91 2.74 137.41 0.00266 5.72 440.17 171.88 0.63
1 5400.* PF 1 2519.2 133.89 136.65 2.76 137.15 0.002585 5.67 444.16 172.07 0.62
1 5300.* PF 1 2519.2 133.61 136.41 2.8 136.89 0.00247 5.59 450.57 172.36 0.61
1 5200.* PF 1 2519.2 133.34 136.17 2.83 136.65 0.002359 5.51 457.19 172.67 0.6
1 5100.* PF 1 2519.2 133.06 135.96 2.9 136.41 0.002169 5.37 469.45 173.24 0.57
1 5000 PF 1 2519.2 132.78 135.78 3 136.2 0.001943 5.18 486.09 174 0.55
1 4900.* PF 1 2519.2 132.5 135.62 3.12 136.01 0.001696 4.96 507.51 174.99 0.51
1 4800.* PF 1 2519.2 132.22 135.49 3.27 135.84 0.001448 4.72 533.69 176.18 0.48
1 4700.* PF 1 2519.2 131.95 135.38 3.43 135.69 0.00123 4.48 562.08 177.46 0.44
1 4600.* PF 1 2519.2 131.67 135.3 3.63 135.57 0.001022 4.22 596.39 179 0.41
1 4500.* PF 1 2519.2 131.39 135.23 3.84 135.47 0.000844 3.97 634.11 180.68 0.37
1 4400.* PF 1 2519.2 131.11 135.17 4.06 135.39 0.000695 3.73 674.7 182.47 0.34
1 4300.* PF 1 2519.2 130.83 135.12 4.29 135.31 0.000574 3.51 717.73 184.35 0.31
1 4200.* PF 1 2519.2 130.56 135.09 4.53 135.26 0.000479 3.31 760.79 186.21 0.29
1 4100.* PF 1 2519.2 130.28 135.06 4.78 135.21 0.000398 3.12 807.55 188.2 0.27
1 4000 PF 1 2519.2 130 135.03 5.03 135.17 0.000333 2.94 855.85 190.25 0.24
1 3900.* PF 1 2519.2 129.97 135 5.03 135.13 0.000334 2.95 855.17 190.22 0.24
1 3800.* PF 1 2519.2 129.94 134.96 5.02 135.1 0.000335 2.95 854.47 190.19 0.25
1 3700.* PF 1 2519.2 129.91 134.93 5.02 135.06 0.000336 2.95 853.75 190.16 0.25
1 3600.* PF 1 2519.2 129.88 134.9 5.02 135.03 0.000337 2.95 853.02 190.13 0.25
1 3500.* PF 1 2519.2 129.86 134.86 5 135 0.00034 2.96 850.21 190.01 0.25
1 3400.* PF 1 2519.2 129.83 134.83 5 134.96 0.000341 2.97 849.39 189.97 0.25
1 3300.* PF 1 2519.2 129.8 134.79 4.99 134.93 0.000342 2.97 848.54 189.94 0.25
1 3200.* PF 1 2519.2 129.77 134.76 4.99 134.89 0.000343 2.97 847.68 189.9 0.25
1 3100.* PF 1 2519.2 129.74 134.72 4.98 134.86 0.000344 2.97 846.79 189.86 0.25
1 3000 PF 1 2519.2 129.71 134.69 4.98 134.83 0.000345 2.98 845.88 189.83 0.25
1 2900.* PF 1 2519.2 129.71 134.65 4.94 134.79 0.000354 3 838.77 189.53 0.25
1 2800.* PF 1 2519.2 129.71 134.61 4.9 134.75 0.000364 3.03 831.47 189.22 0.25
1 2700.* PF 1 2519.2 129.71 134.57 4.86 134.72 0.000374 3.06 823.97 188.9 0.26
1 2600.* PF 1 2519.2 129.71 134.53 4.82 134.68 0.000385 3.09 816.24 188.57 0.26
1 2500.* PF 1 2519.2 129.71 134.49 4.78 134.64 0.000397 3.12 808.29 188.24 0.27
1 2400.* PF 1 2519.2 129.7 134.45 4.75 134.6 0.000407 3.14 802.15 187.97 0.27
1 2300.* PF 1 2519.2 129.7 134.4 4.7 134.56 0.00042 3.17 793.73 187.62 0.27
1 2200.* PF 1 2519.2 129.7 134.36 4.66 134.52 0.000435 3.21 785.03 187.24 0.28
1 2100.* PF 1 2519.2 129.7 134.31 4.61 134.47 0.000451 3.25 776.02 186.86 0.28
1 2000 PF 1 2519.2 129.7 134.26 4.56 134.42 0.000468 3.29 766.65 186.46 0.29
1 1900.* PF 1 2519.2 129.7 134.2 4.5 134.38 0.000487 3.33 756.91 186.04 0.29
1 1800.* PF 1 2519.2 129.7 134.15 4.45 134.33 0.000507 3.37 746.76 185.6 0.3
1 1700.* PF 1 2519.2 129.7 134.09 4.39 134.27 0.00053 3.42 736.14 185.14 0.3
1 1600.* PF 1 2519.2 129.7 134.03 4.33 134.22 0.000556 3.47 725 184.66 0.31
1 1500.* PF 1 2519.2 129.7 133.97 4.27 134.16 0.000585 3.53 713.28 184.15 0.32
1 1400.* PF 1 2519.2 129.69 133.9 4.21 134.1 0.000612 3.58 703.01 183.71 0.32
1 1300.* PF 1 2519.2 129.69 133.83 4.14 134.04 0.000648 3.65 689.99 183.14 0.33
1 1200.* PF 1 2519.2 129.69 133.76 4.07 133.97 0.000691 3.73 676.1 182.53 0.34
1 1100.* PF 1 2519.2 129.69 133.67 3.98 133.9 0.00074 3.81 661.19 181.88 0.35
1 1000 PF 1 2519.2 129.69 133.58 3.89 131.71 133.82 0.0008 3.91 644.92 181.16 0.36
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Reach River Sta Profile Q Total Min Ch El W.S. Elev W. Depth Crit W.S. E.G. Elev E.G. Slope Vel Chnl Flow Area Top Width Froude # Chl
(cfs) (ft) (ft) (ft) (ft) (ft) (ft/ft) (ft/s) (sq ft) (ft)

1 9700 PF 1 504 161.63 162.91 1.28 163.12 0.002998 3.67 137.28 114.35 0.59
1 9600 PF 1 504 161.33 162.61 1.28 162.82 0.002998 3.67 137.25 114.29 0.59
1 9500 PF 1 504 161.03 162.31 1.28 162.52 0.002998 3.67 137.22 114.23 0.59
1 9400 PF 1 504 160.73 162.01 1.28 162.22 0.002999 3.67 137.19 114.18 0.59
1 9300 PF 1 504 160.43 161.71 1.28 161.92 0.002998 3.67 137.19 114.15 0.59
1 9200 PF 1 504 160.13 161.41 1.28 161.62 0.002998 3.67 137.16 114.1 0.59
1 9100 PF 1 504 159.83 161.11 1.28 161.32 0.002998 3.68 137.13 114.04 0.59
1 9000 PF 1 504 159.53 160.81 1.28 161.02 0.002998 3.68 137.11 113.99 0.59
1 8900 PF 1 504 159.23 160.51 1.28 160.72 0.002998 3.68 137.08 113.94 0.59
1 8800 PF 1 504 158.93 160.21 1.28 160.42 0.002998 3.68 137.06 113.88 0.59
1 8700 PF 1 504 158.63 159.91 1.28 160.12 0.002999 3.68 137.02 113.83 0.59
1 8600 PF 1 504 158.33 159.61 1.28 159.82 0.002998 3.68 137.02 113.8 0.59
1 8500 PF 1 504 158.03 159.31 1.28 159.52 0.002998 3.68 136.99 113.75 0.59
1 8400 PF 1 504 157.73 159.01 1.28 159.22 0.002998 3.68 136.97 113.7 0.59
1 8300 PF 1 504 157.43 158.71 1.28 158.92 0.002998 3.68 136.95 113.65 0.59
1 8200 PF 1 504 157.13 158.41 1.28 158.62 0.002999 3.68 136.92 113.6 0.59
1 8100 PF 1 504 156.83 158.11 1.28 158.32 0.002999 3.68 136.89 113.55 0.59
1 8000 PF 1 504 156.53 157.81 1.28 158.02 0.002998 3.68 136.89 113.52 0.59
1 7900 PF 1 504 156.23 157.51 1.28 157.72 0.002998 3.68 136.86 113.47 0.59
1 7800 PF 1 504 155.93 157.21 1.28 157.42 0.002998 3.68 136.84 113.42 0.59
1 7700 PF 1 504 155.63 156.91 1.28 157.12 0.002998 3.68 136.81 113.37 0.59
1 7600 PF 1 504 155.33 156.61 1.28 156.82 0.002998 3.68 136.79 113.32 0.59
1 7500 PF 1 504 155.03 156.31 1.28 156.52 0.002999 3.69 136.77 113.28 0.59
1 7400 PF 1 504 154.73 156.01 1.28 156.22 0.002999 3.69 136.74 113.23 0.59
1 7300 PF 1 504 154.43 155.71 1.28 155.92 0.002998 3.69 136.74 113.2 0.59
1 7200 PF 1 504 154.13 155.41 1.28 155.62 0.002999 3.69 136.71 113.16 0.59
1 7100 PF 1 504 153.83 155.11 1.28 155.32 0.002999 3.69 136.69 113.11 0.59
1 7000 PF 1 504 153.53 154.81 1.28 155.02 0.002999 3.69 136.67 113.06 0.59
1 6900 PF 1 504 153.23 154.51 1.28 154.72 0.002999 3.69 136.64 113.02 0.59
1 6800 PF 1 504 152.93 154.21 1.28 154.42 0.002999 3.69 136.62 112.97 0.59
1 6700 PF 1 504 152.63 153.91 1.28 154.12 0.002999 3.69 136.59 112.92 0.59
1 6600 PF 1 504 152.33 153.61 1.28 153.82 0.002999 3.69 136.59 112.9 0.59
1 6500 PF 1 504 152.03 153.31 1.28 153.52 0.002999 3.69 136.57 112.86 0.59
1 6400 PF 1 504 151.73 153.01 1.28 153.22 0.002999 3.69 136.55 112.81 0.59
1 6300 PF 1 504 151.43 152.71 1.28 152.93 0.002998 3.69 136.53 112.77 0.59
1 6200 PF 1 504 151.13 152.41 1.28 152.63 0.002999 3.69 136.5 112.72 0.59
1 6100 PF 1 504 150.83 152.11 1.28 152.33 0.002999 3.69 136.48 112.68 0.59
1 6000 PF 1 504 150.53 151.81 1.28 152.03 0.002999 3.69 136.45 112.63 0.59
1 5900 PF 1 504 150.23 151.51 1.28 151.73 0.002999 3.69 136.45 112.61 0.59
1 5800 PF 1 504 149.93 151.21 1.28 151.43 0.002999 3.69 136.43 112.57 0.59
1 5700 PF 1 504 149.63 150.91 1.28 151.13 0.002999 3.69 136.41 112.52 0.59
1 5600 PF 1 504 149.33 150.61 1.28 150.83 0.002999 3.7 136.39 112.48 0.59
1 5500 PF 1 504 149.03 150.31 1.28 150.53 0.002999 3.7 136.37 112.44 0.59
1 5400 PF 1 504 148.73 150.01 1.28 150.23 0.002999 3.7 136.34 112.4 0.59
1 5300 PF 1 504 148.43 149.71 1.28 149.93 0.002999 3.7 136.34 112.38 0.59
1 5200 PF 1 504 148.13 149.41 1.28 149.63 0.002999 3.7 136.32 112.33 0.59
1 5100 PF 1 504 147.83 149.11 1.28 149.33 0.002999 3.7 136.3 112.29 0.59
1 5000 PF 1 504 147.53 148.81 1.28 149.03 0.002999 3.7 136.28 112.25 0.59
1 4900 PF 1 504 147.23 148.51 1.28 148.73 0.002999 3.7 136.26 112.21 0.59
1 4800 PF 1 504 146.93 148.21 1.28 148.43 0.002999 3.7 136.24 112.17 0.59
1 4700 PF 1 504 146.63 147.91 1.28 148.13 0.003 3.7 136.2 112.13 0.59
1 4600 PF 1 504 146.33 147.61 1.28 147.83 0.003003 3.7 136.15 112.1 0.59
1 4500 PF 1 504 146.03 147.31 1.28 147.53 0.003017 3.71 135.93 112.05 0.59
1 4400 PF 1 504 145.73 147 1.27 147.22 0.003088 3.74 134.94 111.93 0.6
1 4300 PF 1 504 145.43 146.56 1.13 146.84 0.004678 4.25 118.51 110.51 0.72
1 4200 PF 1 504 145.13 146.15 1.02 146.38 0.004178 3.8 132.6 134.54 0.67
1 4100 PF 1 504 144.83 145.84 1.01 146 0.003 3.22 156.74 159.45 0.57
1 4000 PF 1 504 144.53 145.54 1.01 145.7 0.003 3.22 156.74 159.45 0.57
1 3900 PF 1 504 144.23 145.24 1.01 145.4 0.003 3.22 156.74 159.45 0.57
1 3800 PF 1 504 143.93 144.94 1.01 145.1 0.003 3.22 156.74 159.45 0.57
1 3700 PF 1 504 143.63 144.64 1.01 144.8 0.003 3.22 156.74 159.45 0.57
1 3600 PF 1 504 143.33 144.34 1.01 144.5 0.003 3.22 156.74 159.45 0.57
1 3500 PF 1 504 143.03 144.04 1.01 144.2 0.003 3.22 156.74 159.45 0.57
1 3400 PF 1 504 142.73 143.74 1.01 143.9 0.003 3.22 156.74 159.45 0.57
1 3300 PF 1 504 142.43 143.44 1.01 143.6 0.003 3.22 156.74 159.45 0.57
1 3200 PF 1 504 142.13 143.14 1.01 143.3 0.003 3.22 156.74 159.45 0.57
1 3100 PF 1 504 141.83 142.84 1.01 143 0.003 3.22 156.74 159.45 0.57
1 3000 PF 1 504 141.53 142.54 1.01 142.7 0.003 3.22 156.74 159.45 0.57
1 2900 PF 1 504 141.23 142.24 1.01 142.4 0.003 3.22 156.74 159.45 0.57
1 2800 PF 1 504 140.93 141.94 1.01 142.1 0.003 3.22 156.74 159.45 0.57
1 2700 PF 1 504 140.63 141.64 1.01 141.8 0.003 3.22 156.74 159.45 0.57
1 2600 PF 1 504 140.33 141.34 1.01 141.5 0.003 3.22 156.74 159.45 0.57
1 2500 PF 1 504 140.03 141.04 1.01 141.2 0.003 3.22 156.74 159.45 0.57
1 2400 PF 1 504 139.73 140.74 1.01 140.9 0.003 3.22 156.74 159.45 0.57
1 2300 PF 1 504 139.43 140.44 1.01 140.6 0.003 3.22 156.74 159.45 0.57
1 2200 PF 1 504 139.13 140.14 1.01 140.3 0.003 3.22 156.74 159.45 0.57
1 2100 PF 1 504 138.83 139.84 1.01 140 0.003 3.22 156.74 159.45 0.57

PALEN SOLAR PLANT HEC-RAS OUTPUT

10-Yr East Side Channel Hydraulics
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Reach River Sta Profile Q Total Min Ch El W.S. Elev W. Depth Crit W.S. E.G. Elev E.G. Slope Vel Chnl Flow Area Top Width Froude # Chl
(cfs) (ft) (ft) (ft) (ft) (ft) (ft/ft) (ft/s) (sq ft) (ft)

PALEN SOLAR PLANT HEC-RAS OUTPUT

10-Yr East Side Channel Hydraulics

1 2000 PF 1 504 138.53 139.54 1.01 139.7 0.003 3.22 156.74 159.45 0.57
1 1900 PF 1 504 138.23 139.24 1.01 139.4 0.003 3.22 156.74 159.45 0.57
1 1800 PF 1 504 137.93 138.94 1.01 139.1 0.003 3.22 156.74 159.45 0.57
1 1700 PF 1 504 137.63 138.64 1.01 138.8 0.003 3.22 156.74 159.45 0.57
1 1600 PF 1 504 137.33 138.34 1.01 138.5 0.003 3.22 156.74 159.45 0.57
1 1500 PF 1 504 137.03 138.04 1.01 138.2 0.003 3.22 156.74 159.45 0.57
1 1400 PF 1 504 136.73 137.74 1.01 137.9 0.003 3.22 156.74 159.45 0.57
1 1300 PF 1 504 136.43 137.44 1.01 137.6 0.003 3.22 156.74 159.45 0.57
1 1200 PF 1 504 136.13 137.14 1.01 137.3 0.003 3.22 156.74 159.45 0.57
1 1100 PF 1 504 135.83 136.84 1.01 137 0.003 3.22 156.74 159.45 0.57
1 1000 PF 1 504 135.53 136.54 1.01 136.7 0.003 3.22 156.74 159.45 0.57
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Reach River Sta Profile Q Total Min Ch El W.S. Elev W. Depth Crit W.S. E.G. Elev E.G. Slope Vel Chnl Flow Area Top Width Froude # Chl
(cfs) (ft) (ft) (ft) (ft) (ft) (ft/ft) (ft/s) (sq ft) (ft)

1 9700 PF 1 955 161.63 163.5 1.87 163.83 0.002996 4.63 206.09 120.9 0.63
1 9600 PF 1 955 161.33 163.2 1.87 163.53 0.002996 4.64 206.03 120.82 0.63
1 9500 PF 1 955 161.03 162.9 1.87 163.23 0.002996 4.64 205.97 120.74 0.63
1 9400 PF 1 955 160.73 162.6 1.87 162.93 0.002997 4.64 205.9 120.65 0.63
1 9300 PF 1 955 160.43 162.3 1.87 162.63 0.002996 4.64 205.9 120.62 0.63
1 9200 PF 1 955 160.13 162 1.87 162.33 0.002996 4.64 205.84 120.54 0.63
1 9100 PF 1 955 159.83 161.7 1.87 162.03 0.002996 4.64 205.79 120.46 0.63
1 9000 PF 1 955 159.53 161.4 1.87 161.73 0.002996 4.64 205.74 120.38 0.63
1 8900 PF 1 955 159.23 161.1 1.87 161.43 0.002996 4.64 205.68 120.3 0.63
1 8800 PF 1 955 158.93 160.8 1.87 161.13 0.002997 4.64 205.63 120.23 0.63
1 8700 PF 1 955 158.63 160.5 1.87 160.83 0.002997 4.65 205.56 120.15 0.63
1 8600 PF 1 955 158.33 160.2 1.87 160.53 0.002996 4.65 205.56 120.11 0.63
1 8500 PF 1 955 158.03 159.9 1.87 160.23 0.002996 4.65 205.51 120.04 0.63
1 8400 PF 1 955 157.73 159.6 1.87 159.93 0.002996 4.65 205.45 119.96 0.63
1 8300 PF 1 955 157.43 159.3 1.87 159.63 0.002996 4.65 205.4 119.89 0.63
1 8200 PF 1 955 157.13 159 1.87 159.33 0.002997 4.65 205.35 119.82 0.63
1 8100 PF 1 955 156.83 158.7 1.87 159.03 0.002997 4.65 205.28 119.74 0.63
1 8000 PF 1 955 156.53 158.4 1.87 158.73 0.002996 4.65 205.28 119.71 0.63
1 7900 PF 1 955 156.23 158.1 1.87 158.44 0.002996 4.65 205.23 119.64 0.63
1 7800 PF 1 955 155.93 157.8 1.87 158.14 0.002996 4.65 205.19 119.56 0.63
1 7700 PF 1 955 155.63 157.5 1.87 157.84 0.002996 4.66 205.13 119.49 0.63
1 7600 PF 1 955 155.33 157.2 1.87 157.54 0.002997 4.66 205.08 119.42 0.63
1 7500 PF 1 955 155.03 156.9 1.87 157.24 0.002997 4.66 205.03 119.35 0.63
1 7400 PF 1 955 154.73 156.6 1.87 156.94 0.002997 4.66 204.97 119.28 0.63
1 7300 PF 1 955 154.43 156.3 1.87 156.64 0.002996 4.66 204.97 119.25 0.63
1 7200 PF 1 955 154.13 156 1.87 156.34 0.002996 4.66 204.92 119.18 0.63
1 7100 PF 1 955 153.83 155.7 1.87 156.04 0.002997 4.66 204.88 119.11 0.63
1 7000 PF 1 955 153.53 155.4 1.87 155.74 0.002997 4.66 204.83 119.04 0.63
1 6900 PF 1 955 153.23 155.1 1.87 155.44 0.002997 4.66 204.78 118.97 0.63
1 6800 PF 1 955 152.93 154.8 1.87 155.14 0.002997 4.66 204.73 118.91 0.63
1 6700 PF 1 955 152.63 154.5 1.87 154.84 0.002998 4.67 204.67 118.84 0.63
1 6600 PF 1 955 152.33 154.2 1.87 154.54 0.002997 4.67 204.67 118.81 0.63
1 6500 PF 1 955 152.03 153.9 1.87 154.24 0.002997 4.67 204.63 118.74 0.63
1 6400 PF 1 955 151.73 153.6 1.87 153.94 0.002997 4.67 204.58 118.68 0.63
1 6300 PF 1 955 151.43 153.3 1.87 153.64 0.002997 4.67 204.54 118.61 0.63
1 6200 PF 1 955 151.13 153 1.87 153.34 0.002997 4.67 204.49 118.55 0.63
1 6100 PF 1 955 150.83 152.7 1.87 153.04 0.002997 4.67 204.44 118.48 0.63
1 6000 PF 1 955 150.53 152.4 1.87 152.74 0.002998 4.67 204.39 118.42 0.63
1 5900 PF 1 955 150.23 152.1 1.87 152.44 0.002997 4.67 204.39 118.39 0.63
1 5800 PF 1 955 149.93 151.8 1.87 152.14 0.002997 4.67 204.34 118.33 0.63
1 5700 PF 1 955 149.63 151.5 1.87 151.84 0.002997 4.67 204.3 118.26 0.63
1 5600 PF 1 955 149.33 151.2 1.87 151.54 0.002997 4.68 204.25 118.2 0.63
1 5500 PF 1 955 149.03 150.9 1.87 151.24 0.002997 4.68 204.21 118.14 0.63
1 5400 PF 1 955 148.73 150.6 1.87 150.94 0.002998 4.68 204.16 118.08 0.63
1 5300 PF 1 955 148.43 150.3 1.87 150.64 0.002997 4.68 204.15 118.05 0.63
1 5200 PF 1 955 148.13 150 1.87 150.34 0.002997 4.68 204.11 117.99 0.63
1 5100 PF 1 955 147.83 149.7 1.87 150.04 0.002997 4.68 204.07 117.93 0.63
1 5000 PF 1 955 147.53 149.4 1.87 149.74 0.002997 4.68 204.03 117.87 0.63
1 4900 PF 1 955 147.23 149.1 1.87 149.44 0.002998 4.68 203.98 117.81 0.63
1 4800 PF 1 955 146.93 148.8 1.87 149.14 0.002999 4.68 203.92 117.75 0.63
1 4700 PF 1 955 146.63 148.5 1.87 148.84 0.003002 4.69 203.79 117.68 0.63
1 4600 PF 1 955 146.33 148.2 1.87 148.54 0.003014 4.69 203.52 117.63 0.63
1 4500 PF 1 955 146.03 147.89 1.86 148.24 0.003061 4.72 202.48 117.5 0.63
1 4400 PF 1 955 145.73 147.57 1.84 147.92 0.0032 4.78 199.61 117.21 0.65
1 4300 PF 1 955 145.43 147 1.57 147.5 0.005417 5.65 168.95 114.69 0.82
1 4200 PF 1 955 145.13 146.59 1.46 146.97 0.004495 4.96 192.71 138.64 0.74
1 4100 PF 1 955 144.83 146.31 1.48 146.57 0.003 4.11 232.55 163.83 0.61
1 4000 PF 1 955 144.53 146.01 1.48 146.27 0.003 4.11 232.55 163.83 0.61
1 3900 PF 1 955 144.23 145.71 1.48 145.97 0.003 4.11 232.55 163.83 0.61
1 3800 PF 1 955 143.93 145.41 1.48 145.67 0.003 4.11 232.56 163.83 0.61
1 3700 PF 1 955 143.63 145.11 1.48 145.37 0.003 4.11 232.55 163.83 0.61
1 3600 PF 1 955 143.33 144.81 1.48 145.07 0.003 4.11 232.55 163.83 0.61
1 3500 PF 1 955 143.03 144.51 1.48 144.77 0.003 4.11 232.55 163.83 0.61
1 3400 PF 1 955 142.73 144.21 1.48 144.47 0.003 4.11 232.55 163.83 0.61
1 3300 PF 1 955 142.43 143.91 1.48 144.17 0.003 4.11 232.56 163.83 0.61
1 3200 PF 1 955 142.13 143.61 1.48 143.87 0.003 4.11 232.55 163.83 0.61
1 3100 PF 1 955 141.83 143.31 1.48 143.57 0.003 4.11 232.55 163.83 0.61
1 3000 PF 1 955 141.53 143.01 1.48 143.27 0.003 4.11 232.55 163.83 0.61
1 2900 PF 1 955 141.23 142.71 1.48 142.97 0.003 4.11 232.55 163.83 0.61
1 2800 PF 1 955 140.93 142.41 1.48 142.67 0.003 4.11 232.56 163.83 0.61
1 2700 PF 1 955 140.63 142.11 1.48 142.37 0.003 4.11 232.55 163.83 0.61
1 2600 PF 1 955 140.33 141.81 1.48 142.07 0.003 4.11 232.55 163.83 0.61
1 2500 PF 1 955 140.03 141.51 1.48 141.77 0.003 4.11 232.55 163.83 0.61
1 2400 PF 1 955 139.73 141.21 1.48 141.47 0.003 4.11 232.55 163.83 0.61
1 2300 PF 1 955 139.43 140.91 1.48 141.17 0.003 4.11 232.56 163.83 0.61
1 2200 PF 1 955 139.13 140.61 1.48 140.87 0.003 4.11 232.55 163.83 0.61
1 2100 PF 1 955 138.83 140.31 1.48 140.57 0.003 4.11 232.55 163.83 0.61

PALEN SOLAR PLANT HEC-RAS OUTPUT

25-Yr East Side Channel Hydraulics
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Reach River Sta Profile Q Total Min Ch El W.S. Elev W. Depth Crit W.S. E.G. Elev E.G. Slope Vel Chnl Flow Area Top Width Froude # Chl
(cfs) (ft) (ft) (ft) (ft) (ft) (ft/ft) (ft/s) (sq ft) (ft)

PALEN SOLAR PLANT HEC-RAS OUTPUT

25-Yr East Side Channel Hydraulics

1 2000 PF 1 955 138.53 140.01 1.48 140.27 0.003 4.11 232.55 163.83 0.61
1 1900 PF 1 955 138.23 139.71 1.48 139.97 0.003 4.11 232.55 163.83 0.61
1 1800 PF 1 955 137.93 139.41 1.48 139.67 0.003 4.11 232.56 163.83 0.61
1 1700 PF 1 955 137.63 139.11 1.48 139.37 0.003 4.11 232.55 163.83 0.61
1 1600 PF 1 955 137.33 138.81 1.48 139.07 0.003 4.11 232.55 163.83 0.61
1 1500 PF 1 955 137.03 138.51 1.48 138.77 0.003 4.11 232.55 163.83 0.61
1 1400 PF 1 955 136.73 138.21 1.48 138.47 0.003 4.11 232.55 163.83 0.61
1 1300 PF 1 955 136.43 137.91 1.48 138.17 0.003 4.11 232.56 163.83 0.61
1 1200 PF 1 955 136.13 137.61 1.48 137.87 0.003 4.11 232.55 163.83 0.61
1 1100 PF 1 955 135.83 137.31 1.48 137.57 0.003 4.11 232.55 163.83 0.61
1 1000 PF 1 955 135.53 137.01 1.48 137.27 0.003 4.11 232.55 163.83 0.61
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Reach River Sta Profile Q Total Min Ch El W.S. Elev W. Depth Crit W.S. E.G. Elev E.G. Slope Vel Chnl Flow Area Top Width Froude # Chl
(cfs) (ft) (ft) (ft) (ft) (ft) (ft/ft) (ft/s) (sq ft) (ft)

1 9700 PF 1 1844 161.63 164.37 2.74 164.9 0.002991 5.84 315.78 130.67 0.66
1 9600 PF 1 1844 161.33 164.07 2.74 164.6 0.002991 5.84 315.66 130.55 0.66
1 9500 PF 1 1844 161.03 163.77 2.74 164.3 0.002992 5.84 315.53 130.43 0.66
1 9400 PF 1 1844 160.73 163.47 2.74 164 0.002992 5.85 315.4 130.31 0.66
1 9300 PF 1 1844 160.43 163.17 2.74 163.7 0.002991 5.85 315.41 130.26 0.66
1 9200 PF 1 1844 160.13 162.87 2.74 163.4 0.002991 5.85 315.29 130.14 0.66
1 9100 PF 1 1844 159.83 162.57 2.74 163.1 0.002991 5.85 315.18 130.03 0.66
1 9000 PF 1 1844 159.53 162.27 2.74 162.8 0.002991 5.85 315.06 129.92 0.66
1 8900 PF 1 1844 159.23 161.97 2.74 162.5 0.002992 5.85 314.95 129.8 0.66
1 8800 PF 1 1844 158.93 161.67 2.74 162.2 0.002992 5.86 314.83 129.69 0.66
1 8700 PF 1 1844 158.63 161.37 2.74 161.9 0.002993 5.86 314.69 129.58 0.66
1 8600 PF 1 1844 158.33 161.07 2.74 161.61 0.002991 5.86 314.7 129.53 0.66
1 8500 PF 1 1844 158.03 160.77 2.74 161.31 0.002991 5.86 314.59 129.42 0.66
1 8400 PF 1 1844 157.73 160.47 2.74 161.01 0.002992 5.86 314.48 129.31 0.66
1 8300 PF 1 1844 157.43 160.17 2.74 160.71 0.002992 5.87 314.37 129.2 0.66
1 8200 PF 1 1844 157.13 159.87 2.74 160.41 0.002992 5.87 314.25 129.1 0.66
1 8100 PF 1 1844 156.83 159.57 2.74 160.11 0.002993 5.87 314.12 128.99 0.66
1 8000 PF 1 1844 156.53 159.27 2.74 159.81 0.002991 5.87 314.13 128.94 0.66
1 7900 PF 1 1844 156.23 158.97 2.74 159.51 0.002992 5.87 314.02 128.84 0.66
1 7800 PF 1 1844 155.93 158.67 2.74 159.21 0.002992 5.87 313.92 128.73 0.66
1 7700 PF 1 1844 155.63 158.38 2.75 158.91 0.002992 5.88 313.81 128.63 0.66
1 7600 PF 1 1844 155.33 158.08 2.75 158.61 0.002992 5.88 313.71 128.52 0.66
1 7500 PF 1 1844 155.03 157.78 2.75 158.31 0.002993 5.88 313.6 128.42 0.66
1 7400 PF 1 1844 154.73 157.48 2.75 158.01 0.002993 5.88 313.48 128.32 0.66
1 7300 PF 1 1844 154.43 157.18 2.75 157.71 0.002992 5.88 313.48 128.27 0.66
1 7200 PF 1 1844 154.13 156.88 2.75 157.41 0.002992 5.88 313.38 128.17 0.66
1 7100 PF 1 1844 153.83 156.58 2.75 157.12 0.002992 5.89 313.28 128.07 0.66
1 7000 PF 1 1844 153.53 156.28 2.75 156.82 0.002992 5.89 313.18 127.97 0.66
1 6900 PF 1 1844 153.23 155.98 2.75 156.52 0.002993 5.89 313.08 127.88 0.66
1 6800 PF 1 1844 152.93 155.68 2.75 156.22 0.002993 5.89 312.97 127.78 0.66
1 6700 PF 1 1844 152.63 155.38 2.75 155.92 0.002994 5.89 312.86 127.68 0.66
1 6600 PF 1 1844 152.33 155.08 2.75 155.62 0.002992 5.89 312.86 127.64 0.66
1 6500 PF 1 1844 152.03 154.78 2.75 155.32 0.002992 5.9 312.77 127.54 0.66
1 6400 PF 1 1844 151.73 154.48 2.75 155.02 0.002992 5.9 312.67 127.45 0.66
1 6300 PF 1 1844 151.43 154.18 2.75 154.72 0.002993 5.9 312.58 127.35 0.66
1 6200 PF 1 1844 151.13 153.88 2.75 154.42 0.002993 5.9 312.48 127.26 0.66
1 6100 PF 1 1844 150.83 153.58 2.75 154.12 0.002993 5.9 312.37 127.16 0.66
1 6000 PF 1 1844 150.53 153.28 2.75 153.82 0.002994 5.91 312.26 127.07 0.66
1 5900 PF 1 1844 150.23 152.98 2.75 153.52 0.002993 5.91 312.27 127.03 0.66
1 5800 PF 1 1844 149.93 152.68 2.75 153.22 0.002993 5.91 312.17 126.94 0.66
1 5700 PF 1 1844 149.63 152.38 2.75 152.92 0.002993 5.91 312.08 126.84 0.66
1 5600 PF 1 1844 149.33 152.08 2.75 152.62 0.002993 5.91 311.98 126.75 0.66
1 5500 PF 1 1844 149.03 151.78 2.75 152.32 0.002994 5.91 311.88 126.66 0.66
1 5400 PF 1 1844 148.73 151.48 2.75 152.03 0.002994 5.91 311.77 126.57 0.66
1 5300 PF 1 1844 148.43 151.18 2.75 151.73 0.002993 5.91 311.76 126.53 0.66
1 5200 PF 1 1844 148.13 150.88 2.75 151.43 0.002994 5.92 311.66 126.44 0.66
1 5100 PF 1 1844 147.83 150.58 2.75 151.13 0.002995 5.92 311.55 126.35 0.66
1 5000 PF 1 1844 147.53 150.28 2.75 150.83 0.002996 5.92 311.43 126.26 0.66
1 4900 PF 1 1844 147.23 149.98 2.75 150.53 0.002998 5.92 311.29 126.17 0.66
1 4800 PF 1 1844 146.93 149.68 2.75 150.23 0.003002 5.93 311.07 126.08 0.67
1 4700 PF 1 1844 146.63 149.38 2.75 149.93 0.003011 5.94 310.69 125.97 0.67
1 4600 PF 1 1844 146.33 149.08 2.75 149.62 0.003029 5.95 310.05 125.88 0.67
1 4500 PF 1 1844 146.03 148.76 2.73 149.32 0.003075 5.98 308.44 125.68 0.67
1 4400 PF 1 1844 145.73 148.44 2.71 149 0.003187 6.05 304.79 125.33 0.68
1 4300 PF 1 1844 145.43 147.62 2.19 148.53 0.00655 7.63 241.63 120.46 0.95
1 4200 PF 1 1844 145.13 147.24 2.11 147.89 0.004856 6.48 284.35 144.68 0.82
1 4100 PF 1 1844 144.83 147.02 2.19 147.45 0.003 5.26 350.74 170.43 0.65
1 4000 PF 1 1844 144.53 146.72 2.19 147.15 0.003 5.26 350.74 170.43 0.65
1 3900 PF 1 1844 144.23 146.42 2.19 146.85 0.003 5.26 350.74 170.43 0.65
1 3800 PF 1 1844 143.93 146.12 2.19 146.55 0.003 5.26 350.74 170.43 0.65
1 3700 PF 1 1844 143.63 145.82 2.19 146.25 0.003 5.26 350.74 170.43 0.65
1 3600 PF 1 1844 143.33 145.52 2.19 145.95 0.003 5.26 350.74 170.43 0.65
1 3500 PF 1 1844 143.03 145.22 2.19 145.65 0.003 5.26 350.74 170.43 0.65
1 3400 PF 1 1844 142.73 144.92 2.19 145.35 0.003 5.26 350.74 170.43 0.65
1 3300 PF 1 1844 142.43 144.62 2.19 145.05 0.003 5.26 350.74 170.43 0.65
1 3200 PF 1 1844 142.13 144.32 2.19 144.75 0.003 5.26 350.74 170.43 0.65
1 3100 PF 1 1844 141.83 144.02 2.19 144.45 0.003 5.26 350.74 170.43 0.65
1 3000 PF 1 1844 141.53 143.72 2.19 144.15 0.003 5.26 350.74 170.43 0.65
1 2900 PF 1 1844 141.23 143.42 2.19 143.85 0.003 5.26 350.74 170.43 0.65
1 2800 PF 1 1844 140.93 143.12 2.19 143.55 0.003 5.26 350.74 170.43 0.65
1 2700 PF 1 1844 140.63 142.82 2.19 143.25 0.003 5.26 350.74 170.43 0.65
1 2600 PF 1 1844 140.33 142.52 2.19 142.95 0.003 5.26 350.74 170.43 0.65
1 2500 PF 1 1844 140.03 142.22 2.19 142.65 0.003 5.26 350.74 170.43 0.65
1 2400 PF 1 1844 139.73 141.92 2.19 142.35 0.003 5.26 350.74 170.43 0.65
1 2300 PF 1 1844 139.43 141.62 2.19 142.05 0.003 5.26 350.74 170.43 0.65
1 2200 PF 1 1844 139.13 141.32 2.19 141.75 0.003 5.26 350.74 170.43 0.65
1 2100 PF 1 1844 138.83 141.02 2.19 141.45 0.003 5.26 350.74 170.43 0.65
1 2000 PF 1 1844 138.53 140.72 2.19 141.15 0.003 5.26 350.74 170.43 0.65
1 1900 PF 1 1844 138.23 140.42 2.19 140.85 0.003 5.26 350.74 170.43 0.65
1 1800 PF 1 1844 137.93 140.12 2.19 140.55 0.003 5.26 350.74 170.43 0.65
1 1700 PF 1 1844 137.63 139.82 2.19 140.25 0.003 5.26 350.73 170.43 0.65
1 1600 PF 1 1844 137.33 139.52 2.19 139.95 0.003 5.26 350.73 170.43 0.65
1 1500 PF 1 1844 137.03 139.22 2.19 139.65 0.003 5.26 350.73 170.43 0.65
1 1400 PF 1 1844 136.73 138.92 2.19 139.35 0.003 5.26 350.73 170.43 0.65
1 1300 PF 1 1844 136.43 138.62 2.19 139.05 0.003 5.26 350.73 170.43 0.65
1 1200 PF 1 1844 136.13 138.32 2.19 138.75 0.003 5.26 350.72 170.43 0.65
1 1100 PF 1 1844 135.83 138.02 2.19 138.45 0.003001 5.26 350.71 170.43 0.65
1 1000 PF 1 1844 135.53 137.72 2.19 138.15 0.003001 5.26 350.68 170.43 0.65
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APPENDIX M:   HYDROLOGY RESULTS



Node No.
Peak Discharge

(cfs)
Volume
(Ac-Ft)

Node No.
Peak

Discharge
(cfs)

Volume
(Ac-Ft)

Node No.
Peak

Discharge
(cfs)

Volume
(Ac-Ft)

EA 31.24 6861.5 2147 2 6861.5 2147 9416.8 2955.7 2 9416.8 2955.7 13705.1 4334.4 2 13705.1 4334.4
EB 6.31 587.6 149.4 5 587.6 149.4 1096.5 253.3 5 1096.5 253.3 2107.8 455.6 5 2107.8 455.6
EC 3.64 413.5 86.6 8 413.5 86.6 777.6 146.8 8 777.6 146.8 1491.3 263.9 8 1491.3 264
ED 1.22 208 29.1 3 6883.8 2139.6 388.1 49.4 3 9460.1 2961.5 743.3 88.7 3 13776 4369
EE 5.1 730.6 121.7 6 1056.9 270.7 1382.1 206.3 6 2020.9 459.1 2653.2 370.6 6 3972.8 825.7
EF 2.43 317.5 58 9 706.6 144.5 598.3 98.2 9 1326.9 244.9 1149.9 176.5 9 2566.6 440.3

Node No.
Peak Discharge

(cfs)
Volume
(Ac-Ft)

Node No.
Peak

Discharge
(cfs)

Volume
(Ac-Ft)

Node No.
Peak

Discharge
(cfs)

Volume
(Ac-Ft)

OA 31.24 6861.5 2147 12 6861.5 2147 9416.8 2955.7 12 9416.8 2955.7 13705.1 4334.4 12 13705.1 4334.4
OB 6.31 587.6 149.4 15 587.6 149.4 1096.5 253.3 15 1096.5 253.3 2107.8 455.6 15 2107.8 455.6
OC 3.61 410.1 85.9 18 410.1 85.9 771.2 145.6 18 771.2 145.6 1479 261.8 18 1479 261.8
OD 0.95 210.3 22.7 13 6875.9 2133.2 392.5 38.5 13 9447.1 2950.6 743.3 69.1 13 13752.9 4349.8
OE 0.63 162.7 16.7 16 162.7 16.7 299.9 28.3 16 299.9 28.3 562.8 50.9 16 562.8 50.9
OF 0.88 126.6 21 19 504.7 106.8 239.4 35.6 19 955.3 181 459.2 64 19 1844.6 325.5
OG 2.14 340.7 51.1 20 703.9 214.8 644.5 86.6 20 1305.6 365.4 1235.8 155.6 20 2519.2 658.3
OH 2.16 283.1 51.5 21 283.1 51.5 534.2 87.3 21 534.2 87.3 1025.9 156.9 21 1025.9 156.9
MA 0.49 110.2 11.7 22 110.2 11.7 205 19.8 22 205 19.8 387.1 35.6 22 387.1 35.6
MB 0.58 103.6 13.9 23 103.6 13.9 196.1 23.5 23 196.1 23.5 375.8 42.2 23 375.8 42.2
MC 0.63 107.6 15.1 24 107.6 15.1 200.6 25.5 24 200.6 25.5 384.5 45.8 24 384.5 45.8

Sub Basin
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Sub Basin
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Sub Basin
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Node Total
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SWPPP Certifications and Approval 

100.1 Initial SWPPP Certification 
 
Project Name: Palen Solar Power Plant 
 
    

 
 
 

To be completed by SWPPP Preparer 
 
 
“I certify that this document and all attachments thereto were prepared under my direction or supervision. I 
further certify that the information contained herein is true and accurate to the best of my knowledge.” 

 

  
Preparer’s Signature Date 

  
Preparer’s Name and Title 

 

Telephone Number 
 
 
 

To be completed by Contractor 
 
“I certify under penalty of law that this document and all attachments were prepared under my direction or 
supervision in accordance with a system designed to ensure that qualified personnel properly gather and 
evaluate the information submitted. Based on my inquiry of the person or persons who manage the system or 
those persons directly responsible for gathering the information, to the best of my knowledge and belief, the 
information submitted is true, accurate, and complete. I am aware that there are significant penalties for 
submitting false information, including the possibility of fine and imprisonment for knowing violations.” 

 
 
  

Contractor’s Signature Date 

  
Contractor’s Name and Title 

 

 

Telephone Number 
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100.2 SWPPP Approval 
 

For Solar Millennium LLC Use Only 
Certification of the 

Storm Water Pollution Prevention Plan (SWPPP) 
 

Project Name: Palen Solar Power Plant 
 
    

 
 
“I certify under penalty of law that this document and all attachments were prepared under my direction or 
supervision in accordance with a system designed to ensure that qualified personnel properly gather and 
evaluate the information submitted. Based on my inquiry of the person or persons who manage the system or 
those persons directly responsible for gathering the information, to the best of my knowledge and belief, the 
information submitted is true, accurate, and complete. I am aware that there are significant penalties for 
submitting false information, including the possibility of fine and imprisonment for knowing violations.” 

  
Solar Millennium LLC Signature Date 

                                                 
Solar Millennium LLC Name 

 

 Telephone Number 
 

100.3 Annual Compliance Certification 
By July 1 of each year, the Contractor shall submit an Annual Certification of Compliance to Solar 
Millennium, LLC stating compliance with the terms and conditions of the Permits and the SWPPP covering 
the preceding dates of July 1 to June 30. The annual certification of compliance form is included in 
Attachment M. Completed forms will be located in Attachment M. 
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Section 200 
SWPPP Amendments 
200.1 SWPPP Amendment Certification and Approval 
This SWPPP shall be amended: 

 Whenever there is a change in construction or operations which may affect the discharge of 
pollutants to surface waters, groundwaters, or a municipal separate storm sewer system 
(MS4); or  

 If any condition of the Permit(s) is violated or the general objective of reducing or 
eliminating pollutants in storm water discharges has not been achieved. If the RWQCB 
determines that a Permit violation has occurred, the SWPPP shall be amended and 
implemented within 14-calendar days after notification by the RWQCB; 

 When deemed necessary by the Engineer (Engineer) for Solar Millennium LLC or the 
Contractor. 

 
The following items will be included in each amendment: 
 
Who requested the amendment. 

The location of proposed change. 

The reason for change. 

The original BMP proposed, if any. 

The new BMP proposed. 
The amendments for this SWPPP, along with the Contractor’s Certification and Solar Millennium 
LLC Approval form are provided in the following pages. Amendments are listed in the 
Amendment Log in Section 200.2. All approved SWPPP Amendment Certifications and 
Amendments shall be kept in Attachment O. 
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SWPPP Amendment Certification 
 Amendment No. ________ 

 
Project Name: Palen Solar Power Plant 

 
    

 
 

To be completed by Contractor 
 
“I certify under penalty of law that this document and all attachments were prepared under my 
direction or supervision in accordance with a system designed to ensure that qualified personnel 
properly gather and evaluate the information submitted. Based on my inquiry of the person or 
persons who manage the system or those persons directly responsible for gathering the 
information, to the best of my knowledge and belief, the information submitted is true, accurate, 
and complete. I am aware that there are significant penalties for submitting false information, 
including the possibility of fine and imprisonment for knowing violations.” 

  
Contractor’s Signature Date 

  
Contractor’s Name and Title 

 

 

Telephone Number 

 
 

 
For  Solar Millennium LLC Use Only 
Solar Millennium LLC Approval and 

Certification of the 
Storm  Water Pollution Prevention Plan Amendment 

 
“I certify under penalty of law that this document and all attachments were prepared under my 
direction or supervision in accordance with a system designed to ensure that qualified personnel 
properly gather and evaluate the information submitted. Based on my inquiry of the person or 
persons who manage the system or those persons directly responsible for gathering the 
information, to the best of my knowledge and belief, the information submitted is true, accurate, 
and complete. I am aware that there are significant penalties for submitting false information, 
including the possibility of fine and imprisonment for knowing violations.” 

  
Solar Millennium LLC Signature Date 

                        

 
 
 
                     

Solar Millennium LLC Name 

 

Telephone Number 
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200.2 Amendment Log 
 

Project Name: Palen Solar Power Plant 
 

     
 
 

Amendment 
No. Date Brief Description of Amendment Prepared By 
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Section 300 
Introduction and Project Description 
300.1 Introduction and Project Description 

Solar Millennium LLC proposes to locate a solar power plant near Desert Center, in 
Riverside County, California, on land administered by the Bureau of Land Management 
(BLM).The proposed power plant consists of two 250 MW parabolic trough solar thermal 
power plants, each of which has a “solar field” comprised of rows of parabolic mirrors 
focusing solar energy on collector tubes.  These collector tubes carry heated oil to a 
boiler which sends live steam to a Rankine – Cycle reheat steam turbine.  The boiler 
turbine, and other associated equipment are located at the power block in the center of 
each solar field.  The solar field and power generation equipment would be put into 
operation each morning after sunrise and insolation build-up, and shut down in the 
evening when insolation drops.  Electricity would be produced by each plant’s solar 
receiver boiler and the steam turbine generator. 

300.2 Unique Site Considerations 

The proposed project is located in a “closed” watershed, specifically water from this 
project drains to north then east of Ford Dry Lake.  The site consists of 5,200 acres and 
is located 10 miles east of Desert Center, California and 0.5 miles north of Interstate I-
10.  Access to the site is from the Corn Springs Road exit on I-10.  A 10 mile long gen-tie 
line route heading west of the Project site has been preliminarily proposed for the 230 kV 
transmission lines.  Ancillary facilities consisting of an administration building, a parking 
area, a maintenance building, central switchyard, bioremediation areas, wastewater 
treatment facilities, onsite access and maintenance roadways, perimeter fencing, and 
utilities will occupy approximately 66 acres.  An additional 50 acres will be used for 
temporary laydown areas for construction staging activities.  The total expected 
disturbed land area required for construction is approximately 3870 acres, with 
approximately 2,970 acres fenced and permanently occupied by Applicant-owned 
facilities.  The balance of land will be kept in reserve for future expansion or for future 
design changes.  Attachment A shows the site layout. 

300.3 Construction Site Estimates 
The following are estimates of the construction site: 

 Construction site area: 3870 Acres 

 Runoff coefficient before construction (1): 0.850 
 Runoff coefficient after construction (1): 0.851 
 Anticipated storm water flow onto the construction site (2): Storm water flow is 

contained within new 



Storm Water Pollution Prevention Plan (SWPPP) 
Palen Solar Power Project 

Page 7 

channels and will not 
flow across actual 
construction site. 

(1) Calculations are shown in Attachment D 
(2) Calculations are shown in Attachment E 

300.4  Project Schedule/Water Pollution Control 
Schedule 

The Contractor will mobilize and develop temporary construction facilities and lay down 
areas adjacent to the power block.  Temporary facilities will include: 

15-20 single-wide full length trailer offices or equivalent 

Chemical toilets. 

Parking for 800 vehicles 

Approximately 30 tool sheds/containers 

Equipment parking for 100 pieces of construction equipment 

Construction material lay down area approximately 15 acres in size 

Batch plant adjacent to laydown area 

The Contractor will perform clearing and grubbing of the construction areas via scrapers 
or equivalent.  Clearing and grubbing at the site area will be performed in advance of 
grading, as the grading activities move across the site during a 27 month period of time. 

300.4.1  Power Block, Administration Buildings, and 
Transmission Towers 

Concrete, mechanical and electrical works will be performed over a period of 38 months, 
with the aid of graders, rollers, front loaders, dump trucks, trenching machines, concrete 
mixer and pump trucks, cranes, and pick-ups. 

Some of the above areas may impinge on areas intended for the later stages of Project 
erection.  As Project erection nears completion in the power block area, temporary 
construction mobilization areas will be reduced as required.  The primary site equipment 
and materials lay down area will be maintained in one location, but there will also be 
small localized areas within the power blocks that may be relocated from time to time. 

Miscellaneous non-vehicle motorized equipment will also be used over the length of the 
job, such as vibrators, welding machines, etc. 
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Project Schedule/Water Pollution Control Schedule 

[Specific BMP implementation dates to be provided by the Contractor in an addendum] 
 
Date Activity/Event 
10/01/10 Notice to Proceed (NTP) is issued. 
10/15/10 Mobilization of equipment and materials. 
10/15/10 2005-06 Rainy season begins. 
__/__/10 2010-11 As construction progresses, implement applicable tracking control, wind 

erosion, non-storm water management, and waste management and materials 
pollution control BMPs. 

__/__/10 As construction progresses, implement temporary soil stabilization and sediment 
control BMPs.   

05/01/11 2010-2011 Rainy season ends. Continue implementing applicable tracking 
control, wind erosion, non-storm water management, and waste management and 
materials pollution control BMPs. 

07/01/11 SWPPP Annual Certification due. 
09/10/11 Start implementation of temporary soil stabilization and sediment control BMPs 

(before rainy season starts). Continue to implement and maintain temporary 
BMPs throughout rainy season. 

10/15/11 20011-12 Rainy season begins. 
 
10/15/12 20012-13 Rainy season begins. 
__/__/12 As construction progresses, implement applicable tracking control, wind erosion, 

non-storm water management, and waste management and materials pollution 
control BMPs. 

__/__/12 As construction progresses, implement temporary soil stabilization and sediment 
control BMPs.   

05/01/12 2010-2011 Rainy season ends. Continue implementing applicable tracking 
control, wind erosion, non-storm water management, and waste management and 
materials pollution control BMPs. 

07/01/12 SWPPP Annual Certification due. 
09/10/12  Start implementation of temporary soil stabilization and sediment control BMPs 

(before rainy season starts). Continue to implement and maintain temporary 
BMPs throughout rainy season. 

 
10/15/13 20013-14 Rainy season begins. 
__/__/13 As construction progresses, implement applicable tracking control, wind erosion, 

non-storm water management, and waste management and materials pollution 
control BMPs. 

__/__/13 As construction progresses, implement temporary soil stabilization and sediment 
control BMPs.   

05/01/13 2010-2011 Rainy season ends. Continue implementing applicable tracking 
control, wind erosion, non-storm water management, and waste management and 
materials pollution control BMPs. 

07/01/13 SWPPP Annual Certification due. 
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09/10/13 Start implementation of temporary soil stabilization and sediment control BMPs 
(before rainy season starts). Continue to implement and maintain temporary 
BMPs throughout rainy season. 

12/31/13 Project complete.
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300.5  Contact Information/List of Responsible Parties 
The Storm Water Pollution Prevention Manager (SWPPM) assigned to this project is:  

 SWPPM’s Name  
 SWPPM’s Telephone/Cell Number  
  Company Name Solar Millennium LLC 
  Address 1 1625 Shattuck Avenue 
  Address 2 Suite 270 
  City, State Zip Berkeley, CA  94709 
  Telephone  

 

The SWPPM shall have primary responsibility and significant authority for the implementation, 
maintenance, inspection and amendments to the approved SWPPP.  The SWPPM will be 
available at all times throughout the duration of the project.  Duties of the SWPPM include but 
are not limited to: 
 

 Ensuring full compliance with the SWPPP and the Permit 

 Implementing all elements of the SWPPP, including but not limited to: 

- Implementation of prompt and effective erosion and sediment control measures 

- Implementing all non-storm water management, and materials and waste management 
activities such as: monitoring discharges (dewatering, diversion devices); general site 
clean-up; vehicle and equipment cleaning, fueling and maintenance; spill control; 
ensuring that no materials other than storm water are discharged in quantities which will 
have an adverse effect on receiving waters or storm drain systems; etc. 

 Pre-storm inspections 

 Post-storm inspections 

 Storm event inspections 

 Preparing annual compliance certification 

 Ensuring elimination of all unauthorized discharges 

 The SWPPM shall be assigned authority by the Contractor to mobilize crews in order to make 
immediate repairs to the control measures 

 Coordinate with the Engineer to assure all of the necessary corrections/repairs are made 
immediately, and that the project complies with the SWPPP, the Permit and approved plans at 
all times 

 Submitting Notices of Non-Compliance reports and reports of Illicit Connections or Illegal 
Discharges. 
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Section 400 
References 
The following documents are made a part of this SWPPP by reference: 

 State Water Resources Control Board (SWRCB) Order No. 99-08-DWQ, National Pollutant 
Discharge Elimination System General Permit (NPDES) No. CAS000002, Waste Discharge 
Requirements (WDRs) for Discharges of Storm Water Runoff Associated with Construction 
Activity, August 1999 (Statewide Construction Permit). 

 State Water Resources Control Board (SWRCB) Resolution No. 2001-046, Modification of 
Water Quality Order 99-08-DWQ State Water Resources Control Board (SWRCB) National 
Pollutant Discharge Elimination System (NPDES) General Permit for Storm Water 
Discharges Associated With Construction Activity (General Permit), adopted by the SWRCB 
on April 26, 2001. 

 Regional Water Quality Control Board, Riverside County.  Order No. 01-182, National 
Pollutant Discharge Elimination System General Permit (NPDES) No. CAS004001. 

 California Stormwater Quality Association Stormwater Best Management Practices 
Handbook, January, 2003 (CASQA BMPs Manual). 

 Kleinfelder, Report of Geotechnical Investigation. 
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Section 500 
Body of SWPPP 
500.1 Objectives 
 
This Storm Water Pollution Plan (SWPPP) has six main objectives: 
 
• Identify all pollutant sources, including sources of sediment that may affect the 

quality of storm water discharges associated with the construction activity (storm 
water discharges) from the construction site, and 

 
• Identify non-storm water discharges, and 
 
• Identify, construct, implement in accordance with a time schedule, and maintain Best 

Management Practices (BMPs) to reduce or eliminate pollutants in storm water 
discharges and authorized non-storm water discharges from the construction site 
during construction, and 

 
• Develop a maintenance schedule for BMPs installed during construction designed to 

reduce or eliminate pollutants after construction is completed (post-construction 
BMPs). 

 
• Identify a sampling and analysis strategy and sampling schedule for discharges from 

construction activity which discharge directly into water bodies listed on Attachment 3 
of the Permit (Clean Water Act Section 303(d) [303(d)] Water bodies listed for 
Sedimentation). 

 
• For all construction activity, identifying a sampling and analysis strategy and 

sampling schedule for discharges that have been discovered through visual 
monitoring to be potentially contaminated by pollutants not visually detectable in 
runoff. 

 
This SWPPP conforms to the required elements of the general Permit No. CAS 000002 
issued by the State of California, State Water Resources Control Board (SWRCB).  This 
SWPPP will be modified and amended to reflect any amendments to the Permit or any 
changes in construction or operations that may affect the discharge of pollutants from 
the construction site to surface waters or groundwater.  The SWPPP will also be 
amended if it is in violation of any condition of the Permit or has not achieved the general 
objective of reducing pollutants in storm water discharges.  The SWPPP shall be readily 
available on-site for the duration of the Project. 
 
 This Storm Water Pollution Prevention Plan (SWPPP) was developed to 
address the new construction activity associated with the Palen Solar Power Project. 
 
The construction activity does not discharge directly to a water body listed as impaired 
for sedimentation/siltation or turbidity under the Clean Water Act Section 303(d); 
therefore, a sampling and analysis strategy for turbidity or settable solids will not be 
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established.  Section 600 provides a sampling strategy for non-visible pollutants for 
background only, or as it becomes necessary. 
 
Once a final design has been established, the selection Contractor will prepare site 
maps showing the construction project in detail.  Site conditions, including paved areas, 
buildings, lots and roadways, general topography and drainage patterns for stormwater 
collection will be shown for the following phases of construction: 
• Existing Site Topography - A plan showing existing site topography and drainage 

will be prepared. 
 
• Conceptual Rough Grading - A plan with figures for interim grading and erosion 

control will be prepared.  It will show the temporary onsite drainage patterns to be 
established by the grading of the project site, as well as any necessary erosion 
control features. 

 
• Finished Project - A conceptual image of the completed Palen Solar Power Project. 
 

500.2 Implementation Schedule 
 
Construction will take place over approximately 38 months, from the fourth quarter of 
2010 to the fourth quarter 2013.  Commercial operations are expected to commence in 
2012 for the first power plant and 2013 for the second power plant. 
 
TABLE 500.3-1 
Project Schedule Major Milestones 

Activity Date 
Begin Construction Fourth Quarter 2010 

Commercial Operation - Palen #1 Mid-2013 
Commercial Operation - Palen #2 By end of 2013 

 
Construction will generally be scheduled to occur between 5:00 a.m. and 7:00 p.m. on 
weekdays and Saturdays.  Additional hours may be necessary to make up schedule 
deficiencies, or to complete critical construction activities (e.g., pouring concrete at night 
during hot weather, working around time-critical shutdowns and constraints).  During 
some construction periods and during the startup phase of the project, some activities 
may continue 24 hours per day, 7 days per week. 
 
500.3 Project Activities 
 
The construction phases of the Palen Solar Power Project as they pertain to stormwater 
management are expected to be as follows: 
• Site Disturbance - Within the power equipment areas, clearing and grubbing will be 

performed over the entire area.  As much as possible, stripped topsoil will remain 
onsite and wasted as necessary in site designated/specific areas.  Native vegetation 
may be harvested for possible reuse to obtain long term soil stabilization. 
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• Preparation - Parking areas for construction workers and lay down areas for 
construction materials will be prepared per appropriate drawings.  Detailed 
information regarding the location within the site of the lay down and parking areas 
will be developed after a Contractor is hired, and incorporated into the SWPPP as 
appropriate and/or by amendment. 

 
• Access Road - Primary access to the site is via a new paved road from Interstate 

10.  The access roads to the Project will be paved from their point of connection to 
the power block area.  Access road beds will typically be 24 feet wide with 5-foot-
wide crushed stone shoulders.  A stabilized entrance/exit will be provided to clean 
vehicle wheels prior to exiting the construction area. 

 
• Site Grading - The existing site has about a 0.5 percent relatively uniform natural 

slope down from southwest to northeast, located on a small alluvial runoff drainage 
basin.  Disturbance activities will include clearing and grubbing, topsoil stripping and 
the development of compacted embankments.  Extensive grading will be applied to 
the whole site including the power block areas, construction lay down areas, and the 
major access roads.  Heavy equipment will be stored in designated areas to isolate 
drippage and for ease of clean-up of unwanted lubricating liquids. 

 
• Foundation - All underground piping, conduits, and wiring will be installed, followed 

by installation of the foundations for the new power equipment, transmission pull-offs 
and tower to support, as necessary, overhead ground wire towers, and 
miscellaneous structures. 

 
• Station Construction - Conceptual site design will be finalized and prior to any soil 

disturbance, the owner will be required to finalize the Drainage, Erosion and 
Sediment Control Plan/Construction SWPPP.  During construction, the owner will be 
required to follow the Drainage, Erosion and Sediment Control Plan/Construction 
SWPPP to prevent the off-site migration of sediment and other pollutants and to 
reduce the effects of runoff from the construction site.  BMPs to be used at the site 
will be fully addressed in the Drainage, Erosion and Sediment Control 
Plan/Construction SWPPP; this document will include the location of BMPs to be 
used, installation instructions, and maintenance schedules for each BMP. 

 
• Site Stabilization - Finish subgrade areas in the power equipment areas will have 

temporary erosion protection in the form of well graded crushed stone spread in 
disturbed areas approximately 2 inches deep.  During periods of heavy rain, 
collection basins may overflow into the respective armored ditches and catchments 
designed to return flow to sheet flow. 

 
• Demobilization - All temporary construction facilities will be removed. 
 
Surface water impacts, if any, are anticipated to be a by product of short-term 
construction activity and consist of increased turbidity due to erosion of newly excavated 
or placed soils.  Activities such as grading can potentially increase rates of erosion 
during construction.  In addition, construction materials could contaminate run-off or 
groundwater if not properly stored and used.  Compliance with engineering and 
construction specifications, following approved grading and drainage plans, and 
adhering to proper material handling procedures will ensure effective mitigation of these 
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short-term impacts.  BMPs for erosion and sediment control, surface water pollution 
prevention measures, and other BMPs will be developed and implemented for both 
construction and operational phases.  These plans will be prepared in accordance with 
the NPDES General Permit for Storm Water Discharges Associated with Construction 
Activity (General Permit) and local agency requirements. 
 
A Notice of Intent to comply with the terms of the General Permit will be prepared and 
submitted to the SWRCB prior to commencement of construction.  Once construction 
activities have been concluded and the site has been stabilized, a Notice of Termination 
will be submitted to the RWQCB. 
 
Pipeline Construction: 
The construction of the on-site water pipelines will consist of the following: 
 
• Trenching - width depends on the type of soils encountered and requirements of the 

governing agencies.  The optimal trench will be approximately 36 inches wide and 5 
to 10 feet deep.  With loose soil, a trench up to 8 feet wide at the top and 3 feet wide 
at the bottom may be required.  The pipeline will be buried to provide a minimum 
cover of 36 inches.  The excavated soil(s) will be piled on one side of the trench and 
used for backfilling after the pipe is installed. 

 
• Stringing consists of trucking lengths of pipe and laying them on wooden skids 

beside the open trench. 
 
• Installation for gas piping consists of bending, welding, and coating the weld-joint 

areas of the pipe after it has been strung, padding the ditch with sand or fine spoil, 
and lowering the pipe string into the trench.  Installation for PVC water piping shall 
consist of cleaning of the bell and spigot ends of each section of pipe prior to 
lowering it into the trench and then firmly pushing the pipe sections together to 
achieve the required seal.  Installation methods will vary and contractors are urged to 
use his acceptable method in combination with best management principles to 
accomplish installation. 

 
• Backfilling consists of returning spoil back into the trench around and on top of the 

pipe, ensuring that the surface is returned to its original grade or level.  The backfill 
will be compacted to protect the stability of the pipe and to minimize subsequent 
subsidence. 

 
• Plating consists of covering any open trench in areas of foot or vehicle traffic at the 

end of a workday.  Plywood plates will be used in areas of foot traffic and steel plates 
will be used in areas of vehicle traffic to ensure public safety.  Plates will be removed 
at the start of each workday.  Efforts will be made to minimize the length of trench 
open at any given time. 

 
• Hydrostatic testing consists of filling the pipeline with fresh water, venting all air, 

increasing the pressure to the specified code requirements, and holding the pressure 
for a period of time.  Stainless steel gas piping will be tested with demineralized 
water, while carbon steel piping will be pressure tested using either demineralized 
water or potable water.  Demineralized water would be trucked in if the on-site water 
treatment plant is not operational.  After hydrostatic testing, the test water will be 
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chemically analyzed for contaminants and discharged to the existing ground for 
percolation, unless the analysis shows that the water is contaminated.  In which 
case, the water would be trucked to an appropriate disposal facility.  Temporary 
approvals for test water use and permits for discharge will be obtained by the 
construction Contractor, as required. 

 
• Cleanup consists of restoring the surface of the roadway by removing any 

construction debris, grading to the original grade and contour, and repairing where 
required. 

 
• Commissioning consists of cleaning and drying the inside of the pipeline, purging 

air from the pipeline, and filling the pipeline with propane gas or water as 
appropriate. 

 
500.4  Vicinity Map 
 
The construction project vicinity map and site plan showing the project location, surface 
water features, geographic features, construction site perimeter, and general 
topography, is located in Attachment A.   
 
500.5 Pollutant Source Identification and BMP 

Selection - Not used. 

 
500.5.8 Related Construction Disturbance 
 
The construction and operation of the Palen Solar Power Plant would not adversely 
affect the agricultural productivity of surrounding agricultural lands.  BMPs will protect 
surrounding agricultural lands from flooding, erosion, sloughing, and sedimentation 
during both construction and operation.  Because plant emissions during operation 
would not affect the re-vegetation potential of the soil, no effect on agricultural 
productivity would be expected from this source. 
 
Temporary Erosion Control Measures 
Temporary erosion control measures would be required during the construction period to 
help maintain water quality, protect property from erosion damage, and prevent 
accelerated soil erosion or dust generation.  These measures will be installed before 
construction begins and will be removed after completion. 
 
Typically, temporary erosion control measures include re-vegetation, slope stabilizers, 
dust suppression, construction of beams and ditches, and sediment barriers.  Vegetation 
is the most efficient form of erosion control, because it stabilizes the soil and maintains 
the landscape.  Vegetation reduces erosion by absorbing raindrop impact energy and 
holding soil in place with fibrous roots; it reduces runoff volume by increasing infiltration 
into the soil.  Disturbed areas will be re-vegetated with rapidly growing groundcover as 
soon as possible after construction, and vehicle traffic will be restricted from re-
vegetated areas. 
 



Storm Water Pollution Prevention Plan (SWPPP) 
Palen Solar Power Project 

 

Page 17 

During construction of the proposed project, dust erosion control measures will be 
employed to minimize the wind-blown erosion of soil from the site.  Clean water will be 
sprayed on the soil in construction areas to suppress dust and/or re-vegetation. 
 
Sediment barriers, such as straw bales or silt fences, slow runoff and trap sediment.  
They are generally placed below disturbed areas, at the base of exposed slopes, below 
the disturbed area.  Sediment barriers are often placed around sensitive areas, such as 
wetlands or creeks, to prevent contamination by sediment-laden water.  Barriers will be 
placed around the proposed project and the active construction area of the PSPP to 
prevent sediment from leaving the site.  Because the PSPP site is relatively level to 
gently sloping, standard surface erosion control techniques should be effective.  Runoff 
detention/retention basins, drainage diversions, and other large-scale sediment traps are 
not expected to be needed because of the topography.  Soil stockpiles generated during 
construction will be covered and protected from rainfall if left on site for long periods of 
time. 
 
Permanent Erosion Control Measures 
Permanent erosion control measures include drainage systems and/or, as required, re-
vegetation.  Re-vegetation will follow planting for short-term erosion control.  Seed mixes 
will contain annuals that establish ground cover quickly, perennials and reseeding 
annuals for long-term vegetation, and legumes to provide a source of nitrogen to the 
plant community.  Due to the site’s gently sloping nature, additional long-term measures 
should not be required. 

500.5.3 Inventory of Materials and Activities that May 
Pollute Storm Water 

Construction materials and activities that have the potential to contribute pollutants, 
other than sediment, to stormwater runoff are listed below.  Control practices for each 
activity are identified in the Water Pollution Control Drawings (Attachment B – final plans 
to be provided by Contractor) and Sections 500.5.4 through 500.2.10.  Construction 
materials and activities include: 
 
• Vehicle fluids, including oil, grease, petroleum, and coolants 
• Asphaltic emulsions associated with asphalt-concrete paving operations 
• Cement materials associated with Portland cement concrete (PCC) 
• Base and subbase material 
• Joint and curing compounds 
• Concrete curing compounds 
• Paints 
• Solvents, thinners, acids 
• BMP materials 
• Treated lumber (materials and waste) 
• PCC rubble 
• General litter 
 
Construction activities that have the potential to contribute sediment to stormwater 
discharges include: 
 



Storm Water Pollution Prevention Plan (SWPPP) 
Palen Solar Power Project 

 

Page 18 

• Clear and grub operations 
• Grading operations 
• Paving operations 
• Boring operations 
• Delivery/transportation operations 
• Utility excavation operations 
• Foundation/structure construction operations 
• Vehicle and equipment cleaning, fueling, and maintenance 
• Painting 
  

500.5.3.1 Site Earthwork 
 
Earthwork activities with heavy equipment will be required to grade a level 
area, cut new channels and to manage the no compressible soils for the 
power generation facility and switchyard.  The volume of cut and fill is 
estimated to be approximately 4,500,000 cubic yards.   
 
Earthwork on the power plant site will consist of removal of poor soils, 
topsoil, vegetation, and debris; excavation and compaction of earth to create 
the plant grade; and excavation for foundations and underground systems.  
Materials suitable for compaction will be stored in stockpiles within 
designated locations on the site using proper erosion prevention methods 
and then reused on site (e.g., plant power block).  Materials unsuitable for 
compacted fills will be stored in separate stockpiles and reused on the site, 
where appropriate.  Any contaminated materials encountered during 
excavation will be disposed of in accordance with applicable laws, 
ordinances, regulations, and standards. 
 
Maximum soil densities will be achieved by rolling or roller vibrating soils 
having the optimum conditions and uniform layers of specified thickness.  
Materials in each layer will be properly moistened to facilitate compaction to 
the specified density.  To verify compaction, representative density and 
moisture content tests will be performed in the field during compaction.  
Structural fill material supporting foundations, roads, parking areas, etc., will 
be compacted.  Prior to placing fill materials, sub grades will be examined for 
loose or soft areas and further excavated as necessary. 
 
In an attempt to reduce erosion of alluvial soils, Project construction will 
minimize land disturbance by limiting construction activities only to areas that 
are designated as being essential to the installation and operation of the 
project.  In addition, disturbed soils will be compacted to reduce the rainfall 
absorptive capacity and vegetative productivity of the soils that are 
permanently covered by project facilities. 
 
It will be necessary to segregate the stockpiled surface soils and organic 
matter during construction and excavation.  In areas of substantial grading, 
native vegetation may be harvested for possible reuse to obtain long term 
soil stabilization.  All excavated soils are to be reused during construction at 
the site to prevent subsequent erosion and sedimentation issues.  Materials 
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suitable for backfill will be stored in stockpiles at designated locations using 
proper erosion and sediment control methods. 
 
Utility lines (water, electric, gas and communication) will be placed 
underground by means of open cut trenches. 
 
500.5.3.2 Linear Construction 
 
Construction of the utility lines will be by open trench.  Trench excavation will 
consist of making subgrade to the depth, width, and grade necessary for 
construction of the utilities.  Excavated topsoil will be stockpiled separately 
from the underlying excavated soils using proper erosion and sediment 
control methods.  The stockpiled topsoil would then be placed and 
compacted over the backfilled trench.  Excess materials (i.e., sand, gravel, 
loose rock) will be incorporated into the unused portion of the site. 

500.5.4 Existing (Pre-Construction) Control Measures 
 
Initial BMPs possibly could include silt fence and/or check dams.  (SE-1, SE-2) 
 
In areas that have initial construction erosional action potential, a row of silt fence (SE-1) 
and rip rap check dams (SE-4) will be installed per BMP fact sheets and referenced 
BMPs as depicted in the attachment (later). 
 
500.5.5 Nature of Fill Material and Existing Data 

Describing Soil 
 

500.5.5.1 Soil Types 
 
Soil types in the vicinity of the proposed Palen Solar Power Plant sit are 
noted in the Geotechnical Report.  Soils are described and mapped at the 
level of “mapping unit” which are defined to the approximate level of detail 
appropriate for making decisions about soil management.  The location 
and properties of the soil mapping units were identified from draft maps of 
the area using an aerial photograph base and from preliminary drafts of soil 
property descriptions, both prepared by the Natural Resources 
Conservation Service.  The following paragraphs provide a brief description 
of the soil control measures to be utilized by Palen Solar Power Plant. 

 
 
 
500.5.6 Erosion Control 
 
Erosion control, also referred to as soil stabilization, consists of source control measures 
designed to prevent soil particles from detaching and becoming transported in 
stormwater runoff.  Erosion control BMPs protect the soil surface by covering or binding 
soil particles.  The Project will incorporate erosion control measures required by 
regulatory agency permits, contract documents, and other measures selected by the 
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Contractor.  Site-specific BMPs will be implemented by the construction contractor and 
associated figures are to be included in Attachment B.  Attachment C is to be revised 
and will list the BMPs selected for this project.  Appendix A will contain BMP fact-sheets 
once they are selected by the Contractor with applicable detailed descriptions of 
suitability, implementation, and inspection and maintenance measures.  At a minimum, 
this project will implement the following practices for temporary and final erosion control. 
 
The erosion control measures are as follows: 
 
Year-round: 
 
• SWPPM to monitor the weather using National Weather Service reports to track 

conditions and alert crews to the onset of rainfall events. 
 
• Removal of vegetation is required for fire control.  However, existing vegetation  will 

be preserved where required and when feasible.  Conduct clearing and grading only 
in areas necessary for Project activities and equipment traffic.  Install temporary 
fencing prior to construction along the boundaries of the construction zone to clearly 
mark this zone, preventing vehicles or personnel from straying onto adjacent off-site 
habitat. 

 
• Within designated site development areas, all vegetation will be removed.  Areas to 

remain undisturbed shall be clearly marked and existing foliage will remain in place 
to anchor the soil reducing the potential for erosion.  All cut vegetation is to mulched, 
buried or composted on-site to limit waste disposal.  In areas of substantial grading, 
native vegetation may be harvested for possible reuse to obtain long-term soil 
stabilization. 

 
• Sequence construction activities with the installation of both erosion control and 

sediment control measures.  Arrange the construction schedule as much as 
practicable to leave existing vegetation undisturbed until immediately prior to 
grading. 

 
• Protect slopes susceptible to erosion by installing controls. 
 
• Stabilize non-active areas as soon as feasible after construction is complete and no 

later than 14 days after construction in that portion of the site has temporarily or 
permanently ceased.  Reapply as necessary to maintain effectiveness. 

 
• Place covers over stockpiles prior to forecasted storm events and during windy 

conditions.  Place sediment controls (fiber rolls or gravel bags) around the perimeter 
of stockpiled materials year-round. 

 
• Maintain sufficient erosion control materials on-site to allow implementation in 

conformance with General Permit requirements and as described in this SWPPP.  
This includes implementation requirements for active areas and non-active areas 
that require deployment before the onset of rain. 

 
• Repair and reapply BMPs in areas where erosion is evident as soon as possible. 
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During the rainy season: 
 
• Implement temporary erosion control measures at regular intervals throughout the 

defined rainy season and as needed determined by site conditions. 
 
• Inspect and stabilize disturbed areas with temporary or permanent erosion control 

measures before rain events. 
 
• During the non-rainy season: Conduct construction activities that will have an 

impact on waters of the United States during the dry season to the extent feasible to 
minimize erosion. 

 
Appendix A will be prepared by the Contractor which will provide fact-sheets on 
implementation of each BMP - these fact-sheets will be referenced for suitable 
applications, limitations, and implementation (specifications), inspection, and 
maintenance measures for each selected BMP.  A combination of the following erosion 
controls may be used at the site: 
 
• EC-1, Scheduling 
• EC-2, Preservation of Existing Vegetation 
• EC-3, Straw Mulch 
• EC-4, Earth Dikes and Drainage Swales 
• EC-5, Velocity Dissipation Devices 
 
BMPs will be deployed in a sequence to follow the progress of grading the construction.  
As the locations of soil disturbance change, erosion controls will be adjusted accordingly 
to control stormwater runoff at the downgrade perimeter. 
 
500.5.7 Sediment Control 
 
Sediment controls are intended to complement and enhance the selection erosion 
control measures and reduce sediment discharges from active construction areas.  
Sediment controls are designed to intercept and settle out soil particles that have been 
detached and transported by the force of water.  The project will incorporate sediment 
control measures required by regulatory agency permits, contract documents, and other 
measures selected by the Contractor.  Site-specific BMPs will be designed and 
incorporated into the conceptual erosion control plan shown in Attachment B.  
Attachment C is to be updated by the Contractpr as required and will list the BMPs 
selected for this project.  Appendix A will contain BMP fact-sheets when provided by the 
Contractor with applicable detailed descriptions of suitability, implementation, and 
inspection and maintenance measures.  At a minimum, this project will implement the 
following practices for temporary sediment control: 
 
Year-round: 
 
• The power block area for each phase will be graded with moderate slopes to direct 

runoff and diverted stormwater to an infiltration/evaporation area before overflowing 
through native stone rip-rap to reinstate natural sheet flow conditions.  Relatively 
small rock filters and local diversion berms through the sites will discourage water 
from concentrating to maintain sheet flow.  The diversions ditches and 
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infiltration/evaporation areas will be designed to pass flow from a 100 year storm 
event to prevent damage to the power block and tower areas; the design will also 
include in its calculations stormwater run-on to the site. 

 
• Maintain the following temporary sediment control materials on-site: silt fence 

materials, gravel bags for linear barriers, and fiber rolls in sufficient quantities 
throughout the project to implement temporary sediment controls in the event of 
predicted rain and to respond to failures or emergencies, in conformance with 
General Permit requirements and as described in this SWPPP. 

 
• Install gravel filter berms at the base of slopes adjacent to delineated sensitive areas 

(i.e., wetlands, dry washes) - if any. 
 
• Native on-site stones/rocks will be used in construction of gravel filter berms or check 

dams. 
 
• Install gravel filter berms along the boundaries of delineated sensitive areas - if any - 

within the boundaries of the project site or receiving runoff from the project site. 
 
• Native on-site stones/rocks will be used in construction of gravel filter berms or check 

dams. 
 
During the rainy season: 
 
• During the rainy season, implement temporary sediment controls at the draining 

perimeter of disturbed soil areas, at the toe of slopes, and at outfall areas. 
 
During the non-rainy season: 
 
• During the non-rainy season, implement temporary sediment controls at the draining 

perimeter of disturbed soil areas. 
 
Appendix A will provide fact-sheets selected by the Contractor for implementation of 
each BMP - these fact-sheets will be referenced for suitable applications, limitations, and 
implementation (specifications), inspection, and maintenance measures for each 
selected BMP.  A combination of the following sediment controls may be used at the 
site: 
 
• SE-1, Silt Fence 
• SE-2, Check Dam 
• SE-3, Fiber Rolls 
• SE-4, Gravel Bag Berm 
• SE-5, Street Sweeping and Vacuuming 
 
BMPs will be deployed in a sequence to follow the progress of grading and construction.  
As the locations of soil disturbance change, sedimentation controls will be adjusted 
accordingly to control stormwater runoff at the downgrade perimeter. 
 
500.5.8 Tracking Control 
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Site-specific BMPs will be selected by the Contractor and incorporated into the 
conceptual erosion control plans shown in Attachment B.  Attachment C is to be updated 
by the Contractor as required and will list the BMPs selected for this project.  Appendix A 
will contain BMP fact-sheets once they are selected by the Contractor with applicable 
detailed descriptions of suitability, implementation, and inspection and maintenance 
measures.  At a minimum, this project will implement the following practices for tracking 
control: 
 
Year-round: 
 
• The access roads to the plants will be paved from their point of connection to 

Interstate 10 Freeway.  Maintain all public roadways free from dust, dirt and debris 
caused by construction activities.  Sweep streets at the end of the day if visible soil 
materials re carried onto adjacent public paved roads. 

• Clearly mark the driving areas within the site for limited speed to control dust. 
 
Appendix A will provide fact-sheets selected by the Contractor for implementation of 
each BMP  - these fact-sheets will be referenced for suitable applications, limitations, 
and implementation (specifications), inspection, and maintenance measures for each 
selected BMP.  A combination of the following tracking controls may be used at the site: 
 
• TC-1, Stabilized Construction Entrance/Exit 
• TC-2, Stabilized Construction Roadway 
• TC-3, Entrance/Outlet Tire Wash 
• SE-5, Street Sweeping and Vacuuming 
 

500.5.9  Wind Erosion Control 
 
Site-specific BMPs will be selected by the Contractor and incorporated into the 
conceptual erosion control plans shown in Attachment B.  Attachment C is to be updated 
by the Contractor as required and will list the BMPs selected for this project.  Appendix A 
will contain BMP fact-sheets once they are selected by the Contractor with applicable 
detailed descriptions of suitability, implementation, and inspection and maintenance 
measures.  At a minimum, this project will implement the following practices for wind 
erosion control: 
 
Year-round: 
 
• Apply potable water (groundwater) to disturbed soil areas of the project site to control 

dust and maintain optimum moisture levels for compaction as needed.  Apply the 
water using water trucks.  NS-1 - Minimize water application rates as necessary to 
prevent runoff and ponding. 

 
• During windy conditions 9forecast or actual wind conditions of approximately 25 mph 

or greater), apply dust control to disturbed areas, including haul roads, to adequately 
control wind erosion.  Cover exposed stockpiled material areas. 

 
• Suspend excavation and grading during periods of high winds. 
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• Cover all trucks hauling soil and other loose material or maintain at least 2 feet of 

freeboard. 
 
Appendix A will provide fact-sheets selected by the Contractor for implementation of 
each BMP - these fact-sheets will be referenced for suitable applications, limitations, and 
implementation (specifications), inspection, and maintenance measures for each 
selected BMP.  The following BMPs have been selected to control dust at the 
construction site: 
 
• WE-1, Wind Erosion Control 
• NS-1, Water Conservation Practices 
 
500.5.10 Non-Stormwater Control 
 
Site-specific BMPs will be selected by the Contractor and incorporated into the 
conceptual erosion control plans shown in Attachment B.  Attachment C is to be updated 
by the Contractor as required and will list the BMPs selected for this project.  Appendix A 
will contain BMP fact-sheets once they are selected by the Contractor with applicable 
detailed descriptions of suitability, implementation, and inspection and maintenance 
measures.  At a minimum, this project will implement the following practices for non-
stormwater control: 
 
• Dispose of Portland cement concrete and asphalt concrete waste in accordance with 

NS-3. 
 
• Regularly inspect vehicles and equipment for signs of leaks.  Have vehicles and 

equipment on a regular maintenance schedule. 
 
• Place drip pans or absorbent materials under paving equipment when not in use.  

Park paving equipment over plastic to prevent soil contamination. 
 
• Locate staging areas for construction equipment so that spills of oil grease or other 

petroleum by-products will not be discarded into watercourses or sensitive habitat.  
Protect the staging area with berms and/or dikes to prevent run-on, runoff, and to 
contain spills. 

 
• Fuel, clean, and maintain vehicles and other equipment only within designated 

areas. 
 
• A dedicated fueling area will be protected with berms and/or dikes to prevent run-on, 

runoff, and to contain spills.  Self-propelled vehicles will be fueled off-site or at the 
temporary fueling area.  Fuel trucks will be used for on-site fueling, whether at the 
temporary fueling area or for mobile fueling elsewhere on the site.  Drip pans will be 
used for mobile fueling.  Each fuel truck will be equipped with absorbent spill cleanup 
materials and a spill containment boom at all times. 

 
• Drip pans or absorbent pads will be used for vehicle and equipment maintenance 

activities that involve grease, oil, solvents, or other vehicle fluids. 
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• Machinery will be properly maintained and cleaned to prevent spills and leaks. 
 
• Inform workers of the importance of preventing spills and measures to take should a 

spill occur.  Clean up spills immediately in accordance with applicable local, state, or 
federal regulations.  Such spills will be reported in the post-construction compliance 
reports. 

 
• Use proper storage and handing techniques for concrete curing compounds. 
 
• Clean off-site vehicles that regularly enter and leave the site. 
 
• Inspect all vehicles and equipment for leaks before coming on-site. 
 
Appendix A will provide fact-sheets selected by the Contractor for implementation of 
each BMP - these fact-sheets will be referenced for suitable applications, limitations, and 
implementation (specifications), inspection, and maintenance measures for each 
selected BMP.  An inventory of construction activities and potential non-stormwater 
discharges is provided in Section 500.5.10.  The BMP consideration checklist in 
Attachment C and the following list indicates the BMPs that have been tentatively 
selected to control non-stormwater pollution on the construction site.   
 
A combination of the following non-stormwater controls may be used at the site: 
 
• NS-1, Water Conservation Practices 
• NS-3, Paving and Grinding Operations 
• NS-6, Illicit Connection/Illegal Discharge Detection and Reporting 
• NS-7, Potable Water/Irrigation 
• NS-8, Vehicle and Equipment Cleaning 
• NS-9, Vehicle and Equipment Fueling 
• NS-10, Vehicle and Equipment Maintenance 
• NS-12, Concrete Curing 
• NS-14, Concrete Finishing 
 
500.5.11 Waste Management and Materials Pollution 

Control 
 
The project will incorporate waste management and materials pollution control measures 
required by contract documents, supplemented with our measures selected by the 
Contractor as needed to meet general Permit objectives.  Site-specific BMPs will be 
selected by the Contractor and the conceptual erosion control plans shown in 
Attachment B will be updated.  Attachment C is to be updated by the Contractor as 
required and will list the BMPs selected for this project.  Appendix A will contain BMP 
fact-sheets when selected by the Contractor with applicable detailed descriptions of 
suitability, implementation, and inspection and maintenance measures.  At a minimum, 
this project will implement the following practices for waste management and materials 
pollution control: 
 
Year-round: 
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In general, implement BMPs WM-1 and WM-2 to help prevent discharges of construction 
materials during delivery, storage, and use.  Provide the following types of 
storage/containment facilities to minimize stormwater contact with construction 
materials: 
 
1. Use a watertight container to store hand tools and other items such as small parts. 
2. Provide cover and secondary containment for any stored hazardous materials.  

Store hazardous materials in appropriate containers. 
 

2.1 Temporary containment facilities for hazardous materials should provide for 
a spill containment volume able to contain precipitation from a 25-year storm 
event, plus 10% of the aggregate volume of all containers or 100% of the 
capacity of the largest container within its boundary, whichever is greater.  It 
should be impervious to the materials stored therein for a minimum contact 
time of 72 hours. 

3. Store large non-hazardous items, such as framing materials, in the general storage 
area.  Elevate such materials with wood blocks to minimize contact with 
stormwater.  Prevent run-on (i.e., with earthen dike, trench) into the general 
storage area. 

 
Inspect storage areas for signs of spills and/or leakage. 
 
Handle and dispose of hazardous wastes in accordance with applicable laws, 
ordinances, regulations, and standards, including licensing, personnel training, 
accumulation limits and times, and reporting and recordkeeping. 
 
Collect hazardous wastes in satellite accumulation containers near the points of 
generation.  Store hazardous wastes in appropriate and clearly marked containers and 
segregate from other non-waste materials.  Move used waste containers daily to the 
Contractor’s 90-day hazardous waste storage area, located at the site construction lay 
down area.  Provide cover and secondary containment for the hazardous waste storage 
area.  Remove the waste from the site by a certified hazardous waste collection 
company and deliver to an authorized hazardous waste management facility, prior to 
expiration of the 90-day storage limit. 
 
In the unlikely event that even larger volumes of potentially hazardous material must be 
temporarily held awaiting disposition, a containment area will be constructed.  Plastic 
sheeting will be laid on the ground prior to placement of the contaminated material and 
the material itself will be covered. 
 
Store only enough products required to do the job. 
 
Keep products in their original containers with the original manufacturer’s label. 
 
Follow manufacturers’ recommendations for the storage, use and disposal of all 
materials. 
 
At a minimum, follow the following practices for spill prevention and cleanup: 
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• Manufacturers’ recommended methods for spill cleanup will be clearly posted and 
personnel will be made aware of the procedures and the location of the information 
and cleanup supplies. 

 
• Maintain spill cleanup materials, material safety data sheets, a material inventory, 

and emergency contact numbers in all storage areas. 
 
• Spill cleanup materials should include at a minimum: 1) absorbent materials 

(granular, socks, pillows), 2) tools to manage/contain smaller spills such as 
brooms/shovels/rakes/squeegees, 3) a spill-berm that would hold the amount of the 
largest container, 4) appropriate, water-tight disposal containers for used spill 
cleanup materials, and 5) personal protective gear. 

 
• Clean up spills immediately after discovery. 
 
• Keep spill area well ventilated. 
 
• The Project Manager (or designee) will be the Spill Prevention and Cleanup 

Coordinator.  The names of additional responsible spill personnel and authorized 
Contractors will be posted in various areas. 

 
• Report spills of toxic or hazardous materials to the Project Manager (or designee), 

regardless of the size. 
 
• Report spills of hazardous materials that exceed their reportable quantities to all 

appropriate local, state and federal government agencies.  The Project Manager (or 
designee) will be responsible for investigating spills and determining whether the 
reportable quantity has been exceeded.  Regulations defining the reportable quantity 
levels for oil and hazardous substances re found in 40 CFR Part 110, Part 117 or 
Part 302. 

 
• Place covers over stockpiles prior to forecasted storm events and during windy 

conditions.  Place sediment controls at the foot of stockpiled materials. 
 
• Load solid wastes directly into trucks for off-site disposal.  When on-site storage is 

necessary, store solid wastes in watertight covered dumpsters in the general storage 
area.  Have licensed waste hauler move solid waste at least weekly and dispose of 
off-site. 

 
• Provide weekly maintenance for portable toilets by a licensed sanitary service and 

dispose of wastes off-site. 
 
• Locate portable toilets away from concentrated flow paths and traffic flow. 
 
• Anchor portable toilets during periods of heavy winds. 
 
• Establish concrete washout area in accordance with WM-8. 
 
Appendix A will provide fact-sheets selected by the Contractor for implementation of 
each BMP - these fact-sheets will be referenced for suitable applications, limitations, and 
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implementation (specifications), inspection, and maintenance measures for each 
selected BMP.  A combination of the following waste management and materials 
pollution controls may be used at the site: 
 
• WM-1, Material Delivery and Storage 
• WM-2, Material Use 
• WM-3, Stockpile Management 
• WM-4, Spill Prevention and Control 
• Wm-5, Solid Waste Management 
• WM-6, Hazardous Waste Management 
• WM-8, Concrete Waste Management 
• WM-9, Sanitary/Septic Waste Management 
• WM-10, Liquid Waste Management 
 
500.5.12 Contaminated Soil 
Although there is no known contaminated soil at the Project site, it may be possible that 
contaminated soil is encountered during construction.  Operators and construction 
personnel will be trained on the identification of contaminated soils and will be asked to 
report unusual conditions to an approved registered geologist.  If soils require temporary 
stockpiling, piles will be placed on plastic sheeting, covered with plastic sheeting or tarp, 
secured safely with gravel bags and bermed with fiber rolls or silt fencing to prevent 
runoff from leaving the area.  If required, samples will be collected and sent to a certified 
analytical laboratory for characterization.  If contamination is detected, the waste will be 
handled accordingly and properly disposed of at an authorized waste management 
facility. 
 
 

Section 600 
Monitoring and Reporting Program 

600.1 Site Inspections 
The contractor will inspect the site as follows: 
 

 Prior to a forecast storm 

 Within 24 hours after every rainfall 

 At 24-hour intervals during extended rain events 

 Weekly during the rainy season 

 Monthly during the non-rainy season. 

and at any other intervals as specified in the contract documents.  The results of all inspections 
and assessments will be documented, a copy shall be provided to the Engineer within 24 hours of 
the inspection, and copies of the completed inspection checklists will be maintained with the 
SWPPP.  Site inspections conducted for monitoring purposes will be performed using the 
inspection checklist shown in Attachment H. 
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The name(s) and contact number(s) of the assigned inspection personnel are listed below: 
 
[Contractor to insert details in an amendment: Inspector name and contact number] 
 
Assigned inspector:_______________________ 
Contact phone number:_______________________ 
 
Assigned inspector:_______________________  
Contact phone number:_______________________ 

600.2 Discharge Reporting 
If a discharge occurs or if the project receives a written notice or order from any regulatory 
agency, the contractor will immediately notify Solar Millennium LLC, and will file a written 
report to the Solar Millennium LLC within 7 days of the discharge event, notice, or order.  
Corrective measures will be implemented immediately following the discharge, notice or order.  
A sample Notice of Non-Compliance form is provided in Attachment K.  All discharges shall be 
documented on a Discharge Reporting Log using the form in Attachment T. 
 
Discharges requiring reporting include: 
 

 Storm water from a DSA discharged to a receiving water without treatment by a temporary 
construction BMP; 

 Non-storm water, except conditionally exempted discharges, discharged to any surface 
water, or a storm drain system, without treatment by an approved control measure (BMP); 

 Storm water discharged to a storm drain system where the control measures (BMPs) have 
been overwhelmed or not properly maintained or installed; 

 Storm water runoff containing hazardous substances from spills discharged to the storm 
drain system; 

 Other discharge reporting as directed by Solar Millennium LLC. 

The report to Solar Millennium LLC will contain the following items: 
 

 The date, time, location, nature of operation, and type of unauthorized discharge, including 
the cause or nature of the notice or order, 

 The control measures (BMPs) deployed before the discharge event, or prior to receiving 
notice or order, 

 The date of deployment and type of control measures (BMPs) deployed after the discharge 
event, or after receiving the notice or order, including additional measures installed or 
planned to reduce or prevent re-occurrence, and 

 An implementation and maintenance schedule for any affected BMPs 
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600.3 Record Keeping and Reports 
Records shall be retained for a minimum of three years for the following items: 
 

 Site inspections 

 Compliance certifications 

 Discharge reports 

 Approved SWPPP document and amendments 

600.4 Sampling and Analysis Plan for Sediment 
This project does not have the potential to discharge directly to a water body listed as impaired 
due to Sedimentation/Siltation and/or Turbidity pursuant to Clean Water Act, Section 303(d), 
therefore a sampling and Analysis Plan for Sedimentation is not required. 
 

600.5 Sampling and Analysis Plan for Non-Visible 
Pollutants 

This Sampling and Analysis Plan (SAP) for Non-Visible Pollutants describes the sampling and 
analysis strategy and schedule for monitoring non-visible pollutants in storm water discharges 
from the project site and offsite activities directly related to the project in accordance with the 
requirements of Section B of the General Permit, including SWRCB Resolution 2001-046. 

600.5.1 Scope of Monitoring Activities 
The following construction materials, wastes or activities, as identified in Section 500.3.1, are 
potential sources of non-visible pollutants to storm water discharges from the project.  Storage, 
use, and operational locations will be shown on the final WPCDs prepared by the Contractor. 

 Vehicle fluids, including oil, grease, petroleum, battery acid, and coolants 

 Asphaltic emulsions associated with asphalt-concrete paving operations 

 Cementitious materials associated with portland cement concrete (PCC) structures, and curb 
and gutters 

 Base and subbase material 

 Joint and curing compounds 

 Concrete curing compounds 

 Paints 

 Solvents, thinners, acids, glue 

 Mortar mix 

 Metals and plated products 

 Roofing material 
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 General litter 

With the exception of possible undiscovered or buried wastes that may remain from previous 
operations, the project does not contain any other existing site features with the potential to 
contribute non-visible pollutants to storm water discharges from the project. Use of soil 
amendments/stabilizers that have the potential to alter pH or have unacceptable concentrations of 
non-visible pollutants will be minimized on the project. However, if such products must be used 
because no other soil amendments/stabilizers products are available, the Engineer will be notified 
as to the application locations and the product will be assessed as to the potential to contribute to 
non-visible pollutants to storm water discharges. 

Sampling for non-visible pollutants will be conducted when (1) a breach, leakage, malfunction, or 
spill is observed; and (2) the leak or spill has not been cleaned up prior to the rain event; and (3) 
there is the potential for discharge of non-visible pollutants to surface waters or the drainage 
system. 

600.5.2 Monitoring Strategy 
Sampling Schedule 

Samples for the applicable non-visible pollutant(s) and a sufficiently large uncontaminated 
background sample shall be collected during the first two hours of discharge from rain events 
resulting in a sufficient discharge for sample collection.  Samples shall be collected during 
daylight hours (sunrise to sunset) and shall be collected regardless of the time of year, status of 
the construction site, or day of the week. 
 
In conformance with the U.S. Environmental Protection Agency definition, a minimum of 72 
hours of dry weather will be used to distinguish between separate rain events. 
 
Collection of discharge samples for non-visible pollutant monitoring will be triggered when any 
of the following conditions are observed during the required inspections conducted before or 
during rain events: 
 

 Materials or wastes containing potential non-visible pollutants are not stored under watertight 
conditions.  Watertight conditions are defined as (1) storage in a watertight container, (2) 
storage under a watertight roof or within a building, or (3) protected by temporary cover and 
containment that prevents storm water contact and runoff from the storage area. 

 Materials or wastes containing potential non-visible pollutants are stored under watertight 
conditions, but (1) a breach, malfunction, leakage, or spill is observed, (2) the leak or spill is 
not cleaned up prior to the rain event, and (3) there is the potential for discharge of non-
visible pollutants to surface waters, or a storm sewer system. 

 An operational activity, including but not limited to those in Section 600.5.1, with the 
potential to contribute non-visible pollutants (1) was occurring during or within 24 hours 
prior to the rain event, (2) applicable BMPs were observed to be breached, malfunctioning, or 
improperly implemented, and (3) there is the potential for discharge of non-visible pollutants 
to surface waters, or a storm sewer system. 
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 Soil amendments that have the potential to change the chemical properties, engineering 
properties, or erosion resistance of the soil have been applied, and there is the potential for 
discharge of non-visible pollutants to surface waters, or a storm sewer system.  

 Storm water runoff from an area contaminated by historical usage of the site has been 
observed to combine with storm water runoff from the site, and there is the potential for 
discharge of non-visible pollutants to surface waters, or a storm sewer system. 
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Sampling Locations 

Sampling locations are based on proximity to planned non-visible pollutant storage, occurrence or 
use; accessibility for sampling, personnel safety; and other factors.  No known sampling locations 
have been determined.  However, if a storm water inspection before or during a rain event 
identifies the presence of a material storage, waste storage, or operations area with spills or the 
potential for the discharge of non-visible pollutants to surface waters, or the drainage system that 
was an unplanned location, and has not been identified on the WPCDs, sampling locations will be 
selected at that time. 

If an operational activity or storm water inspection conducted 24 hours prior to or during a rain 
event identifies the presence of a material storage, waste storage, or operations area with spills or 
the potential for the discharge of non-visible pollutants to surface waters or a storm sewer system 
that was an unplanned location and has not been identified on the WPCDs, sampling locations 
will be selected using the same rationale as that used to identify planned locations.   

600.5.3 Monitoring Preparation 
Samples on the project site will be collected by the contractor sampling personnel to be 
determined. 
 
Prior to the rainy season, all sampling personnel and alternates will review the SAP.  
Qualifications of designated contractor personnel describing environmental sampling training and 
experience are provided in Attachment I. 
 
An adequate stock of monitoring supplies and equipment for monitoring non-visible pollutants 
will be available on the project site prior to a sampling event.  Monitoring supplies and equipment 
will be stored in a cool-temperature environment and will not come into contact with rain or 
direct sunlight.  Sampling personnel with be available to collect samples in accordance with the 
sampling schedule.  Supplies maintained at the project site will include, but are not limited to, 
surgical gloves, sample collection equipment, coolers, appropriate number and volume of sample 
bottles, identification labels, re-sealable plastic storage bags, paper towels, personal rain gear, 
Sharpies, ice. Sampling Activity Log forms, and Chain of Custody (COC) forms.  
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600.5.4 Analytical Constituents 
Identification of Non-Visible Pollutants 
 
The following table lists the specific sources and types of potential non-visible pollutants on the 
project site and the applicable water quality indicator constituent(s) for that pollutant.  
 

Table 600-2 

Potential Non-Visible Pollutants and Water Quality Indicator Constituents 

Pollutant Source Pollutant Water Quality Indicator 
Constituent 

Joint and Curing Compounds Acidity, Alkalinity, pH, and Volatile 
Organic Compounds (VOCs) 

pH 

Solvents Phenols, VOCs, and Semi-
Volatile Organic Compounds 
(SVOCs) 

Phenols 

Thinners Phenols, VOCs, and SVOCs Phenols 

Acids Acidity, pH pH 

Lead/Acid Batteries Sulfuric acid, lead, and pH pH 

 
Note: Vehicle fluids, oil, grease, coolant, asphaltic emulsions, paint, PCC, and plating 

products are considered visible pollutants and therefore are not monitored. 

600.5.5 Sample Collection and Handling 
Sample Collection Procedures 

Samples of discharge will be collected at locations where observed breaches, malfunctions, 
leakages, spills, operational areas, soil amendment application areas, and historical site usage 
areas have that triggered the sampling event.  
 
Grab samples will be collected and preserved in accordance with the methods identified in Table 
600-3, “Sample Collection, Preservation and Analysis for Monitoring Non-Visible Pollutants” 
table provided in Section 600.5.6.  Only personnel trained in proper water quality sampling will 
collect samples. 
 
Samples will be collected by placing each lab-provided sample container directly into a stream of 
water downgradient and within close proximity to the potential non-visible pollutant discharge 
location.  Each separate lab-provided sample container will be filled taking care not to spill 
preservatives.  Bottles having a septum shall be filled using zero-headspace techniques.  The 
upgradient and uncontaminated background samples shall be collected first prior to collecting the 
downgradient to minimize cross-contamination.  The sampling personnel will collect the water 
upgradient of where they are standing.   
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To maintain sample integrity and prevent cross-contamination, sampling collection personnel 
will: 
 

 Wear a new, clean pair of surgical gloves prior to the collection and handling of each sample 
at each location. 

 Not contaminate the inside of the sample bottle by not allowing it to come into contact with 
any material other than the water sample. 

 Discard sample bottles or sample lids that have been dropped onto the ground prior to sample 
collection. 

 Not leave the cooler lid open for an extended period of time once samples are placed inside.  

 Not sample near a running vehicle where exhaust fumes may impact the sample. 

 Not touch the exposed end of a sampling tube, if applicable. 

 Avoid allowing rainwater to drip from rain gear or other surfaces into sample bottles. 

 Not eat, smoke, or drink during sample collection. 

 Not sneeze or cough in the direction of an open sample bottle. 

 Minimize the exposure of the samples to direct sunlight, as sunlight may cause chemical 
transformation of the sample to take place. 

 Decontaminate sampling equipment prior to sample collection using a non-phosphate soap 
water wash (e.g., Alconox), distilled water rinse, and final rinse with distilled water. 

 Dispose of decontamination water/soaps appropriately; i.e., not discharge to the storm drain 
system or receiving water. 

Sample Handling Procedures 

Immediately following collection, sample bottles for laboratory analytical testing will be capped, 
labeled, documented on a Chain of Custody form provided by the analytical laboratory, sealed in 
a re-sealable plastic storage bag, placed in an ice-chilled cooler that is maintained at 4 degrees 
Celsius +/-2, and delivered within 24 hours to a California state-certified laboratory. 
 
Laboratory Name:                                    [To be provided by the Contractor as an amendment] 
Address: 
 
Telephone Number: 
Point of Contact: 
 
Sample Documentation Procedures 
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All original data documented on sample bottle identification labels, Chain of Custody forms, 
Sampling Activity Logs, and Inspection Checklists will be recorded using waterproof ink.  These 
will be considered accountable documents. If an error is made on an accountable document, the 
individual will make corrections by lining through the error and entering the correct information. 
The erroneous information will not be obliterated. All corrections will be initialed and dated. 
Copies of the Chain of Custody form and Sampling Activity Log are provided in Attachment R. 
 
Sampling and field analysis activities will be documented using the following:  
 

 Sample Bottle Identification Labels: Sampling personnel will attach an identification label to 
each sample bottle. At a minimum, the following information will be recorded on the label, as 
appropriate: 

- Project name 
- Project number  
- Unique sample identification number and location. 

[Project Number]-[Six digit sample collection date]-[Location] 
(Example: 07-0G5304-081803-Inlet472). 
Quality assurance/quality control (QA/QC) samples shall be identified similarly using a 
unique sample number or designation  
(Example: 07-0G5304-081803-DUP1). 
- Collection date/time (No time applied to QA/QC samples) 
- Analysis constituent 

 
 Sampling Activity Logs: A log of sampling events will identify:  

- Sampling date 
- Separate times for collected samples and QA/QC samples recorded to the nearest 

minute 
- Unique sample identification number and location 
- Analysis constituent 
- Names of sampling personnel 
- Weather conditions (including precipitation amount) 
- Field analysis results 
- Other pertinent data 
 

 Chain of Custody (COC) forms:  All samples to be analyzed by a laboratory will be 
accompanied by a COC form provided by the laboratory.  Only the sample collectors will 
sign the COC form over to the lab.  COC procedures will be strictly adhered to for QA/QC 
purposes.  

 Storm Water Quality Construction Inspection Checklists:  When applicable, the contractor’s 
storm water inspector will document on the checklist that samples for non-visible pollutants 
were taken during a rain event. 
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600.5.6 Sample Analysis 
Samples will be analyzed for the applicable constituents using the analytical methods identified in 
Table 600-3, “Sample Collection, Preservation and Analysis for Monitoring Non-Visible 
Pollutants” table in this section. 
 

600.5.7 Quality Assurance/Quality Control 
For an initial verification of laboratory or field analysis, duplicate samples will be collected at a 
rate of 10 percent or 1 duplicate per sampling event.  The duplicate sample will be collected, 
handled, and analyzed using the same protocols as primary samples.  A duplicate sample will be 
collected at the selected location(s) immediately after the primary sample has been collected.  
Duplicates will be collected where contamination is likely, not on the background sample.  
Duplicate samples will not influence any evaluations or conclusions; however, they will be used 
as a check on laboratory quality assurance. 
 

600.5.8 Data Management and Reporting 
A copy of all water quality analytical results and QA/QC data will be submitted to Solar 
Millennium LLC within 5 days of sampling (for field analyses) and within 30 days (for laboratory 
analyses). 

Lab reports and COCs will be reviewed for consistency between lab methods, sample 
identifications, dates, and times for both primary samples and QA/QC samples.  All data, 
including COC forms, Sampling Activity Logs, and Sampling Data Reporting Forms shall be 
kept with the SWPPP. 
 
 

600.5.9 Data Evaluation 
An evaluation of the water quality sample analytical results, including figures with sample 
locations, will be submitted to the Resident Engineer with the water quality analytical results and 
the QA/QC data. 

Should the runoff/downgradient sample show an increased level of the tested analyte relative to 
the background sample, the BMPs, site conditions, and surrounding influences will be assessed to 
determine the probable cause for the increase.  As determined by the site and data evaluation, 
appropriate BMPs will be repaired or modified to mitigate discharges of non-visual pollutant 
concentrations.  Any revisions to the BMPs will be recorded as an amendment to the SWPPP. 

600.5.10 Change of Conditions 
Whenever SWPPP monitoring, pursuant to Section B of the General Permit, indicates a change in 
site conditions that might affect the appropriateness of sampling locations or introduce additional 
non-visible pollutants of concern, testing protocols will be revised accordingly.  All such 
revisions will be recorded as amendments to the SWPPP. 
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TABLE 600-3 
Sample Collection, Preservation and Analysis for Monitoring Non-Visible Pollutants 

 
 
Constituent Analytical 

Method 
Minimum 
Sample 
Volume 

Sample Bottle Sample Preservation Reporting 
Limit 

Maximum Holding Time 

pH EPA 150.1 1 x 100 mL Polypropylene Store at 4˚ C 
(record temperature at time of 
sampling) 

unitless Immediate (within 15 
minutes of collection) 

Phenol EPA 420.1 1 x 1 L Glass-amber Store at 4˚ C, H2SO4 to pH<2 0.1 mg/L 28 days 
Arsenic/ 
Potassium 

EPA 200.8 1 x 250 mL Polypropylene Store at 4˚ C, Ultra HNO3 to 
pH<2 

0.2 μg/L/ 
70 μg/L 

180 days 

TOC EPA 415.1 1 x 250 mL Glass Store at 4˚ C, H2SO4 to pH<2 0.5 mg/L 28 days 
 
 
Notes: a EPA 353.3, 354.1, and 365.3 are analyzed out of the same bottle 
 
 °C  –  Degrees Celsius mg/L – Milligrams per Liter 

EPA  –  U.S. Environmental Protection Agency  μg/L – Micrograms per Liter 
H2SO4 – Sulfuric Acid  mL –  Milliliter 
HNO3 – Nitric Acid  TOC – Total Organic Carbon 
L                – Liter   
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Water Pollution Control Drawings 
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ATTACHMENT C 

BMP Consideration Checklist 

The BMPs listed here should be considered for every project. Those BMPs that are not included in the SWPPP must be checked 
as “Not Used” with a brief statement describing why it is not being used. 

EROSION CONTROL BMPs 

BMP No. BMP 
Considered 
For Project 

Check If 
Used 

Check If 
Not Used 

If Not Used, State Reason 

EC-1 Scheduling     

EC-2 
Preservation of Existing 
Vegetation    Grubbing and clearing includes 

grading of entire site. 

EC-3 Hydraulic Mulch    Using Other Measures as primary 
means of Erosion Control. 

EC-4 Hydroseeding    Using Other Measures as Primary 
means of Erosion Control 

EC-5 Soil Binders    Using Other Measures as Primary 
means of Erosion Control 

EC-6 Straw Mulch    Using Other Measures as Primary 
means of Erosion Control  

EC-7 Geotextiles & Mats    As Option 

EC-8 Wood Mulching    
Using Other Measures as Primary 

means of Erosion Control 

EC-9 
Earth Dikes & Drainage 
Swales     

EC-10 
Velocity Dissipation 
Devices     

EC-11 Slope Drains    Not Applicable 

EC12 Streambank Stabilization    Not Applicable 
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ATTACHMENT C 
BMP Consideration Checklist 

The BMPs listed here should be considered for every project. Those BMPs that are not included in the SWPPP must be checked 
as “Not Used” with a brief statement describing why it is not being used. 

SEDIMENT CONTROL BMPs 

BMP No. BMP 
Considered 
For Project 

Check If 
Used 

Check If 
Not Used 

If Not Used, State Reason 

SE-1 Silt Fence    Using other means of sediment 
control 

SE-2 Sediment Basin    Not Applicable. 

SE-3 Sediment Trap    May be used. 

SE-4 Check Dam     

SE-5 Fiber Rolls    Using Other Measures as Primary 
means of Sediment Control 

SE-6 Gravel Bag Berm    Using Other Measures as Primary 
means of Sediment Control 

SE-7 
Street Sweeping and 
Vacuuming     

SE-8 Sandbag Barrier    . 

SE-9 Straw Bale Barrier    Using Other Measures as Primary 
means of Sediment Control 

SE-10 
Storm Drain Inlet 
Protection     

SE-11 Chemical Treatment    Not Applicable 

WIND EROSION CONTROL BMPs 

WE-1 Wind Erosion Control     

TRACKING CONTROL BMPs 

TC-1 
Stabilized Construction 
Entrance/Exit     

TC-2 
Stabilized Construction 
Roadway     

TC-3 
Entrance/Outlet Tire 
Wash    Using Other Measures as primary 

means of Tracking Control 



 

BMP Consideration Checklist 
3 of 4 

ATTACHMENT C 
BMP Consideration Checklist 

The BMPs listed here should be considered for every project. Those BMPs that are not included in the SWPPP must be checked 
as “Not Used” with a brief statement describing why it is not being used. 

NON-STORM WATER MANAGEMENT BMPS 

BMP No. BMP 
Considered 
For Project 

Check If 
Used 

Check If 
Not Used 

If Not Used, State Reason 

NS-1 
Water Conservation 
Practices     

NS-2 Dewatering Operations     

NS-3 
Paving and Grinding 
Operations     

NS-4 
Temporary Stream 
Crossing    Not Applicable 

NS-5 Clear Water Diversion    Not Applicable 

NS-6 
Illicit Connection/ 
Discharge     

NS-7 Potable Water/Irrigation     

NS-8 
Vehicle and Equipment 
Cleaning     

NS-9 
Vehicle and Equipment 
Fueling     

NS-10 
Vehicle and Equipment 
Maintenance     

NS-11 Pile Driving Operations    Not Applicable  

NS-12 Concrete Curing     

NS-13 Concrete Finishing     

NS-14 
Material and Equipment 
Use Over Water    Not Applicable 

NS-15 
Demolition Adjacent to 
Water    Not Applicable 

NS-16 Temporary Batch Plants    Not Applicable 
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ATTACHMENT C 
BMP Consideration Checklist 

The BMPs listed here should be considered for every project. Those BMPs that are not included in the SWPPP must be checked 
as “Not Used” with a brief statement describing why it is not being used. 

WASTE MANAGEMENT AND MATERIALS POLLUTION CONTROL BMPS 

BMP No. BMP 
Considered 
For Project 

Check If 
Used 

Check If 
Not Used 

If Not Used, State Reason 

WM-1 
Material Delivery and 
Storage     

WM -2 Material Use     

WM -3 Stockpile Management     

WM -4 
Spill Prevention and 
Control     

WM -5 
Solid Waste 
Management     

WM -6 
Hazardous Waste 
Management     

WM -7 
Contaminated Soil 
Management    

Contaminated soil issues were 
addressed during the Geotechnical 

Investigation 

WM -8 
Concrete Waste 
Management     

WM -9 
Sanitary/Septic Waste 
Management     

WM -10 
Liquid Waste 
Management     
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Attachment D 

Computation Sheet for Determining Runoff Coefficients 



Computation Sheet for Determining Runoff Coefficients 
Total Site Area 1 = 3870 AC  (A) 

 
 
 
Existing Site Conditions 

Impervious Site Area = 0  (B) 
     

Impervious Site Area Runoff Coefficient = 0  (C) 
     

Pervious Site Area = 3870 AC  (D) 
     

Pervious Site Area Runoff Coefficient  = .85  (E) 
     

Existing Site Area Runoff Coefficient
( ) ( )

(A)
EDCB ×+×   = 0.850  (F) 

 
 
 
Proposed Site Conditions (after construction) 

Impervious Site Area  = 34.20  (G) 
     

Impervious Site Area Runoff Coefficient = 1.0  (H) 
     

Pervious Site Area  = 3835.8  (I) 
     

Pervious Site Area Runoff Coefficient  = 0.85  (J) 
     

Proposed Site Area Runoff Coefficient
( ) ( )

(A)
JIHG ×+×  = 0.851  (K) 

 
 

1. The pervious area for the project impacts 0.3% of the surface area and thus the existing condition and 
the proposed condition are approximately the same. 
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Computation Sheet for Determining Run-on Discharges 
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Existing Site Conditions 

Area Runon Coefficient1 = NA  (A) 
     

Area Rainfall Intensity2 = NA in/hr  (B) 
     

Drainage Area3  = 0.0 acres  (C) 
     

Site Area Run-on Discharge (A)x(B)x (C) = 0.0 cfs  (D) 
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Notice of Intent (NOI) 
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Program for Maintenance, Inspection, and Repair of Construction 
Site BMPs 
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The Contractor shall use the following guidelines for maintenance, inspection, and repair  
of BMPs identified in the SWPPP: 

BEST MANAGEMENT 
PRACTICES (BMPs) 

INSPECTION FREQUENCY 
(all controls) MAINTENANCE/REPAIR PROGRAM 

TEMPORARY EROSION CONTROL BMPs 

EC-1 Scheduling Prior to the start of rainy season 

 Review the Project Schedule. Revise 
construction activities, if possible, and 
implement appropriate construction site 
BMPs. 

EC-2 Preservation Of Existing 
Vegetation 

 Ensure vegetation outside of the clearing 
limits remain undisturbed. Revive 
vegetation as necessary. 

EC-4 Hydroseeding 
 Reapply the selected hydroseeding 

product as needed for proper 
effectiveness. 

EC-4     Hydroseeding 
EC-7     Geotextiles and Mats 
EC-8  Wood Mulching 

 If washout or breakage occurs, or if 
material has been blown off the area 
requiring protection, re-install the 
material after repairing any damage to 
the protected area. 

EC-9 Earth Dikes/Drainage 
Swales and Lined Ditches 

EC-10  Velocity Dissipation 
Devices 

EC-11  Slope Drains 
 
 

  

 Inspect ditches and berms for erosion 
and the accumulation of debris and 
sediment. Remove debris and sediment, 
and repair damaged linings or soil 
stabilizers as needed. 

 Temporary conveyances shall be 
completely removed as soon as the 
surrounding drainage area has been 
adequately stabilized or at the 
completion of construction. 

TEMPORARY SEDIMENT CONTROL BMPs 

SE-5 Fiber Rolls 
SE-9    Straw Bale Barrier 
SE-6    Gravel Bag Berms 

 Repair or replace split, torn, unraveling, 
or slumping fiber rolls. 

 Inspect fiber rolls for sediment holding 
capacity. Remove retained sediments 
before they reach 1/3 of the barrier 
height. Removed sediments shall be 
incorporated in the project at locations 
acceptable to the Engineer or disposed 
of outside the highway right-of-way in 
conformance with the plans and 
specifications of the contract. 

 Remove fiber rolls when no longer 
needed. 

SE-7 Street Sweeping and 
Vacuuming 

Every other week during the 
rainy season 

Prior to forecast storm 

After a rain event that causes 
runoff from the construction site 

At 24-hour intervals during 
extended rain events 

 Sweep tracked sediment as needed or 
as required by the Public Works 
Representative. 

 Properly dispose of sweeper wastes in 
conformance with the plans and 
specifications of the contract. 
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The Contractor shall use the following guidelines for maintenance, inspection, and repair  
of BMPs identified in the SWPPP: 

BEST MANAGEMENT 
PRACTICES (BMPs) 

INSPECTION FREQUENCY 
(all controls) MAINTENANCE/REPAIR PROGRAM 

SE-4    Check Dams 
SE-10 Storm Drain Inlet 

Protection 

 Repair or replace split, torn, unraveling, 
or slumping sandbags. 

 Inspect sandbags for sediment holding 
capacity. Remove retained sediments 
before they reach 1/3 of the barrier 
height. Properly dispose of accumulated 
sediments. 

 Remove the sandbags and accumulated 
sediment when sandbags are no longer 
needed. 

WIND EROSION CONTROL BMPs 

WE-1 Wind Erosion Control Daily during working days  Check applicable areas to ensure proper 
coverage. 

TRACKING CONTROL BMPs 

TC-1 Stabilized Construction 
entrance/Exit 

 Remove excessive soil accumulation. 

SE-7 Street Sweeping and 
Vacuuming 

Daily during working days 

Prior to forecast storm 

After a rain event that causes 
runoff from the construction site 

At 24-hour intervals during 
extended rain events 

 Sweep tracked sediment as needed. 
 Properly dispose of sweeper wastes in 

conformance with the plans and 
specifications of the contract. 
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The Contractor shall use the following guidelines for maintenance, inspection, and repair  

of BMPs identified in the SWPPP: 

BEST MANAGEMENT 
PRACTICES (BMPs) 

INSPECTION FREQUENCY 
(all controls) MAINTENANCE/REPAIR PROGRAM 

NON-STORM WATER MANAGEMENT BMPs 
NS-1 Water Conservation 

Practices Monthly  Keep watering equipment in good 
working condition. 

NS-2 Dewatering Operations Daily during operations 

 Inspect filtering or settling devices and 
repair or remove accumulated sediment 
once the sediment build-up prevents the 
structure from functioning as designed. 

NS-3 Pavement and Grinding 
Operations Daily during operations 

 SWPPM shall monitor concrete working 
tasks such as saw cutting, coring, and 
grinding to ensure proper pollution 
control practices are implemented. 

NS-7  Potable Water/Irrigation 
Weekly during rainy season and 
at two-week intervals during non-
rainy season 

 Inspect irrigated areas regularly. 

 Inspect BMPs subject to non-stormwater 
discharges daily while non-stormwater 
discharges occur. 

NS-6    Illicit 
Connection/Discharge Daily  Report any discharges or illicit 

connections. 

NS-8 Vehicle and Equipment 
Cleaning Regularly 

 Monitor employees and subcontractors 
to ensure that vehicle washing does not 
occur on site. 

NS-9 Vehicle and Equipment 
Fueling 

NS-10 Vehicle and Equipment 
Maintenance 

Monthly 

Prior to forecast storm 

After a rain event that causes 
runoff from the construction site 

At 24-hour intervals during 
extended rain events 

 Keep an ample supply of spill cleanup 
materials near designated areas. 
Personnel in charge of mobile fueling 
and maintenance shall have ample spill 
cleanup materials at all times during 
operations. 

 Inspect and repair damaged hoses and 
leaky gaskets. 

NS-12 Concrete Curing Daily during operations 

 Inspect cure containers and spraying 
equipment for leaks. 

 SWPPM shall monitor concrete curing 
operations to ensure proper pollution 
control practices are employed. 

NS-13 Concrete Finishing Daily during operations  Sweep or vacuum up debris from 
sandblasting at the end of each shift. 
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The Contractor shall use the following guidelines for maintenance, inspection, and repair  
of BMPs identified in the SWPPP: 

BEST MANAGEMENT 
PRACTICES (BMPs) 

INSPECTION FREQUENCY 
(all controls) MAINTENANCE/REPAIR PROGRAM 

WASTE MANAGEMENT AND MATERIALS POLLUTION CONTROL BMPs 

WM-1 Material Delivery and 
Storage 

Monthly 

Prior to forecast storm 

After a rain event that causes 
runoff from the construction site 

At 24-hour intervals during 
extended rain events 

 Keep material storage areas clean, well 
organized, and equipped with ample 
cleanup supplies as appropriate for the 
materials being stored. 

 Repair or replace perimeter controls, 
containment structures, covers, and 
liners as needed to maintain proper 
function and protection. 

 Temporary containment facilities shall be 
maintained free of accumulated 
rainwater and spills. 

WM-2 Material Use Monthly 
 Spot check employees and 

subcontractors to ensure appropriate 
practices are being employed. 

WM-3 Stockpile Management 

Monthly 

Prior to forecast storm 

After a rain event that causes 
runoff from the construction site 

At 24-hour intervals during 
extended rain events 

 Review site to ensure that stockpiles are 
properly protected. 

 Repair or replace plastic sheeting or 
sediment barrier as needed. 

WM-4 Spill Prevention and 
Control Monthly 

 Review spill prevention and control plans 
and ensure appropriate clean-up 
materials are on site. 

WM-5 Solid Waste Management 

 Police the construction site for litter and 
debris. 

 Remove solid waste when containment 
structures are adequately filled. 

WM-6 Hazardous Waste 
Management 

 Review hazardous waste handling and 
disposal procedures. 

WM-8 Concrete Waste 
Management 

 The SWPPM shall inspect temporary 
washout facilities before a concrete pour 
to ensure that an adequate holding 
capacity is provided. The holding 
capacity shall maintain a minimum 
freeboard of 4 in. for above grade 
facilities and 12 in. for below grade 
facilities. Remove hardened concrete 
and dispose of in conformance with the 
plans and specifications of the contract. 

WM-9 Sanitary/Septic Waste 
Management 

Monthly 

Prior to forecast storm 

After a rain event that causes 
runoff from the construction site 

At 24-hour intervals during 
extended rain events 

 SWPPM to ensure proper sanitary/septic 
procedures are being implemented. 

 Pick up and properly dispose of spills of 
sanitary wastes. 
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The Contractor shall use the following guidelines for maintenance, inspection, and repair  
of BMPs identified in the SWPPP: 

BEST MANAGEMENT 
PRACTICES (BMPs) 

INSPECTION FREQUENCY 
(all controls) MAINTENANCE/REPAIR PROGRAM 

WM-10 Liquid Waste 
Management 

Weekly during rainy season and 
at two-week intervals during non-
rainy season 

 Inspect containment areas and repair or 
clean as necessary. 
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Storm Water Quality Construction Site Inspection Checklist 
Contractor to use this form for inspecting BMPs as described in SWPPP Section 600.1. 

Instructions to Contractor: 

This inspection form shall be completed and signed by the Contractor’s Storm Water 
Pollution Prevention Manager (SWPPM). 

The weather information shall be the best estimate of beginning of the storm event, 
duration of the event, time elapsed since the last storm, and approximate amount of 
rainfall. 

List observations of all BMPs:  temporary soil stabilization (erosion control), temporary 
sediment controls, wind erosion controls, tracking controls, non-storm water controls and 
waste management and materials pollution controls. 

Evaluate BMPs for adequacy and proper implementation and whether additional BMPs 
are required in accordance with the terms of the Permits. 

Verify implementation of non-storm water discharge BMPs and evaluate their 
effectiveness. 

One-time discharges of non-storm water shall be inspected when such discharges 
occur. 

Describe any inadequate BMPs. 

Note the corrective actions required, including any changes to the SWPPP, and 
implementation dates. 

If you answer “No” to any of the questions, describe the corrective action(s) to be taken 
and when the corrective action(s) are to be completed.  Should you need more space to 
describe corrective actions, identify your response numerically and use additional sheets 
as necessary. 
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INSPECTION LOG 

Date Inspection Frequency Inspector Signature 

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   

 Pre-Storm  Post-Storm  Monthly   



 

Storm Water Quality Construction Site Inspection Checklist 
1 of 6 

 

GENERAL INFORMATION 

Project Name  

Date of Inspection  

Contractor  

Inspector’s Name  

Inspector’s Title  

Signature  

Current Weather 
Conditions  

  Prior to forecast rain  After a rain event 
Inspection Type 
(Check Applicable)  

  24-hr intervals during extended rain   Other     

Season 
(Check Applicable)    Rainy   Non-Rainy 

Storm Start Date & Time:  Storm Duration (hrs):  
Storm Data 

Time elapsed since last storm 
(Circle Applicable Units) Min.     Hr.     Days 

Approximate Rainfall 
Amount (mm)  

 
 

PROJECT AREA SUMMARY AND  
DISTURBED SOIL AREA (DSA) SIZE LIMITS FROM SPECIAL PROVISIONS 

Total Project Area  Acres 

Rainy Season DSA Limit  Acres 

Field Estimate of Active DSAs  Acres 

 
 

INSPECTION OF BMPs 

BMP Yes No N/A Corrective Action 

Preservation of Existing Vegetation     
Is temporary fencing provided to preserve vegetation in areas 
where no construction activity is planned?     

Location:     

Location:      

Location:     

Location:     
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INSPECTION OF BMPs 

BMP Yes No N/A Corrective Action 

Erosion Control     
Does the applied temporary erosion control provide 100% 
coverage for the required areas?     

Are there any non-vegetated areas that may require temporary 
erosion control?     

Is the area where erosion controls are required free from visible 
erosion?     

Location:     

Location:      

Location:     

Location:     
Temporary Linear Sediment Barriers (silt fence, fiber rolls, 
sandbag barrier, etc.)     

Are temporary linear sediment barriers properly installed, functional 
and maintained?     

Are temporary linear sediment barriers free of accumulated litter?     

Is the built-up sediment less than 1/3 the height of the barrier?     

Are cross barriers installed where necessary and properly spaced?     

Location:     

Location:      

Location:      

Location:     

Location:     

Storm Drain Inlet Protection     

Are storm drain inlets internal to the project properly protected?     
Are storm drain inlet protection devices in working order and being 
properly maintained?     

Location:     

Location:      

Location:      

Location:     

Location:     

Sediment Basins     
Are basins designed in accordance with the requirements of the 
Genera Permit?     

Are basins maintained to provide the required retention/detention?     
Are basin controls (inlets, outlets, diversions, weirs, spillways, and 
racks) in working order?     

Location:     

Location:      

Location:     
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INSPECTION OF BMPs 

BMP Yes No N/A Corrective Action 

Stockpiles     
Are all locations of temporary stockpiles, including soil, hazardous 
waste, and construction materials in approved areas?     

Are stockpiles protected from run-on, runoff from adjacent areas, 
and from winds?     

Are stockpiles located at least 15 m from concentrated flows, 
downstream drainage courses and storm drain inlets?     

Are required covers and/or perimeter controls in place?     

Location:     

Location:      

Location:     

Location:     

Concentrated Flows     

Are concentrated flow paths free of visible erosion?     

Location:     

Location:      

Location:     

Location:     

Tracking Control     

Is the entrance stabilized to prevent tracking?     
Are points of ingress/egress to public/private roads inspected and 
swept and vacuumed as needed?     

Are all paved areas free of visible sediment tracking or other 
particulate matter?     

Location:     

Location:      

Location:     

Location:     

Wind Erosion Control     

Is dust control implemented?     

Location:     

Location:      

Location:     

Location:     
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INSPECTION OF BMPs 

BMP Yes No N/A Corrective Action 

Dewatering Operations     
Are all one-time dewatering operations covered by the General 
Permit inspected before and as they occur and BMPs implemented 
as necessary during discharge? 

    

Is groundwater dewatering handled in conformance with the 
dewatering permit issued by the RWQCB?     

Is required treatment provided for dewatering effluent?     

Location:     

Location:      

Location:     

Location:     

Vehicle & Equipment Fueling, Cleaning, and Maintenance     
Are vehicle and equipment fueling, cleaning and maintenance 
areas reasonably clean and free of spills, leaks, or any other 
deleterious material? 

    

Are vehicle and equipment fueling, cleaning and maintenance 
activities performed on an impermeable surface in dedicated 
areas? 

    

If no, are drip pans used?     
Are dedicated fueling, cleaning, and maintenance areas located at 
least 15 m away from downstream drainage facilities and water 
courses and protected from run-on and runoff? 

    

Is wash water contained for infiltration/ evaporation and disposed 
of outside the highway right of way?     

Is on-site cleaning limited to washing with water (no soap, soap 
substitutes, solvents, or steam)?     

On each day of use, are vehicles and equipment inspected for 
leaks, and if necessary, repaired?     

Location:     

Location:      

Location:     

Location:     

Waste Management & Materials Pollution Control     
Are material storage areas and washout areas protected from 
run-on and runoff, and located at least 15 m from concentrated 
flows and downstream drainage facilities? 

    

Are all material handling and storage areas clean; organized; free 
of spills, leaks, or any other deleterious material; and stocked with 
appropriate cleanup supplies? 

    

Are liquid materials, hazardous materials, and hazardous wastes 
stored in temporary containment facilities?     

Are bagged and boxed materials stored on pallets?     
Are hazardous materials and wastes stored in appropriate, labeled 
containers?     

Are proper storage, cleanup, and spill-reporting procedures for 
hazardous materials and wastes posted in open, conspicuous and 
accessible locations adjacent to storage areas? 
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Are temporary containment facilities free of spills and rainwater?     

INSPECTION OF BMPs 

BMP Yes No N/A Corrective Action 
Are temporary containment facilities and bagged/boxed materials 
covered?     

Are temporary concrete washout facilities designated and being 
used?     

Are temporary concrete washout facilities functional for receiving 
and containing concrete waste? Are concrete residues prevented 
from entering the drainage system? 

    

Do temporary concrete washout facilities provide sufficient volume 
and freeboard for planned concrete operations?     

Are concrete wastes, including residues from cutting and grinding, 
contained and disposed of off-site or in concrete washout facilities?     

Are spills from mobile equipment fueling and maintenance properly 
contained and cleaned up?     

Is the site free of litter?     
Are trash receptacles provided in the Contractor’s yard, field trailer 
areas, and at locations where workers congregate for lunch and 
break periods? 

    

Is litter from work areas collected and placed in watertight 
dumpsters?     

Are the contents of waste management receptacles properly 
protected from contact with storm water or from being dislodged by 
winds? 

    

Are waste management receptacles filled at or beyond capacity?     

Location:     

Location:      

Location:     

Location:     

Temporary Water Body Crossing or Encroachment     
Are temporary water body crossings and encroachments 
constructed properly?     

Does the project conform to the requirements of the 404 permit 
and/or 1601 agreement?     

Location:     

Location:      

Location:     

Location:     

Illicit Connection/Illegal Discharge Detection and Reporting     
Is there any evidence of illicit discharges or illegal dumping on the 
project site?     

If yes, has the Owner been notified?     

Location:     

Location:      

Location:     

Location:     
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INSPECTION OF BMPs 

BMP Yes No N/A Corrective Action 

Discharge Points     
Are discharge points and discharge flows free from visible 
pollutants?     

Are discharge points free of any significant sediment transport?     

Location:     

Location:      

Location:     

Location:     

SWPPP Update     
Does the Project Schedule/Water Pollution Control Schedule of the 
SWPPP adequately reflect the current site conditions and 
Contractor operations? 

    

Are all BMPs shown on the WPCDs installed in the proper 
location(s) and according to the details in the SWPPP?     

Location:     

Location:      

Location:     

Location:     

General     
Are there any other potential water pollution control concerns at the 
site?     

Location:     

Location:      

Location:     

Storm Water Monitoring     

    
Does storm water discharge directly to an impaired water body for 
Sedimentation/Siltation or Turbidity as listed in the Statewide Construction 
Permit? 

If yes, were samples for sedimentation/siltation or turbidity collected 
pursuant to the sampling and analysis plan in the SWPPP?     

    
Were there any BMPs not properly implemented or breaches, malfunctions, 
leakages or spills observed which could result in the discharge of pollutants 
to surface waters that would not be visually detectable in storm water? 

If yes, were samples for non-visually detectable pollutants collected 
pursuant to the sampling and analysis plan during the rain event?     

    Were soil amendments (e.g. gypsum) used on the project? 

If yes, were samples for non-visually detectable pollutants taken pursuant 
to the sampling and analysis plan during the rain event? 

    

Did storm water contact stored materials or wastes and run off of the 
construction site? (Materials not in watertight containers, etc.) 

If yes, were samples for non-visually detectable pollutants collected 
pursuant to the sampling and analysis plan in the SWPPP? 
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Storm Water Management Training Log 
 

Project Name:  

Contract Number:  
 
Storm Water Management Topic: (check as appropriate) 
 

 Temporary Soil Stabilization  Temporary Sediment Control 

 Wind Erosion Control  Tracking Control 

 Non-storm water management  Waste Management and Materials Pollution Control 

 Storm Water Sampling    
 
Specific Training Objective:  

Location:   Date:  

Instructor:   Telephone:  

Course Length (hours)     
 
Attendee Roster (attach additional forms if necessary) 

Name Company Phone 

   

   

   

   

   

   

   

   

 
COMMENTS:  
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Attachment J 

Subcontractor Notification Letter 
Subcontractor Notification Log 
[To be completed and inserted by the Contractor as an amendment] 

 

 



 

 

SWPPP Notification 
 
ABC Construction Inc, 
123 Sunset Blvd., Suite 456 
Hollywood, CA 90000 
 
Dear Sir/Madam, 
 
Please be advised that the following permits have been adopted to prevent the discharge of pollutants 
associated with construction activity from entering the storm drain system, ground and surface 
waters. 
 

 Current version of the State Water Resources Control Board (SWRCB) Order No. 99-08-DWQ, National 
Pollutant Discharge Elimination System (NPDES) General Permit No. CAS000002, Waste Discharge 
Requirements (WDRs) for Discharges of Storm Water Runoff Associated with Construction Activity, 
August 1999 (available online at http://www.swrcb.ca.gov/stormwtr/docs/finalconstpermit.pdf),   
including Resolution No. 2001-046, “Modification of Water Quality Order 99-08-DWQ State Water 
Resources Control Board (SWRCB) National Pollutant Discharge Elimination System (NPDES) General 
Permit for Storm Water Discharges Associated with Construction Activity (General Permit)”, adopted by 
the SWRCB on April 26, 2001. (available online at 
http://www.swrcb.ca.gov/stormwtr/docs/approvmodification_wqo9908dwq.pdf ) 

 
 

[Contractor] has developed a Storm Water Pollution Prevention Plan (SWPPP) in order to 
implement the requirements of the Permits. 
 
As a subcontractor, you are required to comply with the SWPPP and the Permits for any work that 
you perform on site.  Any person or group who violates any condition of the Permits may be subject 
to substantial penalties in accordance with state and federal law.  You are encouraged to advise each 
of your employees working on this project of the requirements of the SWPPP and the Permits.  A 
copy of the Permits and the SWPPP are available for your review at the construction office.  Please 
contact me if you have further questions. 
 
Sincerely, 
 
 
John Doe 
Project Superintendent 
[Contractor’s Company Name] 
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SUBCONTRACTOR NOTIFICATION LOG 
 
 

 

Project Name:  

Contract Number:   
 
 

SUBCONTRACTOR 
COMPANY NAME 

CONTACT 
NAME 

ADDRESS 
PHONE 

NUMBER 

PAGER/ 
FIELD 

PHONE 

DATE 
NOTIFICATION 
LETTER SENT 

TYPE OF 
WORK 
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Notice of Non-Compliance 
Instructions to Contractor:  This attachment contains a form indicating the required information 

upon a Notice of Discharge, Written Notice, or Order. The Contractor 
is to complete when applicable and submit to the Public Works 
Representative. 
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To: Date: 
 
Subject:  Notice of Non-Compliance 
 

Project Name:  

Contract No.:  
 
 
The following instance of discharge is noted: 
 
 

[Describe date, time, and location of discharge] 

 
 
[Describe nature of the operation that caused the discharge] 

 
 
 
[Describe existing BMP(s) in place prior to discharge event] 

 
 
 
[Describe date of deployment and type of BMPs deployed after the discharge] 

 
 
 
[Describe implementation and maintenance schedule for any affected BMPs] 

 
 
If further information or a modification to the above schedule is required, notify the contact person 
below. 
 
  

Name of Contact Person Title 
  

Company Telephone Number 
  

Signature  Date 
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And Monitoring Program Checklist 
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CONSTRUCTION PROJECT:  
 

CONTRACTOR:  
 

CONTRACT NO.:  
 
 

SECTION A:   STORM WATER POLLUTION PREVENTION PLAN (SWPPP) 

CHECK IF 
ADDRESSED 

N/A IF NOT 
APPLICABLE 

SWPPP 
Section ITEM GENERAL 

PERMIT REF. COMMENTS 

 100 SWPPP Certifications and Approval C.10  

 100.1 SWPPP Certification C.10  

 100.2 SWPPP Approval C.10  

 200 SWPPP Amendments A.4.a, A.16  

 200.1 Amendment number and date entered into 
SWPPP – Amendment Log A.4.a, A.16  

 200.2 Amendment Certification and Approval A.4.a, A.16  

 300 Introduction/Project Description A.5  

 300.1 Project Description and Location (narrative) A.5.a.1  

 300.2 Unique Site Features (narrative) A.5.a.1  

 300.4 
Project Schedule/Water Pollution 
Control Schedule  (narrative or 
graphical) 

A.5.c.5  

 400 References A.14  

 500.2 Vicinity Map (narrative or graphic) A.5.a.1  

 500.2 Site perimeter A.5.a.1  

 500.2 Geographic features A.5.a.1  

 500.2 General topography A.5.a.1  

 500.4 Water Pollution Control Drawings 
(WPCDs) (graphic or narrative) A.5.a.2  

 500.4 Site perimeter A.5.a.2  

 500.4 Existing and proposed buildings, lots, and 
roadways A.5.a.2  

 500.4 Storm water collection and discharge 
points A.5.a.2  

 500.4 General topography before and after 
construction A.5.a.2  

 500.4 Anticipated discharge location(s) A.5.a.2  

 500.4 Drainage patterns including the entire 
relevant drainage areas A.5.a.2  

 500.4 Temporary on-site drainage(s) A.5.a.2  
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SECTION A:   STORM WATER POLLUTION PREVENTION PLAN (SWPPP) 

CHECK IF 
ADDRESSED 

N/A IF NOT 
APPLICABLE 

SWPPP 
Section ITEM GENERAL 

PERMIT REF. COMMENTS 

 500.3 Pollutant Source and BMP Identification 
(narrate or indicate on site map) A.5.b  

  Drainage A.5.b.1  

 500.4 Drainage patterns after major grading A.5.b.1  

 500.4 Slopes after major grading A.5.b.1  

 Attach. E Calculations for storm water run-on A.5.b.1  

 500.4 BMPs that divert off-site drainage from 
passing through site A.5.b.1  

 500.4 Storm Water Inlets A.5.b.2  

 500.4 Drainage patterns to storm water inlets or 
receiving water A.5.b.2  

 500.4 BMPs that protect storm water inlets or 
receiving water A.5.b.2  

  
Site History (narrative; if possible, 
indicate location(s) on the Water 
Pollution Control Drawings) 

A.5.b  

 500.3.3 

Nature of fill material and data describing 
the soil.  Description of toxic materials 
treated, stored, disposed, spilled or leaked 
on site 

A.5.b.3  

 500.3.8 & 
500.3.9 

BMPs that minimize contact of 
contaminants with storm water A.5.b.3  

  Location of Areas Designated for: A.5.b.4  

 500.3.8 & 
500.4 Vehicle storage & service A.5.b.4  

 500.3.8 & 
500.4 Equipment storage, cleaning, maintenance A.5.b.4  

 500.3.9 & 
500.4 Soil or waste storage A.5.b.4  

 500.3.9 & 
500.4 

Construction material loading, unloading, 
storage and access A.5.b.4  

 500.3.8 & 
500.3.9 

Areas outside of owners right-of-way 
(yards, borrow areas, etc.) A.5.b.5  

  BMP Locations or Descriptions for: A.5.b.5  

 500.3.9 & 
500.4 Waste handling and disposal areas A.5.b.5  

 500.3.9 & 
500.4 

On-site storage and disposal of 
construction materials and waste A.5.b.5  

 
500.3.8, 
500.3.9 & 
500.4 

Minimum exposure of storm water to 
construction materials, equipment, 
vehicles, waste 

A.5.b.5  

 500.6 Post-Construction BMPs A.5.b.6  

 500.6.1 Listing or description of post-construction 
BMPs A.5.b.6  

 500.4 Locations of post-construction BMPs A.5.b.6  

 500.6.2 Parties responsible for long-term 
maintenance A.5.b.6  
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SECTION A:   STORM WATER POLLUTION PREVENTION PLAN (SWPPP) 

CHECK IF 
ADDRESSED 

N/A IF NOT 
APPLICABLE 

SWPPP 
Section ITEM GENERAL 

PERMIT REF. COMMENTS 

  Additional Information A.5.c  

 500.3.1 Description of other pollutant sources and 
BMPs A.5.c.1  

 500.3.2 Pre-construction control practices A.5.c.1  

 500.3.1 Inventory of materials and activities that 
may pollute storm water A.5.c.2  

 500.3.8 & 
500.3.9 

BMPs to reduce/eliminate potential 
pollutants listed in the inventory A.5.c.2  

 300.4 Runoff coefficient (before & after) A.5.c.3  

 300.4 Percent impervious (before & after) A.5.c.3  

 Attach. F Copy of the NOI A.5.c.4  

 300.3 Construction activity schedule A.5.c.4  

 300.5 Contact information A.5.c.5  

 500.4.1 SOIL STABILIZATION (EROSION 
CONTROL) A.6  

  The SWPPP shall include: A.6.a-c  

 500.4 Areas of vegetation on site A.6.a.1  

 500.4 Areas of soil disturbance that will be 
stabilized during rainy season A.6.a.2  

 500.4 
Areas of soil disturbance which will be 
exposed during any part of the rainy 
season 

A.6.a.3  

 300.4 Implementation schedule for erosion 
control measures A.6.a.4  

 500.3.4 BMPs for erosion control A.6.b  

 500.3.7 BMPs to control wind erosion A.6.c  

 500.3.5 SEDIMENT CONTROL A.8  

 500.3.5 & 
500.4 

Description/Illustration of BMPs to prevent 
increase of sediment load in discharge A.8  

 300.4, 
500.3.5 

Implementation schedule for sediment 
control measures A.8  

 500.3.6 BMPs to control sediment tracking A.8  

 500.3.8 & 
500.3.9 NON-STORM WATER MANAGEMENT A.9  

 500.3.8 & 
500.3.9 

Description of non-storm water discharges 
to receiving waters A.9  

 500.3.8 & 
500.3.9 Locations of discharges A.9  

 500.3.8 & 
500.3.9 Description of BMPs  A.9  

 300.5 
Name and phone number of person 
responsible for non-storm water 
management 

A.9  
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SECTION A:   STORM WATER POLLUTION PREVENTION PLAN (SWPPP) 

CHECK IF 
ADDRESSED 

N/A IF NOT 
APPLICABLE 

SWPPP 
Section ITEM GENERAL 

PERMIT REF. COMMENTS 

 500.6 POST-CONSTRUCTION  A.10  

 500.6.1 Description of post-construction BMPs A.10  

 500.6.2 

Operation/Maintenance of BMPs after 
project completion (including short-term 
funding, long-term funding and responsible 
party) 

A.10  

 500.5 MAINTENANCE, INSPECTIONS, AND 
REPAIR A.11  

 300.5, 
600.1 

Name and phone number of person(s) 
responsible for inspections A.11  

 600.1, 
Attach. H 

Complete inspection checklist: date, 
weather, inadequate BMPs, visual 
observations of BMPs, corrective action, 
inspector’s name, title, signature 

A.11.a-f  

  OTHER REQUIREMENTS A.12-16  

 500.7 Documentation of all training A.12  

 500.8 List of Contractors/Subcontractors A.13  
 
 

SECTION B:   STANDARD PROVISIONS FOR CONSTRUCTION ACTIVITIES 

CHECK IF 
ADDRESSED 

N/A IF NOT 
APPLICABLE 

SWPPP 
Section ITEM GENERAL 

PERMIT REF. COMMENTS 

 600.1 Description of Site Inspection Plans B.3  

 100.3 Annual Compliance Certification (July 1) B.4  

 600.2 Discharge Reporting B.5  

 600.3 
Keep records of all inspections, compliance 
certifications, and discharge reporting for a 
period of three years 

B.6  

N/A 600.4 Sampling and Analysis Plan for Sediment B.7  

 600.5 Sampling and Analysis Plan for Non-Visible 
Pollutants B.8  

 
 

SECTION C:   STANDARD PROVISIONS FOR CONSTRUCTION ACTIVITIES 

CHECK IF 
ADDRESSED 

N/A IF NOT 
APPLICABLE 

SWPPP 
Section ITEM GENERAL 

PERMIT REF. COMMENTS 

 100.1 Signed SWPPP Certification C.9, 10  
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Annual Certification of Compliance Form 
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Annual Certification of Compliance 

 
Project Name:  
 

Contract No.:  
 

Contractor Company Name:  
 

Contractor Address:  
 

Construction Start Date:   Completion Date:  
 
Description of Work:  

 
Work Now in Progress:  

 
Work Planned for Next 12 Months:  

 
 
"I certify under penalty of law that this document and all attachments were prepared under my 
direction or supervision in accordance with a system designed to assure that qualified personnel 
properly gather and evaluate the information submitted. Based on my inquiry of the person or 
persons who manage the system or those persons directly responsible for gathering the information, 
to the best of my knowledge and belief, the information submitted is, true, accurate, and complete.  I 
am aware that there are significant penalties for submitting false information, including the 
possibility of fine and imprisonment for knowing violations." 
 
 
 
    
 Contractor’s Signature  Date 
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Permits 
 
 
 



Storm Water Pollution Prevention Plan (SWPPP) 
Palen Solar Power Project  

 

Attachment O 

SWPPP Amendments 
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Attachment P 

Notice of Termination 
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BMPs Selected for the Project 
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The California Stormwater Quality Association (CASQA) Best Management Practices 
(BMP) Handbook was used to develop this SWPPP.  This document may be accessed 
electronically at http://www.cabmphandbooks.net/Construction.asp.  Tear sheets for the 
BMPs are listed at this website address. 

BMPs that were selected for the project include: 

EC-1      Scheduling 

EC-9      Earth Dikes and Drainage Swales 

SE-3       Sediment Trap 

SE-4       Check Dams 

SE-7      Street Sweeping and Vacuuming 

SE-8      Sandbag Barrier 

SE-10      Storm Drain Inlet Protection 

TC-1      Stabilized Construction Entrance/Exit 

TC-2      Stabilized Construction Roadway 

WE-1      Dust Control 

NS-1      Water Conservation Practices 

NS-2      Dewatering Operations 

NS-3      Paving and Grinding Operations 

NS-6      Illicit Connection/Discharge 

NS-7      Potable Water/Irrigation 

NS-8      Vehicle and Equipment Cleaning 

NS-9      Vehicle and Equipment Fueling 

NS-10      Vehicle and Equipment Maintenance 

NS-12      Concrete Curing 

NS-13      Concrete Finishing 

WM-1      Material Delivery and Storage 
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  Attachment Q - List of BMPs 
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WM-2      Material Use 

WM-3      Stockpile Management 

WM-4      Spill Prevention and Control 

WM-5      Solid Waste Management 

WM-8      Concrete Waste Management 

WM-9      Sanitary / Septic Waste Management  

WM-10      Liquid Waste Management 
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Sample Activity Log 
 

GENERAL INFORMATION 

Project Name  

Contract No:  

Contractor  

Sampler’s Name  

Sampler’s Title  

Signature  

Date of Sampling  

Storm Start Date & Time:  Storm Duration (hrs):  
Storm Data 

Time elapsed since last storm 
(Circle Applicable Units) 

 
Min.     Hr.     Days 

Approximate Rainfall 
Amount (mm) 

 

 
 

Sample Log 

Sample Identification Sample Location Collection Date and Time 

   

   

   

   

   
 
 

Field Analysis 

Yes No 

Sample Identification Test Result 
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Pollutant Testing Guidance Table – Non-Visible Pollutants 
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Attachment S 
Pollutant Testing Guidance Table 1 

Category Construction Site Material Visually 
Observable? 

Pollutant 
Indicators 2 

Suggested 
Analyses Field 3 Laboratory 

Hot Asphalt 

Asphalt Emulsion 

Liquid Asphalt (tack coat)

Cold Mix 

Yes - Rainbow 
Surface or Brown 

Suspension 
Visually Observable - No Testing Required 

Crumb Rubber Yes – Black, solid 
material Visually Observable - No Testing Required 

Asphalt Products 
(Sections 37, 39, 92, 93, 

94, and Special 
Provisions) 

Asphalt Concrete (Any 
Type) 

Yes - Rainbow 
Surface or Brown 

Suspension 
Visually Observable - No Testing Required 

EPA 150.1 (pH) 

SM 2310B (Acidity) Acids No 

pH 
Acidity 

Anions (acetic acid, 
phosphoric acid, 

sulfuric acid, nitric 
acid, hydrogen 

chloride) 

pH Meter 
Acidity Test Kit 

EPA 300.0 (Anion) 

Bleaches No Residual Chlorine Chlorine SM 4500-CL G (Res. 
Chlorine) 

Detergents Yes - Foam Visually Observable - No Testing Required 

TSP No Phosphate Phosphate EPA 365.3 
(Phosphate) 

VOC None EPA 601/602 or 
EPA 624 (VOC) 

Cleaning Products 

Solvents No 
SVOC None EPA 625 (SVOC) 
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Attachment S 
Pollutant Testing Guidance Table 1 

Category Construction Site Material Visually 
Observable? 

Pollutant 
Indicators 2 

Suggested 
Analyses Field 3 Laboratory 

Portland Cement (PCC) Yes - Milky Liquid Visually Observable - No Testing Required 

pH EPA 150.1 (pH) 
Masonry products No 

Alkalinity 

pH Meter 
Alkalinity or Acidity 

Test Kit SM 2320 (Alkalinity) 

Methyl Methacrylate EPA 625 (SVOC) Sealant (Methyl 
Methacrylate - MMA) No 

Cobalt 

  Zinc 

None 
EPA 200.8 (Metal) 

Incinerator Bottom Ash 
Bottom Ash 
Steel Slag 

Foundry Sand 
Fly Ash 

Municipal Solid Waste 

No 

Aluminum 
Calcium 

Vanadium 
Zinc 

Calcium Test EPA 200.8 (Metal) 
EPA 200.7 (Calcium) 

Mortar Yes - Milky Liquid Visually Observable - No Testing Required 

Concrete Rinse Water Yes - Milky Liquid Visually Observable - No Testing Required 

Acidity SM 2310B (Acidity) 

Alkalinity SM 2320 (Alkalinity) 

pH EPA 150.1 (pH) 

VOC EPA 601/602 or 
EPA 624 (VOC) 

Portland Concrete 
Cement & Masonry 

Products 
(Section 27, 28, 29, 40, 
41, 42, 49, 50, 51, 53, 
63, 65, 72, 73, 80, 81, 

83, 90, and Special 
Provisions) 

Non-Pigmented Curing 
Compounds No 

SVOC 

pH Meter 
Alkalinity or Acidity 

Test Kit 

EPA 625 (SVOC) 
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Attachment S 
Pollutant Testing Guidance Table 1 

Category Construction Site Material Visually 
Observable? 

Pollutant 
Indicators 2 

Suggested 
Analyses Field 3 Laboratory 

Aluminum EPA 200.8 (Metal) 

TDS EPA 160.1 (TDS) Aluminum Sulfate No 

Sulfate 

TDS Meter 
Sulfate 

EPA 300.0 (Sulfate) 

Sulfur-Elemental No Sulfate Sulfate EPA 300.0 (Sulfate) 

Nitrate Nitrate EPA 300.0 (Nitrate) 

Phosphate Phosphate EPA 365.3 
(Phosphate) 

Organic Nitrogen None EPA 351.3 (TKN) 
Fertilizers-Inorganic 4 No 

Potassium None EPA 200.8 (Metal) 

TOC EPA 415.1 (TOC) 

Nitrate EPA 300.0 (Nitrate) 

Organic Nitrogen EPA 351.3 (TKN) 
Fertilizers-Organic No 

COD 

Nitrate 

EPA 410.4 (COD) 
Natural Earth (Sand, 
Gravel, and Topsoil) 

Yes - Cloudiness and 
turbidity Visually Observable - No Testing Required 

Herbicide Herbicide 

Pesticide Pesticide 
None Check lab for specific 

herbicide or pesticide 

Alkalinity SM 2320 (Alkalinity) 

Landscaping and 
Other Products 

(Section 20, 24, and 
Special Provisions) 

Lime 

No 

pH 

pH Meter 
Alkalinity or Acidity 

Test Kit EPA 150.1 (pH) 
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Attachment S 
Pollutant Testing Guidance Table 1 

Category Construction Site Material Visually 
Observable? 

Pollutant 
Indicators 2 

Suggested 
Analyses Field 3 Laboratory 

Paint Yes Visually Observable - No Testing Required 

VOC None EPA 601/602 or 
EPA 624 (VOC) Paint Strippers No 

SVOC None EPA 625 (SVOC) 

COD EPA 410.4 (COD) 
Resins No 

SVOC 
None 

EPA 625 (SVOC) 

Sealants No COD None EPA 410.4 (COD) 

COD EPA 410.4 (COD) 

VOC EPA 601/602 or 
EPA 624 (VOC) Solvents No 

SVOC 

None 

EPA 625 (SVOC) 

COD EPA 410.4 (COD) 

VOC EPA 601/602 or 
EPA 624 (VOC) 

Lacquers, Varnish, 
Enamels, and Turpentine No 

SVOC 

None 

EPA 625 (SVOC) 

VOC EPA 601/602 or 
EPA 624 (VOC) 

Painting Products 
(Section 12-3.08, 20-
2.32, 50-1.05, 59, 91, 

and Special Provisions) 

Thinners No 
COD 

None 
EPA 410.4 (COD) 

Portable Toilet Waste 
Products Portable Toilet Waste Yes Visually Observable - No Testing Required 
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Attachment S 
Pollutant Testing Guidance Table 1 

Category Construction Site Material Visually 
Observable? 

Pollutant 
Indicators 2 

Suggested 
Analyses Field 3 Laboratory 

Aerially Deposited Lead3 No Lead None EPA 200.8 (Metal) 

Petroleum 
Yes – Rainbow 

Surface Sheen and 
Odor 

Visually Observable - No Testing Required Contaminated Soil 5 

Mining or Industrial 
Waste, etc. No Contaminant Specific

Contaminant Specific 
– Check with 

laboratory 

Contaminant Specific 
– Check with 

laboratory 

Line Flushing Products Chlorinated Water No Total chlorine Chlorine SM 4500-CL G (Res. 
Chlorine) 

COD None EPA 410.4 (COD) 

Phenols Phenol EPA 420.1 (Phenol) Adhesives Adhesives No 

SVOC None EPA 625 (SVOC) 

Chloride Chloride EPA 300.0 (Chloride) 

TDS TDS Meter EPA 160.1 (TDS) 
Dust Palliative 

Products 
(Section 18) 

Salts (Magnesium 
Chloride, Calcium 

Chloride, and Natural 
Brines) 

No 

Cations (Sodium, 
Magnesium, Calcium) None EPA 200.7 (Cations) 

Antifreeze and Other 
Vehicle Fluids Yes - Colored Liquid Visually Observable - No Testing Required 

Sulfuric Acid None EPA 300.0 (Sulfate) 

Lead None EPA 200.8 (Metal) Batteries No 

pH 
pH Meter 

Alkalinity or Acidity 
Test Kit 

EPA 150.1 (pH) 
Vehicle 

Fuels, Oils, Lubricants
Yes - Rainbow 

Surface Sheen and 
Odor 

Visually Observable - No Testing Required 
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Attachment S 
Pollutant Testing Guidance Table 1 

Category Construction Site Material Visually 
Observable? 

Pollutant 
Indicators 2 

Suggested 
Analyses Field 3 Laboratory 

Organic Nitrogen None EPA 351.3 (TKN) 
BOD None EPA 405.1 (BOD) 
COD None EPA 410.4 (COD) 
DOC None EPA 415.1 (DOC) 

Nitrate Nitrate EPA 300.0 (Nitrate) 
Sulfate Sulfate EPA 300.0 (Sulfate) 

Polymer/Copolymer 6, 7 No 

Nickel None EPA 200.8 (Metal) 
Straw/Mulch Yes - Solids Visually Observable - No Testing Required 

Alkalinity Alkalinity SM 2320 (Alkalinity) 
Lignin Sulfonate No 

TDS TDS Meter EPA 160.1 (TDS) 
COD EPA 410.4 (COD) 

Psyllium No 
TOC 

None 
EPA 415.1 (TOC) 

COD EPA 410.4 (COD) 
TOC EPA 415.1 (TOC) Guar/Plant Gums No 

Nickel 
None 

EPA 200.8 (Metal) 

pH 
pH Meter 

Alkalinity or Acidity 
Test Kit 

EPA 150.1 (pH) 

Calcium Calcium EPA 200.7 (Calcium) 
Sulfate Sulfate EPA 300.0 (Sulfate) 

Aluminum 
Barium 

Manganese 

Soil 
Amendment/Stabilizatio

n Products 

Gypsum No 

Vanadium 

None EPA 200.8 (Metal) 
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Attachment S 
Pollutant Testing Guidance Table 1 

Category Construction Site Material Visually 
Observable? 

Pollutant 
Indicators 2 

Suggested 
Analyses Field 3 Laboratory 

Arsenic 

Total Chromium 

Copper 

 
Ammoniacal-Copper-
Zinc-Arsenate (ACZA) 

 
Copper-Chromium-

Arsenic (CCA) 
 

Ammoniacal-Copper-
Arsenate (ACA) 

 
Copper Naphthenate 

 

No 

Zinc 

Total Chromium EPA 200.8 (Metal) Treated Wood Products 
(Section 58, 80-3.01B(2), 
and Special Provisions) 

Creosote 
Yes - Rainbow 

Surface or Brown 
Suspension 

Visually Observable - No Testing Required 

 
 
Notes: 

1. 1 If specific pollutant is known, analyze only for that specific pollutant.  See MSDS to verify. 
2. For each construction material, test for one of the pollutant indicators.  Bolded pollutant indicates lowest analysis cost or best 

indicator.  However, the composition of the specific construction material, if known, is the first criterion for selecting which 
analysis to use. 

3. See www.hach.com, www.lamotte.com, www.ysi.com and www.chemetrics.com for some of the test kits  
4. If the type of inorganic fertilizer is unknown, analyze for all pollutant indicators listed. 
5. Only if special handling requirements are required in the Standard Special Provisions for aerially deposited lead (ADL) 
6. If used with a dye or fiber matrix, it is considered visually observable and no testing is required. 
7. Based upon research conducted by Caltrans, the following copolymers/polymers do not discharge pollutants and water quality 

sampling and analysis is not required:  Super Tak™, M-Binder™, Fish Stik™, Pro40dc™, Fisch-Bond™, and Soil Master 
WR™. 

Acronyms: 
BOD – Biochemical Oxygen Demand 
COD – Chemical Oxygen Demand 
DOC – Dissolved Organic Carbon 
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EPA – Environmental Protection Agency 
HACH – Worldwide company that provides advanced analytical systems and technical support for water quality testing. 
SM – Standard Method 
SVOC – Semi-Volatile Organic Compounds 
TDS – Total Dissolved Solids 
TKN – Total Kjeldahl Nitrogen 
TOC – Total Organic Carbon 
TSP – Tri-Sodium Phosphate 
VOC - Volatile Organic Compounds 
 

References: 
Construction Storm Water Sampling and Analysis Guidance Document, California Stormwater Quality Task Force, October 2001. 
Environmental Impact of Construction and Repair Materials on Surface and Ground Waters, Report 448, National Cooperative 
Highway Research Program, 2001 
Soil Stabilization for Temporary Slopes, Environmental Programs, California Department of Transportation, October 1, 1999. 
Statewide Storm Water Management Plan, Division of Environmental Analysis, California Department of Transportation, April 2002. 
Statewide Storm Water Quality Practice Guidelines, Environmental Program, California Department of Transportation, August 2000. 
Soil Stabilization for Temporary Slopes and District 7 Erosion Control Pilot Study, June 2000. 
Stormwater Monitoring Protocols, Guidance Manual, California Department of Transportation, May 2000. 
 



Storm Water Pollution Prevention Plan (SWPPP) 
Palen Solar Power Project  

 

Attachment T 

Discharge Reporting Log 
 



 

Discharge Reporting Log 
Page     of         

 

Discharge Reporting Log 

Project Name:  

Contract No:  
 
 

Date Material(s) Discharged Estimated 
Quantity Observed By 
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Analytical Results 
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BMP Fact Sheets 

(to be selected and provided by the Contractor) 

 
 




