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Technical Area:  Reliability Response Date:  April 8, 2002

REQUEST:

For the alternate option, please clarify how many of the three 50 percent capacity
condensate pumps will be installed or stored.

RESPONSE:

If 50 percent capacity condensate pumps are used, three 50 percent capacity condensate
pumps will be installed and one spare 50 percent capacity condensate pump will be
stored on site.
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