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FACILITY LEGEND

FACILTY

COMBUSTION TURBINE L146000
‘COMBUSTION TURBINE INLET AIR FILTER
COMBUSTION TURBINE AUXILIARY SKID
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FIRE RATED WALL

GAS METERING AREA
SR AVMONIA STORAGE (15,500 GAL)

DEMINERALIZED WATER STORAGE TANK (350 K GAL).
GAS COMPRESSOR BUILDING

FIRE WATER / SERVICE WATER (600 K GAL).
MODULAR CONTROL. ROOM

HOT SIDE SCR
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GENERAL LEGEND

ASPHALT PAVING

AGGREGATE SURFACING TYPE 1

CONCRETE PAVEMENT
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——— — BELOV GRADE CIRCULATING
WATER LINE

NOT TO BE USED
FOR CONSTRUCTION

e

- = o
. BsK gymareH R SR R BLAT 66561-0010-51001 |
we s SITE ARRANGEMENT
Jrol o REVSONS WD RECORD OF BSUE. Jombes Eadeociner) ws 04/10/2000 4 LN600O SIMPLE CYCLE H_|




