NOTES:
1. 230 KV BREAKER TO BE 50 KA INTERRUPTING
CAPACITY.

2. ALL SUBSTATION CONTROL AND PROTECTION -
TO BE LOCATIED IN POWER PLANT FACIUTIES.

3. GENERATOR BREAKERS INCLUDED IN 1500 MVA
METAL CLAD SWITCHGEAR,

416 kY 13.8 kv 230 W
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