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EXHIBIT 1

230kV Transmission Line Plan View
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EXHIBIT 2 
230kV Transmission Delta, Single Circuit,  

Braced Post 2-1/2", Conc
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EXHIBIT 2 
230kV Deadend,  

25°-90° Single Circuit
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EXHIBIT 2 
230kV Transmission 
3-Pole De Structure
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EXHIBIT 2 
230kV Transmission  

Riser Pole
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EXHIBIT 3 
Quail Brush 230kV 
Generation Tie Line

EXHIBIT 3 
Quail Brush 230kV 
Generation Tie Line
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Key One Line Diagram



X 

EXHIBIT 5 
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SDG&E 230 kV Switchyard Physical Arrangements



EXHIBIT 6 
San Diego Gas & Electric Company  

Sketch 3



 
EXHIBIT 7 

Proof of Payment 
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