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TO GEN1 SINGLE LINE
SEE FIGURE 3.4-7
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TO GEN2 SINGLE LINE

SEE FIGURE 3.4-8

PRELIMINARY

NOTES:

1.

SAFETY CONTROLS SHALL BE INSTALLED WHERE
THE START UP TRANSFORMER T—3 AND THE
OUTGOING TRANSFORMERS T—1 AND T—2 CANNOT
BE CONNECTED TO THE 230KV LINE AT THE SAME
TIME.
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