
Power Flows (MW): Pre-Project Post-Project
PALO - DEVERS 500KV Transmission Line 1519.7 1531.4

Palo - N.Gila 500KV 1271.1 1067
Miriid - Mirage 230KV 166.3 378.6

Coachella - Devers 230KV 149.2 343.4
Midway - Vincent 500KV 614.1 360.4
J. Hinds - Mirage 230KV 41.9 72.4

EOR 4974.6 5006.8
WOR 8603.4 9260.1
SCIT 13202.6 13194.3

Loads & Resources Generation Loads Interchanges
 Pre-Project Post-Project Pre-Project & Post-Project Pre-Project Post-Project

SCE 18034 17287.4 5087IM 5828.3IM
WAPA 2932 3976.3 2703EX 3743.0EX

IID 921 960.7 132EX 132.0EX
AZ 12039.9 11311.7 473IM 306.2IM

Results* Outage Element

Pre-Project Post Project
Amps %Loading Amps %Loading

Base Case Mirage 230 - Mirage 115 Trans 516.4 95 553 101.2

N-1 Eagle Mtn - Iron Mtn 230.0*Blythe - BlytheSC 161KV** 407 60.8 673.1 100.5

N-2 Coachella - Devers  230 *Blythe - BlytheSC 161KV** 379.6 56.7 916.4 136.8
& MirIID - Mirage 230 Blythe - Eagle Mtn 161KV 209 34.7 739.9 122.3

**Transmission Line is owned by WAPA.  Verification of the emergency line rating needs to be verified

Table 8.0-1
Blythe Phase II - 2003 Heavy Summer

Percentage of Normal Ratings
W/Highest Loadings

106.7
22653.6

770
12410.1

* Only the highest loading increases that are due to the Project are listed in this table.


