APPENDIX 5E

SDG&E Concurrence on Substation Layout







From: Lynch, Kerry

Sent: Thursday, April 27, 2006 6:36 PM

To: 'Rawlins, Andy '

Cc: Yari, Ali; Allen, Tim; Brown, Linda P.; Winn, Caroline A.;
Campbell, Susan C.; Torre, William V.

Subject: FW: South Bay Substation Relocation

Andy,

We've reviewed your layout options. Alt 1 is acceptable, with the
caveat that cost responsibilities for items in excess of our standard
construction practice would still need to be determined if we were to
execute the design. We would also need to perform far more feasibility and
cost analysis to account for the actual site conditions.

| appreciate the spirit of cooperation you showed by re-shaping the
retention pond to make this work.

Kerry Lynch
Substation Engineering & Design Manager
858-654-8656

----Original Message-----
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