
GWF Tracy Peaker Studies
Category B Contingency List

From Bus To Bus Ckt Description
1 30330 30482 "1 " 0 line from  RIO OSO  230.00  BRKR to BRKR  LOCKFORD 230.00 1

0
1 30337 30622 "1 " 0 line from  GOLDHILL 230.00  BRKR to BRKR  EIGHT MI 230.00 2

0
1 30348 30500 "1 " 0 line from  BRIGHTON 230.00  BRKR to BRKR  BELLOTA  230.00 3

0
1 30482 30500 "1 " 0 line from  LOCKFORD 230.00  BRKR to BRKR  BELLOTA  230.00 4

0
1 30485 30487 "1 " 0 line from  TIGR CRK 230.00  BRKR to BRKR  ELECTRA  230.00 5

0
1 30485 30490 "1 " 0 line from  TIGR CRK 230.00  BRKR to BRKR  VLLY SPS 230.00 6

0
1 30487 30500 "1 " 0 line from  ELECTRA  230.00  BRKR to BRKR  BELLOTA  230.00 7

0
1 30490 30500 "1 " 0 line from  VLLY SPS 230.00  BRKR to BRKR  BELLOTA  230.00 8

0
1 30495 30624 "1 " 0 line from  STAGG    230.00  BRKR to BRKR  TESLA E  230.00 9

0
1 30500 30503 "1 " 0 line from  BELLOTA  230.00  BRKR to BRKR  COLLERVL 230.00 10

0
1 30500 30503 "2 " 0 line from  BELLOTA  230.00  BRKR to BRKR  COLLERVL 230.00 11

0
1 30500 30505 "1 " 0 line from  BELLOTA  230.00  BRKR to BRKR  WEBER    230.00 12

0
1 30500 30624 "1 " 0 line from  BELLOTA  230.00  BRKR to BRKR  TESLA E  230.00 13

0
1 30500 38206 "1 " 0 line from  BELLOTA  230.00  BRKR to (2)   COTTLE A 230.00 14
1 38206 37563 "1 " 0 line from  COTTLE A 230.00   (2) to BRKR  MELONES  230.00
4 38206 0 "1 " 0 LOAD-DROP    COTTLE A 230.00  LOAD==19.23(0.00)
3 34604 0 "**" 0  Drop Helms unit3 with a loss Bellota - Melones line

0
1 30500 38208 "1 " 0 line from  BELLOTA  230.00  BRKR to (3)   COTTLE B 230.00 15
1 38208 30515 "1 " 0 line from  COTTLE B 230.00   (3) to BRKR  WARNERVL 230.00
2 38208 38349 "1 " 0 TRAN from  COTTLE B 230.00   (3) to (1)   FRANKHMR   9.11
4 38208 0 "2 " 0 LOAD-DROP    COTTLE B 230.00  LOAD==21.32(7.38)
3 38349 0 "1 " 0 GEN-DROP    FRANKHMR   9.11  GEN==3.47(2.50)
3 34604 0 "**" 0  Drop Helms unit3 with a loss Bellota - Warnerville line

0
1 30505 30624 "1 " 0 line from  WEBER    230.00  BRKR to BRKR  TESLA E  230.00 16

0
1 30515 30795 "1 " 0 line from  WARNERVL 230.00  BRKR to (2)   STOREY 2 230.00
1 30795 30805 "1 " 0 line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00
4 30795 0 "2 " 0 LOAD-DROP    STOREY 2 230.00  LOAD==31.73(0.00)
3 34604 0 "**" 0  Drop Helms unit3 with a loss Warnerville-Borden line

0
1 30515 36950 "1 " 0 line from  WARNERVL 230.00  BRKR to BRKR  INTAKE   230.00 17

0
1 30515 36950 "2 " 0 line from  WARNERVL 230.00  BRKR to BRKR  INTAKE   230.00 18

0
1 30526 30595 "1 " 0 line from  PITSBURG 230.00  BRKR to (3)   FLOWIND2 230.00 19
1 30595 30640 "1 " 0 line from  FLOWIND2 230.00   (3) to BRKR  TESLA F  230.00
2 30595 33840 "1 " 0 TRAN from  FLOWIND2 230.00   (3) to (1)   FLOWD3-6   9.11
4 33840 0 "1 " 0 LOAD-DROP    FLOWD3-6   9.11  LOAD==0.65(0.31)
3 33840 0 "4 " 0 GEN-DROP    FLOWD3-6   9.11  GEN==1.13(0.00)

0
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From Bus To Bus Ckt Description
1 30565 30569 "1 " 0 line from  BRENTWOD 230.00  BRKR to BRKR  KELSO    230.00 20

0
1 30569 30570 "1 " 0 line from  KELSO    230.00  BRKR to (4)   USWP-RLF 230.00 21
1 30570 30571 "1 " 0 line from  USWP-RLF 230.00   (4) to (2)   ALTALAND 230.00
1 30570 30625 "1 " 0 line from  USWP-RLF 230.00   (4) to BRKR  TESLA D  230.00
2 30570 33836 "1 " 0 TRAN from  USWP-RLF 230.00   (4) to (1)   USWP_4    9.11
2 30571 33832 "1 " 0 TRAN from  ALTALAND 230.00   (2) to (1)   COG.CAPT   9.11
4 33836 0 "1 " 0 LOAD-DROP    USWP_4    9.11  LOAD==0.40(0.19)
3 33836 0 "3 " 0 GEN-DROP    USWP_4    9.11  GEN==2.91(0.00)
3 33832 0 "1 " 0 GEN-DROP    COG.CAPT   9.11  GEN==4.30(6.60)

0
1 30580 30625 "1 " 0 line from  ALTM MDW 230.00   (3) to BRKR  TESLA D  230.00 22
1 30580 38610 "1 " 0 line from  ALTM MDW 230.00   (3) to BRKR  DELTAPMP 230.00
2 30580 33175 "1 " 0 TRAN from  ALTM MDW 230.00   (3) to (1)   ALTAMONT   9.11
3 33175 0 "2 " 0 GEN-DROP    ALTAMONT   9.11  GEN==0.19(0.00)

0
1 30600 30640 "1 " 0 line from  JV ENTER 230.00   (3) to BRKR  TESLA F  230.00 23
1 30600 30526 "1 " 0 line from  JV ENTER 230.00   (3) to BRKR  PITSBURG 230.00
2 30600 33171 "1 " 0 TRAN from  JV ENTER 230.00   (3) to (1)   JVE&HOWD   9.11
3 33171 0 "2 " 0 GEN-DROP    JVE&HOWD   9.11  GEN==0.06(0.00)

0
1 30622 30495 "1 " 0 line from  EIGHT MI 230.00  BRKR to BRKR  STAGG    230.00 24

0
1 30622 30624 "1 " 0 line from  EIGHT MI 230.00  BRKR to BRKR  TESLA E  230.00 25

0
1 30624 30630 "1 " 0 line from  TESLA E  230.00  BRKR to BRKR  NEWARK D 230.00 26

0
1 30624 30649 "1 " 0 line from  TESLA E  230.00  BRKR to BRKR  GWFTRACY 230.00 27

0
1 30624 30670 "1 " 0 line from  TESLA E  230.00  BRKR to BRKR  WESTLEY  230.00 28

0
1 30625 30640 "1 " 0 line from  TESLA D  230.00  BRKR to BRKR  TESLA F  230.00 29

0
1 30640 30655 "1 " 0 line from  TESLA F  230.00  BRKR to (3)   ADCC     230.00 30
1 30655 30630 "1 " 0 line from  ADCC     230.00   (3) to BRKR  NEWARK D 230.00
2 30655 35310 "1 " 0 TRAN from  ADCC     230.00   (3) to (1)   LFC FIN+   9.11

0
1 30640 30703 "1 " 0 line from  TESLA F  230.00  BRKR to BRKR  RAVENSWD 230.00 31

0
1 30670 30765 "1 " 0 line from  WESTLEY  230.00  BRKR to BRKR  LOSBANOS 230.00 32

0
1 33083 33774 "1 " 0 line from  MDLRVRJT  60.00   (2) to (3)   HRDLNJCT  60.00 33
1 33083 33084 "1 " 0 line from  MDLRVRJT  60.00   (2) to (3)   BXLR_TAP  60.00
1 33774 33770 "1 " 0 line from  HRDLNJCT  60.00   (3) to BRKR  HERDLYN   60.00
1 33774 33782 "1 " 0 line from  HRDLNJCT  60.00   (3) to (1)   WEST SDE  60.00
1 33084 33055 "1 " 0 line from  BXLR_TAP  60.00   (3) to (1)   BIXLER    60.00
1 33084 33778 "1 " 0 line from  BXLR_TAP  60.00   (3) to (2)   MDL_RIVR  60.00
1 33778 33780 "1 " 0 line from  MDL_RIVR  60.00   (2) to (1)   MCD_ISLE  60.00
4 33782 0 "1 " 0 LOAD-DROP    WEST SDE  60.00  LOAD==1.90(0.43)
4 33055 0 "1 " 0 LOAD-DROP    BIXLER    60.00  LOAD==2.00(0.97)
4 33778 0 "1 " 0 LOAD-DROP    MDL_RIVR  60.00  LOAD==3.54(0.00)
4 33780 0 "1 " 0 LOAD-DROP    MCD_ISLE  60.00  LOAD==6.24(1.56)

0
1 33500 33509 "1 " 0 line from  MELNS JA 115.00   (3) to (3)   AVENATP1 115.00 34
1 33500 33501 "1 " 0 line from  MELNS JA 115.00   (3) to (3)   FRGTNTP1 115.00
1 33500 33932 "1 " 0 line from  MELNS JA 115.00   (3) to BRKR  MELONES  115.00
1 33509 33510 "1 " 0 line from  AVENATP1 115.00   (3) to (1)   AVENA    115.00
1 33509 33514 "1 " 0 line from  AVENATP1 115.00   (3) to BRKR  MANTECA  115.00
1 33501 33502 "1 " 0 line from  FRGTNTP1 115.00   (3) to (1)   FROGTOWN 115.00
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From Bus To Bus Ckt Description
1 33501 33506 "1 " 0 line from  FRGTNTP1 115.00   (3) to BRKR  STANISLS 115.00
4 33510 0 "1 " 0 LOAD-DROP    AVENA    115.00  LOAD==11.24(0.00)
4 33502 0 "1 " 0 LOAD-DROP    FROGTOWN 115.00  LOAD==6.47(1.48)
4 33502 0 "2 " 0 LOAD-DROP    FROGTOWN 115.00  LOAD==11.22(2.55)
1 33511 33510 "1 " 1  Switches in Avenan SW 145 to transfer load
4 33510 0 "**" 1  Restores Load at Avena

0
1 33503 33936 "1 " 0 line from  FRGTNTP2 115.00   (2) to (3)   MELNS JB 115.00 35
1 33503 33504 "1 " 0 line from  FRGTNTP2 115.00   (2) to (2)   CATARACT 115.00
1 33936 33932 "1 " 0 line from  MELNS JB 115.00   (3) to BRKR  MELONES  115.00
1 33936 33951 "1 " 0 line from  MELNS JB 115.00   (3) to (3)   VLYHMTP1 115.00
1 33504 33506 "1 " 0 line from  CATARACT 115.00   (2) to BRKR  STANISLS 115.00
1 33951 33516 "1 " 0 line from  VLYHMTP1 115.00   (3) to (3)   RPN JNCN 115.00
1 33951 33952 "1 " 0 line from  VLYHMTP1 115.00   (3) to (1)   VALLY HM 115.00
1 33516 33514 "1 " 0 line from  RPN JNCN 115.00   (3) to BRKR  MANTECA  115.00
1 33516 33520 "1 " 0 line from  RPN JNCN 115.00   (3) to (1)   RIPON    115.00
4 33952 0 "1 " 0 LOAD-DROP    VALLY HM 115.00  LOAD==4.10(0.93)
4 33520 0 "2 " 0 LOAD-DROP    RIPON    115.00  LOAD==22.22(0.00)

0
1 33506 33948 "1 " 0 line from  STANISLS 115.00  BRKR to (2)   RVRBK J2 115.00 36
1 33948 33953 "1 " 0 line from  RVRBK J2 115.00   (2) to (2)   VLYHMTP2 115.00
1 33953 33511 "1 " 0 line from  VLYHMTP2 115.00   (2) to (2)   AVENATP2 115.00
1 33511 33514 "1 " 0 line from  AVENATP2 115.00   (2) to BRKR  MANTECA  115.00

0
1 33514 33526 "1 " 0 line from  MANTECA  115.00  BRKR to (3)   KSSN-JC1 115.00 37
1 33526 33528 "1 " 0 line from  KSSN-JC1 115.00   (3) to BRKR  KASSON   115.00
1 33526 33533 "1 " 0 line from  KSSN-JC1 115.00   (3) to (2)   OWENSTP2 115.00
1 33533 33535 "1 " 0 line from  OWENSTP2 115.00   (2) to (2)   SFWY_TP2 115.00
1 33535 33543 "1 " 0 line from  SFWY_TP2 115.00   (2) to (3)   AEC_TP2  115.00
1 33543 33536 "1 " 0 line from  AEC_TP2  115.00   (3) to (2)   TESLA JB 115.00
1 33543 33545 "1 " 0 line from  AEC_TP2  115.00   (3) to (2)   AEC_JCT  115.00
1 33536 33540 "1 " 0 line from  TESLA JB 115.00   (2) to BRKR  TESLA    115.00
1 33545 33547 "1 " 0 line from  AEC_JCT  115.00   (2) to (1)   AEC_300  115.00
4 33547 0 "1 " 0 LOAD-DROP    AEC_300  115.00  LOAD==3.00(9.54)

0
1 33514 33539 "1 " 0 line from  MANTECA  115.00  BRKR to (2)   CROSRDJ2 115.00 38
1 33539 33518 "1 " 0 line from  CROSRDJ2 115.00   (2) to BRKR  VIERRA   115.00

0
1 33514 33970 "1 " 0 line from  MANTECA  115.00  BRKR to (3)   INGRM C. 115.00 39
1 33970 33959 "1 " 0 line from  INGRM C. 115.00   (3) to (2)   TCHRT_T2 115.00
1 33970 33965 "1 " 0 line from  INGRM C. 115.00   (3) to (2)   SALADO J 115.00
1 33959 33540 "1 " 0 line from  TCHRT_T2 115.00   (2) to BRKR  TESLA    115.00
1 33965 33964 "1 " 0 line from  SALADO J 115.00   (2) to BRKR  SALADO   115.00
4 33970 0 "1 " 0 LOAD-DROP    INGRM C. 115.00  LOAD==4.00(1.82)

0
1 33518 33522 "1 " 0 line from  VIERRA   115.00  BRKR to (3)   CROSRDJT 115.00 40
1 33522 33524 "1 " 0 line from  CROSRDJT 115.00   (3) to (1)   CL AMMNA 115.00
1 33522 33530 "1 " 0 line from  CROSRDJT 115.00   (3) to (3)   KSSN-JC2 115.00
1 33530 33528 "1 " 0 line from  KSSN-JC2 115.00   (3) to BRKR  KASSON   115.00
1 33530 33550 "1 " 0 line from  KSSN-JC2 115.00   (3) to (2)   HJ HEINZ 115.00
1 33550 33548 "1 " 0 line from  HJ HEINZ 115.00   (2) to BRKR  TRACY    115.00
4 33524 0 "1 " 0 LOAD-DROP    CL AMMNA 115.00  LOAD==4.01(2.90)
4 33550 0 "1 " 0 LOAD-DROP    HJ HEINZ 115.00  LOAD==0.68(0.42)

0
1 33531 33528 "1 " 0 line from  OWENSTP1 115.00   (3) to BRKR  KASSON   115.00 41
1 33531 33532 "1 " 0 line from  OWENSTP1 115.00   (3) to (1)   OI GLASS 115.00
1 33531 33537 "1 " 0 line from  OWENSTP1 115.00   (3) to (3)   SFWY_TP1 115.00
1 33537 33534 "1 " 0 line from  SFWY_TP1 115.00   (3) to (1)   SAFEWAY  115.00
1 33537 33541 "1 " 0 line from  SFWY_TP1 115.00   (3) to (2)   AEC_TP1  115.00
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From Bus To Bus Ckt Description
1 33541 33538 "1 " 0 line from  AEC_TP1  115.00   (2) to (2)   TESLA JA 115.00
1 33538 33540 "1 " 0 line from  TESLA JA 115.00   (2) to BRKR  TESLA    115.00
4 33532 0 "1 " 0 LOAD-DROP    OI GLASS 115.00  LOAD==11.40(7.07)
4 33534 0 "1 " 0 LOAD-DROP    SAFEWAY  115.00  LOAD==5.28(2.09)

0
1 33540 33544 "1 " 0 line from  TESLA    115.00  BRKR to (2)   ELLS GTY 115.00 42
1 33544 33546 "1 " 0 line from  ELLS GTY 115.00   (2) to (2)   TRACY JC 115.00
1 33546 33542 "1 " 0 line from  TRACY JC 115.00   (2) to (2)   LEPRINO  115.00
1 33542 33548 "1 " 0 line from  LEPRINO  115.00   (2) to BRKR  TRACY    115.00
4 33544 0 "1 " 0 LOAD-DROP    ELLS GTY 115.00  LOAD==3.60(1.85)
4 33542 0 "1 " 0 LOAD-DROP    LEPRINO  115.00  LOAD==4.72(3.05)

0
1 33540 33568 "1 " 0 line from  TESLA    115.00  BRKR to (3)   TH.E.DV. 115.00 43
1 33568 33570 "1 " 0 line from  TH.E.DV. 115.00   (3) to (3)   SPC JCT. 115.00
2 33568 33806 "1 " 0 TRAN from  TH.E.DV. 115.00   (3) to (1)   TH.E.DV.  13.80
1 33570 33572 "1 " 0 line from  SPC JCT. 115.00   (3) to (2)   SP CMPNY 115.00
1 33570 33956 "1 " 0 line from  SPC JCT. 115.00   (3) to (2)   SJ COGEN 115.00
2 33572 33810 "1 " 0 TRAN from  SP CMPNY 115.00   (2) to (1)   SP CMPNY  13.80
2 33956 33808 "1 " 0 TRAN from  SJ COGEN 115.00   (2) to (1)   SJ COGEN  13.80
3 33806 0 "1 " 0 GEN-DROP    TH.E.DV.  13.80  GEN==19.55(6.00)
3 33810 0 "1 " 0 GEN-DROP    SP CMPNY  13.80  GEN==37.58(21.67)
3 33808 0 "1 " 0 GEN-DROP    SJ COGEN  13.80  GEN==45.40(27.50)

0
1 33540 33574 "1 " 0 line from  TESLA    115.00  BRKR to (2)   LLNL TAP 115.00 44
1 33574 37649 "1 " 0 line from  LLNL TAP 115.00   (2) to BRKR  LLNLAB   115.00

0
1 33540 33576 "1 " 0 line from  TESLA    115.00  BRKR to (3)   USWP-PAT 115.00 45
1 33576 33578 "1 " 0 line from  USWP-PAT 115.00   (3) to (3)   FAYETTE  115.00
2 33576 33842 "1 " 0 TRAN from  USWP-PAT 115.00   (3) to (1)   PATTERSN   9.11
1 33578 33580 "1 " 0 line from  FAYETTE  115.00   (3) to (2)   ALTENRGY 115.00
2 33578 33844 "1 " 0 TRAN from  FAYETTE  115.00   (3) to (1)   FAYETTE+   9.11
2 33580 33834 "1 " 0 TRAN from  ALTENRGY 115.00   (2) to (1)   KALINA     9.11
3 33842 0 "4 " 0 GEN-DROP    PATTERSN   9.11  GEN==10.50(0.00)

0
1 33540 33961 "1 " 0 line from  TESLA    115.00  BRKR to (3)   TCHRT_T1 115.00 46
1 33961 33960 "1 " 0 line from  TCHRT_T1 115.00   (3) to (3)   MDSTO CN 115.00
1 33961 33963 "1 " 0 line from  TCHRT_T1 115.00   (3) to (2)   TCHRTJCT 115.00
1 33960 33962 "1 " 0 line from  MDSTO CN 115.00   (3) to (3)   SALDO TP 115.00
2 33960 34054 "1 " 0 TRAN from  MDSTO CN 115.00   (3) to (1)   MDSTO CN  13.80
1 33962 33964 "1 " 0 line from  SALDO TP 115.00   (3) to BRKR  SALADO   115.00
1 33962 33967 "1 " 0 line from  SALDO TP 115.00   (3) to (2)   MILER TP 115.00
1 33967 33966 "1 " 0 line from  MILER TP 115.00   (2) to (1)   MILLER   115.00
1 33963 33968 "1 " 0 line from  TCHRTJCT 115.00   (2) to (1)   TEICHERT 115.00
4 33966 0 "1 " 0 LOAD-DROP    MILLER   115.00  LOAD==3.64(1.76)
4 33968 0 "1 " 0 LOAD-DROP    TEICHERT 115.00  LOAD==4.74(4.57)
3 34054 0 "1 " 0 GEN-DROP    MDSTO CN  13.80  GEN==4.45(6.00)

0
1 33552 33553 "1 " 0 line from  STCKTNJB 115.00   (2) to BRKR  STKTON B 115.00 47
1 33552 33558 "1 " 0 line from  STCKTNJB 115.00   (2) to (3)   LCKFRDJB 115.00
1 33558 33562 "1 " 0 line from  LCKFRDJB 115.00   (3) to BRKR  BELLOTA  115.00
1 33558 33564 "1 " 0 line from  LCKFRDJB 115.00   (3) to BRKR  LOCKFORD 115.00
4 33553 0 "3 " 0 LOAD-DROP    STKTON B 115.00  LOAD==26.71(0.00)
1 33555 33553 "1 " 1  Switches in Stockton 'A' SW 177 to transfer load
4 33553 0 "**" 1  Restore Load at Stockton 'A' Bk  3

0
1 33554 33555 "1 " 0 line from  STCKTNJA 115.00   (2) to BRKR  STKTON A 115.00 48
1 33554 33556 "1 " 0 line from  STCKTNJA 115.00   (2) to (3)   STN COGN 115.00
1 33556 33560 "1 " 0 line from  STN COGN 115.00   (3) to (2)   LCKFRDJA 115.00
1 33556 33958 "1 " 0 line from  STN COGN 115.00   (3) to (2)   CPC STCN 115.00
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From Bus To Bus Ckt Description
1 33560 33562 "1 " 0 line from  LCKFRDJA 115.00   (2) to BRKR  BELLOTA  115.00
2 33958 33814 "1 " 0 TRAN from  CPC STCN 115.00   (2) to (1)   CPC STCN  12.47
4 33555 0 "4 " 0 LOAD-DROP    STKTON A 115.00  LOAD==17.13(0.76)
4 33555 0 "5 " 0 LOAD-DROP    STKTON A 115.00  LOAD==17.47(3.17)
4 33814 0 "1 " 0 LOAD-DROP    CPC STCN  12.47  LOAD==4.90(1.10)
3 33814 0 "1 " 0 GEN-DROP    CPC STCN  12.47  GEN==48.88(22.44)
1 33555 33553 "1 " 1  Switches in Stockton 'A' SW 177 to transfer load
4 33555 0 "**" 1  Restore Load at Stockton 'A' Bks 4&6

0
1 33561 33562 "1 " 0 line from  BLLTAJCT 115.00   (3) to BRKR  BELLOTA  115.00 49
1 33561 33564 "1 " 0 line from  BLLTAJCT 115.00   (3) to BRKR  LOCKFORD 115.00
1 33561 33565 "1 " 0 line from  BLLTAJCT 115.00   (3) to (2)   CMNCHETP 115.00
1 33565 33566 "1 " 0 line from  CMNCHETP 115.00   (2) to BRKR  CAMANCHE 115.00

0
1 33562 33946 "1 " 0 line from  BELLOTA  115.00  BRKR to (2)   RVRBK J1 115.00 50
1 33946 33944 "1 " 0 line from  RVRBK J1 115.00   (2) to BRKR  RVRBANK  115.00

0
1 33562 33950 "1 " 0 line from  BELLOTA  115.00  BRKR to (3)   RVRBK TP 115.00 51
1 33950 33934 "1 " 0 line from  RVRBK TP 115.00   (3) to (3)   TULLOCH  115.00
1 33950 33944 "1 " 0 line from  RVRBK TP 115.00   (3) to BRKR  RVRBANK  115.00
1 33934 33932 "1 " 0 line from  TULLOCH  115.00   (3) to BRKR  MELONES  115.00
2 33934 34076 "1 " 0 TRAN from  TULLOCH  115.00   (3) to (1)   TULLOCH    6.90
3 34076 0 "1 " 0 GEN-DROP    TULLOCH    6.90  GEN==8.00(1.00)
3 34076 0 "2 " 0 GEN-DROP    TULLOCH    6.90  GEN==8.00(1.00)

0
1 33582 33584 "1 " 0 line from  SLT SPRG 115.00  BRKR to BRKR  TIGR CRK 115.00 52

0
1 33600 37582 "1 " 0 line from  HERDLYN   70.00   (2) to BRKR  TRACY YG  70.00 53
2 33600 33770 "2 " 0 TRAN from  HERDLYN   70.00   (2) to BRKR  HERDLYN   60.00

0
1 33602 33670 "1 " 0 line from  NEWARKS   60.00   (2) to BRKR  STCKTN A  60.00 54
2 33602 33815 "1 " 0 TRAN from  NEWARKS   60.00   (2) to (1)   STKTN SR  13.80
4 33602 0 "1 " 0 LOAD-DROP    NEWARKS   60.00  LOAD==9.01(4.86)
3 33815 0 "1 " 0 GEN-DROP    STKTN SR  13.80  GEN==22.00(-2.66)

0
1 33604 33606 "1 " 0 line from  WEST PNT  60.00   (2) to (3)   P.GRVEJ.  60.00 55
2 33604 33820 "1 " 0 TRAN from  WEST PNT  60.00   (2) to (1)   WEST PNT  11.50
1 33606 33607 "1 " 0 line from  P.GRVEJ.  60.00   (3) to (2)   ELECTRAJ  60.00
1 33606 33608 "1 " 0 line from  P.GRVEJ.  60.00   (3) to (1)   PNE GRVE  60.00
1 33607 33610 "1 " 0 line from  ELECTRAJ  60.00   (2) to BRKR  VLLY SPS  60.00
4 33604 0 "1 " 0 LOAD-DROP    WEST PNT  60.00  LOAD==2.78(0.63)
4 33604 0 "3 " 0 LOAD-DROP    WEST PNT  60.00  LOAD==3.39(0.77)
4 33607 0 "1 " 0 LOAD-DROP    ELECTRAJ  60.00  LOAD==9.04(2.06)
4 33608 0 "1 " 0 LOAD-DROP    PNE GRVE  60.00  LOAD==4.87(0.00)
4 33608 0 "2 " 0 LOAD-DROP    PNE GRVE  60.00  LOAD==7.99(1.82)
3 33820 0 "1 " 0 GEN-DROP    WEST PNT  11.50  GEN==15.00(3.00)

0
1 33610 33612 "1 " 0 line from  VLLY SPS  60.00  BRKR to (2)   N BRANCH  60.00 56
1 33612 33614 "1 " 0 line from  N BRANCH  60.00   (2) to BRKR  CAL CMNT  60.00
4 33612 0 "1 " 0 LOAD-DROP    N BRANCH  60.00  LOAD==4.35(0.00)
4 33614 0 "1 " 0 LOAD-DROP    CAL CMNT  60.00  LOAD==12.83(2.98)

0
1 33610 33619 "1 " 0 line from  VLLY SPS  60.00  BRKR to (3)   AMFOR_SW  60.00 57
1 33619 33616 "1 " 0 line from  AMFOR_SW  60.00   (3) to BRKR  MARTELL   60.00
1 33619 33620 "1 " 0 line from  AMFOR_SW  60.00   (3) to (2)   AM FORST  60.00
2 33620 33826 "1 " 0 TRAN from  AM FORST  60.00   (2) to (1)   MARTELL    9.11
4 33620 0 "1 " 0 LOAD-DROP    AM FORST  60.00  LOAD==6.76(6.33)
3 33826 0 "1 " 0 GEN-DROP    MARTELL    9.11  GEN==11.00(8.76)

0
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1 33610 33630 "1 " 0 line from  VLLY SPS  60.00  BRKR to (2)   PARDEE A  60.00 58
2 33630 33848 "1 " 0 TRAN from  PARDEE A  60.00   (2) to (1)   PARDE 2    7.20
3 33848 0 "1 " 0 GEN-DROP    PARDE 2    7.20  GEN==8.00(-1.50)

0
1 33610 33634 "1 " 0 line from  VLLY SPS  60.00  BRKR to (3)   PRDE JCT  60.00 59
1 33634 33626 "1 " 0 line from  PRDE JCT  60.00   (3) to (3)   I.NRGYJT  60.00
2 33634 33846 "1 " 0 TRAN from  PRDE JCT  60.00   (3) to (1)   PRDE 1-3   7.20
1 33626 33622 "1 " 0 line from  I.NRGYJT  60.00   (3) to (2)   CLAY      60.00
1 33626 33628 "1 " 0 line from  I.NRGYJT  60.00   (3) to (2)   I.ENERGY  60.00
1 33622 33623 "1 " 0 line from  CLAY      60.00   (2) to (3)   INE_TP    60.00
1 33623 33616 "1 " 0 line from  INE_TP    60.00   (3) to BRKR  MARTELL   60.00
1 33623 33624 "1 " 0 line from  INE_TP    60.00   (3) to (1)   INE PRSN  60.00
2 33628 33816 "1 " 0 TRAN from  I.ENERGY  60.00   (2) to (1)   I.ENERGY  12.00
4 33622 0 "1 " 0 LOAD-DROP    CLAY      60.00  LOAD==8.27(0.00)
4 33624 0 "1 " 0 LOAD-DROP    INE PRSN  60.00  LOAD==11.01(2.51)
3 33846 0 "1 " 0 GEN-DROP    PRDE 1-3   7.20  GEN==8.00(1.46)
3 33846 0 "2 " 0 GEN-DROP    PRDE 1-3   7.20  GEN==8.00(1.46)
3 33816 0 "1 " 0 GEN-DROP    I.ENERGY  12.00  GEN==14.50(5.55)
1 33616 33618 "1 " 0  Must include Martell - Oleda in this outage
4 33618 0 "**" 0  LOAD-DROP    OLETA     60.00

0
1 33610 33636 "1 " 0 line from  VLLY SPS  60.00  BRKR to (3)   N.HGN JT  60.00 60
1 33636 33638 "1 " 0 line from  N.HGN JT  60.00   (3) to (2)   N.HOGAN   60.00
1 33636 33640 "1 " 0 line from  N.HGN JT  60.00   (3) to (1)   CORRAL    60.00
2 33638 38365 "1 " 0 TRAN from  N.HOGAN   60.00   (2) to (1)   N.HGN DM  12.00
4 33640 0 "1 " 0 LOAD-DROP    CORRAL    60.00  LOAD==7.60(1.74)
4 33640 0 "2 " 0 LOAD-DROP    CORRAL    60.00  LOAD==7.26(0.00)
3 38365 0 "1 " 0 GEN-DROP    N.HGN DM  12.00  GEN==2.20(0.07)
3 38365 0 "2 " 0 GEN-DROP    N.HGN DM  12.00  GEN==1.10(0.03)

0
1 33642 33644 "1 " 0 line from  LINDEN    60.00   (1) to (2)   MRMN JCT  60.00 61
1 33644 33646 "1 " 0 line from  MRMN JCT  60.00   (2) to (2)   MORMON    60.00
1 33646 33650 "1 " 0 line from  MORMON    60.00   (2) to BRKR  WEBER 1   60.00
4 33642 0 "1 " 0 LOAD-DROP    LINDEN    60.00  LOAD==16.30(3.64)
4 33646 0 "1 " 0 LOAD-DROP    MORMON    60.00  LOAD==5.39(0.54)
1 33642 33640 "1 " 1  Switches in Linden SW 27 to transfer load
4 33642 0 "**" 1  Restore Load and Linden

0
1 33650 33672 "1 " 0 line from  WEBER 1   60.00  BRKR to (2)   CHRTRWYS  60.00 62
1 33672 33673 "1 " 0 line from  CHRTRWYS  60.00   (2) to (2)   CAL CEDA  60.00
1 33673 33688 "1 " 0 line from  CAL CEDA  60.00   (2) to (3)   ROB-LRNR  60.00
1 33688 33687 "1 " 0 line from  ROB-LRNR  60.00   (3) to (2)   STKTN WW  60.00
1 33688 33696 "1 " 0 line from  ROB-LRNR  60.00   (3) to (3)   COG.NTNL  60.00
1 33687 33689 "1 " 0 line from  STKTN WW  60.00   (2) to (1)   LEARNER   60.00
1 33696 33690 "1 " 0 line from  COG.NTNL  60.00   (3) to (2)   ROGH-RDY  60.00
2 33696 33818 "1 " 0 TRAN from  COG.NTNL  60.00   (3) to (1)   COG.NTNL  12.00
1 33690 33692 "1 " 0 line from  ROGH-RDY  60.00   (2) to (2)   CHANNEL   60.00
1 33692 33694 "1 " 0 line from  CHANNEL   60.00   (2) to (1)   CHNNL JT  60.00
4 33673 0 "1 " 0 LOAD-DROP    CAL CEDA  60.00  LOAD==3.15(2.78)
4 33687 0 "1 " 0 LOAD-DROP    STKTN WW  60.00  LOAD==3.40(0.85)
4 33690 0 "1 " 0 LOAD-DROP    ROGH-RDY  60.00  LOAD==5.49(0.35)
4 33692 0 "1 " 0 LOAD-DROP    CHANNEL   60.00  LOAD==7.98(0.00)
3 33687 0 "1 " 0 GEN-DROP    STKTN WW  60.00  GEN==1.50(0.15)
3 33818 0 "1 " 0 GEN-DROP    COG.NTNL  12.00  GEN==34.97(20.71)
1 33648 33650 "1 " 0  Must include Weber - Dana in this outage
1 33648 33656 "1 " 0  Must include Dana - Cargill in this outage
1 33656 33660 "1 " 0  Must include Cargill - JM in this outage
1 33660 33698 "1 " 0  Must include JM - French Camp in this outage
1 33698 33700 "1 " 0  Must include French Camp - French Camp Jct in this outage
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From Bus To Bus Ckt Description
4 33648 0 "**" 0  LOAD-DROP DANA      60.00
4 33656 0 "**" 0  LOAD-DROP CARGILL   60.00
4 33660 0 "**" 0  LOAD-DROP JM        60.00
4 33698 0 "**" 0  LOAD-DROP FRNCH CP  60.00

0
1 33654 33664 "1 " 0 line from  SNTA FEA  60.00   (3) to (2)   LIPTON    60.00 63
1 33654 33670 "1 " 0 line from  SNTA FEA  60.00   (3) to BRKR  STCKTN A  60.00
1 33654 33662 "1 " 0 line from  SNTA FEA  60.00   (3) to BRKR  WEBER 2   60.00
1 33664 33666 "1 " 0 line from  LIPTON    60.00   (2) to (2)   CHEROKEE  60.00
1 33666 33668 "1 " 0 line from  CHEROKEE  60.00   (2) to (1)   WATERLOO  60.00
4 33664 0 "1 " 0 LOAD-DROP    LIPTON    60.00  LOAD==4.31(3.12)
4 33666 0 "1 " 0 LOAD-DROP    CHEROKEE  60.00  LOAD==7.43(0.00)
4 33668 0 "1 " 0 LOAD-DROP    WATERLOO  60.00  LOAD==9.32(0.72)

0
1 33658 33670 "1 " 0 line from  SNTA FEB  60.00   (3) to BRKR  STCKTN A  60.00 64
1 33658 33678 "1 " 0 line from  SNTA FEB  60.00   (3) to (2)   MONARCH   60.00
1 33658 33662 "1 " 0 line from  SNTA FEB  60.00   (3) to BRKR  WEBER 2   60.00
1 33678 33684 "1 " 0 line from  MONARCH   60.00   (2) to (2)   HARDING   60.00
1 33684 33686 "1 " 0 line from  HARDING   60.00   (2) to (1)   STCKTNAR  60.00
4 33678 0 "2 " 0 LOAD-DROP    MONARCH   60.00  LOAD==4.56(1.04)
4 33684 0 "1 " 0 LOAD-DROP    HARDING   60.00  LOAD==5.13(1.17)
4 33684 0 "2 " 0 LOAD-DROP    HARDING   60.00  LOAD==5.13(1.17)
4 33686 0 "1 " 0 LOAD-DROP    STCKTNAR  60.00  LOAD==2.21(0.51)

0
1 33662 33674 "1 " 0 line from  WEBER 2   60.00  BRKR to (4)   HAZLTN J  60.00 65
1 33674 33670 "1 " 0 line from  HAZLTN J  60.00   (4) to BRKR  STCKTN A  60.00
1 33674 33676 "1 " 0 line from  HAZLTN J  60.00   (4) to (1)   E.STCKTN  60.00
1 33674 33681 "1 " 0 line from  HAZLTN J  60.00   (4) to (2)   N.ST_SW   60.00
1 33681 33682 "1 " 0 line from  N.ST_SW   60.00   (2) to (2)   SUMIDEN   60.00
1 33682 33680 "1 " 0 line from  SUMIDEN   60.00   (2) to (2)   OAK PARK  60.00
1 33680 33712 "1 " 0 line from  OAK PARK  60.00   (2) to (1)   WESTLANE  60.00
4 33676 0 "1 " 0 LOAD-DROP    E.STCKTN  60.00  LOAD==3.26(0.75)
4 33676 0 "2 " 0 LOAD-DROP    E.STCKTN  60.00  LOAD==2.33(0.53)
4 33676 0 "3 " 0 LOAD-DROP    E.STCKTN  60.00  LOAD==11.22(1.00)
4 33682 0 "1 " 0 LOAD-DROP    SUMIDEN   60.00  LOAD==3.00(1.94)
4 33680 0 "1 " 0 LOAD-DROP    OAK PARK  60.00  LOAD==3.27(0.75)
4 33712 0 "1 " 0 LOAD-DROP    WESTLANE  60.00  LOAD==8.38(0.00)

0
1 33693 33704 "1 " 0 line from  STAGG JT  60.00   (2) to BRKR  STAGG     60.00 66
1 33693 33719 "1 " 0 line from  STAGG JT  60.00   (2) to (3)   TERMNS J  60.00
1 33719 33720 "1 " 0 line from  TERMNS J  60.00   (3) to (1)   TERMNOUS  60.00
1 33719 33721 "1 " 0 line from  TERMNS J  60.00   (3) to (2)   SEBASTIA  60.00
1 33721 33722 "1 " 0 line from  SEBASTIA  60.00   (2) to (2)   NW HPE J  60.00
1 33722 33723 "1 " 0 line from  NW HPE J  60.00   (2) to (1)   NEW HOPE  60.00
4 33720 0 "1 " 0 LOAD-DROP    TERMNOUS  60.00  LOAD==5.50(1.25)
4 33721 0 "1 " 0 LOAD-DROP    SEBASTIA  60.00  LOAD==2.28(1.71)
4 33723 0 "1 " 0 LOAD-DROP    NEW HOPE  60.00  LOAD==2.54(0.58)

0
1 33703 33702 "1 " 0 line from  LOUISJCT  60.00   (3) to (1)   GRONMYER  60.00 67
1 33703 33746 "1 " 0 line from  LOUISJCT  60.00   (3) to BRKR  LOUISE    60.00
1 33703 33742 "1 " 0 line from  LOUISJCT  60.00   (3) to BRKR  MANTECA   60.00
4 33702 0 "1 " 0 LOAD-DROP    GRONMYER  60.00  LOAD==4.20(0.96)

0
1 33704 33706 "1 " 0 line from  STAGG     60.00  BRKR to BRKR  CNTRY CB  60.00 68

0
1 33704 33706 "2 " 0 line from  STAGG     60.00  BRKR to BRKR  CNTRY CB  60.00 69

0
1 33704 33714 "1 " 0 line from  STAGG     60.00  BRKR to BRKR  HAMMER    60.00 70

0
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From Bus To Bus Ckt Description
1 33706 33708 "1 " 0 line from  CNTRY CB  60.00  BRKR to (2)   UOP       60.00 71
1 33708 33710 "1 " 0 line from  UOP       60.00   (2) to (2)   WSTLNESW  60.00
1 33710 33716 "1 " 0 line from  WSTLNESW  60.00   (2) to (3)   HMMR JCT  60.00
1 33716 33714 "1 " 0 line from  HMMR JCT  60.00   (3) to BRKR  HAMMER    60.00
1 33716 33717 "1 " 0 line from  HMMR JCT  60.00   (3) to (3)   MORADAJT  60.00
1 33717 33718 "1 " 0 line from  MORADAJT  60.00   (3) to (1)   METTLER   60.00
1 33717 33740 "1 " 0 line from  MORADAJT  60.00   (3) to BRKR  MSHR 60V  60.00
4 33708 0 "1 " 0 LOAD-DROP    UOP       60.00  LOAD==4.86(3.64)
4 33718 0 "3 " 0 LOAD-DROP    METTLER   60.00  LOAD==6.91(0.00)
4 33740 0 "1 " 0 LOAD-DROP    MSHR 60V  60.00  LOAD==13.52(3.09)
4 33740 0 "2 " 0 LOAD-DROP    MSHR 60V  60.00  LOAD==25.74(5.87)
1 33738 33740 "1 " 1  Switches in Mosher SW 67 to transfer load
4 33740 0 "2 " 1  Restore Mosher Bank 2 load

0
1 33724 33726 "1 " 0 line from  LOCKEFRD  60.00  BRKR to (2)   VICTOR    60.00 72
1 33726 33731 "1 " 0 line from  VICTOR    60.00   (2) to (2)   WODBRG J  60.00
1 33731 33735 "1 " 0 line from  WODBRG J  60.00   (2) to (2)   INDSTR J  60.00
1 33735 38060 "1 " 0 line from  INDSTR J  60.00   (2) to BRKR  INDUSTRL  60.00
4 33726 0 "1 " 0 LOAD-DROP    VICTOR    60.00  LOAD==1.17(0.27)
4 33726 0 "2 " 0 LOAD-DROP    VICTOR    60.00  LOAD==1.49(0.34)

0
1 33724 33736 "1 " 0 line from  LOCKEFRD  60.00  BRKR to (2)   LODI JCT  60.00 73
1 33736 33729 "1 " 0 line from  LODI JCT  60.00   (2) to BRKR  LODI AUX  60.00

0
1 33724 33738 "1 " 0 line from  LOCKEFRD  60.00  BRKR to (1)   WATRLJCT  60.00 74

0
1 33724 38060 "1 " 0 line from  LOCKEFRD  60.00  BRKR to BRKR  INDUSTRL  60.00 75

0
1 33725 33732 "1 " 0 line from  LOCKFRD1  60.00  BRKR to (2)   COLONY    60.00 76
1 33732 33734 "1 " 0 line from  COLONY    60.00   (2) to (2)   CLNY JCT  60.00
1 33734 33728 "1 " 0 line from  CLNY JCT  60.00   (2) to BRKR  LODI      60.00
4 33732 0 "2 " 0 LOAD-DROP    COLONY    60.00  LOAD==4.20(0.96)

0
1 33737 33727 "1 " 0 line from  WINERY J  60.00   (2) to (1)   MONDAVI   60.00 77
1 33737 33728 "1 " 0 line from  WINERY J  60.00   (2) to BRKR  LODI      60.00
4 33727 0 "1 " 0 LOAD-DROP    MONDAVI   60.00  LOAD==3.87(3.31)

0
1 33743 33742 "1 " 0 line from  LEE_JCT   60.00   (2) to BRKR  MANTECA   60.00 78
1 33743 33766 "1 " 0 line from  LEE_JCT   60.00   (2) to (2)   MNTCA JT  60.00
1 33766 33768 "1 " 0 line from  MNTCA JT  60.00   (2) to (2)   BNTA CRB  60.00
1 33768 34000 "1 " 0 line from  BNTA CRB  60.00   (2) to (1)   WESTLEY   60.00
4 33768 0 "1 " 0 LOAD-DROP    BNTA CRB  60.00  LOAD==3.34(0.76)
4 34000 0 "1 " 0 LOAD-DROP    WESTLEY   60.00  LOAD==8.28(1.88)
4 34000 0 "3 " 0 LOAD-DROP    WESTLEY   60.00  LOAD==6.12(1.40)
1 33742 33752 "1 " 0  Must include Manteca - Lanthrop Jct in this outage

0
1 33746 33748 "1 " 0 line from  LOUISE    60.00  BRKR to (2)   MSSDLESW  60.00 79
1 33748 33750 "1 " 0 line from  MSSDLESW  60.00   (2) to (2)   CALVO     60.00
1 33750 33756 "1 " 0 line from  CALVO     60.00   (2) to BRKR  KASSON    60.00
4 33750 0 "1 " 0 LOAD-DROP    CALVO     60.00  LOAD==1.70(0.39)

0
1 33756 33758 "1 " 0 line from  KASSON    60.00  BRKR to BRKR  BANTA     60.00 80
4 33758 0 "1 " 0 LOAD-DROP    BANTA     60.00  LOAD==8.26(0.74)

0
1 33756 33760 "1 " 0 line from  KASSON    60.00  BRKR to (3)   BNTA JCT  60.00 81
1 33760 33762 "1 " 0 line from  BNTA JCT  60.00   (3) to (2)   LYOTH-SP  60.00
1 33760 33764 "1 " 0 line from  BNTA JCT  60.00   (3) to (1)   CARBONA   60.00
1 33762 33763 "1 " 0 line from  LYOTH-SP  60.00   (2) to (1)   CRBNA JC  60.00
4 33762 0 "1 " 0 LOAD-DROP    LYOTH-SP  60.00  LOAD==4.20(0.96)
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4 33764 0 "1 " 0 LOAD-DROP    CARBONA   60.00  LOAD==24.96(5.69)
4 33764 0 "2 " 0 LOAD-DROP    CARBONA   60.00  LOAD==7.58(1.73)

0
1 33770 33772 "1 " 0 line from  HERDLYN   60.00  BRKR to (2)   B.BTHNY-  60.00 82
1 33772 33773 "1 " 0 line from  B.BTHNY-  60.00   (2) to (2)   ALTA-CGE  60.00
1 33773 33775 "1 " 0 line from  ALTA-CGE  60.00   (2) to (2)   TOSCO-PP  60.00
1 33775 33776 "1 " 0 line from  TOSCO-PP  60.00   (2) to (2)   SOUTH BY  60.00
1 33776 35202 "1 " 0 line from  SOUTH BY  60.00   (2) to (3)   USWP-WKR  60.00
1 35202 35211 "1 " 0 line from  USWP-WKR  60.00   (3) to (1)   ALTAMONT  60.00
2 35202 35314 "1 " 0 TRAN from  USWP-WKR  60.00   (3) to (1)   WALKER+    9.11
4 33772 0 "1 " 0 LOAD-DROP    B.BTHNY-  60.00  LOAD==1.94(0.44)
4 33775 0 "1 " 0 LOAD-DROP    TOSCO-PP  60.00  LOAD==0.97(0.91)
4 33776 0 "1 " 0 LOAD-DROP    SOUTH BY  60.00  LOAD==23.00(0.00)
3 33773 0 "1 " 0 GEN-DROP    ALTA-CGE  60.00  GEN==4.20(-1.00)
3 35314 0 "1 " 0 GEN-DROP    WALKER+    9.11  GEN==0.49(0.00)

0
1 33800 38100 "1 " 0 line from  SALT SPS  21.00  BRKR to (2)   SPICER    21.00 83
2 38100 38122 "1 " 0 TRAN from  SPICER    21.00   (2) to (1)   NEWSPICE   4.16
3 38122 0 "1 " 0 GEN-DROP    NEWSPICE   4.16  GEN==3.33(-4.80)

0
1 33900 33902 "1 " 0 line from  DONNELLS 115.00   (2) to (3)   BRDSLY J 115.00 84
2 33900 34058 "1 " 0 TRAN from  DONNELLS 115.00   (2) to (1)   DONNELLS  13.80
1 33902 33904 "1 " 0 line from  BRDSLY J 115.00   (3) to (2)   BEARDSLY 115.00
1 33902 33912 "1 " 0 line from  BRDSLY J 115.00   (3) to (3)   SPRNG GJ 115.00
2 33904 34074 "1 " 0 TRAN from  BEARDSLY 115.00   (2) to (1)   BEARDSLY   6.90
1 33912 33910 "1 " 0 line from  SPRNG GJ 115.00   (3) to (3)   SNDBR JT 115.00
1 33912 33914 "1 " 0 line from  SPRNG GJ 115.00   (3) to (2)   MI-WUK   115.00
1 33910 33906 "1 " 0 line from  SNDBR JT 115.00   (3) to BRKR  SPRNG GP 115.00
1 33910 33908 "1 " 0 line from  SNDBR JT 115.00   (3) to (2)   SANDBAR  115.00
2 33908 34060 "1 " 0 TRAN from  SANDBAR  115.00   (2) to (1)   SANDBAR   13.80
1 33914 33917 "1 " 0 line from  MI-WUK   115.00   (2) to (2)   FBERBORD 115.00
1 33917 33916 "1 " 0 line from  FBERBORD 115.00   (2) to BRKR  CURTISS  115.00
4 33914 0 "1 " 0 LOAD-DROP    MI-WUK   115.00  LOAD==7.91(1.13)
3 34058 0 "1 " 0 GEN-DROP    DONNELLS  13.80  GEN==63.48(11.89)
3 34074 0 "1 " 0 GEN-DROP    BEARDSLY   6.90  GEN==10.46(0.78)
3 34060 0 "1 " 0 GEN-DROP    SANDBAR   13.80  GEN==15.01(1.27)
3 33917 0 "1 " 0 GEN-DROP    FBERBORD 115.00  GEN==3.20(-2.22)

0
1 33916 33920 "1 " 0 line from  CURTISS  115.00  BRKR to (2)   RCTRK J. 115.00 85
1 33920 33926 "1 " 0 line from  RCTRK J. 115.00   (2) to (3)   CH.STNJT 115.00
1 33926 33928 "1 " 0 line from  CH.STNJT 115.00   (3) to (2)   CH.STN   115.00
1 33926 33930 "1 " 0 line from  CH.STNJT 115.00   (3) to (2)   PEORIA   115.00
2 33928 34050 "1 " 0 TRAN from  CH.STN   115.00   (2) to (1)   CH.STN.   13.80
1 33930 33932 "1 " 0 line from  PEORIA   115.00   (2) to BRKR  MELONES  115.00
4 33928 0 "SP" 0 LOAD-DROP    CH.STN   115.00  LOAD==3.37(2.98)
4 33930 0 "1 " 0 LOAD-DROP    PEORIA   115.00  LOAD==10.81(1.09)
3 34050 0 "1 " 0 GEN-DROP    CH.STN.   13.80  GEN==10.65(11.00)

0
1 33932 33922 "1 " 0 line from  MELONES  115.00  BRKR to (1)   R.TRACK  115.00 86
4 33922 0 "1 " 0 LOAD-DROP    R.TRACK  115.00  LOAD==12.33(2.44)

0
1 34002 34004 "1 " 0 line from  SALADO    60.00  BRKR to (2)   PTRSNFRZ  60.00 87
1 34004 34006 "1 " 0 line from  PTRSNFRZ  60.00   (2) to BRKR  PATTERSN  60.00
4 34004 0 "1 " 0 LOAD-DROP    PTRSNFRZ  60.00  LOAD==10.80(8.38)

0
1 34002 34008 "1 " 0 line from  SALADO    60.00  BRKR to (3)   STNSLSRP  60.00 88
1 34008 34016 "1 " 0 line from  STNSLSRP  60.00   (3) to (2)   MEDLIN J  60.00
2 34008 34056 "1 " 0 TRAN from  STNSLSRP  60.00   (3) to (1)   STNSLSRP  13.80
1 34016 34018 "1 " 0 line from  MEDLIN J  60.00   (2) to (3)   NWMN JCT  60.00
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1 34018 34014 "1 " 0 line from  NWMN JCT  60.00   (3) to BRKR  NEWMAN    60.00
1 34018 34020 "1 " 0 line from  NWMN JCT  60.00   (3) to (1)   GUSTINE   60.00
4 34020 0 "1 " 0 LOAD-DROP    GUSTINE   60.00  LOAD==7.27(0.98)
4 34020 0 "2 " 0 LOAD-DROP    GUSTINE   60.00  LOAD==8.28(0.00)
3 34056 0 "1 " 0 GEN-DROP    STNSLSRP  13.80  GEN==13.65(14.00)
1 34012 34020 "1 " 1  Switches in Gustine SW 19 to transfer load
4 34020 0 "**" 1  Restore Load at Gustine

0
1 34006 34010 "1 " 0 line from  PATTERSN  60.00  BRKR to (3)   CRWS LDJ  60.00 89
1 34010 34012 "1 " 0 line from  CRWS LDJ  60.00   (3) to (2)   GUSTN JT  60.00
1 34010 34017 "1 " 0 line from  CRWS LDJ  60.00   (3) to (1)   CRWS LDG  60.00
1 34012 34014 "1 " 0 line from  GUSTN JT  60.00   (2) to BRKR  NEWMAN    60.00
4 34017 0 "1 " 0 LOAD-DROP    CRWS LDG  60.00  LOAD==3.97(0.31)
1 34016 34017 "1 " 1  Switches in Crows Landing SW 57 to transfer load
4 34017 0 "**" 1  Restore Load at Crows Landing

0
1 37016 30500 "1 " 0 line from  RNCHSECO 230.00  BRKR to BRKR  BELLOTA  230.00 90

0
1 37016 30500 "2 " 0 line from  RNCHSECO 230.00  BRKR to BRKR  BELLOTA  230.00 91

0
1 37585 30625 "1 " 0 line from  TRCY PMP 230.00  BRKR to BRKR  TESLA D  230.00 92

0
1 37585 30625 "2 " 0 line from  TRCY PMP 230.00  BRKR to BRKR  TESLA D  230.00 93

0
1 37585 30670 "1 " 0 line from  TRCY PMP 230.00  BRKR to BRKR  WESTLEY  230.00 94

0
1 38000 30622 "1 " 0 line from  LODI     230.00  BRKR to BRKR  EIGHT MI 230.00 95

0
1 38060 33729 "1 " 0 line from  INDUSTRL  60.00  BRKR to BRKR  LODI AUX  60.00 96

0
1 38060 33730 "1 " 0 line from  INDUSTRL  60.00  BRKR to (2)   GENMILLS  60.00 97
2 33730 33830 "1 " 0 TRAN from  GENMILLS  60.00   (2) to (1)   GEN.MILL   9.11
3 33830 0 "1 " 0 GEN-DROP    GEN.MILL   9.11  GEN==2.50(1.50)

0
1 38204 30670 "1 " 0 line from  PRKR MID 230.00  BRKR to BRKR  WESTLEY  230.00 98

0
1 38204 38202 "1 " 0 line from  PRKR MID 230.00  BRKR to (3)   PARKER2M 230.00 99
2 38202 38250 "1 " 0 TRAN from  PARKER2M 230.00   (3) to BRKR  PARKER    69.00
2 38202 38360 "1 " 0 TRAN from  PARKER2M 230.00   (3) to (1)   PARKER2T  12.00

0
1 38204 38210 "1 " 0 line from  PRKR MID 230.00  BRKR to (3)   PARKER1M 230.00 100
2 38210 38250 "1 " 0 TRAN from  PARKER1M 230.00   (3) to BRKR  PARKER    69.00
2 38210 38358 "1 " 0 TRAN from  PARKER1M 230.00   (3) to (1)   PARKER1T  12.00

0
1 38204 38400 "1 " 0 line from  PRKR MID 230.00  BRKR to BRKR  WALNT    230.00 101

0
1 38400 30670 "1 " 0 line from  WALNT    230.00  BRKR to BRKR  WESTLEY  230.00 102

0
2 33724 30482 "2 " 0 TRAN from  LOCKEFRD  60.00  BRKR to (3)   LOCKFORD 230.00 103
1 30482 30330 "1 " 0 line from  LOCKFORD 230.00  BRKR to BRKR  RIO OSO  230.00
1 30482 30500 "1 " 0 line from  LOCKFORD 230.00  BRKR to BRKR  BELLOTA  230.00

0
2 30485 30486 "1 " 0 TRAN from  TIGR CRK 230.00   (3) to (3)   TIGR CKM 230.00 104
1 30485 30487 "1 " 0 line from  TIGR CRK 230.00  BRKR to BRKR  ELECTRA  230.00
1 30485 30490 "1 " 0 line from  TIGR CRK 230.00  BRKR to BRKR  VLLY SPS 230.00
2 30486 33584 "1 " 0 TRAN from  TIGR CKM 230.00   (3) to (2)   TIGR CRK 115.00
2 30486 33822 "1 " 0 TRAN from  TIGR CKM 230.00   (3) to (1)   TIGR CRK  11.00
1 33584 33582 "1 " 0 line from  TIGR CRK 115.00  BRKR to BRKR  SLT SPRG 115.00
4 33822 0 "1 " 0 LOAD-DROP    TIGR CRK  11.00  LOAD==0.18(0.04)
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From Bus To Bus Ckt Description
3 33822 0 "1 " 0 GEN-DROP    TIGR CRK  11.00  GEN==27.00(6.85)
3 33822 0 "2 " 0 GEN-DROP    TIGR CRK  11.00  GEN==27.00(6.85)

0
2 33610 30490 "1 " 0 TRAN from  VLLY SPS  60.00  BRKR to (3)   VLLY SPS 230.00 105
1 30490 30485 "1 " 0 line from  VLLY SPS 230.00  BRKR to BRKR  TIGR CRK 230.00
1 30490 30500 "1 " 0 line from  VLLY SPS 230.00  BRKR to BRKR  BELLOTA  230.00

0
2 33704 30495 "1 " 0 TRAN from  STAGG     60.00  BRKR to BRKR  STAGG    230.00 106

0
2 33704 30495 "4 " 0 TRAN from  STAGG     60.00  BRKR to BRKR  STAGG    230.00 107

0
2 33562 30500 "2 " 0 TRAN from  BELLOTA  115.00  BRKR to BRKR  BELLOTA  230.00 108

0
2 30500 30501 "1 " 0 TRAN from  BELLOTA  230.00  BRKR to (3)   BLLTA 1M 230.00 109
2 30501 33562 "1 " 0 TRAN from  BLLTA 1M 230.00   (3) to BRKR  BELLOTA  115.00
2 30501 33804 "1 " 0 TRAN from  BLLTA 1M 230.00   (3) to (1)   BELLTA T  13.80

0
2 38102 30503 "1 " 0 TRAN from  COLLRVL1  13.80   (1) to BRKR  COLLERVL 230.00 110
3 38102 0 "1 " 0 GEN-DROP    COLLRVL1  13.80  GEN==88.00(58.80)

0
2 38104 30503 "1 " 0 TRAN from  COLLRVL2  13.80   (1) to BRKR  COLLERVL 230.00 111
3 38104 0 "1 " 0 GEN-DROP    COLLRVL2  13.80  GEN==88.00(58.80)

0
2 33650 30505 "1 " 0 TRAN from  WEBER 1   60.00  BRKR to BRKR  WEBER    230.00 112

0
2 33662 30505 "2 " 0 TRAN from  WEBER 2   60.00  BRKR to BRKR  WEBER    230.00 113
2 33662 30505 "2a "   0  Bank 2 or 2a are tied to same breaker (CB 242,202&82)

0
2 36964 30515 "1 " 0 TRAN from  WRNRVLLE 115.00  BRKR to BRKR  WARNERVL 230.00 114

0
2 36964 30515 "2 " 0 TRAN from  WRNRVLLE 115.00  BRKR to BRKR  WARNERVL 230.00 115

0
2 36964 30515 "3 " 0 TRAN from  WRNRVLLE 115.00  BRKR to BRKR  WARNERVL 230.00 116

0
2 30040 30624 "2 " 0 TRAN from  TESLA    500.00  BRKR to (1)   TESLA E  230.00 117

0
2 30040 30625 "4 " 0 TRAN from  TESLA    500.00  BRKR to BRKR  TESLA D  230.00 118

0
2 33540 30625 "1 " 0 TRAN from  TESLA    115.00  BRKR to BRKR  TESLA D  230.00 119

0
2 33540 30625 "3 " 0 TRAN from  TESLA    115.00  BRKR to BRKR  TESLA D  230.00 120

0
2 30040 30640 "6 " 0 TRAN from  TESLA    500.00  BRKR to BRKR  TESLA F  230.00 121

0
2 34062 33506 "1 " 0 TRAN from  STANISLS  13.80   (1) to BRKR  STANISLS 115.00 122
3 34062 0 "1 " 0 GEN-DROP    STANISLS  13.80  GEN==62.65(33.01)

0
2 33742 33514 "3 " 0 TRAN from  MANTECA   60.00  BRKR to BRKR  MANTECA  115.00 123

0
2 33756 33528 "1 " 0 TRAN from  KASSON    60.00   (4) to BRKR  KASSON   115.00 124
1 33756 33750 "1 " 0 line from  KASSON    60.00  BRKR to (1)   CALVO     60.00
1 33756 33758 "1 " 0 line from  KASSON    60.00  BRKR to BRKR  BANTA     60.00
1 33756 33760 "1 " 0 line from  KASSON    60.00  BRKR to (1)   BNTA JCT  60.00
4 33758 0 "1 " 0 LOAD-DROP    BANTA     60.00  LOAD==8.26(0.74)

0
2 33850 33566 "1 " 0 TRAN from  CAMANCHE   4.16   (1) to BRKR  CAMANCHE 115.00 125
3 33850 0 "1 " 0 GEN-DROP    CAMANCHE   4.16  GEN==3.50(-0.62)
3 33850 0 "2 " 0 GEN-DROP    CAMANCHE   4.16  GEN==3.50(0.00)
3 33850 0 "3 " 0 GEN-DROP    CAMANCHE   4.16  GEN==3.50(0.00)
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From Bus To Bus Ckt Description
0

2 33800 33582 "1 " 0 TRAN from  SALT SPS  21.00   (2) to (2)   SLT SPRG 115.00 126
1 33800 38100 "1 " 0 line from  SALT SPS  21.00  BRKR to (1)   SPICER    21.00
1 33582 33584 "1 " 0 line from  SLT SPRG 115.00  BRKR to BRKR  TIGR CRK 115.00
4 33800 0 "1 " 0 LOAD-DROP    SALT SPS  21.00  LOAD==4.07(0.72)
3 33800 0 "1 " 0 GEN-DROP    SALT SPS  21.00  GEN==10.18(6.00)
3 33800 0 "2 " 0 GEN-DROP    SALT SPS  21.00  GEN==32.00(12.00)

0
2 33564 33725 "1 " 0 TRAN from  LOCKFORD 115.00  BRKR to BRKR  LOCKFRD1  60.00 127

0
2 30495 33801 "5 " 0 TRAN from  STAGG    230.00  BRKR to (1)   STAGG_5   21.00 128
4 33801 0 "5 " 0 LOAD-DROP    STAGG_5   21.00  LOAD==44.65(11.19)

0
2 30495 33803 "6 " 0 TRAN from  STAGG    230.00  BRKR to (1)   STAGG_6   21.00 129
4 33803 0 "6 " 0 LOAD-DROP    STAGG_6   21.00  LOAD==45.07(0.00)

0
2 30487 33812 "1 " 0 TRAN from  ELECTRA  230.00   (3) to (1)   ELECTRA   13.80 130
1 30487 30485 "1 " 0 line from  ELECTRA  230.00  BRKR to BRKR  TIGR CRK 230.00
1 30487 30500 "1 " 0 line from  ELECTRA  230.00  BRKR to BRKR  BELLOTA  230.00
4 33812 0 "1 " 0 LOAD-DROP    ELECTRA   13.80  LOAD==14.80(2.59)
3 33812 0 "1 " 0 GEN-DROP    ELECTRA   13.80  GEN==29.00(11.76)
3 33812 0 "2 " 0 GEN-DROP    ELECTRA   13.80  GEN==29.00(11.76)
3 33812 0 "3 " 0 GEN-DROP    ELECTRA   13.80  GEN==29.00(11.76)

0
2 34002 33964 "1 " 0 TRAN from  SALADO    60.00  BRKR to (3)   SALADO   115.00 131
1 33964 33962 "1 " 0 line from  SALADO   115.00  BRKR to (1)   SALDO TP 115.00
1 33964 33965 "1 " 0 line from  SALADO   115.00  BRKR to (1)   SALADO J 115.00
4 33964 0 "1 " 0 LOAD-DROP    SALADO   115.00  LOAD==12.59(1.49)

0
2 33906 34078 "1 " 0 TRAN from  SPRNG GP 115.00  BRKR to (1)   SPRNG GP   6.00 132
3 34078 0 "1 " 0 GEN-DROP    SPRNG GP   6.00  GEN==5.04(2.03)
4 33906 0 "**" 0  This outage will also drop distrition load Bk1

0
2 36984 36950 "1 " 0 TRAN from  KIRKWD 3  13.80   (1) to BRKR  INTAKE   230.00 133
3 36984 0 "1 " 0 GEN-DROP    KIRKWD 3  13.80  GEN==37.00(7.44)

0
2 36950 36980 "1 " 0 TRAN from  INTAKE   230.00  BRKR to (1)   KIRKWD 1  13.80 134
3 36980 0 "1 " 0 GEN-DROP    KIRKWD 1  13.80  GEN==37.00(10.47)

0
2 36950 36982 "1 " 0 TRAN from  INTAKE   230.00  BRKR to (1)   KIRKWD 2  13.80 135
3 36982 0 "1 " 0 GEN-DROP    KIRKWD 2  13.80  GEN==37.00(10.47)

0
2 36950 36986 "1 " 0 TRAN from  INTAKE   230.00  BRKR to (1)   HOLM 1    13.80 136
3 36986 0 "1 " 0 GEN-DROP    HOLM 1    13.80  GEN==70.00(19.65)

0
2 36950 36988 "1 " 0 TRAN from  INTAKE   230.00  BRKR to (1)   HOLM 2    13.80 137
3 36988 0 "1 " 0 GEN-DROP    HOLM 2    13.80  GEN==70.00(19.65)

0
2 37563 37561 "1 " 0 TRAN from  MELONES  230.00  BRKR to (1)   MELONE1   13.80 138
3 37561 0 "1 " 0 GEN-DROP    MELONE1   13.80  GEN==127.05(60.00)

0
2 37563 37562 "1 " 0 TRAN from  MELONES  230.00  BRKR to (1)   MELONE2   13.80 139

0
2 38480 38400 "1 " 0 TRAN from  WALNUT    69.00  BRKR to BRKR  WALNT    230.00 140

0
2 38480 38400 "2 " 0 TRAN from  WALNUT    69.00  BRKR to BRKR  WALNT    230.00 141

0
3 33687 0 "1" 0 STKTN WW  60.00       PGEN=1.50  QGEN=0.15 142

0
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3 33773 0 "1" 0 ALTA-CGE  60.00       PGEN=4.20  QGEN=-1.00 143

0
3 33800 0 "1" 0 SALT SPS  21.00       PGEN=10.18  QGEN=6.00 144

0
3 33800 0 "2" 0 SALT SPS  21.00       PGEN=32.00  QGEN=12.00 145

0
3 33804 0 "1" 0 BELLTA T  13.80       PGEN=0.00  QGEN=40.00 146

0
3 33806 0 "1" 0 TH.E.DV.  13.80       PGEN=19.55  QGEN=6.00 147

0
3 33808 0 "1" 0 SJ COGEN  13.80       PGEN=45.40  QGEN=27.50 148

0
3 33810 0 "1" 0 SP CMPNY  13.80       PGEN=37.58  QGEN=21.67 149

0
3 33812 0 "1" 0 ELECTRA   13.80       PGEN=29.00  QGEN=11.76 150

0
3 33812 0 "2" 0 ELECTRA   13.80       PGEN=29.00  QGEN=11.76 151

0
3 33812 0 "3" 0 ELECTRA   13.80       PGEN=29.00  QGEN=11.76 152

0
3 33814 0 "1" 0 CPC STCN  12.47       PGEN=48.88  QGEN=22.44 153

0
3 33815 0 "1" 0 STKTN SR  13.80       PGEN=22.00  QGEN=-2.66 154

0
3 33816 0 "1" 0 I.ENERGY  12.00       PGEN=14.50  QGEN=5.55 155

0
3 33818 0 "1" 0 COG.NTNL  12.00       PGEN=34.97  QGEN=20.71 156

0
3 33820 0 "1" 0 WEST PNT  11.50       PGEN=15.00  QGEN=3.00 157

0
3 33822 0 "1" 0 TIGR CRK  11.00       PGEN=27.00  QGEN=6.85 158

0
3 33822 0 "2" 0 TIGR CRK  11.00       PGEN=27.00  QGEN=6.85 159

0
3 33826 0 "1" 0 MARTELL    9.11       PGEN=11.00  QGEN=8.76 160

0
3 33830 0 "1" 0 GEN.MILL   9.11       PGEN=2.50  QGEN=1.50 161

0
3 33832 0 "1" 0 COG.CAPT   9.11       PGEN=4.30  QGEN=6.60 162

0
3 33836 0 "3" 0 USWP_4    9.11       PGEN=2.91  QGEN=0.00 163

0
3 33838 0 "1" 0 USWP_3    9.11       PGEN=0.34  QGEN=0.00 164

0
3 33840 0 "4" 0 FLOWD3-6   9.11       PGEN=1.13  QGEN=0.00 165

0
3 33842 0 "4" 0 PATTERSN   9.11       PGEN=10.50  QGEN=0.00 166

0
3 33846 0 "1" 0 PRDE 1-3   7.20       PGEN=8.00  QGEN=1.46 167

0
3 33846 0 "2" 0 PRDE 1-3   7.20       PGEN=8.00  QGEN=1.46 168

0
3 33848 0 "1" 0 PARDE 2    7.20       PGEN=8.00  QGEN=-1.50 169

0
3 33850 0 "1" 0 CAMANCHE   4.16       PGEN=3.50  QGEN=-0.62 170

0
3 33850 0 "2" 0 CAMANCHE   4.16       PGEN=3.50  QGEN=0.00 171

0
3 33850 0 "3" 0 CAMANCHE   4.16       PGEN=3.50  QGEN=0.00 172
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0

3 33917 0 "1" 0 FBERBORD 115.00       PGEN=3.20  QGEN=-2.22 173
0

3 34050 0 "1" 0 CH.STN.   13.80       PGEN=10.65  QGEN=11.00 174
0

3 34054 0 "1" 0 MDSTO CN  13.80       PGEN=4.45  QGEN=6.00 175
0

3 34056 0 "1" 0 STNSLSRP  13.80       PGEN=13.65  QGEN=14.00 176
0

3 34058 0 "1" 0 DONNELLS  13.80       PGEN=63.48  QGEN=11.89 177
0

3 34060 0 "1" 0 SANDBAR   13.80       PGEN=15.01  QGEN=1.27 178
0

3 34062 0 "1" 0 STANISLS  13.80       PGEN=62.65  QGEN=33.01 179
0

3 34074 0 "1" 0 BEARDSLY   6.90       PGEN=10.46  QGEN=0.78 180
0

3 34076 0 "1" 0 TULLOCH    6.90       PGEN=8.00  QGEN=1.00 181
0

3 34076 0 "2" 0 TULLOCH    6.90       PGEN=8.00  QGEN=1.00 182
0

3 34078 0 "1" 0 SPRNG GP   6.00       PGEN=5.04  QGEN=2.03 183
0

3 35310 0 "1" 0 LFC FIN+   9.11       PGEN=0.18  QGEN=0.00 184
0

3 36980 0 "1" 0 KIRKWD 1  13.80       PGEN=37.00  QGEN=10.47 185
0

3 36982 0 "1" 0 KIRKWD 2  13.80       PGEN=37.00  QGEN=10.47 186
0

3 36984 0 "1" 0 KIRKWD 3  13.80       PGEN=37.00  QGEN=7.44 187
0

3 36986 0 "1" 0 HOLM 1    13.80       PGEN=70.00  QGEN=19.65 188
0

3 36988 0 "1" 0 HOLM 2    13.80       PGEN=70.00  QGEN=19.65 189
0

3 37561 0 "1" 0 MELONE1   13.80       PGEN=127.05  QGEN=60.00 190
0

3 38102 0 "1" 0 COLLRVL1  13.80       PGEN=88.00  QGEN=58.80 191
0

3 38104 0 "1" 0 COLLRVL2  13.80       PGEN=88.00  QGEN=58.80 192
0

3 38122 0 "1" 0 NEWSPICE   4.16       PGEN=3.33  QGEN=-4.80 193
0

3 38349 0 "1" 0 FRANKHMR   9.11       PGEN=3.47  QGEN=2.50 194
0

3 38365 0 "1" 0 N.HGN DM  12.00       PGEN=2.20  QGEN=0.07 195
0

3 38365 0 "2" 0 N.HGN DM  12.00       PGEN=1.10  QGEN=0.03 196
0

3 37561 0 "1" 0 MELONE1   13.80       PGEN=127.05  QGEN=35.15 197
1 30500 38206 "1 " 0 line from  BELLOTA  230.00  BRKR to (2)   COTTLE A 230.00
1 38206 37563 "1 " 0 line from  COTTLE A 230.00   (2) to BRKR  MELONES  230.00
4 38206 0 "1 " 0 LOAD-DROP    COTTLE A 230.00  LOAD==19.23(0.00)

0
3 37561 0 "1" 0 MELONE1   13.80       PGEN=127.05  QGEN=35.15 198
1 30500 38208 "1 " 0 line from  BELLOTA  230.00  BRKR to (3)   COTTLE B 230.00
1 38208 30515 "1 " 0 line from  COTTLE B 230.00   (3) to BRKR  WARNERVL 230.00
2 38208 38349 "1 " 0 TRAN from  COTTLE B 230.00   (3) to (1)   FRANKHMR   9.11
4 38208 0 "2 " 0 LOAD-DROP    COTTLE B 230.00  LOAD==21.32(7.38)
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3 38349 0 "1 " 0 GEN-DROP    FRANKHMR   9.11  GEN==3.47(2.50)

0
3 34050 0 "1" 0 CH.STN.   13.80       PGEN=10.65  QGEN=11.00 199
1 33932 33922 "1 " 0 line from  MELONES  115.00  BRKR to (1)   R.TRACK  115.00
4 33922 0 "1 " 0 LOAD-DROP    R.TRACK  115.00  LOAD==12.33(2.44)

0
3 34054 0 "1" 0 MDSTO CN  13.80       PGEN=4.45  QGEN=6.00 200
1 33514 33970 "1 " 0 line from  MANTECA  115.00  BRKR to (3)   INGRM C. 115.00
1 33970 33959 "1 " 0 line from  INGRM C. 115.00   (3) to (2)   TCHRT_T2 115.00
1 33970 33965 "1 " 0 line from  INGRM C. 115.00   (3) to (2)   SALADO J 115.00
1 33959 33540 "1 " 0 line from  TCHRT_T2 115.00   (2) to BRKR  TESLA    115.00
1 33965 33964 "1 " 0 line from  SALADO J 115.00   (2) to BRKR  SALADO   115.00
4 33970 0 "1 " 0 LOAD-DROP    INGRM C. 115.00  LOAD==4.00(1.82)

0
3 34062 0 "1" 0 STANISLS  13.80       PGEN=62.65  QGEN=31.20 201
1 33540 33544 "1 " 0 line from  TESLA    115.00  BRKR to (2)   ELLS GTY 115.00
1 33544 33546 "1 " 0 line from  ELLS GTY 115.00   (2) to (2)   TRACY JC 115.00
1 33546 33542 "1 " 0 line from  TRACY JC 115.00   (2) to (2)   LEPRINO  115.00
1 33542 33548 "1 " 0 line from  LEPRINO  115.00   (2) to BRKR  TRACY    115.00
4 33544 0 "1 " 0 LOAD-DROP    ELLS GTY 115.00  LOAD==3.60(1.85)
4 33542 0 "1 " 0 LOAD-DROP    LEPRINO  115.00  LOAD==4.72(3.05)

0
3 34062 0 "1" 0 STANISLS  13.80       PGEN=62.65  QGEN=31.20 202
1 33514 33526 "1 " 0 line from  MANTECA  115.00  BRKR to (3)   KSSN-JC1 115.00
1 33526 33528 "1 " 0 line from  KSSN-JC1 115.00   (3) to BRKR  KASSON   115.00
1 33526 33533 "1 " 0 line from  KSSN-JC1 115.00   (3) to (2)   OWENSTP2 115.00
1 33533 33535 "1 " 0 line from  OWENSTP2 115.00   (2) to (2)   SFWY_TP2 115.00
1 33535 33543 "1 " 0 line from  SFWY_TP2 115.00   (2) to (3)   AEC_TP2  115.00
1 33543 33536 "1 " 0 line from  AEC_TP2  115.00   (3) to (2)   TESLA JB 115.00
1 33543 33545 "1 " 0 line from  AEC_TP2  115.00   (3) to (2)   AEC_JCT  115.00
1 33536 33540 "1 " 0 line from  TESLA JB 115.00   (2) to BRKR  TESLA    115.00
1 33545 33547 "1 " 0 line from  AEC_JCT  115.00   (2) to (1)   AEC_300  115.00
4 33547 0 "1 " 0 LOAD-DROP    AEC_300  115.00  LOAD==3.00(9.54)

0
3 34062 0 "1" 0 STANISLS  13.80       PGEN=62.65  QGEN=31.20 203
1 33562 33950 "1 " 0 line from  BELLOTA  115.00  BRKR to (3)   RVRBK TP 115.00
1 33950 33934 "1 " 0 line from  RVRBK TP 115.00   (3) to (3)   TULLOCH  115.00
1 33950 33944 "1 " 0 line from  RVRBK TP 115.00   (3) to BRKR  RVRBANK  115.00
1 33934 33932 "1 " 0 line from  TULLOCH  115.00   (3) to BRKR  MELONES  115.00
2 33934 34076 "1 " 0 TRAN from  TULLOCH  115.00   (3) to (1)   TULLOCH    6.90
3 34076 0 "1 " 0 GEN-DROP    TULLOCH    6.90  GEN==8.00(1.00)
3 34076 0 "2 " 0 GEN-DROP    TULLOCH    6.90  GEN==8.00(1.00)

0
3 34062 0 "1" 0 STANISLS  13.80       PGEN=62.65  QGEN=31.20 204
1 33506 33948 "1 " 0 line from  STANISLS 115.00  BRKR to (2)   RVRBK J2 115.00
1 33948 33953 "1 " 0 line from  RVRBK J2 115.00   (2) to (2)   VLYHMTP2 115.00
1 33953 33511 "1 " 0 line from  VLYHMTP2 115.00   (2) to (2)   AVENATP2 115.00
1 33511 33514 "1 " 0 line from  AVENATP2 115.00   (2) to BRKR  MANTECA  115.00

0
3 34062 0 "1" 0 STANISLS  13.80       PGEN=62.65  QGEN=31.20 205
1 33503 33936 "1 " 0 line from  FRGTNTP2 115.00   (2) to (3)   MELNS JB 115.00
1 33503 33504 "1 " 0 line from  FRGTNTP2 115.00   (2) to (2)   CATARACT 115.00
1 33936 33932 "1 " 0 line from  MELNS JB 115.00   (3) to BRKR  MELONES  115.00
1 33936 33951 "1 " 0 line from  MELNS JB 115.00   (3) to (3)   VLYHMTP1 115.00
1 33504 33506 "1 " 0 line from  CATARACT 115.00   (2) to BRKR  STANISLS 115.00
1 33951 33516 "1 " 0 line from  VLYHMTP1 115.00   (3) to (3)   RPN JNCN 115.00
1 33951 33952 "1 " 0 line from  VLYHMTP1 115.00   (3) to (1)   VALLY HM 115.00
1 33516 33514 "1 " 0 line from  RPN JNCN 115.00   (3) to BRKR  MANTECA  115.00
1 33516 33520 "1 " 0 line from  RPN JNCN 115.00   (3) to (1)   RIPON    115.00
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From Bus To Bus Ckt Description
4 33952 0 "1 " 0 LOAD-DROP    VALLY HM 115.00  LOAD==4.10(0.93)
4 33520 0 "2 " 0 LOAD-DROP    RIPON    115.00  LOAD==22.22(0.00)

0
3 34062 0 "1" 0 STANISLS  13.80       PGEN=62.65  QGEN=31.20 206
1 33500 33509 "1 " 0 line from  MELNS JA 115.00   (3) to (3)   AVENATP1 115.00
1 33500 33501 "1 " 0 line from  MELNS JA 115.00   (3) to (3)   FRGTNTP1 115.00
1 33500 33932 "1 " 0 line from  MELNS JA 115.00   (3) to BRKR  MELONES  115.00
1 33509 33510 "1 " 0 line from  AVENATP1 115.00   (3) to (1)   AVENA    115.00
1 33509 33514 "1 " 0 line from  AVENATP1 115.00   (3) to BRKR  MANTECA  115.00
1 33501 33502 "1 " 0 line from  FRGTNTP1 115.00   (3) to (1)   FROGTOWN 115.00
1 33501 33506 "1 " 0 line from  FRGTNTP1 115.00   (3) to BRKR  STANISLS 115.00
4 33510 0 "1 " 0 LOAD-DROP    AVENA    115.00  LOAD==11.24(0.00)
4 33502 0 "1 " 0 LOAD-DROP    FROGTOWN 115.00  LOAD==6.47(1.48)
4 33502 0 "2 " 0 LOAD-DROP    FROGTOWN 115.00  LOAD==11.22(2.55)
1 33511 33510 "1 " 1  Switches in Avenan SW 145 to transfer load
4 33510 0 "**" 1  Restores Load at Avena

0
3 34062 0 "1" 0 STANISLS  13.80       PGEN=62.65  QGEN=31.20 207
1 33540 33568 "1 " 0 line from  TESLA    115.00  BRKR to (3)   TH.E.DV. 115.00
1 33568 33570 "1 " 0 line from  TH.E.DV. 115.00   (3) to (3)   SPC JCT. 115.00
2 33568 33806 "1 " 0 TRAN from  TH.E.DV. 115.00   (3) to (1)   TH.E.DV.  13.80
1 33570 33572 "1 " 0 line from  SPC JCT. 115.00   (3) to (2)   SP CMPNY 115.00
1 33570 33956 "1 " 0 line from  SPC JCT. 115.00   (3) to (2)   SJ COGEN 115.00
2 33572 33810 "1 " 0 TRAN from  SP CMPNY 115.00   (2) to (1)   SP CMPNY  13.80
2 33956 33808 "1 " 0 TRAN from  SJ COGEN 115.00   (2) to (1)   SJ COGEN  13.80
3 33806 0 "1 " 0 GEN-DROP    TH.E.DV.  13.80  GEN==19.55(6.00)
3 33810 0 "1 " 0 GEN-DROP    SP CMPNY  13.80  GEN==37.58(19.92)
3 33808 0 "1 " 0 GEN-DROP    SJ COGEN  13.80  GEN==45.40(27.50)

0
3 33818 0 "1" 0 COG.NTNL  12.00       PGEN=34.97  QGEN=18.58 208
1 33658 33670 "1 " 0 line from  SNTA FEB  60.00   (3) to BRKR  STCKTN A  60.00
1 33658 33678 "1 " 0 line from  SNTA FEB  60.00   (3) to (2)   MONARCH   60.00
1 33658 33662 "1 " 0 line from  SNTA FEB  60.00   (3) to BRKR  WEBER 2   60.00
1 33678 33684 "1 " 0 line from  MONARCH   60.00   (2) to (2)   HARDING   60.00
1 33684 33686 "1 " 0 line from  HARDING   60.00   (2) to (1)   STCKTNAR  60.00
4 33678 0 "2 " 0 LOAD-DROP    MONARCH   60.00  LOAD==4.56(1.04)
4 33684 0 "1 " 0 LOAD-DROP    HARDING   60.00  LOAD==5.13(1.17)
4 33684 0 "2 " 0 LOAD-DROP    HARDING   60.00  LOAD==5.13(1.17)
4 33686 0 "1 " 0 LOAD-DROP    STCKTNAR  60.00  LOAD==2.21(0.51)

0
3 33816 0 "1" 0 I.ENERGY  12.00       PGEN=14.50  QGEN=7.09 209
1 33610 33619 "1 " 0 line from  VLLY SPS  60.00  BRKR to (3)   AMFOR_SW  60.00
1 33619 33616 "1 " 0 line from  AMFOR_SW  60.00   (3) to BRKR  MARTELL   60.00
1 33619 33620 "1 " 0 line from  AMFOR_SW  60.00   (3) to (2)   AM FORST  60.00
2 33620 33826 "1 " 0 TRAN from  AM FORST  60.00   (2) to (1)   MARTELL    9.11
4 33620 0 "1 " 0 LOAD-DROP    AM FORST  60.00  LOAD==6.76(6.33)
3 33826 0 "1 " 0 GEN-DROP    MARTELL    9.11  GEN==11.00(7.77)

0
3 33826 0 "1" 0 MARTELL    9.11       PGEN=11.00  QGEN=7.77 210
1 33610 33634 "1 " 0 line from  VLLY SPS  60.00  BRKR to (3)   PRDE JCT  60.00
1 33634 33626 "1 " 0 line from  PRDE JCT  60.00   (3) to (3)   I.NRGYJT  60.00
2 33634 33846 "1 " 0 TRAN from  PRDE JCT  60.00   (3) to (1)   PRDE 1-3   7.20
1 33626 33622 "1 " 0 line from  I.NRGYJT  60.00   (3) to (2)   CLAY      60.00
1 33626 33628 "1 " 0 line from  I.NRGYJT  60.00   (3) to (2)   I.ENERGY  60.00
1 33622 33623 "1 " 0 line from  CLAY      60.00   (2) to (3)   INE_TP    60.00
1 33623 33616 "1 " 0 line from  INE_TP    60.00   (3) to BRKR  MARTELL   60.00
1 33623 33624 "1 " 0 line from  INE_TP    60.00   (3) to (1)   INE PRSN  60.00
2 33628 33816 "1 " 0 TRAN from  I.ENERGY  60.00   (2) to (1)   I.ENERGY  12.00
4 33622 0 "1 " 0 LOAD-DROP    CLAY      60.00  LOAD==8.27(0.00)
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From Bus To Bus Ckt Description
4 33624 0 "1 " 0 LOAD-DROP    INE PRSN  60.00  LOAD==11.01(2.51)
3 33846 0 "1 " 0 GEN-DROP    PRDE 1-3   7.20  GEN==8.00(1.22)
3 33846 0 "2 " 0 GEN-DROP    PRDE 1-3   7.20  GEN==8.00(1.22)
3 33816 0 "1 " 0 GEN-DROP    I.ENERGY  12.00  GEN==14.50(5.15)
1 33616 33618 "1 " 0  Must include Martell - Oleda in this outage
4 33618 0 "**" 0  LOAD-DROP    OLETA     60.00

0
3 34056 0 "1" 0 STNSLSRP  13.80       PGEN=13.65  QGEN=14.00 211
1 34002 34004 "1 " 0 line from  SALADO    60.00  BRKR to (2)   PTRSNFRZ  60.00
1 34004 34006 "1 " 0 line from  PTRSNFRZ  60.00   (2) to BRKR  PATTERSN  60.00
4 34004 0 "1 " 0 LOAD-DROP    PTRSNFRZ  60.00  LOAD==10.80(8.38)

0
3 34056 0 "1" 0 STNSLSRP  13.80       PGEN=13.65  QGEN=14.00 212
1 34006 34010 "1 " 0 line from  PATTERSN  60.00  BRKR to (3)   CRWS LDJ  60.00
1 34010 34012 "1 " 0 line from  CRWS LDJ  60.00   (3) to (2)   GUSTN JT  60.00
1 34010 34017 "1 " 0 line from  CRWS LDJ  60.00   (3) to (1)   CRWS LDG  60.00
1 34012 34014 "1 " 0 line from  GUSTN JT  60.00   (2) to BRKR  NEWMAN    60.00
4 34017 0 "1 " 0 LOAD-DROP    CRWS LDG  60.00  LOAD==3.97(0.31)
1 34016 34017 "1 " 1  Switches in Crows Landing SW 57 to transfer load
4 34017 0 "**" 1  Restore Load at Crows Landing

-1
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