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(hh‘p://www.enerqy.@ov/appliances/appliance/excel based_files/).
This requires database software (spreadsheet programs cannot
handle some of the larger files). To use the data, a user must
download the database file (or files), download a brand file and a
manufacturer file and then decompress these files. The data can be
sorted and manipulated.

Documenting the mandatory measures on the plans is accomplished through a
confirmation statement, notes and actual equipment location as identified on the
plans. The plans should clearly indicate the location and type of all mandatory
control devices; such as manual switches, reduced level control, daylit area,
controls, building shut-off and overrides, and exterior light controls.

Lighting Worksheet

Check the appropriate boxes to indicate which worksheet(s) are being included
with the certificate of compliance.

LTG-1-C Part 2 of 4

Part 2 of LTG-1-C is used to indicate compliance by showing that the installed
indoor lighting power is lower than the lighting power allowance.

Installed Indoor Lighting Power for Conditioned and Unconditioned Spaces:
¢ Indicate the installed lighting for conditioned spaces from form LTG-
2-C
¢ Indicate installed lighting power from LTG-2-C, portable lighting from
LTG-2-C, and any lighting controls credits from LTG-4-C. Sum to
determine total installed lighting power.

¢ Indicate lighting control credit for conditioned spaces form LTG-4-C
¢ Indicate the conditioned space adjusted installed lighting power

¢ Indicate the installed lighting for unconditioned spaces from
LTG-2-C

¢ Indicate lighting control credit for unconditioned spaces from
LTG-4-C

¢ Indicate the unconditioned space adjusted installed lighting power

Allowed Indoor Lighting Power
¢ Indicate which method of compliance is being used and indicate the
total allowance from the corresponding worksheet.

Alternate Compliance
o Check the appropriate box if the performance or area category method
is being used for compliance.
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npena
Note
Deleted previous FTP site address for new web address "http://www.energy.ca.gov/appliances/appliance/excel_based_files/ ".

npena
Note
Deleted "Then download a description file that provides details on what is contained in each of the data fields.  With these files, and using database software".
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