(ROHM—WAKO ELECTRONICS (MALAYSIA) SDN BHD ) Cross-Section Floor Plan  Factory #3 Floor Plan _Factory #1

Metal Roof
Fiberglass 50mm
Date September 27, 2004 November 3, 2004 ‘
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Before Cool Therm Application After Cool Therm Application
9/28 9/29 9/30 10/1 10/2 10/3 10/4  Average 10/17 10/18 10/19 10/20 10/21 10/22 10/23 | Average
Weather / / / /
Outside Temperature 310 | 300 | 300 | 270 | 290 | 280 | 300 | 293 |G Tem| 300 300 300 | 310 280 | 310 | 290 299
Max. Attic Temperature: Factory #3 (Uncoated) 345 34.1 33.9 30.2 34.1 295 32.7 32.7 35.8 35.1 34.8 36.1 34.1 35.3 335 35.0
Max. Attic Temperature: Factory #1 (Cool Therm) 342 36.1 356 308 351 30.1 345 338 284 275 272 28.1 26.3 279 265 274
Temperature Gap (Factory #3 - Factory #1) -0.3 2.0 17 0.6 1.0 0.6 18 11 -74 -7.6 -7.6 -8.0 -7.8 -74 -7.0 -75
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